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INTRODUCTION 

 

The Illinois Register is the official state document for publishing public notice of rulemaking activity 

initiated by State governmental agencies. The table of contents is arranged categorically by 

rulemaking activity and alphabetically by agency within each category.  

 

Rulemaking activity consists of proposed or adopted new rules; amendments to or repealers of 

existing rules; and rules promulgated by emergency or peremptory action. Executive Orders and 

Proclamations issued by the Governor; notices of public information required by State Statute; and 

activities (meeting agendas; Statements of Objection or Recommendation, etc.) of the Joint 

Committee on Administrative Rules (JCAR), a legislative oversight committee which monitors the 

rulemaking activities of State Agencies; is also published in the Register. 

 

The Register is a weekly update of the Illinois Administrative Code (a compilation of the rules 

adopted by State agencies). The most recent edition of the Code, along with the Register, comprise 

the most current accounting of State agencies’ rulemakings. 

 

The Illinois Register is the property of the State of Illinois, granted by the authority of the Illinois 

Administrative Procedure Act [5 ILCS 100/1-1, et seq.]. 

 

ILLINOIS REGISTER PUBLICATION SCHEDULE FOR 2013 

Issue#   Rules Due Date Date of Issue 

1 December 26, 2012 January 4, 2013 

2 December 31, 2012 January 11, 2013 

3 January 7, 2013 January 18, 2013 

4 January 14, 2013 January 25, 2013 

5 January 22, 2013 February 1, 2013 

6 January 28, 2013 February 8, 2013 

7 February 4, 2013 February 15, 2013 

8 February 11, 2013 February 22, 2013 

9 February 19, 2013 March 1, 2013 

10 February 25, 2013 March 8, 2013 

11 March 4, 2013 March 15, 2013 

12 March 11, 2013 March 22, 2013 

13 March 18, 2013 March 29, 2013 

14 March 25, 2013 April 5, 2013 

15 April 1, 2013 April 12, 2013  

16 April 8, 2013 April 19, 2013 

17 April 15, 2013 April 26, 2013 

18 April 22, 2013 May 3, 2013 

19 April 29, 2013 May 10, 2013 

20 May 6, 2013 May 17, 2013 

21 May 13, 2013 May 24, 2013 

22 May 20, 2013 May 31, 2013 

23 May 28, 2013 June 7, 2013 
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24 June 3, 2013 June 14, 2013 

25 June 10, 2013 June 21, 2013 

26 June 17, 2013 June 28, 2013 

27 June 24, 2013 July 5, 2013 

28 July 1, 2013 July 12, 2013 

29 July 8, 2013 July 19, 2013 

30 July 15, 2013 July 26, 2013 

31 July 22, 2013 August 2, 2013 

32 July 29, 2013 August 9, 2013 

33 August 5, 2013 August 16, 2013 

34 August 12, 2013 August 23, 2013  

35 August 19, 2013 August 30, 2013 

36 August 26, 2013 September 6, 2013 

37 September 3, 2013 September 13, 2013 

38 September 9, 2013 September 20, 2013 

39 September 16, 2013 September 27, 2013 

40 September 23, 2013 October 4, 2013 

41 September 30, 2013 October 11, 2013 

42 October 7, 2013 October 18, 2013 

43 October 15, 2013 October 25, 2013  

44 October 21, 2013 November 1, 2013 

45 October 28, 2013 November 8, 2013 

46 November 4, 2013 November 15, 2013 

47 November 12, 2013 November 22, 2013 

48 November 18, 2013 December 2, 2013 

49 November 25, 2013 December 6, 2013 

50 December 2, 2013 December 13, 2013 

51 December 9, 2013 December 20, 2013 

52 December 16, 2013 December 27, 2013 

 

Editor's Note: The Secretary of State Index Department is providing this 

opportunity to remind you that the next filing period for your Regulatory Agenda 

will occur from May 1
st
 through Monday, July 1

st
, 2013. 
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DEPARTMENT OF CHILDREN AND FAMILY SERVICES 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

1) Heading of the Part:  Reports of Child Abuse and Neglect 

 

2) Code Citation:  89 III. Adm. Code 300 

 

3) Section Numbers:  Proposed Actions: 

 300.20    Amend 

 300.30    Amend 

 300.130   Amend 

  

4) Statutory Authority:  Implementing and authorized by the Abused and Neglected Child 

Reporting Act [325 ILCS 5], the Abandoned Newborn Infants Protection Act [325 ILCS 

2] and Section 3 of the Consent by Minors to Medical Procedures Act [410 ILCS 210/3] 

 

5) A Complete Description of the Subjects and Issues Involved:  Public Acts 97-897, 97-

1063 and 97-711 require that the Department amend this Part, adding the offense of 

human trafficking to the definition of an "Abused child", including those who commit 

acts of human trafficking as a "person responsible for the welfare of a child", and adding 

"personnel of institutions of higher learning" to the list of mandated reporters.  

 

6) Published studies and reports, and sources of underlying data used to compose this 

rulemaking:  None 

 

7) Will this rulemaking replace any emergency rulemaking currently in effect?  No 

 

8) Does this rulemaking contain an automatic repeal date?  No 

 

9) Does this rulemaking contain incorporations by reference?  No 

 

10) Are there any other proposed rulemakings pending on this Part?  No 

  

11) Statement of Statewide Policy Objective:  This rulemaking does not create or expand a 

State mandate as defined in Section 3(b) of the State Mandates Act [30 ILCS 805/3(b)]. 

 

12) Time, Place, and Manner in which interested persons may comment on this proposed 

rulemaking: Comments on this proposed rulemaking may be submitted in writing for a 

period of 45 days following publication of this notice. Comments should be submitted to: 

 

Jeff Osowski 

Office of Child and Family Policy 



     ILLINOIS REGISTER            5208 

 13 
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Department of Children and Family Services 

406 E. Monroe, Station #65 

Springfield, Illinois 62701-1498 

 

Telephone: 217/524-1983 

TDD: 217/524-3715 

Fax: 217/557-0692 

E-Mail: CFPolicy@idcfs.state.il.us 

 

The Department will consider fully all written comments on this proposed rulemaking 

submitted during the 45-day comment period. Comments submitted by small businesses 

should be identified as such. 

 

13) Initial Regulatory Flexibility Analysis:  The Department has determined that the 

proposed amendments will not have an economic impact on small businesses.  

 

14) Regulatory Agenda on which this rulemaking was summarized:  The rulemaking was not 

included on either of the 2 most recent Regulatory Agendas because the need for the 

rulemaking was not anticipated at the time the Regulatory Agendas were published.  

 

The full text of the Proposed Amendments begins on the next page. 

  



     ILLINOIS REGISTER            5209 

 13 

DEPARTMENT OF CHILDREN AND FAMILY SERVICES 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

TITLE 89:  SOCIAL SERVICES 

CHAPTER III:  DEPARTMENT OF CHILDREN AND FAMILY SERVICES 

SUBCHAPTER a:  SERVICE DELIVERY 

 

PART 300 

REPORTS OF CHILD ABUSE AND NEGLECT 

 

Section  

300.10  Purpose  

300.20  Definitions  

300.30  Reporting Child Abuse or Neglect to the Department  

300.40  Content of Child Abuse or Neglect Reports  

300.45  Five Year Demonstration of the Differential Response Program 

300.50  Transmittal of Child Abuse or Neglect Reports  

300.60  Special Types of Reports (Recodified)  

300.70  Referrals to the Local Law Enforcement Agency and State's Attorney  

300.80  Delegation of the Investigation  

300.90  Time Frames for the Investigation  

300.100 Initial Investigation  

300.110 The Formal Investigative Process  

300.120 Taking Children into Temporary Protective Custody  

300.130 Notices Whether Child Abuse or Neglect Occurred  

300.140 Transmittal of Information to the Illinois Department of Professional Regulation 

and to School Superintendents  

300.150 Referral for Other Services  

300.160 Special Types of Reports  

300.170 Child Death Review Teams  

300.180 Abandoned Newborn Infants 

300.APPENDIX A Acknowledgement of Mandated Reporter Status  

300.APPENDIX B Child Abuse and Neglect Allegations  

 

AUTHORITY:  Implementing and authorized by the Abused and Neglected Child Reporting Act 

[325 ILCS 5], the Abandoned Newborn Infants Protection Act [325 ILCS 2] and Section 3 of the 

Consent by Minors to Medical Procedures Act [410 ILCS 210/3].  

 

SOURCE:  Adopted and codified as 89 Ill. Adm. Code 302 at 5 Ill. Reg. 13188, effective 

November 30, 1981; amended at 6 Ill. Reg. 15529, effective January 1, 1983; recodified at 8 Ill. 

Reg. 992; peremptory amendment at 8 Ill. Reg. 5373, effective April 12, 1984; amended at 8 Ill. 

Reg. 12143, effective July 9, 1984; amended at 9 Ill. Reg. 2467, effective March 1, 1985; 
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amended at 9 Ill. Reg. 9104, effective June 14, 1985; amended at 9 Ill. Reg. 15820, effective 

November 1, 1985; amended at 10 Ill. Reg. 5915, effective April 15, 1986; amended at 11 Ill. 

Reg. 1390, effective January 13, 1987; amended at 11 Ill. Reg. 1151, effective January 14, 1987; 

amended at 11 Ill. Reg. 1829, effective January 15, 1987; recodified from 89 Ill. Adm. Code 

302.20, 302.100, 302.110, 302.120, 302.130, 302.140, 302.150, 302.160, 302.170, 302.180, 

302.190, and Appendix A at 11 Ill. Reg. 3492; emergency amendment at 11 Ill. Reg. 4058, 

effective February 20, 1987, for a maximum of 150 days; amended at 11 Ill. Reg. 12619, 

effective July 20, 1987; recodified at 11 Ill. Reg. 13405; amended at 13 Ill. Reg. 2419, effective 

March 1, 1989; emergency amendment at 14 Ill. Reg. 11356, effective July 1, 1990, for a 

maximum of 150 days; amended at 14 Ill. Reg. 17558, effective October 15, 1990; amended at 

14 Ill. Reg. 19827, effective November 28, 1990; emergency amendment at 15 Ill. Reg. 14285, 

effective September 25, 1991; amended at 15 Ill. Reg. 17986, effective December 1, 1991; 

emergency amendment at 17 Ill. Reg. 15658, effective September 10, 1993, for a maximum of 

150 days; emergency expired February 7, 1994; amended at 18 Ill. Reg. 8377, effective May 31, 

1994; amended at 18 Ill. Reg. 8601, effective June 1, 1994; amended at 19 Ill. Reg. 3469, 

effective March 15, 1995; amended at 19 Ill. Reg. 10522, effective July 1, 1995; amended at 20 

Ill. Reg. 10328, effective July 19, 1996; amended at 22 Ill. Reg. 18847, effective October 1, 

1998; amended at 23 Ill. Reg. 13590, effective November 15, 1999; amended at 24 Ill. Reg. 

7707, effective June 1, 2000; amended at 25 Ill. Reg. 12781, effective October 1, 2001; amended 

at 26 Ill. Reg. 7435, effective May 15, 2002; amended at 26 Ill. Reg. 11730, effective August 1, 

2002; amended at 27 Ill. Reg. 1114, effective January 15, 2003; amended at 27 Ill. Reg. 9431, 

effective June 9, 2003; peremptory amendment at 29 Ill. Reg. 21065, effective December 8, 

2005; amended at 33 Ill. Reg. 7862, effective June 15, 2009; amended at 34 Ill. Reg. 6373, 

effective May 1, 2010; amended at 35 Ill. Reg. 1599, effective January 15, 2011; amended at 35 

Ill. Reg. 2861, effective February 8, 2011; amended at 36 Ill. Reg. 4026, effective March 5, 

2012; amended at 36 Ill. Reg. 16756, effective November 15, 2012; amended at 37 Ill. Reg. 

______, effective ____________. 

 

Section 300.20  Definitions  
 

"Abandonment" means parental conduct that demonstrates the purpose of 

relinquishing all parental rights and claims to the child.  Abandonment is also 

defined as any parental conduct that evinces a settled purpose to forego all 

parental duties and relinquish all parental claims to the child.   

 

"Abused child" means a child whose parent or immediate family member, or any 

person responsible for the child's welfare, or any individual residing in the same 

home as the child, or a paramour of the child's parent:  
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inflicts, causes to be inflicted, or allows to be inflicted upon such child 

physical or mental injury, by other than accidental means, which causes 

death, disfigurement, impairment of physical or emotional health, or loss 

or impairment of any bodily function;  

 

creates a substantial risk of physical or mental injury to such child by 

other than accidental means which would be likely to cause death, 

disfigurement, impairment of physical or emotional health, or loss of or 

impairment of any bodily function;  

 

commits or allows to be committed any sex offense against such child, as 

such sex offenses are defined in the Criminal Code of 20121961 [720 

ILCS 5], and extending those definitions of sex offenses to include 

children under 18 years of age;  

 

commits or allows to be committed the offense of involuntary servitude, 

involuntary sexual servitude of a minor, or trafficking in persons as 

defined in Section 10-9 of  the Criminal Code of 2012 against the child;  

 

commits or allows to be committed an act or acts of torture upon such 

child;  

 

inflicts excessive corporal punishment; or  

 

commits or allows to be committed the offense of female genital 

mutilation, as defined in Section 12-34 of the Criminal Code of 20121961, 

against the child. [325 ILCS 5/3] 

 

"Act" means the Abused and Neglected Child Reporting Act [325 ILCS 5]. 

 

"Blatant disregard" means an incident where the real, significant, and imminent 

risk of harm would be so obvious to a reasonable parent or caretaker that it is 

unlikely that a reasonable parent or caretaker would have exposed the child to 

the danger without exercising precautionary measures to protect the child from 

harm. [325 ILCS 5/3] 

 

"CANTS/SACWIS 8" or "C/S8" means the Department's document titled 

Notification of a Report of Suspected Child Abuse and/or Neglect. This document 

explains the Department's child abuse/neglect allegation investigation process. 
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"CANTS/SACWIS 9" or "C/S9" means the Department's document titled 

Notification of Intent to Indicate Child Care Worker for Report of Child Abuse 

and/or Neglect. This document is used to notify a person that the Department 

plans to indicate that person as a perpetrator of child abuse/neglect. 

 

"CANTS/SACWIS 10" or "C/S10" means the Department's document titled 

Notice of Intent to Indicate a Child Care Worker for Report of Child Abuse and/or 

Neglect-Questions and Answers. This is an informational document explaining 

the impact of a determination of indicated child abuse/neglect and the appeal 

process. 

 

"CANTS/SACWIS 11" or "C/S11" means the Department's document titled 

Notification of Indicated Decision in an Employment Related Report of Suspected 

Child Abuse and/or Neglect. This is the document by which the Department 

notifies a person that the Department has determined that there is credible 

evidence that he or she is responsible for the child abuse or neglect described in 

that document. 

 

"Caregiver" means the child's parents, guardian, custodian or relative with whom 

the child lives and who has primary responsibility for the care and supervision of 

the child.  

 

"Child" means any person under the age of 18 years, unless legally emancipated 

by reason of marriage or entry into a branch of the United States armed services.  

[325 ILCS 5/3] 

 

"Child care facility" means any person, group of persons, agency, association or 

organization, whether established for gain or otherwise, who or which receives or 

arranges for care or placement of one or more children, unrelated to the operator 

of the facility, apart from the parents, with or without the transfer of the right of 

custody in any facility as defined in the Child Care Act of 1969 [225 ILCS 10], 

established and maintained for the care of children. Child care facility includes a 

relative who is licensed as a foster family home under Section 4 of the Child Care 

Act of 1969. [225 ILCS 10/2.05]  

 

"Child care worker" means any person who is employed to work directly with 

children and any person who is an owner/operator of a child care facility, 

regardless of whether the facility is licensed by the Department. Child care 
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facilities, for purposes of this definition, include child care institutions; child 

welfare agencies; day care/night care centers; day care/night care homes; day 

care/night care group day care homes; group homes; hospitals or health care 

facilities; schools, including school teachers and administrators, but not tenured 

school teachers or administrators who have other disciplinary processes available 

to them; and before and after school programs, recreational programs and summer 

camps. "Child care worker" also means persons employed as full-time nannies. A 

child care worker may, at his or her discretion, be subject to this Part if alleged to 

be responsible for child abuse or neglect outside of his or her employment. "Child 

care worker" includes a person: currently employed as a child care worker; 

currently enrolled in an academic program that leads to a position as a child care 

worker; or who has applied for a license required for a child care worker position.  

A person will be considered to be "employed as a child care worker" under this 

Part if, at the time of the notice of the investigation, he or she: has applied for, or 

will apply within 180 days for, a position as a child care worker; is enrolled in, or 

will commence within 180 days, an academic program that leads to a position as a 

child care worker; or has applied for a license as a child care worker.   

 

"Child-placing agency" means a licensed public or private agency that receives a 

child for the purpose of placing or arranging for the placement of the child in a 

foster family home or other facility for child care, apart from the custody of the 

child's parents. [325 ILCS 2/10] 

 

"Child Protective Service Unit" or "CPS" means certain specialized State 

employees of the Department assigned by the Director or his or her designee to 

perform the duties and responsibilities described  under this Part. CPS staff is also 

referred to as investigative staff.  [325 ILCS 5/3]  

 

"Children for whom the Department is legally responsible" means children for 

whom the Department has temporary protective custody, custody or guardianship 

via court order, or children whose parents have signed an adoptive surrender or 

voluntary placement agreement with the Department.  

 

"CPSW" means a Child Protective Service Worker. 

 

"Collateral contact" means obtaining information concerning a child, parent, or 

other person responsible for the child from a person who has knowledge of the 

family situation but was not directly involved in referring the child or family to 

the Department for services.  
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"Credible evidence of child abuse or neglect" means that the available facts, when 

viewed in light of surrounding circumstances, would cause a reasonable person to 

believe that a child was abused or neglected.  

 

"Delegation of an investigation" means the investigation of a report of child abuse 

or neglect has been deferred to another authority.  The Department maintains 

responsibility for determining whether the report is indicated or unfounded, 

entering information about the report in the State Central Register and notifying 

the subjects of the report and mandated reporters of the results of the 

investigation.  

 

"Department" or "DCFS" means the Department of Children and Family Services.  

 

"Determination" means a final Department decision about whether there is 

credible evidence that child abuse or neglect occurred.  A determination must be 

either "indicated" or "unfounded". 

 

"DR Specialist" means a Differential Response Specialist as described in Section 

300.45(e)(1).  

 

"Disfigurement" means a serious or protracted blemish, scar, or deformity that 

spoils a person's appearance or limits bodily functions.  

 

"Ecomap" means a pictorial representation of family connections to different 

systems and community and other resources to identify significant people and/or 

systems around the family to illustrate the strengths, impact and quality of each 

connection. (Hartman, A., Diagrammatic Assessment of Family Relationships. 

Social Casework, 59, 465-476 (1978).) 

 

"Emergency medical facility" means a freestanding emergency center or trauma 

center, as defined in the Emergency Medical Services (EMS) Systems Act [210 

ILCS 50]. [325 ILCS 2/10] 

 

"Emergency medical professional" includes licensed physicians, and any 

emergency medical technician-basic, emergency medical technician-intermediate, 

emergency medical technician-paramedic, trauma nurse specialist, and pre-

hospital RN, as defined in the Emergency Medical Services (EMS) Systems Act.  

[325 ILCS 2/10] 
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"Fire station" means a fire station within the State with at least one staff person. 

[325 ILCS 2/10] 

 

"Formal investigation" means those activities conducted by Department 

investigative staff necessary to make a determination as to whether a report of 

suspected child abuse or neglect is indicated or unfounded.  Those activities shall 

include:  an evaluation of the environment of the child named in the report and 

any other children in the same environment; a determination of the risk to such 

children if they continue to remain in the existing environments, as well as a 

determination of the nature, extent and cause of any condition enumerated in such 

report, the name, age and condition of other children in the environment; and an 

evaluation as to whether there would be an immediate and urgent necessity to 

remove the child from the environment if appropriate family preservation services 

were provided. After seeing to the safety of the child or children, the Department 

shall forthwith notify the subjects of the report, in writing, of the existence of the 

report and their rights existing under the Act in regard to amendment or 

expungement.  [325 ILCS 5/3]  

 

"Genogram" means a pictorial representation of an individual's family 

relationships. 

 

"Godparent" is a person who sponsors a child at baptism or one in whom the 

parents have entrusted a special duty that includes assisting in raising a child if the 

parent cannot raise the child.  The worker shall verify the godparent/godchild 

relationship by contacting the parents to confirm the fact that they did, in fact, 

designate the person as the godparent.  If the parents are unavailable, the worker 

should contact other close family members to verify the relationship.  If the 

person is considered to be the child's godparent, in order for placement to occur, 

the same placement selection criteria as contained in 89 Ill. Adm. Code 301.60  

(Placement Selection Criteria) must be met.  If the godparent is not a licensed 

foster parent, all the conditions currently in effect for placement with relatives in 

89 Ill. Adm. Code 301.80 must be met.  

 

"Hospital" has the same meaning as in the Hospital Licensing Act [210 ILCS 85]. 

 

"Indicated report" means any report of child abuse or neglect made to the 

Department for which it is determined, after an investigation, that credible 

evidence of the alleged abuse or neglect exists.  
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"Initial investigation" means those activities conducted by Department 

investigative staff to determine whether a report of suspected child abuse or 

neglect is a good faith indication of abuse or neglect and, therefore, requires a 

formal investigation.  Good faith in this context means that the report was made 

with the honest intention to identify actual child abuse or neglect.  

 

"Initial oral report" means a report alleging child abuse or neglect for which the 

State Central Register has no prior records on the family.  

 

"Involved subject" means a child who is the alleged victim of child abuse or 

neglect or a person who is the alleged perpetrator of the child abuse or neglect.  

 

"Legal custody" means the relationship created by a court order in the best 

interest of a newborn infant that imposes on the infant's custodian the 

responsibility of physical possession of the infant, the duty to protect, train, and 

discipline the infant, and the duty to provide the infant with food, shelter, 

education, and medical care, except as these are limited by parental rights and 

responsibilities. [312 ILCS 2/10] 

 

"Local law enforcement agency" means the police of a city, town, village or other 

incorporated area or the sheriff of an unincorporated area or any sworn officer of 

the Illinois Department of State Police.  

 

"Mandated reporters" means those individuals required to report suspected child 

abuse or neglect to the Department.  A list of these persons and their associated 

responsibilities is provided in Section 300.30 of this Part.  

 

"Member of the clergy" means a clergyman or practitioner of any religious 

denomination accredited by the religious body to which he or she belongs.  [325 

ILCS 5/3] 

 

"Neglected child" means any child who is not receiving the proper or necessary 

nourishment or medically indicated treatment including food or care not provided 

solely on the basis of present or anticipated mental or physical impairment as 

determined by a physician acting alone or in consultation with other physicians 

or otherwise is not receiving the proper or necessary support, or medical or other 

remedial care recognized under State law as necessary for a child's well-being 

(including where there is harm or substantial risk of harm to the child's health or 
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welfare), or other care necessary for a child's well-being, including adequate 

food, clothing and shelter; or who is subjected to an environment which is 

injurious insofar as the child's environment creates a likelihood of harm to the 

child's health, physical well-being or welfare and the likely harm to the child is 

the result of a blatant disregard of parent or caretaker responsibilities; or who is 

abandoned by his or her parents or other person responsible for the child's 

welfare without a proper plan of care; or who is a newborn infant whose blood, 

urine or meconium contains any amount of controlled substance as defined in 

Section 102(f) of the Illinois Controlled Substances Act [720 ILCS 570] or a 

metabolite thereof, with the exception of a controlled substance or metabolite 

thereof whose presence in the newborn infant is the result of medical treatment 

administered to the mother or newborn infant. A child shall not be considered 

neglected for the sole reason that the child's parent or other person responsible 

for his or her welfare has left the child in the care of an adult relative for any 

period of time. A child shall not be considered neglected or abused for the sole 

reason that such child's parent or other person responsible for his or her welfare 

depends upon spiritual means through prayer alone for the treatment or cure of 

disease or remedial care under Section 4 of the Abused and Neglected Child 

Reporting Act. Where the circumstances indicate harm or substantial risk of harm 

to the child's health or welfare and necessary medical care is not being provided 

to treat or prevent that harm or risk of harm because the parent or other person 

responsible for the child's welfare depends upon spiritual means alone for 

treatment or cure, the child is subject to the requirements of thethis Act for the 

reporting of, investigation of, and provision of protective services with respect to 

the child and his or her health needs, and in such cases spiritual means through 

prayer alone for the treatment or cure of disease or for remedial care will not be 

recognized as a substitute for  necessary medical care, if the Department or, as 

necessary, a juvenile court determines that medical care is necessary. A child shall 

not be considered neglected or abused solely because the child is not attending 

school in accordance with the requirements of Article 26 of the School Code [105 

ILCS 5/Art. 26]. [325 ILCS 5/3]  

 

"Newborn infant" means a child who a licensed physician reasonably believes is 

30 days old or less at the time the child is initially relinquished to a hospital, 

police station, fire station, or emergency medical facility, and who is not an 

abused or a neglected child. [325 ILCS 2/10] 

 

"Perpetrator" means a person who, as a result of investigation, has been 

determined by the Department to have caused child abuse or neglect.  
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"Person responsible for the child's welfare" means the child's parent, guardian, 

foster parent, relative caregiver, an operator, supervisor, or employee of a public 

or private residential agency or institution or public or private profit or not-for-

profit child care facility; or any other person responsible for the child's welfare at 

the time of the alleged abuse or neglect, or any person who came to know the 

child through an official capacity or position of trust, including but not limited to 

health care professionals, educational personnel, recreational supervisors, 

members of the clergy and volunteers or support personnel in any setting where 

children may be subject to abuse or neglect, including any person that is the 

custodian of a child under 18 years of age who commits or allows to be 

committed, against a child, the offense of involuntary servitude, involuntary 

sexual servitude of a minor, or trafficking in persons for forced labor or services, 

as provided in Section 10-9 of the Criminal Code of 2012. [325 ILCS 5/3] 

 

"Police station" means: 

 

a municipal police station;  

 

a county sheriff's office; 

 

a campus police department located on any college or university owned or 

controlled by the State or any private college or private university that is 

not owned or controlled by the State when employees or the campus police 

department are present; or 

 

any of the district headquarters of the Illinois State Police. [325 ILCS 

2/10] 

 

"Private guardianship" means an individual person appointed by the court to 

assume the responsibilities of the guardianship of the person as defined in Section 

1-3 of the Juvenile Court Act of 1987 [705 ILCS 405/1-3] or Article XI of the 

Probate Act of 1975 [755 ILCS 5/Art. XI].  

 

"Relative", for purposes of placement of children for whom the Department is 

legally responsible, means any person, 21 years of age or over, other than the 

parent, who:  

 

is currently related to the child in any of the following ways by blood or 
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adoption:  grandparent, sibling, great-grandparent, uncle, aunt, nephew, 

niece, first cousin, first cousin once removed (children of one's first cousin 

to oneself), second cousin (children of first cousins are second cousins to 

each other), godparent (as defined in this Section), great-uncle, or great-

aunt;  

 

is the spouse, or party to a civil union, of such a relative;  

 

is the child's step-father, step-mother, or adult step-brother or step-sister; 

or  

 

is the partner, or adult child of a partner, in a civil union with the child's 

mother or father. 

 

Relative also includes a person related in any of the foregoing ways to a 

sibling of a child, even though the person is not related to the child, when 

the child and its sibling are placed together with that person. [20 ILCS 

505/7(b)]  

 

"Relinquish" means to bring a newborn infant, who a licensed physician 

reasonably believes is 30 days old or less, to a hospital, police station, fire 

station, or emergency medical facility and to leave the infant with personnel of the 

facility, if the person leaving the infant does not express an intent to return for the 

infant or states that he or she will not return for the infant.  In the case of a 

mother who gives birth to an infant in a hospital, the mother's act of leaving the 

new born infant at the hospital without expressing an intent to return for the 

infant or stating that she will not return for the infant is not a "relinquishment" 

under the Act. [325 ILCS 2/10] 

 

"Strengthening and Supporting Families service period" means a level of service 

intervention that will average 90 days, but no more than 120 days. 

 

"State Central Register" is the record of child abuse and/or neglect reports 

maintained by the Department pursuant to the Act. 

 

"Subject of a report" means any child reported to the child abuse/neglect State 

Central Register, and his or her parent, personal guardian or other person 

responsible for the child's welfare who is named in the report.  
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"SSF worker" means a Strengthening and Supporting Families worker.  

 

"Temporary protective custody" means custody within a hospital or other medical 

facility or a place previously designated by the Department, subject to review by 

the Court.  Temporary protective custody cannot exceed 48 hours, excluding 

Saturdays, Sundays and holidays.  

 

"Undetermined report" means any report of child abuse or neglect made to the 

Department in which it was not possible to complete an investigation within 60 

days on the basis of information provided to the Department.  

 

"Unfounded report" means any report of child abuse or neglect for which it is 

determined, after an investigation, that no credible evidence of the alleged abuse 

or neglect exists.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 300.30  Reporting Child Abuse or Neglect to the Department  
 

a) Reports of suspected child abuse or neglect may be immediately made to the State 

Central Register via its toll-free number [1-800-25A-BUSE] at any time, day or 

night, or on any day of the week.  Reports may also be made to the nearest 

Department office.  The Department encourages use of the toll-free hotline 

number.  

 

b) Persons Mandated to Report Child Abuse or Neglect  

 

1) Types of Mandated Reporters  

 Any of the following individuals who have reasonable cause to believe 

that a child known to them in their professional or official capacity may be 

abused or neglected shall immediately report or cause a report to be made 

to the Department.  These mandated reporters include:  

 

A) physicians, residents, interns and physician assistants; 

 

B) hospitals;  

 

C) hospital administrators and personnel engaged in the examination, 

care and treatment of persons;  
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D) surgeons;  

 

E) dentists;  

 

F) dentist hygienists;  

 

G) osteopaths;  

 

H) chiropractors;  

 

I) podiatrists;  

 

J) Christian Science practitioners;  

 

K) coroners;  

 

L) medical examiners;  

 

M) emergency medical technicians;  

 

N) crisis line or hotline personnel;  

 

O) school personnel;  

 

P) educational advocate assigned to a child pursuant to the School 

Code;  

 

Q) truant officers;  

 

R) social workers;  

 

S) social services administrators;  

 

T) domestic violence program personnel;  

 

U) registered nurses;  

 

V) licensed practical nurses, advanced practice nurses, home health 
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aides;  

 

W) directors or staff assistants of nursery schools or child day care 

centers;  

 

X) recreational program or facility personnel;  

 

Y) law enforcement officers;  

 

Z) registered psychologists;  

 

AA) assistants working under the direct supervision of a psychologist 

or psychiatrist;  

 

BB) field personnel of the Illinois Departments of Healthcare and 

Family Services, Human Services,  Public Health, Corrections, 

Children and Family Services or Human Rights;  

 

CC) probation officers;  

 

DD) foster parents, homemakers or any other child care worker;  

 

EE) supervisors and administrators of General Assistance under the 

Illinois Public Aid Code;  

 

FF) substance abuse treatment personnel;  

 

GG) funeral home directors or their employees;  

 

HH) members of the clergy; 

 

II) licensed professional counselors or licensed clinical professional 

counselors; 

 

JJ) acupuncturists; 

 

KK) animal control officers or Illinois Department of Agriculture 

Bureau of Animal Health and Welfare field investigators; 
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LL) members of a school board or the Chicago Board of Education or 

the governing body of a private school; or 

 

MM) medical technicians or certified nursing assistants of any office, 

clinic or any other physical location that provides abortions, 

abortion referral or contraceptives;. 

 

NN) personnel of institutions of higher education. [325 ILCS 5/4] 

 

2) Members of the Clergy 

Any member of the clergy having reasonable cause to believe that a child 

known to that member of the clergy in his or her professional capacity 

may be an abused child, as defined in this Part, shall immediately report 

or cause a report to be made to the Department. [325 ILCS 5/4] 

 

3) Acknowledgement of Reporting Responsibility  

 

A) Individuals who became mandated reporters on or after July 1, 

1986, by virtue of their employment shall sign statements 

acknowledging that they are mandated to report suspected child 

abuse and neglect in accordance with Section 4 of the Act.  The 

statement shall be on a form prescribed by the Department, but 

provided by the employer.  (See Appendix A.)  The statement shall 

be signed before beginning employment and shall be retained by 

the employer as a permanent part of the personnel record.  

 

B) The Department shall provide, upon request at a reasonable cost of 

$.50 each, copies of the Act to all employers employing persons 

who are mandated to report under the Act.  

 

4) Interference with Reporting Prohibited  

 

A) Whenever such person is required to report under the Act in his or 

her capacity as a member of the staff of a medical or other public 

or private institution, school, facility or agency, or as a member of 

the clergy, he shall make report immediately to the Department in 

accordance with provisions of the Act and may also notify the 

person in charge of such institution, school, facility or agency, or 

church, synagogue, temple, mosque, or other religious institution, 
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or his designated agent that such a report has been made.  Under 

no circumstances shall any person in charge of such institution, 

school, facility or agency, or church, synagogue, temple, mosque 

or other religious institution, or designated agent to whom such 

notification has been made  exercise any control, restraint, 

modification or other change in the report or the forwarding of 

such report to the Department. [325 ILCS 5/4]  

 

B) Any person who knowingly transmits a false report to the 

Department commits the offence of disorderly conduct under 

Section 26-1(a)(7) of the Criminal Code of 20121961.  A violation 

of this provision is a Class 4 felony. Any person who knowingly 

and willfully violates any provision of subsection (b)(4) other than 

a second or subsequent violation of transmitting a false report as 

described in this subsection (b)(4)(B), is guilty of a Class A 

misdemeanor for the first violation and a Class 4 felony for a 

second or subsequent violation. [325 ILCS 5/4]  

 

C) No employer shall discharge, demote or suspend, or threaten to 

discharge, demote or suspend, or in any manner discriminate 

against any employee who makes any good faith oral or written 

report of suspected child abuse or neglect, or who is or will be a 

witness or testify in any investigation or proceeding concerning a 

report of suspected child abuse or neglect. [325 ILCS 5/9.1]  

 

5) Consequences of Failure to Report  

 

A) The privileged quality of communication between any professional 

person required to report and his or her patient or client shall not 

apply to situations involving abused or neglected children and 

shall not constitute grounds for failure to report as required by the 

Act or constitute grounds for failure to share information or 

documents with the Department during the course of a child abuse 

or neglect investigation. If requested by the professional, the 

Department shall confirm in writing that the information or 

documents disclosed by the professional were gathered in the 

course of a child abuse or neglect investigation. [325 ILCS 5/4] 

Mandated reporters who willfully fail to report suspected child 

abuse or neglect are subject to license suspension or revocation in 
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accordance with, but not limited to, the following statutes:    

 

i) Nurse Practice Act [225 ILCS 65];  

 

ii) Medical Practice Act of 1987 [225 ILCS 60];  

 

iii) Podiatric Medical Practice Act of 1987 [225 ILCS 100];  

 

iv) Clinical Psychologist Licensing Act [225 ILCS 15];  

 

v) Clinical Social Work and Social Work Practice Act [225 

ILCS 20];  

 

vi) The School Code [105 ILCS 5];  

 

vii) The Illinois Dental Practice Act [225 ILCS 25];  

 

viii) Physician Assistant Practice Act of 1987 [225 ILCS 95];  

 

ix) Illinois Optometric Practice Act of 1987 [225 ILCS 80];  

 

x) Illinois Physical Therapy Act [225 ILCS 90]; and  

 

xi) Illinois Athletic Trainers Act [225 ILCS 5].  

 

B) Any physician who willfully fails to report child abuse or neglect 

shall be referred to the Illinois State Medical Disciplinary Board 

for action.  Any other person required to report suspected child 

abuse or neglect who willfully fails to report such abuse or neglect 

shall be guilty of a Class A misdemeanor. [325 ILCS 5/4]  

 

C) Members of the clergy of any religious denomination accredited by 

the religious body to which he or she belongs shall not be 

compelled to disclose a confession or admission made to him or 

her in his or her professional character or as a spiritual advisor. 

 

6) Written Confirmation of Reports  

Mandated reporters shall confirm their telephone report in writing on a 

form prescribed by the Department within 48 hours after the oral report.  
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The Department shall provide forms to mandated reporters – one for the 

exclusive use of medical professionals and another for use by all other 

mandated reporters.  These confirmation reports shall be admissible as 

evidence in any administrative or judicial proceeding related to child 

abuse or neglect.  Local investigative staff shall transmit confirmation 

reports to the State Central Register within 24 hours after receipt.  

 

c) Other Persons May Report  

 Other persons may report suspected child abuse or neglect if they have reasonable 

cause to believe a child may be abused or neglected.  

 

d) Consequences of False Reporting  

 Any person who knowingly transmits a false report to the Department commits the 

offense of disorderly conduct under Section 26-1(a)(7) of the Criminal Code of 

20121961. A violation of this provision is a Class 4 felony. Any person who 

knowingly and willfully violates any provision of this Section other than a second 

or subsequent violation of submitting a false report is guilty of a Class A 

misdemeanor for a first violation and a Class 4 felony for a second or subsequent 

violation. [325 ILCS 5/4] The Department shall refer cases of false reporting to 

the local State's Attorney when the reporter is known.  

 

e) Cooperation in Court or Administrative Hearings  

 Any person who makes a report or who investigates a report under the Act shall 

testify fully in any judicial proceeding or administrative hearing resulting from 

such report, as to any evidence of abuse or neglect, or the cause thereof. Any 

person who is required to report a suspected case of abuse or neglect shall testify 

fully in any administrative hearing resulting from such report, as to any evidence 

of abuse or neglect or the cause thereof. No evidence shall be excluded by reason 

of any common law or statutory privilege relating to communications between the 

alleged perpetrator of abuse or neglect, or the child subject of the report and any 

person who is required to report a suspected case of abuse or neglect or the 

person making or investigating the report. [325 ILCS 5/10] 

 

f) Referrals to Public Health  

 All mandated reporters listed in subsection (b)(1) may refer to the Department of 

Public Health any pregnant person in Illinois who is addicted as defined in the 

Alcoholism and Other Drug Abuse and Dependency Act [20 ILCS 301].  

 

g) Depending upon Spiritual Means Through Prayer Alone for the Treatment or 
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Cure of Disease or Remedial Care  

 A child whose parent, guardian or custodian in good faith selects and depends 

upon spiritual means through prayer alone for the treatment or cure of disease or 

remedial care may be considered neglected or abused, but not for the sole reason 

that his parent, guardian, or custodian accepts and practices such beliefs.  [325 

ILCS 5/4] Where the circumstances indicate harm or substantial risk of harm to 

the child's health or welfare and medical care necessary to treat or prevent that 

harm or risk of harm is not being provided because a parent or other person 

responsible for the child's welfare depends upon such spiritual means, the child 

shall be subject to the requirements of the Act for the reporting of, investigation 

of, and provision of protective services with respect to the child and his or her 

health needs.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 300.130   Notices Whether Child Abuse or Neglect Occurred  
 

a) Written Notices of Decision  

 The Department provides a written notice to mandated reporters who reported 

suspected child abuse or neglect as well as to the child's parent, personal guardian, 

or legal custodian; the Juvenile Court Judge (when a State ward is involved); and 

the alleged perpetrator concerning the final determination of the report.  

 

b) Mandated Reporters  

 

1) Mandated reporters who have reported suspected child abuse or neglect 

are informed via a written notice that a formal investigation was 

conducted. The written notice also provides an explanation of how further 

information on an indicated report may be secured.  Department staff will 

notify them in writing:  

 

A) of the name of the child who was the subject of a report of abuse or 

neglect;  

 

B) whether the report was indicated or unfounded;  

 

C) whether the Department took temporary protective custody.  

 

2) Requests for additional information must be directed, in writing, to the 
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State Central Register and must include:  

 

A) the identity of the requestor;  

 

B) the subject's name for whom the record is requested;  

 

C) a notary public's attestation as to the identity of the requestor;  

 

D) the purpose of the request.  

 

3) Upon receipt of an appropriate request, only the following information 

will be disclosed to the mandated reporter:  

 

A) whether a Department case has been opened for the family or 

children; and  

 

B) what Department services are being provided to the family or 

children.  

 

4) All requested information is sent in writing through certified mail and is 

deliverable only to the mandated reporter who made the request.  

 

5) Whenever the Department determines that a reported incident of child 

abuse or neglect from a mandated reporter is unfounded, the mandated 

reporter may request a review of the investigation within ten days after the 

notification of the final findings.  Multi-disciplinary Review Committees 

established in each of the Department's regions shall conduct requested 

reviews.  

 

6) Multi-disciplinary Review Committees shall draw upon the expertise of 

the Child Death Review Teams (see Section 300.170 of this Part).  Each 

committee shall be composed of a health care professional, Department 

employee, law enforcement official, licensed social worker, and 

representative of a State's Attorney's office.  When appointing committee 

members, primary consideration shall be given to candidates with prior 

child abuse and neglect case experience.  

 

7) Multi-disciplinary Review Committees will have access to all information 

in the Department's possession related to the case being reviewed.  
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Committee recommendations concerning the adequacy of the investigation 

and accuracy of the final finding determination shall be made to the 

regional Child Protection Manager.  

 

8) Department records of investigations provided to committees and 

committee recommendation reports shall not be public record.  

 

c) Parents, Personal Guardians, Legal Custodians, and Alleged Perpetrators  

 

1) Custodial and non-custodial parents, personal guardians, or legal 

custodians of child subjects, and alleged perpetrators shall receive 

notification within five calendar days after the report has been indicated or 

unfounded which indicate that the allegations were either:  

 

A) unfounded, and that all identifying information in the computer 

and local index files will be retained in accordance with 89 Ill. 

Adm. Code 431 (Confidentiality of Information of Persons Served 

by the Department); or  

 

B) indicated, and all Department records will be maintained intact.  

 

2) In addition, written notices shall explain that:  

 

A) the subjects of the report have access to the Department's records 

on the report, with the exception of the identity of the reporter or 

other persons who cooperated in the investigation;  

 

B) the subjects of the report have the right to request a review of the 

determination that the report was indicated including the decision 

to maintain a record of the report in the Department's computer and 

local index files.  89 Ill. Adm. Code 336 (Appeal of Child Abuse 

and Neglect Investigation Findings) fully explains the 

Department's review and appeal process; and  

 

C) the subjects of the report may request, within 10 days of the date 

on the written notice, that an unfounded report be retained in the 

Department's computer and local index files, if the subjects of the 

report believe the report was not made in good faith.  All such 

requests will be honored.  
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d) Extended Family 

 An extended family member interviewed for relevant information during the 

course of an investigation by the Child Protective Service Unit may request and 

receive the following information about the findings and actions taken by the 

Child Protective Service Unit to ensure the safety of the child or children who 

were the subjects of the investigation: 

 

 1) name of the child who was the subject of the abuse or neglect report; 

 

 2) whether the report was indicated or unfounded; 

 

 3) whether the Department took protective custody; 

 

 4) whether a Department case has been opened for the family or children; 

 

 5) what Department services are being provided the family or children; and 

 

 6) whether a safety plan has been established. 

 

e) Child's School  

 

1) The Department shall send a copy of final finding reports involving 

indicated allegations of physical or sexual abuse to the indicated victim's 

school within ten days after the investigation is completed.  Reports 

completed during the summer months shall be sent to the last known 

school attended by the child.  

 

2) The final finding report shall be sent confidential and the school shall 

ensure that the report remains confidential in accordance with the Illinois 

School Student Records Act.  

 

3) The victim's school shall purge the final finding report from the student's 

record and return the report to the Department upon notification from the 

Department that the report was overturned in an appeal or hearing or an 

indicated finding has been expunged from the State Central Register or 

that the Department has determined that the child is no longer at risk of 

physical or sexual harm.  
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f) Other Parties  

 The Department shall notify, in writing, those supervisors or administrators 

referenced in Section 300.100(i) of this Part whether a report involving the 

persons they supervise was indicated or unfounded and, if unfounded, that Section 

13 of the Personnel Record Review Act [820 ILCS 40/13] requires that any record 

of the investigation must be expunged from the employee's personnel records.  

The Department shall also notify the employee, in writing, that notification has 

been sent to the employer informing the employer that the Department's 

investigation has resulted in an unfounded report.  The notice to the employee 

shall also contain a statement of the employee's right to take the notice to the 

employer to have any record of the investigation expunged from the employee's 

record.  

 

g) Child Abuse and Neglect Reports on Children in Department Custody  

 

1) When a child is reported to the Department as being abused or neglected 

while in a foster home or relative home placement, whether by the foster 

parent, caregiver, or any other person residing in the home, the 

Department shall promptly notify the following persons when the report 

has been made, when an investigation is pending, and when the report has 

been indicated or unfounded:  

 

A) the parents or private guardians of the alleged abuse or neglect 

victim;  

 

B) all Department caseworkers or case managers responsible for the 

alleged victim and for any other children in the same foster home 

or relative home placement;  

 

C) those persons designated by the Director as responsible for 

evaluating the investigation and the disposition of the report;  

 

D) Department staff responsible for licensing and making placements 

with the facility.  

 

2) When a child is reported to the Department as being abused or neglected 

while in residential placement, the Department shall promptly notify the 

following persons when the report has been made, an investigation is 

pending, and when the report has been indicated or unfounded:  
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A) the parents or private guardians of the alleged abuse or neglect 

victim;  

 

B) those Department caseworkers or case managers responsible for 

the alleged victim, for each child alleged to be a witness to the 

incident, and for each child alleged to be a perpetrator of the 

incident;  

 

C) those persons designated by the Director responsible for evaluating 

the investigation and the disposition of the report;  

 

D) Department staff responsible for licensing and making placements 

with the facility.  

 

3) The Department shall notify the following when a report involving a child 

in Department custody is indicated:  

 

A) the Juvenile Court.  If services are being provided by the 

Department or its providers, the notice shall also give the name and 

location of the Department office serving the children;  

 

B) the Department's administrative case reviewer responsible for 

reviewing the case plans of the children involved.  

 

4) The Department shall transmit a copy of the report to the guardian ad 

litem appointed under the Juvenile Court Act of 1987 when a report has 

been indicated, unfounded, or undetermined and the minor who is the 

subject of the report is also the minor for whom the guardian ad litem has 

been appointed.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 



     ILLINOIS REGISTER            5233 

 13 

DEPARTMENT OF CHILDREN AND FAMILY SERVICES 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

1) Heading of the Part:  Department of Children and Family Services Scholarship Program 

 

2) Code Citation:  89 III. Adm. Code 312 

 

3) Section Numbers:  Proposed Action: 

 312.20    Amend 

312.40    Amend 

312.50    Amend 

312.60    Amend 

312.80    Amend 

312.90    Amend 

312.100   Amend 

 

4) Statutory Authority:  Implementing and authorized by Section 8 of the Children and 

Family Services Act [20 ILCS 505/8] 

 

5) A Complete Description of the Subjects and Issues Involved:  Updates the Part to reflect 

changes to the eligibility and application requirements for the Scholarship Program. 

 

6) Published studies and reports, and sources of underlying data used to compose this 

rulemaking:   None  

 

7) Will this rulemaking replace any emergency rulemaking currently in effect?  No 

 

8) Does this rulemaking contain an automatic repeal date?  No 

 

9) Does this rulemaking contain incorporations by reference?  No 

 

10) Are there any other rulemakings pending on this Part?  No 

  

11) Statement of Statewide Policy Objective:  This rulemaking does not create or expand a 

State mandate as defined in Section 3(b) of the State Mandates Act [30 ILCS 805/3(b)]. 

 

12) Time, Place, and Manner in which interested persons may comment on this proposed 

rulemaking:  Comments on this proposed rulemaking may be submitted in writing for a 

period of 45 days following publication of this notice. Comments should be submitted to: 

 

Jeff Osowski 

Office of Child and Family Policy 
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Department of Children and Family Services 

406 E. Monroe, Station #65 

Springfield, Illinois 62701-1498 

 

Telephone: 217/524-1983 

TDD: 217/524-3715 

Fax: 217/557-0692 

E-Mail: CFPolicy@idcfs.state.il.us 

 

The Department will consider fully all written comments on this proposed rulemaking 

submitted during the 45-day comment period. Comments submitted by small businesses 

should be identified as such. 

 

13) Initial Regulatory Flexibility Analysis: 

 

A) Types of small businesses affected:  None 

 

B) Reporting, bookkeeping or other procedures required for compliance:  None 

 

C) Types of professional skills necessary for compliance:  None 

 

14) Regulatory Agenda on which this rulemaking was summarized:  The rulemaking was not 

included on either of the 2 most recent Regulatory Agendas because the need for the 

rulemaking was not anticipated at the time the Regulatory Agendas were published.  

 

The full text of the Proposed Amendments begins on the next page. 
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TITLE 89:  SOCIAL SERVICES 

CHAPTER III:  DEPARTMENT OF CHILDREN AND FAMILY SERVICES 

SUBCHAPTER a:  SERVICE DELIVERY 

 

PART 312 

DEPARTMENT OF CHILDREN AND  

FAMILY SERVICES SCHOLARSHIP PROGRAM 

 

Section  

312.10 Purpose  

312.20 Definitions  

312.30 Description  

312.40 Eligibility Requirements  

312.50 Application  

312.60 Selection  

312.70 Service Planning and Living Arrangements 

312.80 Ongoing Eligibility Requirements  

312.90 Benefits  

312.100 Discharge from the Scholarship Program  

 

AUTHORITY:  Implementing and authorized by Section 8 of the Children and Family Services 

Act [20 ILCS 505/8].  

 

SOURCE:  Adopted by emergency rulemaking at 20 Ill. Reg. 924, effective December 29, 1995, 

for a maximum of 150 days; emergency expired May 27, 1996; new Part adopted at 23 Ill. Reg. 

6784, effective June 1, 1999; amended at 28 Ill. Reg. 8456, effective June 4, 2004; amended at 

32 Ill. Reg. 1144, effective January 30, 2008; amended at 33 Ill. Reg. 7880, effective June 15, 

2009; amended at 37 Ill. Reg. ______, effective ____________. 

 

Section 312.20  Definitions  
 

"Accredited high school", as used in this Part, means any high school  that has 

met all compliance rules and regulations as required by the State of Illinois.  

 

"ACT" means American College Test.  

 

"Adopted child" means a child for whom the Department was legally responsible 

immediately before the adoption was finalized.  
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"Children for whom the Department is legally responsible" means children for 

whom the Department has temporary protective custody or guardianship via court 

order or children whose parent has signed an adoptive surrender or voluntary 

placement agreement with the Department.  

 

"Children of veterans" means youth who are either wards of the Department or in 

the subsidized guardianship program or who have been adopted and whose birth 

parent or adoptive parent has served honorably in a branch of the United States 

Armed Services. 

 

"Department" means the Department of Children and Family Services.  

 

"FAFSA" means Free Application for Federal Student Aid.  

 

"GED" means General Educational Development certificate/diploma.  

 

"KinGap Program" means the subsidized guardianship program that allows the 

State to enter into guardianship agreements to provide assistance payments to 

grandparents and other relatives who have assumed the legal guardianship of 

children for whom they have cared as a licensed foster parent and for whom they 

have committed to care on a permanent basis. 

 

"SAT" means Scholastic Aptitude Test.  

 

"Subsidized Guardianship Program" means a child welfare demonstration project 

that offers a financial subsidy to relative care or licensed foster home caregivers 

that are willing to assume private guardianship of children who are eligible for the 

program.  The Subsidized Guardianship Program is further defined in 89 Ill. Adm. 

Code 302.405, Subsidized Guardianship.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 312.40  Eligibility Requirements  
 

Applicants must meet the following criteria in order to be considered for a DCFS scholarship:  

 

a) the applicant must be at least 16 years of age and have earned a high school 

diploma from an accredited institution, have been awarded a GED, or have met 

the State criteria for high school graduationpossess a diploma from an accredited 
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high school or a GED by the end of the current school year;  

 

b) the Department must have court-ordered legal responsibility for the applicant, the 

applicant must have aged out of the Department's care at age 18 or older, or the 

Department must have had legal responsibility for the applicant immediately prior 

to the adoption being finalized, or the applicant must be in the KinGapSubsidized 

Guardianship Program.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 312.50  Application  
 

a) The application package will contain the following:  

 

1) completed DCFS Scholarship Program Student Application, CFS 438;  

 

2) transcript of high school grades through the first semester of the senior 

year and class standing information, or copy of GED and score, or copy of 

alternative acceptable high school transcript;. 

 

3) college transcript if applicable;College student applicants are only 

required to submit a transcript of their college grades provided by the 

college or university directly to the DCFS Office of Education and 

Transition Services (OETS);  

 

43) ACT or SAT test and score; and 

 

5) Documentation of legal relationship with the Department; and 

 

64) three letters of recommendation from persons unrelated to the applicant.  

  

b) Applications must be postmarked no later than March 31.  Applications received 

with a postmark after that date will be ineligible for consideration.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 312.60  Selection  
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a) The Office of Education and Transition Services shall coordinate the Scholarship 

Awards Selection Committee (SASC). Members of the SASC are appointed by 

the Deputy Director of Service Intervention and shall include the following:  

Deputy Director, Division of Field Operations; Deputy Director, Division of 

Placement/Permanency; Deputy Director, Division of Service Intervention; 

Deputy Director, Division of Child Protection; Deputy Director, Division of 

Performance Monitoring/Quality Assurance; DCFS Regional Administrators; a 

representative from the Director's Office; DCFS Legislative Liaison; Chairperson, 

Child Welfare Advisory Committee; Chairperson, DCFS Advisory Committee; 

Chairperson, Child Care Association of Illinois; Chairperson, Illinois Foster 

Parent Association; Chairperson, Statewide Foster Care Advisory Council; 

President, Council on Adoptable Children; and a representative of the Walter and 

Connie Payton Foundation. 

 

b) The SASC shall meet in April to evaluate each applicant's scholastic record; ACT, 

SAT or GED test scores; community and extracurricular activities; letters of 

recommendation; and interest in higher education.  SASC members shall assign 

an assessed value of 0 to 20 points to each area of consideration and the 

applicants with the highest composite scores shall be recommended to the 

Director to receive a Department Scholarship.  Applicants will be notified no later 

than May 120 of their award status. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 312.80  Ongoing Eligibility Requirements  
 

Scholarship recipients are required to take a minimum of 12 credit hours per semester or quarter, 

during fall and spring term and 6 credit hours in the summer term (see Section 312.90(b)(2)(A)), 

maintain a "C" grade point average and provide a copy of their semester or quarter grades to their 

caseworker and OETS Business Office.  Recipients who are under the care of the Department 

shall also notify their caseworkers and the OETS Business Office if they transfer to another 

school, change their address, attend summer school or withdraw from school.  Youth who are no 

longer the legal responsibility of the Department shall submit the above-required documentation 

to the OETS Business Office.  Scholarship recipients are responsible for filing a FAFSA form 

and applying for other forms of financial aid annually, if needed, and for paying their own room 

and board, as well as other costs not covered by the Department scholarship. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 312.90  Benefits  

 

a) Tuition and Fee Waiver  

The OETS Business Office will request a waiver of tuition and mandatory fees for 

scholarship youth that attend an Illinois State university or community college if 

the youth does not have a tuition and/or fee scholarship from another source. 

 

b) Monthly Grant   

 

1) Youth must provide their caseworkers with written verification of their 

acceptance/enrollment in a college or university and their school address 

prior to the beginning of their initial semester or quarter.  Caseworkers 

will verify the information and forward it to the OETS Business Office.  

Youth that no longer have a legal relationship with the Department must 

forward the information directly to the OETS Business Office.  The OETS 

Business Office will forward payment information to the Central Payment 

Unit (CPU).  Grant payments will be effective the first day the youth is at 

school and continue throughout the school year.  Youth will receive their 

first payments the following month.  The amount will be prorated based 

on the day of the month the youth was first located at the school.  

 

2) Caseworkers must provide youth with an explanation of the financial and 

security benefits of having their grant checks directly deposited and assist 

the youth with completing the C-95, Authorization for Deposit of 

Recurring Payments. Youth who do not choose direct deposit will have 

their grant checks mailed directly to them.  Youth are required to report 

their address change immediately to the OETS Scholarship 

AdministratorBusiness Office (5415 N. University, Peoria IL 61615, 

309/693-5150, facsimile 309/693-5433) and their caseworker to ensure 

timely receipt of correspondence and their grant payments.   

 

A) Summer Grant Payments 

 

i) The OETS will continue grant payments through the 

summer when the youth is enrolled in summer school and 

taking a minimum of six college credit hours, or 

participating in an approved internship program.  Youth 

that choose to continue their education through the summer 

months must submit an official class schedule or 
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documentation of participation in an approved internship 

program to the OETS Business Office and their caseworker 

no later than the first Monday in May.     

 

ii) Youth that choose not to attend summer school or 

participate in an approved internship program will continue 

to receive their grant payments through the summer months 

if the Department has guardianship of the youth or the 

Department's guardianship of the youth was terminated at 

age 21 after the youth entered the scholarship program and 

the youth has a grade point average of "C" or better, 

submits requested class schedules, has current contact 

information on file with OETS, and submits documentation 

of college or university enrollment for the fall semester to 

the OETS Business Office no later than June 1.  

 

B) Terminating Payment 

 

i) When a youth no longer meets the requirements to remain 

in the DCFS Scholarship Program, the youth's caseworker 

will notify the OETS Business Office immediately.  Youth 

who are no longer the legal responsibility of the 

Department shall notify the OETS Business Office when 

they no longer meet the requirements of the program.  The 

OETS Business Office will notify the CPU of the effective 

payment termination date for the youth.  

 

ii) The OETS Business Office will notify the youth in writing 

30 days prior to stopping grant payments for any reason 

other than summer breaks.  If the youth has a legal 

relationship with the Department and resides in Cook 

County, the Cook County Public Guardian will also receive 

a copy of the termination notification.  Youth may request a 

review of the decision to suspend or discharge them from 

the Scholarship Program in accordance with 89 Ill. Adm. 

Code 337 (Service Appeal Process).  If the youth's grant 

does not continue during the appeals process, it will be 

issued retroactively if the youth's appeal is successful.  
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C) Marriage or Termination of Guardianship 

Marriage or termination of guardianship does not terminate a 

Department scholarship.  The Department will continue to make 

monthly grant payments to the youth, and the youth's medical 

needs will continue to be met under the Medicaid program. 

 

c) Start-Up Grant 

This is a $200 one time grant youth will receive upon entrance into the DCFS 

Scholarship Program.  The purpose of the grant is to assist the youth with their 

initial college living expenses.  Youth will receive the Start-Up Grant payment in 

July.  

 

d) Medical and Dental Payments  

 

1) Medical and dental services are available to DCFS scholarship youth for 

whom the Department is legally responsible.  Medical and dental services 

are provided through the Department of Healthcare and Family Services 

Medical Assistance Program via the DCFS issued medical card.   

 

2) Medical case management services are provided to pregnant and parenting 

youth and their children, zero to five years of age, through the Department 

of Human Services.  

 

e) Mandatory Supplies and Book Payments  

The Department may pay for required textbooks and supplies for youth that do 

not have sufficient resources to purchase the required items. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 312.100  Discharge from the Scholarship Program  
 

a) Students will be discharged from the Scholarship Program for the following 

reasons:  

 

1) completion of four years in the Scholarship Program, or the student 

reaches age 23, whichever occurs first;  

 

2) failure to enroll in school;  
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3) failure to maintain a "C" grade point average;  

 

4) failure to maintain an academic load of 12 credit hours each semester or 

quarter during the fall and spring semesters;  

 

5) withdrawal from school; or  

 

6) dismissal from school due to disciplinary reasons.  

 

b) With the exception of a scholarship recipient completing four years in the 

Scholarship Program, the Deputy Director of the Division of Service Intervention 

may waive the requirement to discharge a scholarship recipient when the recipient 

provides information mitigating the reason or reasons for discharge (family illness 

or other emergency that necessitated withdrawing from the program and college 

or university for the semester/quarter/term, assuming the recipient is under the age 

of 23).  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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1) Heading of the Part:  Medical Payment 

 

2) Code Citation:  89 Ill. Adm. Code 140 

 

3) Section Number:  Proposed Action: 

 140.481   Amendment 

 

4) Statutory Authority:  Section 12-13 of the Illinois Public Aid Code [305 ILCS 5/12-13] 

 

5) Complete Description of the Subjects and Issues Involved: The rulemaking clarifies the 

definition of wholesale price, in accordance with the SMART Act, as the actual 

acquisition cost including all discounts. 

 

6) Published studies or reports, and sources of underlying data, used to compose this 

rulemaking:  None 

 

7) Will this rulemaking replace any emergency rulemaking currently in effect?  Yes 

 

8) Does this rulemaking contain an automatic repeal date?  No 

 

9) Does this rulemaking contain incorporations by reference?  No 

 

10) Are there any other proposed rulemakings pending on this Part?  Yes 

 

 Section Numbers: Proposed Action: Illinois Register Citation: 

140.445 Amendment 36 Ill. Reg. 7757; May 25, 2012 

140.52 Amendment  36 Ill. Reg. 7757; May 25, 2012 

140.59 Amendment 36 Ill. Reg. 7757; May 25, 2012 

140.570 Amendment 36 Ill. Reg. 7757; May 25, 2012 

140.400 Amendment 36 Ill. Reg. 8594; June 15, 2012 

140.438 Amendment 36 Ill. Reg. 8594; June 15, 2012 

140.5 Amendment 36 Ill. Reg. 9650; July 6, 2012 

140.642 Amendment 36 Ill. Reg. 9650; July 6, 2012 

140.643 Amendment 36 Ill. Reg. 9650; July 6, 2012 

140.491 Amendment 36 Ill. Reg. 15425; December 28, 2012 

140.462 Amendment 37 Ill. Reg. 18; January 4, 2013 

140.2 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.3 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.5 Amendment 37 Ill. Reg. 1390; February 8, 2013 
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140.11 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.12 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.13 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.14 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.15 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.16 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.18 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.19 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.20 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.30 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.32 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.44 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.45 New 37 Ill. Reg. 1390; February 8, 2013 

140.80 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.405 New 37 Ill. Reg. 1390; February 8, 2013 

140.413 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.414 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.417 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.420 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.425 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.428 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.440 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.441 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.442 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.443 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.445 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.449 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.457 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.458 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.469 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.470 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.471 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.472 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.473 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.474 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.477 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.498 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.523 Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.Table D Amendment 37 Ill. Reg. 1390; February 8, 2013 
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140.Table F Amendment 37 Ill. Reg. 1390; February 8, 2013 

140.402 Amendment 37 Ill. Reg. 4429; April 12, 2013 

 

11) Statement of Statewide Policy Objectives:  This rulemaking does affect units of local 

government.  It will have an impact on county government entities that own or operate 

nursing facilities enrolled in the Medical Assistance Program. 

 

12) Time, Place, and Manner in Which Interested Persons May Comment on this Proposed 

Rulemaking:  Any interested parties may submit comments, data, views, or arguments 

concerning this proposed rulemaking.  All comments must be in writing and should be 

addressed to: 

 

  Jeanette Badrov 

  General Counsel 

  Illinois Department of Healthcare and Family Services 

  201 South Grand Avenue East, 3
rd

 Floor 

  Springfield IL  62763-0002 

   

217/782-1233 

HFS.Rules@illinois.gov 

 

 The Department requests the submission of written comments within 45 days after the 

publication of this Notice.  The Department will consider all written comments it receives 

during the first notice period as required by Section 5-40 of the Illinois Administrative 

Procedure Act [5 ILCS 100/5-40]. 

 

13) Initial Regulatory Flexibility Analysis: 

 

A) Types of small businesses, small municipalities and not-for-profit corporations 

affected:  Medicaid funded providers 

 

B) Reporting, bookkeeping or other procedures required for compliance:  None 

 

 C) Types of Professional skills necessary for compliance:  None 

 

14) Regulatory Agenda on which this rulemaking was summarized:  January 2013 

 

The full text of the Proposed Amendment begins on the next page: 
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TITLE 89:  SOCIAL SERVICES 

CHAPTER I:  DEPARTMENT OF HEALTHCARE AND FAMILY SERVICES 

SUBCHAPTER d:  MEDICAL PROGRAMS 

 

PART 140 

MEDICAL PAYMENT 

 

SUBPART A:  GENERAL PROVISIONS 

 

Section  

140.1 Incorporation By Reference  

140.2 Medical Assistance Programs  

140.3 Covered Services Under Medical Assistance Programs  

140.4 Covered Medical Services Under AFDC-MANG for non-pregnant persons who 

are 18 years of age or older (Repealed)  

140.5 Covered Medical Services Under General Assistance  

140.6 Medical Services Not Covered  

140.7 Medical Assistance Provided to Individuals Under the Age of Eighteen Who Do 

Not Qualify for AFDC and Children Under Age Eight  

140.8 Medical Assistance For Qualified Severely Impaired Individuals  

140.9 Medical Assistance for a Pregnant Woman Who Would Not Be Categorically 

Eligible for AFDC/AFDC-MANG if the Child Were Already Born Or Who Do 

Not Qualify As Mandatory Categorically Needy  

140.10 Medical Assistance Provided to Persons Confined or Detained by the Criminal 

Justice System 

 

SUBPART B:  MEDICAL PROVIDER PARTICIPATION 

 

Section  

140.11 Enrollment Conditions for Medical Providers  

140.12 Participation Requirements for Medical Providers  

140.13 Definitions  

140.14 Denial of Application to Participate in the Medical Assistance Program  

140.15 Recovery of Money  

140.16 Termination or Suspension of a Vendor's Eligibility to Participate in the Medical 

Assistance Program  

140.17 Suspension of a Vendor's Eligibility to Participate in the Medical Assistance 

Program  

140.18 Effect of Termination or Revocation on Persons Associated with Vendor  
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140.19 Application to Participate or for Reinstatement Subsequent to Termination, 

Suspension or Barring  

140.20 Submittal of Claims  

140.21 Reimbursement for QMB Eligible Medical Assistance Recipients and QMB 

Eligible Only Recipients and Individuals Who Are Entitled to Medicare Part A or 

Part B and Are Eligible for Some Form of Medicaid Benefits 

140.22 Magnetic Tape Billings (Repealed)  

140.23 Payment of Claims  

140.24 Payment Procedures  

140.25 Overpayment or Underpayment of Claims  

140.26 Payment to Factors Prohibited  

140.27 Assignment of Vendor Payments  

140.28 Record Requirements for Medical Providers  

140.30 Audits  

140.31 Emergency Services Audits  

140.32 Prohibition on Participation, and Special Permission for Participation  

140.33 Publication of List of Sanctioned Entities  

140.35 False Reporting and Other Fraudulent Activities  

140.40 Prior Approval for Medical Services or Items  

140.41 Prior Approval in Cases of Emergency  

140.42 Limitation on Prior Approval  

140.43 Post Approval for Items or Services When Prior Approval Cannot Be Obtained  

140.44 Withholding of Payments Due to Fraud or Misrepresentation 

140.55 Recipient Eligibility Verification (REV) System  

140.71 Reimbursement for Medical Services Through the Use of a C-13 Invoice Voucher 

Advance Payment and Expedited Payments  

140.72 Drug Manual (Recodified)  

140.73 Drug Manual Updates (Recodified)  

 

SUBPART C:  PROVIDER ASSESSMENTS 

 

Section  

140.80 Hospital Provider Fund  

140.82 Developmentally Disabled Care Provider Fund  

140.84 Long Term Care Provider Fund  

140.94 Medicaid Developmentally Disabled Provider Participation Fee Trust 

Fund/Medicaid Long Term Care Provider Participation Fee Trust Fund  

140.95 Hospital Services Trust Fund  

140.96 General Requirements (Recodified)  
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140.97 Special Requirements (Recodified)  

140.98 Covered Hospital Services (Recodified)  

140.99 Hospital Services Not Covered (Recodified)  

140.100 Limitation On Hospital Services (Recodified)  

140.101 Transplants (Recodified)  

140.102 Heart Transplants (Recodified)  

140.103 Liver Transplants (Recodified)  

140.104 Bone Marrow Transplants (Recodified)  

140.110 Disproportionate Share Hospital Adjustments (Recodified)  

140.116 Payment for Inpatient Services for GA (Recodified)  

140.117 Hospital Outpatient and Clinic Services (Recodified)  

140.200 Payment for Hospital Services During Fiscal Year 1982 (Recodified)  

140.201 Payment for Hospital Services After June 30, 1982 (Repealed)  

140.202 Payment for Hospital Services During Fiscal Year 1983 (Recodified)  

140.203 Limits on Length of Stay by Diagnosis (Recodified)  

140.300 Payment for Pre-operative Days and Services Which Can Be Performed in an 

Outpatient Setting (Recodified)  

140.350 Copayments (Recodified)  

140.360 Payment Methodology (Recodified)  

140.361 Non-Participating Hospitals (Recodified)  

140.362 Pre July 1, 1989 Services (Recodified)  

140.363 Post June 30, 1989 Services (Recodified)  

140.364 Prepayment Review (Recodified)  

140.365 Base Year Costs (Recodified)  

140.366 Restructuring Adjustment (Recodified)  

140.367 Inflation Adjustment (Recodified)  

140.368 Volume Adjustment (Repealed)  

140.369 Groupings (Recodified)  

140.370 Rate Calculation (Recodified)  

140.371 Payment (Recodified)  

140.372 Review Procedure (Recodified)  

140.373 Utilization (Repealed)  

140.374 Alternatives (Recodified)  

140.375 Exemptions (Recodified)  

140.376 Utilization, Case-Mix and Discretionary Funds (Repealed)  

140.390 Subacute Alcoholism and Substance Abuse Services (Recodified)  

140.391 Definitions (Recodified)  

140.392 Types of Subacute Alcoholism and Substance Abuse Services (Recodified)  

140.394 Payment for Subacute Alcoholism and Substance Abuse Services (Recodified)  
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140.396 Rate Appeals for Subacute Alcoholism and Substance Abuse Services 

(Recodified)  

140.398 Hearings (Recodified)  

 

SUBPART D:  PAYMENT FOR NON-INSTITUTIONAL SERVICES 

 

Section  

140.400 Payment to Practitioners  

140.402 Copayments for Noninstitutional Medical Services  

140.403 Telehealth Services 

140.405 SeniorCare Pharmaceutical Benefit (Repealed) 

140.410 Physicians' Services  

140.411 Covered Services By Physicians  

140.412 Services Not Covered By Physicians  

140.413 Limitation on Physician Services  

140.414 Requirements for Prescriptions and Dispensing of Pharmacy Items – Prescribers  

140.416 Optometric Services and Materials  

140.417 Limitations on Optometric Services  

140.418 Department of Corrections Laboratory  

140.420 Dental Services  

140.421 Limitations on Dental Services  

140.422 Requirements for Prescriptions and Dispensing Items of Pharmacy Items – 

Dentists (Repealed) 

140.425 Podiatry Services  

140.426 Limitations on Podiatry Services  

140.427 Requirement for Prescriptions and Dispensing of Pharmacy Items – Podiatry 

(Repealed) 

140.428 Chiropractic Services  

140.429 Limitations on Chiropractic Services (Repealed)  

140.430 Independent Clinical Laboratory Services  

140.431 Services Not Covered by Independent Clinical Laboratories 

140.432 Limitations on Independent Clinical Laboratory Services  

140.433 Payment for Clinical Laboratory Services  

140.434 Record Requirements for Independent Clinical Laboratories  

140.435 Advanced Practice Nurse Services  

140.436 Limitations on Advanced Practice Nurse Services  

140.438 Diagnostic Imaging Services  

140.440 Pharmacy Services  

140.441 Pharmacy Services Not Covered  
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140.442 Prior Approval of Prescriptions  

140.443 Filling of Prescriptions  

140.444 Compounded Prescriptions  

140.445 Legend Prescription Items (Not Compounded)  

140.446 Over-the-Counter Items  

140.447 Reimbursement  

140.448 Returned Pharmacy Items  

140.449 Payment of Pharmacy Items  

140.450 Record Requirements for Pharmacies  

140.451 Prospective Drug Review and Patient Counseling  

140.452 Mental Health Services  

140.453 Definitions  

140.454 Types of Mental Health Services  

140.455 Payment for Mental Health Services  

140.456 Hearings  

140.457 Therapy Services  

140.458 Prior Approval for Therapy Services  

140.459 Payment for Therapy Services  

140.460 Clinic Services  

140.461 Clinic Participation, Data and Certification Requirements  

140.462 Covered Services in Clinics  

140.463 Clinic Service Payment  

140.464 Hospital-Based and Encounter Rate Clinic Payments  

140.465 Speech and Hearing Clinics (Repealed)  

140.466 Rural Health Clinics (Repealed)  

140.467 Independent Clinics  

140.469 Hospice  

140.470 Eligible Home Health Providers  

140.471 Description of Home Health Services  

140.472 Types of Home Health Services  

140.473 Prior Approval for Home Health Services  

140.474 Payment for Home Health Services  

140.475 Medical Equipment, Supplies, Prosthetic Devices and Orthotic Devices  

140.476 Medical Equipment, Supplies, Prosthetic Devices and Orthotic Devices for Which 

Payment Will Not Be Made  

140.477 Limitations on Equipment, Prosthetic Devices and Orthotic Devices  

140.478 Prior Approval for Medical Equipment, Supplies, Prosthetic Devices and Orthotic 

Devices  

140.479 Limitations, Medical Supplies  
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140.480 Equipment Rental Limitations  

140.481 Payment for Medical Equipment, Supplies, Prosthetic Devices and Hearing Aids  

140.482 Family Planning Services  

140.483 Limitations on Family Planning Services  

140.484 Payment for Family Planning Services  

140.485 Healthy Kids Program  

140.486 Illinois Healthy Women   

140.487 Healthy Kids Program Timeliness Standards  

140.488 Periodicity Schedules, Immunizations and Diagnostic Laboratory Procedures  

140.490 Medical Transportation  

140.491 Limitations on Medical Transportation  

140.492 Payment for Medical Transportation  

140.493 Payment for Helicopter Transportation  

140.494 Record Requirements for Medical Transportation Services  

140.495 Psychological Services  

140.496 Payment for Psychological Services  

140.497 Hearing Aids  

140.498 Fingerprint-Based Criminal Background Checks 

 

SUBPART E:  GROUP CARE 

 

Section  

140.500 Long Term Care Services  

140.502 Cessation of Payment at Federal Direction  

140.503 Cessation of Payment for Improper Level of Care  

140.504 Cessation of Payment Because of Termination of Facility  

140.505 Informal Hearing Process for Denial of Payment for New ICF/MR  

140.506 Provider Voluntary Withdrawal  

140.507 Continuation of Provider Agreement  

140.510 Determination of Need for Group Care  

140.511 Long Term Care Services Covered By Department Payment  

140.512 Utilization Control  

140.513 Notification of Change in Resident Status  

140.514 Certifications and Recertifications of Care (Repealed)  

140.515 Management of Recipient Funds – Personal Allowance Funds  

140.516 Recipient Management of Funds  

140.517 Correspondent Management of Funds  

140.518 Facility Management of Funds  

140.519 Use or Accumulation of Funds  
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140.520 Management of Recipient Funds – Local Office Responsibility  

140.521 Room and Board Accounts  

140.522 Reconciliation of Recipient Funds  

140.523 Bed Reserves  

140.524 Cessation of Payment Due to Loss of License  

140.525 Quality Incentive Program (QUIP) Payment Levels  

140.526 County Contribution to Medicaid Reimbursement (Repealed) 

140.527 Quality Incentive Survey (Repealed)  

140.528 Payment of Quality Incentive (Repealed)  

140.529 Reviews (Repealed)  

140.530 Basis of Payment for Long Term Care Services  

140.531 General Service Costs  

140.532 Health Care Costs  

140.533 General Administration Costs  

140.534 Ownership Costs  

140.535 Costs for Interest, Taxes and Rent  

140.536 Organization and Pre-Operating Costs  

140.537 Payments to Related Organizations  

140.538 Special Costs  

140.539 Reimbursement for Basic Nursing Assistant, Developmental Disabilities Aide, 

Basic Child Care Aide and Habilitation Aide Training and Nursing Assistant 

Competency Evaluation  

140.540 Costs Associated With Nursing Home Care Reform Act and Implementing 

Regulations  

140.541 Salaries Paid to Owners or Related Parties  

140.542 Cost Reports – Filing Requirements  

140.543 Time Standards for Filing Cost Reports  

140.544 Access to Cost Reports (Repealed)  

140.545 Penalty for Failure to File Cost Reports  

140.550 Update of Operating Costs  

140.551 General Service Costs Updates 

140.552 Nursing and Program Costs  

140.553 General Administrative Costs Updates 

140.554 Component Inflation Index (Repealed) 

140.555 Minimum Wage  

140.560 Components of the Base Rate Determination  

140.561 Support Costs Components  

140.562 Nursing Costs  

140.563 Capital Costs  
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140.565 Kosher Kitchen Reimbursement  

140.566 Out-of-State Placement  

140.567 Level II Incentive Payments (Repealed)  

140.568 Duration of Incentive Payments (Repealed)  

140.569 Clients With Exceptional Care Needs  

140.570 Capital Rate Component Determination  

140.571 Capital Rate Calculation  

140.572 Total Capital Rate  

140.573 Other Capital Provisions  

140.574 Capital Rates for Rented Facilities  

140.575 Newly Constructed Facilities (Repealed)  

140.576 Renovations (Repealed)  

140.577 Capital Costs for Rented Facilities (Renumbered)  

140.578 Property Taxes  

140.579 Specialized Living Centers  

140.580 Mandated Capital Improvements (Repealed)  

140.581 Qualifying as Mandated Capital Improvement (Repealed)  

140.582 Cost Adjustments  

140.583 Campus Facilities  

140.584 Illinois Municipal Retirement Fund (IMRF)  

140.590 Audit and Record Requirements  

140.642 Screening Assessment for Nursing Facility and Alternative Residential Settings 

and Services  

140.643 In-Home Care Program  

140.645 Home and Community Based Services Waivers for Medically Fragile, 

Technology Dependent, Disabled Persons Under Age 21 (Repealed) 

140.646 Reimbursement for Developmental Training (DT) Services for Individuals With 

Developmental Disabilities Who Reside in Long Term Care (ICF and SNF) and 

Residential (ICF/MR) Facilities  

140.647 Description of Developmental Training (DT) Services  

140.648 Determination of the Amount of Reimbursement for Developmental Training 

(DT) Programs  

140.649 Effective Dates of Reimbursement for Developmental Training (DT) Programs  

140.650 Certification of Developmental Training (DT) Programs  

140.651 Decertification of Day Programs  

140.652 Terms of Assurances and Contracts  

140.680 Effective Date Of Payment Rate  

140.700 Discharge of Long Term Care Residents  

140.830 Appeals of Rate Determinations  
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140.835 Determination of Cap on Payments for Long Term Care (Repealed)  

 

SUBPART F:  FEDERAL CLAIMING FOR STATE AND 

LOCAL GOVERNMENTAL ENTITIES 

 

Section 

140.850 Reimbursement of Administrative Expenditures  

140.855 Administrative Claim Review and Reconsideration Procedure  

140.860 County Owned or Operated Nursing Facilities 

140.865 Sponsor Qualifications (Repealed)  

140.870 Sponsor Responsibilities (Repealed)  

140.875 Department Responsibilities (Repealed)  

140.880 Provider Qualifications (Repealed)  

140.885 Provider Responsibilities (Repealed)  

140.890 Payment Methodology (Repealed)  

140.895 Contract Monitoring (Repealed)  

140.896 Reimbursement For Program Costs (Active Treatment) For Clients in Long Term 

Care Facilities For the Developmentally Disabled (Recodified)  

140.900 Reimbursement For Nursing Costs For Geriatric Residents in Group Care 

Facilities (Recodified)  

140.901 Functional Areas of Needs (Recodified)  

140.902 Service Needs (Recodified)  

140.903 Definitions (Recodified)  

140.904 Times and Staff Levels (Repealed)  

140.905 Statewide Rates (Repealed)  

140.906 Reconsiderations (Recodified)  

140.907 Midnight Census Report (Recodified)  

140.908 Times and Staff Levels (Recodified)  

140.909 Statewide Rates (Recodified)  

140.910 Referrals (Recodified)  

140.911 Basic Rehabilitation Aide Training Program (Recodified)  

140.912 Interim Nursing Rates (Recodified)  

 

SUBPART G:  MATERNAL AND CHILD HEALTH PROGRAM 

 

Section  

140.920 General Description  

140.922 Covered Services  

140.924 Maternal and Child Health Provider Participation Requirements  
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140.926 Client Eligibility (Repealed)  

140.928 Client Enrollment and Program Components (Repealed)  

140.930 Reimbursement  

140.932 Payment Authorization for Referrals (Repealed)  

 

SUBPART H:  ILLINOIS COMPETITIVE ACCESS AND 

REIMBURSEMENT EQUITY (ICARE) PROGRAM 

 

Section  

140.940 Illinois Competitive Access and Reimbursement Equity (ICARE) Program 

(Recodified)  

140.942 Definition of Terms (Recodified)  

140.944 Notification of Negotiations (Recodified)  

140.946 Hospital Participation in ICARE Program Negotiations (Recodified)  

140.948 Negotiation Procedures (Recodified)  

140.950 Factors Considered in Awarding ICARE Contracts (Recodified)  

140.952 Closing an ICARE Area (Recodified)  

140.954 Administrative Review (Recodified)  

140.956 Payments to Contracting Hospitals (Recodified)  

140.958 Admitting and Clinical Privileges (Recodified)  

140.960 Inpatient Hospital Care or Services by Non-Contracting Hospitals Eligible for 

Payment (Recodified)  

140.962 Payment to Hospitals for Inpatient Services or Care not Provided under the 

ICARE Program (Recodified)  

140.964 Contract Monitoring (Recodified)  

140.966 Transfer of Recipients (Recodified)  

140.968 Validity of Contracts (Recodified)  

140.970 Termination of ICARE Contracts (Recodified)  

140.972 Hospital Services Procurement Advisory Board (Recodified)  

140.980 Elimination Of Aid To The Medically Indigent (AMI) Program (Emergency 

Expired)  

140.982 Elimination Of Hospital Services For Persons Age Eighteen (18) And Older And 

Persons Married And Living With Spouse, Regardless Of Age (Emergency 

Expired)  

 

SUBPART I:  PRIMARY CARE CASE MANAGEMENT PROGRAM 

 

Section 

140.990 Primary Care Case Management Program 
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140.991 Primary Care Provider Participation Requirements 

140.992 Populations Eligible to Participate in the Primary Care Case Management 

Program 

140.993 Care Management Fees 

140.994 Panel Size and Affiliated Providers 

140.995 Mandatory Enrollment 

140.996 Access to Health Care Services 

140.997 Payment for Services 

 

SUBPART J:  ALTERNATE PAYEE PARTICIPATION 

 

Section 

140.1001 Registration Conditions for Alternate Payees 

140.1002 Participation Requirements for Alternate Payees 

140.1003 Recovery of Money for Alternate Payees 

140.1004 Conditional Registration for Alternate Payees 

140.1005 Revocation of an Alternate Payee 

 

SUBPART K:  MANDATORY MCO ENROLLMENT 

 

140.1010 Mandatory Enrollment in MCOs 

 

SUBPART L:  UNAUTHORIZED USE OF MEDICAL ASSISTANCE 

 

Section 

140.1300 Definitions 

140.1310 Recovery of Money 

140.1320 Penalties 

140.1330 Enforcement 

 

140.TABLE A  Criteria for Non-Emergency Ambulance Transportation  

140.TABLE B  Geographic Areas  

140.TABLE C  Capital Cost Areas  

140.TABLE D  Schedule of Dental Procedures  

140.TABLE E Time Limits for Processing of Prior Approval Requests  

140.TABLE F  Podiatry Service Schedule  

140.TABLE G Travel Distance Standards  

140.TABLE H  Areas of Major Life Activity  

140.TABLE I  Staff Time and Allocation for Training Programs (Recodified)  
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140.TABLE J  HSA Grouping (Repealed)  

140.TABLE K  Services Qualifying for 10% Add-On (Repealed)  

140.TABLE L Services Qualifying for 10% Add-On to Surgical Incentive Add-On 

(Repealed)  

140.TABLE M Enhanced Rates for Maternal and Child Health Provider Services 

 

AUTHORITY:  Implementing and authorized by Articles III, IV, V, VI and Section 12-13 of the 

Illinois Public Aid Code [305 ILCS 5/Arts. III, IV, V, VI and 12-13].  

 

SOURCE:  Adopted at 3 Ill. Reg. 24, p. 166, effective June 10, 1979; rule repealed and new rule 

adopted at 6 Ill. Reg. 8374, effective July 6, 1982; emergency amendment at 6 Ill. Reg. 8508, 

effective July 6, 1982, for a maximum of 150 days; amended at 7 Ill. Reg. 681, effective 

December 30, 1982; amended at 7 Ill. Reg. 7956, effective July 1, 1983; amended at 7 Ill. Reg. 

8308, effective July 1, 1983; amended at 7 Ill. Reg. 8271, effective July 5, 1983; emergency 

amendment at 7 Ill. Reg. 8354, effective July 5, 1983, for a maximum of 150 days; amended at 7 

Ill. Reg. 8540, effective July 15, 1983; amended at 7 Ill. Reg. 9382, effective July 22, 1983; 

amended at 7 Ill. Reg. 12868, effective September 20, 1983; peremptory amendment at 7 Ill. 

Reg. 15047, effective October 31, 1983; amended at 7 Ill. Reg. 17358, effective December 21, 

1983; amended at 8 Ill. Reg. 254, effective December 21, 1983; emergency amendment at 8 Ill. 

Reg. 580, effective January 1, 1984, for a maximum of 150 days; codified at 8 Ill. Reg. 2483; 

amended at 8 Ill. Reg. 3012, effective February 22, 1984; amended at 8 Ill. Reg. 5262, effective 

April 9, 1984; amended at 8 Ill. Reg. 6785, effective April 27, 1984; amended at 8 Ill. Reg. 6983, 

effective May 9, 1984; amended at 8 Ill. Reg. 7258, effective May 16, 1984; emergency 

amendment at 8 Ill. Reg. 7910, effective May 22, 1984, for a maximum of 150 days; amended at 

8 Ill. Reg. 7910, effective June 1, 1984; amended at 8 Ill. Reg. 10032, effective June 18, 1984; 

emergency amendment at 8 Ill. Reg. 10062, effective June 20, 1984, for a maximum of 150 days; 

amended at 8 Ill. Reg. 13343, effective July 17, 1984; amended at 8 Ill. Reg. 13779, effective 

July 24, 1984; Sections 140.72 and 140.73 recodified to 89 Ill. Adm. Code 141 at 8 Ill. Reg. 

16354; amended (by adding sections being codified with no substantive change) at 8 Ill. Reg. 

17899; peremptory amendment at 8 Ill. Reg. 18151, effective September 18, 1984; amended at 8 

Ill. Reg. 21629, effective October 19, 1984; peremptory amendment at 8 Ill. Reg. 21677, 

effective October 24, 1984; amended at 8 Ill. Reg. 22097, effective October 24, 1984; 

peremptory amendment at 8 Ill. Reg. 22155, effective October 29, 1984; amended at 8 Ill. Reg. 

23218, effective November 20, 1984; emergency amendment at 8 Ill. Reg. 23721, effective 

November 21, 1984, for a maximum of 150 days; amended at 8 Ill. Reg. 25067, effective 

December 19, 1984; emergency amendment at 9 Ill. Reg. 407, effective January 1, 1985, for a 

maximum of 150 days; amended at 9 Ill. Reg. 2697, effective February 22, 1985; amended at 9 

Ill. Reg. 6235, effective April 19, 1985; amended at 9 Ill. Reg. 8677, effective May 28, 1985; 

amended at 9 Ill. Reg. 9564, effective June 5, 1985; amended at 9 Ill. Reg. 10025, effective June 
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26, 1985; emergency amendment at 9 Ill. Reg. 11403, effective June 27, 1985, for a maximum of 

150 days; amended at 9 Ill. Reg. 11357, effective June 28, 1985; amended at 9 Ill. Reg. 12000, 

effective July 24, 1985; amended at 9 Ill. Reg. 12306, effective August 5, 1985; amended at 9 Ill. 

Reg. 13998, effective September 3, 1985; amended at 9 Ill. Reg. 14684, effective September 13, 

1985; amended at 9 Ill. Reg. 15503, effective October 4, 1985; amended at 9 Ill. Reg. 16312, 

effective October 11, 1985; amended at 9 Ill. Reg. 19138, effective December 2, 1985; amended 

at 9 Ill. Reg. 19737, effective December 9, 1985; amended at 10 Ill. Reg. 238, effective 

December 27, 1985; emergency amendment at 10 Ill. Reg. 798, effective January 1, 1986, for a 

maximum of 150 days; amended at 10 Ill. Reg. 672, effective January 6, 1986; amended at 10 Ill. 

Reg. 1206, effective January 13, 1986; amended at 10 Ill. Reg. 3041, effective January 24, 1986; 

amended at 10 Ill. Reg. 6981, effective April 16, 1986; amended at 10 Ill. Reg. 7825, effective 

April 30, 1986; amended at 10 Ill. Reg. 8128, effective May 7, 1986; emergency amendment at 

10 Ill. Reg. 8912, effective May 13, 1986, for a maximum of 150 days; amended at 10 Ill. Reg. 

11440, effective June 20, 1986; amended at 10 Ill. Reg. 14714, effective August 27, 1986; 

amended at 10 Ill. Reg. 15211, effective September 12, 1986; emergency amendment at 10 Ill. 

Reg. 16729, effective September 18, 1986, for a maximum of 150 days; amended at 10 Ill. Reg. 

18808, effective October 24, 1986; amended at 10 Ill. Reg. 19742, effective November 12, 1986; 

amended at 10 Ill. Reg. 21784, effective December 15, 1986; amended at 11 Ill. Reg. 698, 

effective December 19, 1986; amended at 11 Ill. Reg. 1418, effective December 31, 1986; 

amended at 11 Ill. Reg. 2323, effective January 16, 1987; amended at 11 Ill. Reg. 4002, effective 

February 25, 1987; Section 140.71 recodified to 89 Ill. Adm. Code 141 at 11 Ill. Reg. 4302; 

amended at 11 Ill. Reg. 4303, effective March 6, 1987; amended at 11 Ill. Reg.7664, effective 

April 15, 1987; emergency amendment at 11 Ill. Reg. 9342, effective April 20, 1987, for a 

maximum of 150 days; amended at 11 Ill. Reg. 9169, effective April 28, 1987; amended at 11 Ill. 

Reg. 10903, effective June 1, 1987; amended at 11 Ill. Reg. 11528, effective June 22, 1987; 

amended at 11 Ill. Reg. 12011, effective June 30, 1987; amended at 11 Ill. Reg. 12290, effective 

July 6, 1987; amended at 11 Ill. Reg. 14048, effective August 14, 1987; amended at 11 Ill. Reg. 

14771, effective August 25, 1987; amended at 11 Ill. Reg. 16758, effective September 28, 1987; 

amended at 11 Ill. Reg. 17295, effective September 30, 1987; amended at 11 Ill. Reg. 18696, 

effective October 27, 1987; amended at 11 Ill. Reg. 20909, effective December 14, 1987; 

amended at 12 Ill. Reg. 916, effective January 1, 1988; emergency amendment at 12 Ill. Reg. 

1960, effective January 1, 1988, for a maximum of 150 days; amended at 12 Ill. Reg. 5427, 

effective March 15, 1988; amended at 12 Ill. Reg. 6246, effective March 16, 1988; amended at 

12 Ill. Reg. 6728, effective March 22, 1988; Sections 140.900 thru 140.912 and 140.Table H and 

140.Table I recodified to 89 Ill. Adm. Code 147.5 thru 147.205 and 147.Table A and 147.Table 

B at 12 Ill. Reg. 6956; amended at 12 Ill. Reg. 6927, effective April 5, 1988; Sections 140.940 

thru 140.972 recodified to 89 Ill. Adm. Code 149.5 thru 149.325 at 12 Ill. Reg. 7401; amended at 

12 Ill. Reg. 7695, effective April 21, 1988; amended at 12 Ill. Reg. 10497, effective June 3, 

1988; amended at 12 Ill. Reg. 10717, effective June 14, 1988; emergency amendment at 12 Ill. 
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Reg. 11868, effective July 1, 1988, for a maximum of 150 days; amended at 12 Ill. Reg. 12509, 

effective July 15, 1988; amended at 12 Ill. Reg. 14271, effective August 29, 1988; emergency 

amendment at 12 Ill. Reg. 16921, effective September 28, 1988, for a maximum of 150 days; 

amended at 12 Ill. Reg. 16738, effective October 5, 1988; amended at 12 Ill. Reg. 17879, 

effective October 24, 1988; amended at 12 Ill. Reg. 18198, effective November 4, 1988; 

amended at 12 Ill. Reg. 19396, effective November 6, 1988; amended at 12 Ill. Reg. 19734, 

effective November 15, 1988; amended at 13 Ill. Reg. 125, effective January 1, 1989; amended 

at 13 Ill. Reg. 2475, effective February 14, 1989; amended at 13 Ill. Reg. 3069, effective 

February 28, 1989; amended at 13 Ill. Reg. 3351, effective March 6, 1989; amended at 13 Ill. 

Reg. 3917, effective March 17, 1989; amended at 13 Ill. Reg. 5115, effective April 3, 1989; 

amended at 13 Ill. Reg. 5718, effective April 10, 1989; amended at 13 Ill. Reg. 7025, effective 

April 24, 1989; Sections 140.850 thru 140.896 recodified to 89 Ill. Adm. Code 146.5 thru 

146.225 at 13 Ill. Reg. 7040; amended at 13 Ill. Reg. 7786, effective May 20, 1989; Sections 

140.94 thru 140.398 recodified to 89 Ill. Adm. Code 148.10 thru 148.390 at 13 Ill. Reg. 9572; 

emergency amendment at 13 Ill. Reg. 10977, effective July 1, 1989, for a maximum of 150 days; 

emergency expired November 28, 1989; amended at 13 Ill. Reg. 11516, effective July 3, 1989; 

amended at 13 Ill. Reg. 12119, effective July 7, 1989; Section 140.110 recodified to 89 Ill. Adm. 

Code 148.120 at 13 Ill. Reg. 12118; amended at 13 Ill. Reg. 12562, effective July 17, 1989; 

amended at 13 Ill. Reg. 14391, effective August 31, 1989; emergency amendment at 13 Ill. Reg. 

15473, effective September 12, 1989, for a maximum of 150 days; amended at 13 Ill. Reg. 

16992, effective October 16, 1989; amended at 14 Ill. Reg. 190, effective December 21, 1989; 

amended at 14 Ill. Reg. 2564, effective February 9, 1990; emergency amendment at 14 Ill. Reg. 

3241, effective February 14, 1990, for a maximum of 150 days; emergency expired July 14, 

1990; amended at 14 Ill. Reg. 4543, effective March 12, 1990; emergency amendment at 14 Ill. 

Reg. 4577, effective March 6, 1990, for a maximum of 150 days; emergency expired August 3, 

1990; emergency amendment at 14 Ill. Reg. 5575, effective April 1, 1990, for a maximum of 150 

days; emergency expired August 29, 1990; emergency amendment at 14 Ill. Reg. 5865, effective 

April 3, 1990, for a maximum of 150 days; amended at 14 Ill. Reg. 7141, effective April 27, 

1990; emergency amendment at 14 Ill. Reg. 7249, effective April 27, 1990, for a maximum of 

150 days; amended at 14 Ill. Reg. 10062, effective June 12, 1990; amended at 14 Ill. Reg. 10409, 

effective June 19, 1990; emergency amendment at 14 Ill. Reg. 12082, effective July 5, 1990, for 

a maximum of 150 days; amended at 14 Ill. Reg. 13262, effective August 6, 1990; emergency 

amendment at 14 Ill. Reg. 14184, effective August 16, 1990, for a maximum of 150 days; 

emergency amendment at 14 Ill. Reg. 14570, effective August 22, 1990, for a maximum of 150 

days; amended at 14 Ill. Reg. 14826, effective August 31, 1990; amended at 14 Ill. Reg. 15366, 

effective September 12, 1990; amended at 14 Ill. Reg. 15981, effective September 21, 1990; 

amended at 14 Ill. Reg. 17279, effective October 12, 1990; amended at 14 Ill. Reg. 18057, 

effective October 22, 1990; amended at 14 Ill. Reg. 18508, effective October 30, 1990; amended 

at 14 Ill. Reg. 18813, effective November 6, 1990; Notice of Corrections to Adopted 
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Amendment at 15 Ill. Reg. 1174; amended at 14 Ill. Reg. 20478, effective December 7, 1990; 

amended at 14 Ill. Reg. 20729, effective December 12, 1990; amended at 15 Ill. Reg. 298, 

effective December 28, 1990; emergency amendment at 15 Ill. Reg. 592, effective January 1, 

1991, for a maximum of 150 days; amended at 15 Ill. Reg. 1051, effective January 18, 1991; 

amended at 15 Ill. Reg. 6220, effective April 18, 1991; amended at 15 Ill. Reg. 6534, effective 

April 30, 1991; amended at 15 Ill. Reg. 8264, effective May 23, 1991; amended at 15 Ill. Reg. 

8972, effective June 17, 1991; amended at 15 Ill. Reg. 10114, effective June 21, 1991; amended 

at 15 Ill. Reg. 10468, effective July 1, 1991; amended at 15 Ill. Reg. 11176, effective August 1, 

1991; emergency amendment at 15 Ill. Reg. 11515, effective July 25, 1991, for a maximum of 

150 days; emergency expired December 22, 1991; emergency amendment at 15 Ill. Reg. 12919, 

effective August 15, 1991, for a maximum of 150 days; emergency expired January 12, 1992; 

emergency amendment at 15 Ill. Reg. 16366, effective October 22, 1991, for a maximum of 150 

days; amended at 15 Ill. Reg. 17318, effective November 18, 1991; amended at 15 Ill. Reg. 

17733, effective November 22, 1991; emergency amendment at 16 Ill. Reg. 300, effective 

December 20, 1991, for a maximum of 150 days; amended at 16 Ill. Reg. 174, effective 

December 24, 1991; amended at 16 Ill. Reg. 1877, effective January 24, 1992; amended at 16 Ill. 

Reg. 3552, effective February 28, 1992; amended at 16 Ill. Reg. 4006, effective March 6, 1992; 

amended at 16 Ill. Reg. 6408, effective March 20, 1992; expedited correction at 16 Ill. Reg. 

11348, effective March 20, 1992; amended at 16 Ill. Reg. 6849, effective April 7, 1992; amended 

at 16 Ill. Reg. 7017, effective April 17, 1992; amended at 16 Ill. Reg. 10050, effective June 5, 

1992; amended at 16 Ill. Reg. 11174, effective June 26, 1992; emergency amendment at 16 Ill. 

Reg. 11947, effective July 10, 1992, for a maximum of 150 days; amended at 16 Ill. Reg. 12186, 

effective July 24, 1992; emergency amendment at 16 Ill. Reg. 13337, effective August 14, 1992, 

for a maximum of 150 days; emergency amendment at 16 Ill. Reg. 15109, effective September 

21, 1992, for a maximum of 150 days; amended at 16 Ill. Reg. 15561, effective September 30, 

1992; amended at 16 Ill. Reg. 17302, effective November 2, 1992; emergency amendment at 16 

Ill. Reg. 18097, effective November 17, 1992, for a maximum of 150 days; amended at 16 Ill. 

Reg. 19146, effective December 1, 1992; expedited correction at 17 Ill. Reg. 7078, effective 

December 1, 1992; amended at 16 Ill. Reg. 19879, effective December 7, 1992; amended at 17 

Ill. Reg. 837, effective January 11, 1993; amended at 17 Ill. Reg. 1112, effective January 15, 

1993; amended at 17 Ill. Reg. 2290, effective February 15, 1993; amended at 17 Ill. Reg. 2951, 

effective February 17, 1993; amended at 17 Ill. Reg. 3421, effective February 19, 1993; amended 

at 17 Ill. Reg. 6196, effective April 5, 1993; amended at 17 Ill. Reg. 6839, effective April 21, 

1993; amended at 17 Ill. Reg. 7004, effective May 17, 1993; emergency amendment at 17 Ill. 

Reg. 11201, effective July 1, 1993, for a maximum of 150 days; emergency amendment at 17 Ill. 

Reg. 15162, effective September 2, 1993, for a maximum of 150 days; emergency amendment 

suspended at 17 Ill. Reg. 18902, effective October 12, 1993; emergency amendment at 17 Ill. 

Reg. 18152, effective October 1, 1993, for a maximum of 150 days; amended at 17 Ill. Reg. 

18571, effective October 8, 1993; emergency amendment at 17 Ill. Reg. 18611, effective October 
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1, 1993, for a maximum of 150 days; amended at 17 Ill. Reg. 20999, effective November 24, 

1993; emergency amendment repealed at 17 Ill. Reg. 22583, effective December 20, 1993; 

amended at 18 Ill. Reg. 3620, effective February 28, 1994; amended at 18 Ill. Reg. 4250, 

effective March 4, 1994; amended at 18 Ill. Reg. 5951, effective April 1, 1994; emergency 

amendment at 18 Ill. Reg. 10922, effective July 1, 1994, for a maximum of 150 days; emergency 

amendment suspended at 18 Ill. Reg. 17286, effective November 15, 1994; emergency 

amendment repealed at 19 Ill. Reg. 5839, effective April 4, 1995; amended at 18 Ill. Reg. 11244, 

effective July 1, 1994; amended at 18 Ill. Reg. 14126, effective August 29, 1994; amended at 18 

Ill. Reg. 16675, effective November 1, 1994; amended at 18 Ill. Reg. 18059, effective December 

19, 1994; amended at 19 Ill. Reg. 1082, effective January 20, 1995; amended at 19 Ill. Reg. 

2933, effective March 1, 1995; emergency amendment at 19 Ill. Reg. 3529, effective March 1, 

1995, for a maximum of 150 days; amended at 19 Ill. Reg. 5663, effective April 1, 1995; 

amended at 19 Ill. Reg. 7919, effective June 5, 1995; emergency amendment at 19 Ill. Reg. 8455, 

effective June 9, 1995, for a maximum of 150 days; emergency amendment at 19 Ill. Reg. 9297, 

effective July 1, 1995, for a maximum of 150 days; emergency amendment at 19 Ill. Reg. 10252, 

effective July 1, 1995, for a maximum of 150 days; amended at 19 Ill. Reg. 13019, effective 

September 5, 1995; amended at 19 Ill. Reg. 14440, effective September 29, 1995; emergency 

amendment at 19 Ill. Reg. 14833, effective October 6, 1995, for a maximum of 150 days; 

amended at 19 Ill. Reg. 15441, effective October 26, 1995; amended at 19 Ill. Reg. 15692, 

effective November 6, 1995; amended at 19 Ill. Reg. 16677, effective November 28, 1995; 

amended at 20 Ill. Reg. 1210, effective December 29, 1995; amended at 20 Ill. Reg. 4345, 

effective March 4, 1996; amended at 20 Ill. Reg. 5858, effective April 5, 1996; amended at 20 

Ill. Reg. 6929, effective May 6, 1996; amended at 20 Ill. Reg. 7922, effective May 31, 1996; 

amended at 20 Ill. Reg. 9081, effective June 28, 1996; emergency amendment at 20 Ill. Reg. 

9312, effective July 1, 1996, for a maximum of 150 days; amended at 20 Ill. Reg. 11332, 

effective August 1, 1996; amended at 20 Ill. Reg. 14845, effective October 31, 1996; emergency 

amendment at 21 Ill. Reg. 705, effective December 31, 1996, for a maximum of 150 days; 

emergency amendment at 21 Ill. Reg. 3734, effective March 5, 1997, for a maximum of 150 

days; amended at 21 Ill. Reg. 4777, effective April 2, 1997; amended at 21 Ill. Reg. 6899, 

effective May 23, 1997; amended at 21 Ill. Reg. 9763, effective July 15, 1997; amended at 21 Ill. 

Reg. 11569, effective August 1, 1997; emergency amendment at 21 Ill. Reg. 13857, effective 

October 1, 1997, for a maximum of 150 days; amended at 22 Ill. Reg. 1416, effective December 

29, 1997;  amended at 22 Ill. Reg. 4412, effective February 27, 1998; amended at 22 Ill. Reg. 

7024, effective April 1, 1998; amended at 22 Ill. Reg. 10606, effective June 1, 1998; emergency 

amendment at 22 Ill. Reg. 13117, effective July 1, 1998, for a maximum of 150 days; amended at 

22 Ill. Reg. 16302, effective August 28, 1998; amended at 22 Ill. Reg. 18979, effective 

September 30, 1998; amended at 22 Ill. Reg. 19898, effective October 30, 1998; emergency 

amendment at 22 Ill. Reg. 22108, effective December 1, 1998, for a maximum of 150 days; 

emergency expired April 29, 1999; amended at 23 Ill. Reg. 5796, effective April 30, 1999; 
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amended at 23 Ill. Reg. 7122, effective June 1, 1999; emergency amendment at 23 Ill. Reg. 8236, 

effective July 1, 1999, for a maximum of 150 days; amended at 23 Ill. Reg. 9874, effective 

August 3, 1999; amended at 23 Ill. Reg. 12697, effective October 1, 1999; amended at 23 Ill. 

Reg. 13646, effective November 1, 1999; amended at 23 Ill. Reg. 14567, effective December 1, 

1999; amended at 24 Ill. Reg. 661, effective January 3, 2000; amended at 24 Ill. Reg. 10277, 

effective July 1, 2000; emergency amendment at 24 Ill. Reg. 10436, effective July 1, 2000, for a 

maximum of 150 days; amended at 24 Ill. Reg. 15086, effective October 1, 2000; amended at 24 

Ill. Reg. 18320, effective December 1, 2000; emergency amendment at 24 Ill. Reg. 19344, 

effective December 15, 2000, for a maximum of 150 days; amended at 25 Ill. Reg. 3897, 

effective March 1, 2001; amended at 25 Ill. Reg. 6665, effective May 11, 2001; amended at 25 

Ill. Reg. 8793, effective July 1, 2001; emergency amendment at 25 Ill. Reg. 8850, effective July 

1, 2001, for a maximum of 150 days; amended at 25 Ill. Reg. 11880, effective September 1, 

2001; amended at 25 Ill. Reg. 12820, effective October 8, 2001; amended at 25 Ill. Reg. 14957, 

effective November 1, 2001; emergency amendment at 25 Ill. Reg. 16127, effective November 

28, 2001, for a maximum of 150 days; emergency amendment at 25 Ill. Reg. 16292, effective 

December 3, 2001, for a maximum of 150 days; emergency amendment at 26 Ill. Reg. 514, 

effective January 1, 2002, for a maximum of 150 days; amended at 26 Ill. Reg. 663, effective 

January 7, 2002; amended at 26 Ill. Reg. 4781, effective March 15, 2002; emergency amendment 

at 26 Ill. Reg. 5984, effective April 15, 2002, for a maximum of 150 days; amended at 26 Ill. 

Reg. 7285, effective April 29, 2002; emergency amendment at 26 Ill. Reg. 8594, effective June 

1, 2002, for a maximum of 150 days; emergency amendment at 26 Ill. Reg. 11259, effective July 

1, 2002, for a maximum of 150 days; emergency amendment at 26 Ill. Reg. 12461, effective July 

29, 2002, for a maximum of 150 days; emergency amendment repealed at 26 Ill. Reg. 16593, 

effective October 22, 2002; emergency amendment at 26 Ill. Reg. 12772, effective August 12, 

2002, for a maximum of 150 days; amended at 26 Ill. Reg. 13641, effective September 3, 2002; 

amended at 26 Ill. Reg. 14789, effective September 26, 2002; emergency amendment at 26 Ill. 

Reg. 15076, effective October 1, 2002, for a maximum of 150 days; amended at 26 Ill. Reg. 

16303, effective October 25, 2002; amended at 26 Ill. Reg. 17751, effective November 27, 2002; 

amended at 27 Ill. Reg. 768, effective January 3, 2003; amended at 27 Ill. Reg. 3041, effective 

February 10, 2003; amended at 27 Ill. Reg. 4364, effective February 24, 2003; amended at 27 Ill. 

Reg. 7823, effective May 1, 2003; amended at 27 Ill. Reg. 9157, effective June 2, 2003; 

emergency amendment at 27 Ill. Reg. 10813, effective July 1, 2003, for a maximum of 150 days; 

amended at 27 Ill. Reg. 13784, effective August 1, 2003; amended at 27 Ill. Reg. 14799, 

effective September 5, 2003; emergency amendment at 27 Ill. Reg. 15584, effective September 

20, 2003, for a maximum of 150 days; emergency amendment at 27 Ill. Reg. 16161, effective 

October 1, 2003, for a maximum of 150 days; amended at 27 Ill. Reg. 18629, effective 

November 26, 2003; amended at 28 Ill. Reg. 2744, effective February 1, 2004; amended at 28 Ill. 

Reg. 4958, effective March 3, 2004;  emergency amendment at 28 Ill. Reg. 6622, effective April 

19, 2004, for a maximum of 150 days; amended at 28 Ill. Reg. 7081, effective May 3, 2004; 
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emergency amendment at 28 Ill. Reg. 8108, effective June 1, 2004, for a maximum of 150 days; 

amended at 28 Ill. Reg. 9640, effective July 1, 2004; emergency amendment at 28 Ill. Reg. 

10135, effective July 1, 2004, for a maximum of 150 days; amended at 28 Ill. Reg. 11161, 

effective August 1, 2004; emergency amendment at 28 Ill. Reg. 12198, effective August 11, 

2004, for a maximum of 150 days; amended at 28 Ill. Reg. 13775, effective October 1, 2004; 

amended at 28 Ill. Reg. 14804, effective October 27, 2004; amended at 28 Ill. Reg. 15513, 

effective November 24, 2004; amended at 29 Ill. Reg. 831, effective January 1, 2005; amended 

at 29 Ill. Reg. 6945, effective May 1, 2005; emergency amendment at 29 Ill. Reg. 8509, effective 

June 1, 2005, for a maximum of 150 days; emergency amendment at 29 Ill. Reg. 12534, effective 

August 1, 2005, for a maximum of 150 days; amended at 29 Ill. Reg. 14957, effective September 

30, 2005; emergency amendment at 29 Ill. Reg. 15064, effective October 1, 2005, for a 

maximum of 150 days; emergency amendment repealed by emergency rulemaking at 29 Ill. Reg. 

15985, effective October 5, 2005, for the remainder of the maximum 150 days; emergency 

amendment at 29 Ill. Reg. 15610, effective October 1, 2005, for a maximum of 150 days; 

emergency amendment at 29 Ill. Reg. 16515, effective October 5, 2005, for a maximum of 150 

days; amended at 30 Ill. Reg. 349, effective December 28, 2005; emergency amendment at 30 Ill. 

Reg. 573, effective January 1, 2006, for a maximum of 150 days; amended at 30 Ill. Reg. 796, 

effective January 1, 2006; amended at 30 Ill. Reg. 2802, effective February 24, 2006; amended at 

30 Ill. Reg. 10370, effective May 26, 2006; emergency amendment at 30 Ill. Reg. 12376, 

effective July 1, 2006, for a maximum of 150 days; emergency amendment at 30 Ill. Reg. 13909, 

effective August 2, 2006, for a maximum of 150 days; amended at 30 Ill. Reg. 14280, effective 

August 18, 2006; expedited correction at 31 Ill. Reg. 1745, effective August 18, 2006; 

emergency amendment at 30 Ill. Reg. 17970, effective November 1, 2006, for a maximum of 150 

days; amended at 30 Ill. Reg. 18648, effective November 27, 2006; emergency amendment at 30 

Ill. Reg. 19400, effective December 1, 2006, for a maximum of 150 days; amended at 31 Ill. 

Reg. 388, effective December 29, 2006; emergency amendment at 31 Ill. Reg. 1580, effective 

January 1, 2007, for a maximum of 150 days; amended at 31 Ill. Reg. 2413, effective January 19, 

2007; amended at 31 Ill. Reg. 5561, effective March 30, 2007; amended at 31 Ill. Reg. 6930, 

effective April 29, 2007; amended at 31 Ill. Reg. 8485, effective May 30, 2007; emergency 

amendment at 31 Ill. Reg. 10115, effective June 30, 2007, for a maximum of 150 days; amended 

at 31 Ill. Reg. 14749, effective October 22, 2007; emergency amendment at 32 Ill. Reg. 383, 

effective January 1, 2008, for a maximum of 150 days; peremptory amendment at 32 Ill. Reg. 

6743, effective April 1, 2008; peremptory amendment suspended at 32 Ill. Reg. 8449, effective 

May 21, 2008; suspension withdrawn by the Joint Committee on Administrative Rules at 32 Ill. 

Reg. 18323, effective November 12, 2008; peremptory amendment repealed by emergency 

rulemaking at 32 Ill. Reg. 18422, effective November 12, 2008, for a maximum of 150 days; 

emergency expired April 10, 2009; peremptory amendment repealed at 33 Ill. Reg. 6667, 

effective April 29, 2009; amended at 32 Ill. Reg. 7727, effective May 5, 2008; emergency 

amendment at 32 Ill. Reg. 10480, effective July 1, 2008, for a maximum of 150 days; emergency 
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expired November 27, 2008; amended at 32 Ill. Reg. 17133, effective October 15, 2008; 

amended at 33 Ill. Reg. 209, effective December 29, 2008; amended at 33 Ill. Reg. 9048, 

effective June 15, 2009; emergency amendment at 33 Ill. Reg. 10800, effective June 30, 2009, 

for a maximum of 150 days; amended at 33 Ill. Reg. 11287, effective July 14, 2009; amended at 

33 Ill. Reg. 11938, effective August 17, 2009; amended at 33 Ill. Reg. 12227, effective October 

1, 2009; emergency amendment at 33 Ill. Reg. 14324, effective October 1, 2009, for a maximum 

of 150 days; emergency expired February 27, 2010; amended at 33 Ill. Reg. 16573, effective 

November 16, 2009; amended at 34 Ill. Reg. 516, effective January 1, 2010; amended at 34 Ill. 

Reg. 903, effective January 29, 2010; amended at 34 Ill. Reg. 3761, effective March 14, 2010; 

amended at 34 Ill. Reg. 5215, effective March 25, 2010; amended at 34 Ill. Reg. 19517, effective 

December 6, 2010; amended at 35 Ill. Reg. 394, effective December 27, 2010; amended at 35 Ill. 

Reg. 7648, effective May 1, 2011; amended at 35 Ill. Reg. 7962, effective May 1, 2011; 

amended at 35 Ill. Reg. 10000, effective June 15, 2011; amended at 35 Ill. Reg. 12909, effective 

July 25, 2011; amended at 36 Ill. Reg. 2271, effective February 1, 2012; amended at 36 Ill. Reg. 

7010, effective April 27, 2012; amended at 36 Ill. Reg. 7545, effective May 7, 2012; amended at 

36 Ill. Reg. 9113, effective June 11, 2012; emergency amendment at 36 Ill. Reg. 11329, effective 

July 1, 2012 through June 30, 2013; emergency amendment to Section 140.442(e)(4) suspended 

at 36 Ill. Reg. 13736, effective August 15, 2012; suspension withdrawn from Section 

140.442(e)(4) at 36 Ill. Reg. 14529, September 11, 2012; emergency amendment in response to 

Joint Committee on Administrative Rules action on Section 140.442(e)(4) at 36 Ill. Reg. 14820, 

effective September 21, 2012 through June 30, 2013; emergency amendment to Section 140.491 

suspended at 36 Ill. Reg. 13738, effective August 15, 2012; suspension withdrawn from Section 

140.491 at 37 Ill. Reg. 890, January 8, 2013; emergency amendment in response to Joint 

Committee on Administrative Rules action on Section 140.491 at 37 Ill. Reg. 1330, effective 

January 15, 2013 through June 30, 2013; amended at 36 Ill. Reg. 15361, effective October 15, 

2012; emergency amendment at 37 Ill. Reg. 253, effective January 1, 2013 through June 30, 

2013; emergency amendment at 37 Ill. Reg. 846, effective January 9, 2013 through June 30, 

2013; emergency amendment at 37 Ill. Reg. 1774, effective January 28, 2013 through June 30, 

2013; emergency amendment at 37 Ill. Reg. 2348, effective February 1, 2013 through June 30, 

2013; amended at 37 Ill. Reg. 3831, effective March 13, 2013; emergency amendment at 37 Ill. 

Reg. 5058, effective April 1, 2013 through June 30, 2013; emergency amendment at 37 Ill. Reg. 

5170, effective April 8, 2013 through June 30, 2013; amended at 37 Ill. Reg. ______, effective 

____________. 

 

SUBPART D:  PAYMENT FOR NON-INSTITUTIONAL SERVICES 

 

Section 140.481  Payment for Medical Equipment, Supplies, Prosthetic Devices and 

Hearing Aids  
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a) Notwithstanding the provisions set forth in this Section, beginning  July 1, 2002,  

the reimbursement rates paid for medical equipment, supplies, prosthetic devices 

and hearing aids shall be the lesser of the provider's usual and customary charge 

to the general public or 94 percent of the fiscal year 2002 rate otherwise 

determined by the Department under this Section. 

 

b) Payment for Medical Equipment.  Medical equipment is durable, reusable 

equipment such as wheelchairs, hospital beds, canes, walkers, etc.  Payment for 

medical equipment is made for covered items or services at the lesser of the 

provider's charge or the maximum allowable rate established by the Department.  

The maximum allowable rate established by the Department for each item of 

medical equipment is to be based on pricing for widely accepted quality items.  

The Department shall review and update the maximum allowable rate at least 

annually.  Widely accepted quality items are items which are not below average 

quality for like medical equipment and which are available statewide.  The 

maximum allowable rate established for each item or service shall be the rate on 

the Department's fee schedule.  If there is no rate established on the Department's 

fee schedule, the maximum allowable rate established for each item or service 

shall be the least of:  

 

1) The average suggested retail price derived from available medical supply 

catalogs and/or providers' price lists; or  

 

2) The wholesale price, defined effective July 1, 2013 as actual acquisition 

cost including all discounts, derived from available medical supply 

catalogs and/or providers' price lists for each item plus 50 percent; or  

 

3) The Medicare allowable rate for covered Medicare items or services. 

 

c) Medical supplies are medical items which are not durable or reusable such as 

surgical dressings, disposable syringes, catheters, urinary bags, etc.  Payment for 

medical supplies is made for covered items at the lesser of the provider's charge 

or the maximum allowable rate established by the Department. The maximum 

allowable rate for each item of medical supplies shall be based on pricing for 

widely accepted quality items as defined in subsection (b) of this Section.  The 

Department shall review and update the maximum allowable rate at least 

annually.  The maximum allowable rate established for each item shall be the 

least of:  
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1) The average suggested retail price derived from available medical supply 

catalogs and/or providers' price lists; or  

 

2) The wholesale price derived from available medical supply catalogs 

and/or providers' price lists for each item plus 50 percent; or  

 

3) The Medicare allowable rate for covered Medicare items or services.  

 

d) Payment for Prosthetic and Orthotic Devices.  Prosthetic and orthotic devices 

include corrective or supportive devices prescribed to artificially replace a 

missing portion of the body, or to prevent or correct physical deformity or 

malfunction, or to support a weak or deformed portion of the body.  Payment for 

prosthetic and orthotic devices is made for covered items or services at the lesser 

of the provider's charge or the maximum allowable rate established by the 

Department.  The maximum allowable rate for each item of prosthetic and 

orthotic devices shall be based on pricing for widely accepted quality items as 

defined in subsection (b) of this Section.  The Department shall review and update 

the maximum allowable rate at least annually. The maximum allowable rate 

established for each item shall be the least of:  

 

1) The average suggested retail price derived from available medical supply 

catalogs and/or providers' price lists; or  

 

2) The wholesale price derived from available medical supply catalogs 

and/or providers' price lists for each item plus 50 percent; or  

 

3) The Medicare allowable rate for covered Medicare items or services.  

 

e) Payment for hearing aids shall be made at the lesser of the provider's charge or the 

maximum allowable rate established by the Department.  The hearing aid shall be 

priced by the Department at the vendor's actual acquisition cost, without 

exceeding the Department's upper limits of reimbursement for the item.  

Acquisition cost is defined as the actual amount the supplying provider pays for 

the hearing aidsaid(s).  Any discounts, rebates or bonuses shall be subtracted 

when calculating the acquisition cost.  The amount of any rebates or bonuses shall 

be prorated on all purchases for which the rebate or bonus was earned.  The 

prorated share shall be subtracted when calculating the acquisition cost of the 

item. Verification of the vendor's acquisition cost must be attached to the request 

for reimbursement.  In addition to payment for the acquisition costs, the 
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Department will pay a dispensing fee.  Payment for a dispensing fee shall include 

reimbursement for fitting, follow-up visits, shipping and retail markup.  The 

Department shall review and update the maximum allowable rate at least 

annually.  

 

1) To establish the maximum limit for the acquisition cost of the hearing aid, 

the Department shall review wholesale prices from available supply 

catalogs and provider price lists for the most widely accepted brands and 

types of technology.  

 

2) To establish the maximum allowable rate for the dispensing fee, the 

Department shall use an average of available rates charged by audiologists 

for three hearing aid follow-up visits, not to exceed the Department's 

maximum allowable rate for a physician visit of low complexity for an 

established patient, plus the average of available shipping fees charged by 

the wholesaler for hearing aid shipping and an amount for the retail mark-

up, determined by taking 50 percent of the average wholesale price of the 

hearing aids reviewed.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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1) Heading of the Part:  Aid to the Aged, Blind or Disabled 

 

2) Code Citation:  89 Ill. Adm. Code 113 

 

3) Section Numbers:  Proposed Action: 

 113.253   Amendment 

 113.260   Amendment 

  

4) Statutory Authority:  Implementing Article III and authorized by Section 12-13 of the 

Illinois Public Aid Code [305 ILCS 5/Art. III and 12-13] 

 

5) A Complete Description of the Subjects and Issues involved:  A grant adjustment is an 

allowance for the Aged, Blind or Disabled cases that ensures that the amount of the 

Supplemental Security Income (SSI) increase from July 1977 and later will be available 

to clients.  To comply with federal regulations at 20 CFR 416.2096, this rulemaking 

increases the grant adjustment and sheltered care/personal or nursing care rate amounts 

by the amount of the increase in Social Security and SSI benefits.  In order to maintain 

the benefit levels, these changes increase the AABD Grant Adjustment Allowance and 

Sheltered Care/Personal or Nursing Care rates by $12.00, the amount of the January 2013 

SSA/SSI benefit increase.     

 

6) Published studies or reports, and sources of underlying data, used to compose this 

rulemaking:  None 

 

7) Will this rulemaking replace any emergency rulemaking currently in effect? No 

 

8) Does this rulemaking contain an automatic repeal date?  No 

 

9) Does this rulemaking contain incorporations by reference?  No 

 

10) Are there any other proposed rulemakings pending on this Part?  Yes 

 

 Section Number: Proposed Action: Illinois Register Citation: 

 113.141  Amendment  36 Ill. Reg. 17306; December 14, 2012 

   

11) Statement of Statewide Policy Objectives:  This rulemaking does not create or expand a 

State mandate. 
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12) Time, Place, and Manner in which interested persons may comment on this proposed 

rulemaking:  Interested persons may present their comments concerning these rules 

within 45 days after the date of this issue of the Illinois Register.  All requests and 

comments should be submitted in writing to: 

 

  Tracie Drew, Chief 

  Bureau of Administrative Rules and Procedures 

  Department of Human Services 

  100 South Grand Avenue East 

  Harris Building, 3
rd

 Floor 

  Springfield, Illinois 62762 

 

  217/785-9772 

 

13) Initial Regulatory Flexibility Analysis: 

 

A) Types of small businesses, small municipalities and not-for-profit corporations 

affected:  Businesses that provide sheltered care services. 

 

 B) Reporting, bookkeeping or other procedures required for compliance:  None 

 

 C) Types of Professional skills necessary for compliance:  None 

 

14) Regulatory Agenda on which this rulemaking was summarized:  January 2013   

 

The full text of the Proposed Amendments begins on the next page. 
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TITLE 89:  SOCIAL SERVICES 

CHAPTER IV:  DEPARTMENT OF HUMAN SERVICES 

SUBCHAPTER b:  ASSISTANCE PROGRAMS 

 

PART 113 

AID TO THE AGED, BLIND OR DISABLED 

 

SUBPART A:  GENERAL PROVISIONS 

 

Section  

113.1 Description of the Assistance Program  

113.5 Incorporation By Reference  

 

SUBPART B:  NON-FINANCIAL FACTORS OF ELIGIBILITY 

 

Section  

113.9 Client Cooperation  

113.10 Citizenship  

113.20 Residence  

113.30 Age  

113.40 Blind  

113.50 Disabled  

113.60 Living Arrangement  

113.70 Institutional Status  

113.80 Social Security Number  

 

SUBPART C:  FINANCIAL FACTORS OF ELIGIBILITY 

 

Section  

113.100 Unearned Income  

113.101 Budgeting Unearned Income  

113.102 Budgeting Unearned Income of Applicants Receiving Income on Date of 

Application And/Or Date of Decision 

113.103 Initial Receipt of Unearned Income  

113.104 Termination of Unearned Income  

113.105 Unearned Income In-Kind  

113.106 Earmarked Income  

113.107 Lump Sum Payments and Income Tax Refunds  

113.108 Protected Income (Repealed)  
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113.109 Earned Income (Repealed)  

113.110 Budgeting Earned Income (Repealed)  

113.111 Protected Income  

113.112 Earned Income  

113.113 Exempt Unearned Income  

113.114 Budgeting Earned Income of Applicants Receiving Income On Date of 

Application And/Or Date of Decision 

113.115 Initial Employment  

113.116 Budgeting Earned Income For Contractual Employees  

113.117 Budgeting Earned Income For Non-contractual School Employees  

113.118 Termination of Employment  

113.120 Exempt Earned Income  

113.125 Recognized Employment Expenses  

113.130 Income From Work/Study/Training Programs  

113.131 Earned Income From Self-Employment  

113.132 Earned Income From Roomer and Boarder  

113.133 Earned Income From Rental Property  

113.134 Earned Income In-Kind  

113.139 Payments from the Illinois Department of Children and Family Services  

113.140 Assets  

113.141 Exempt Assets  

113.142 Asset Disregard  

113.143 Deferral of Consideration of Assets  

113.154 Property Transfers For Applications Filed Prior To October 1, 1989 (Repealed)  

113.155 Property Transfers For Applications Filed On Or After October 1, 1989 

(Repealed)  

113.156 Court Ordered Child Support Payments of Parent/Step-Parent  

113.157 Responsibility of Sponsors of Non-citizens Entering the Country Prior to 8/22/96  

113.158 Responsibility of Sponsors of Non-citizens Entering the Country On or After 

08/22/96  

113.160 Assignment of Medical Support Rights  

 

SUBPART D:  PAYMENT AMOUNTS 

 

Section  

113.245 Payment Levels for AABD  

113.246 Personal Allowance  

113.247 Personal Allowance Amounts  

113.248 Shelter  
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113.249 Utilities and Heating Fuel  

113.250 Laundry  

113.251 Telephone  

113.252 Transportation, Lunches, Special Fees  

113.253 Allowances for Increase in SSI Benefits  

113.254 Nursing Care or Personal Care in Home Not Subject to Licensing  

113.255 Sheltered Care/Personal or Nursing Care in a Licensed Group Care Facility  

113.256 Shopping Allowance  

113.257 Special Allowances for Blind and Partially Sighted (Blind Only)  

113.258 Home Delivered Meals  

113.259 AABD Fuel and Utility Allowances By Area  

113.260 Sheltered Care, Personal Care or Nursing Care Rates  

113.261 Cases in Licensed Intermediate Care Facilities, Licensed Skilled Nursing 

Facilities, DMHDD Facilities and All Other Licensed Medical Facilities  

113.262 Meeting the Needs of an Ineligible Dependent with Client's Income  

113.263 Service Animals  

113.264 Refugees Ineligible for SSI 

 

SUBPART E:  OTHER PROVISIONS 

 

Section  

113.300 Persons Who May Be Included In the Assistance Unit  

113.301 Grandfathered Cases  

113.302 Interim Assistance (Repealed)  

113.303 Special Needs Authorizations  

113.304 Retrospective Budgeting  

113.305 Budgeting Schedule  

113.306 Purchase and Repair of Household Furniture (Repealed)  

113.307 Property Repairs and Maintenance  

113.308 Excess Shelter Allowance  

113.309 Limitation on Amount of AABD Assistance to Recipients from Other States 

(Repealed)  

113.320 Redetermination of Eligibility  

113.330 Attorney's Fees for VA Appellants (Repealed)  

 

SUBPART F:  INTERIM ASSISTANCE 

 

Section  

113.400 Description of the Interim Assistance Program  
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113.405 Pending SSI Application (Repealed)  

113.410 More Likely Than Not Eligible for SSI (Repealed)  

113.415 Non-Financial Factors of Eligibility (Repealed)  

113.420 Financial Factors of Eligibility (Repealed)  

113.425 Payment Levels for Chicago Interim Assistance Cases (Repealed)  

113.430 Payment Levels for all Interim Assistance Cases Outside Chicago (Repealed)  

113.435 Medical Eligibility (Repealed)  

113.440 Attorney's Fees for SSI Applicants (Repealed)  

113.445 Advocacy Program for Persons Receiving Interim Assistance (Repealed)  

113.450 Limitation on Amount of Interim Assistance to Recipients from Other States 

(Repealed)  

113.500 Attorney's Fees for SSI Appellants (Renumbered)  

 

AUTHORITY:  Implementing Article III and authorized by Section 12-13 of the Illinois Public 

Aid Code [305 ILCS 5/Art. III and 12-13].  

 

SOURCE:  Filed effective December 30, 1977; peremptory amendment at 2 Ill. Reg. 17, p. 117, 

effective February 1, 1978; amended at 2 Ill. Reg. 31, p. 134, effective August 5, 1978; 

emergency amendment at 2 Ill. Reg. 37, p. 4, effective August 30, 1978, for a maximum of 150 

days; emergency expired January 28, 1979; peremptory amendment at 2 Ill. Reg. 46, p. 44, 

effective November 1, 1978; emergency amendment at 3 Ill. Reg. 16, p. 41, effective April 9, 

1979, for a maximum of 150 days; emergency amendment at 3 Ill. Reg. 28, p. 182, effective July 

1, 1979, for a maximum of 150 days; amended at 3 Ill. Reg. 33, p. 399, effective August 18, 

1979; amendment at 3 Ill. Reg. 33, p. 415, effective August 18, 1979; amended at 3 Ill. Reg. 38, 

p. 243, effective September 21, 1979; peremptory amendment at 3 Ill. Reg. 38, p. 321, effective 

September 7, 1979; amended at 3 Ill. Reg. 40, p. 140, effective October 6, 1979; amended at 3 

Ill. Reg. 46, p. 36, effective November 2, 1979; amended at 3 Ill. Reg. 47, p. 96, effective 

November 13, 1979; amended at 3 Ill. Reg. 48, p. 1, effective November 15, 1979; peremptory 

amendment at 4 Ill. Reg. 9, p. 259, effective February 22, 1980; amended at 4 Ill. Reg. 10, p. 

258, effective February 25, 1980; at 4 Ill. Reg. 12, p. 551, effective March 10, 1980; amended at 

4 Ill. Reg. 27, p. 387, effective June 24, 1980; emergency amendment at 4 Ill. Reg. 29, p. 294, 

effective July 8, 1980, for a maximum of 150 days; amended at 4 Ill. Reg. 37, p. 797, effective 

September 2, 1980; amended at 4 Ill. Reg. 37, p. 800, effective September 2, 1980; amended at 4 

Ill. Reg. 45, p. 134, effective October 27, 1980; amended at 5 Ill. Reg. 766, effective January 2, 

1981; amended at 5 Ill. Reg. 1134, effective January 26, 1981; peremptory amendment at 5 Ill. 

Reg. 5722, effective June 1, 1981; amended at 5 Ill. Reg. 7071, effective June 23, 1981; 

amended at 5 Ill. Reg. 7104, effective June 23, 1981; amended at 5 Ill. Reg. 8041, effective July 

27, 1981; amended at 5 Ill. Reg. 8052, effective July 24, 1981; peremptory amendment at 5 Ill. 

Reg. 8106, effective August 1, 1981; peremptory amendment at 5 Ill. Reg. 10062, effective 
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October 1, 1981; peremptory amendment at 5 Ill. Reg. 10079, effective October 1, 1981; 

peremptory amendment at 5 Ill. Reg. 10095, effective October 1, 1981; peremptory amendment 

at 5 Ill. Reg. 10113, effective October 1, 1981; peremptory amendment at 5 Ill. Reg. 10124, 

effective October 1, 1981; peremptory amendment at 5 Ill. Reg. 10131, effective October 1, 

1981; amended at 5 Ill. Reg. 10730, effective October 1, 1981; amended at 5 Ill. Reg. 10733, 

effective October 1, 1981; amended at 5 Ill. Reg. 10760, effective October 1, 1981; amended at 5 

Ill. Reg. 10767, effective October 1, 1981; peremptory amendment at 5 Ill. Reg. 11647, effective 

October 16, 1981; peremptory amendment at 6 Ill. Reg. 611, effective January 1, 1982; amended 

at 6 Ill. Reg. 1216, effective January 14, 1982; emergency amendment at 6 Ill. Reg. 2447, 

effective March 1, 1982, for a maximum of 150 days; peremptory amendment at 6 Ill. Reg. 2452, 

effective February 11, 1982; peremptory amendment at 6 Ill. Reg. 6475, effective May 18, 1982; 

peremptory amendment at 6 Ill. Reg. 6912, effective May 20, 1982; emergency amendment at 6 

Ill. Reg. 7299, effective June 2, 1982, for a maximum of 150 days; amended at 6 Ill. Reg. 8115, 

effective July 1, 1982; amended at 6 Ill. Reg. 8142, effective July 1, 1982; amended at 6 Ill. Reg. 

8159, effective July 1, 1982; amended at 6 Ill. Reg. 10970, effective August 26, 1982; amended 

at 6 Ill. Reg. 11921, effective September 21, 1982; amended at 6 Ill. Reg. 12293, effective 

October 1, 1982; amended at 6 Ill. Reg. 12318, effective October 1, 1982; amended at 6 Ill. Reg. 

13754, effective November 1, 1982; rules repealed, new rules adopted and codified at 7 Ill. Reg. 

907, effective January 10, 1983; amended (by adding Sections being codified with no substantive 

change) at 7 Ill. Reg. 5195; amended at 7 Ill. Reg. 9367, effective August 1, l983; amended at 7 

Ill. Reg. 17351, effective December 21, 1983; amended at 8 Ill. Reg. 537, effective December 

30, 1983; amended at 8 Ill. Reg. 5225, effective April 9, l984; amended at 8 Ill. Reg. 6746, 

effective April 27, 1984; amended at 8 Ill. Reg. 11414, effective June 27, l984; amended at 8 Ill. 

Reg. 13273, effective July 16, l984; amended (by Sections being codified with no substantive 

change) at 8 Ill. Reg. 17895; amended at 8 Ill. Reg. 18896, effective September 26, 1984; 

amended at 9 Ill. Reg. 5335, effective April 5, 1985; amended at 9 Ill. Reg. 8166, effective May 

17, 1985; amended at 9 Ill. Reg. 8657, effective May 25, 1985;  amended at 9 Ill. Reg. 11302, 

effective July 5, 1985; amended at 9 Ill. Reg. 11636, effective July 8, 1985; amended at 9 Ill. 

Reg. 11991, effective July 12, 1985; amended at 9 Ill. Reg. 12806, effective August 9, 1985; 

amended at 9 Ill. Reg. 15896, effective October 4, 1985; amended at 9 Ill. Reg. 16291, effective 

October 10, 1985; emergency amendment at 10 Ill. Reg. 364, effective January 1, 1986; 

amended at 10 Ill. Reg. 1183, effective January 10, 1986; amended at 10 Ill. Reg. 6956, effective 

April 16, 1986; amended at 10 Ill. Reg. 8794, effective May 12, 1986; amended at 10 Ill. Reg. 

10628, effective June 3, 1986; amended at 10 Ill. Reg. 11920, effective July 3, 1986; amended at 

10 Ill. Reg. 15110, effective September 5, 1986; amended at 10 Ill. Reg. 15631, effective 

September 19, 1986; amended at 11 Ill. Reg. 3150, effective February 6, 1987; amended at 11 Ill. 

Reg. 8712, effective April 20, 1987; amended at 11 Ill. Reg. 9919, effective May 15, 1987; 

emergency amendment at 11 Ill. Reg. 12441, effective July 10, 1987, for a maximum of 150 

days; amended at 11 Ill. Reg. 20880, effective December 14, 1987; amended at 12 Ill. Reg. 867, 
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effective January 1, 1988; amended at 12 Ill. Reg. 2137, effective January 11, 1988; amended at 

12 Ill. Reg. 3497, effective January 22, 1988; amended at 12 Ill. Reg. 5642, effective March 15, 

1988; amended at 12 Ill. Reg. 6151, effective March 22, 1988; amended at 12 Ill. Reg. 7687, 

effective April 22, 1988; amended at 12 Ill. Reg. 8662, effective May 13, 1988; amended at 12 

Ill. Reg. 9023, effective May 20, 1988; amended at 12 Ill. Reg. 9669, effective May 24, 1988; 

emergency amendment at 12 Ill. Reg. 11828, effective July 1, 1988, for a maximum of 150 days; 

amended at 12 Ill. Reg. 14162, effective August 30, 1988; amended at 12 Ill. Reg. 17849, 

effective October 25, 1988; amended at 13 Ill. Reg. 63, effective January 1, 1989; emergency 

amendment at 13 Ill. Reg. 3402, effective March 3, 1989, for a maximum of 150 days; amended 

at 13 Ill. Reg. 6007, effective April 14, 1989; amended at 13 Ill. Reg. 12553, effective July 12, 

1989; amended at 13 Ill. Reg. 13609, effective August 11, 1989; emergency amendment at 13 Ill. 

Reg. 14467, effective September 1, 1989, for a maximum of 150 days; emergency amendment at 

13 Ill. Reg. 16154, effective October 2, 1989, for a maximum of 150 days; emergency expired 

March 1, 1990; amended at 14 Ill. Reg. 720, effective January 1, 1990; amended at 14 Ill. Reg. 

6321, effective April 16, 1990; amended at 14 Ill. Reg. 13187, effective August 6, 1990; 

amended at 14 Ill. Reg. 14806, effective September 3, 1990; amended at 14 Ill. Reg. 16957, 

effective September 30, 1990; amended at 15 Ill. Reg. 277, effective January 1, 1991; emergency 

amendment at 15 Ill. Reg. 1111, effective January 10, 1991, for a maximum of 150 days; 

amended at 15 Ill. Reg. 5291, effective April 1, 1991; amended at 15 Ill. Reg. 5698, effective 

April 10, 1991; amended at 15 Ill. Reg. 7104, effective April 30, 1991; amended at 15 Ill. Reg. 

11142, effective July 22, 1991; amended at 15 Ill. Reg. 11948, effective August 12, 1991; 

amended at 15 Ill. Reg. 14073, effective September 11, 1991; emergency amendment at 15 Ill. 

Reg. 15119, effective October 7, 1991, for a maximum of 150 days; amended at 15 Ill. Reg. 

16709, effective November 1, 1991; amended at 16 Ill. Reg. 3468, effective February 20, 1992; 

amended at 16 Ill. Reg. 9986, effective June 15, 1992; amended at 16 Ill. Reg. 11565, effective 

July 15, 1992; emergency amendment at 16 Ill. Reg. 13641, effective September 1, 1992, for a 

maximum of 150 days; emergency amendment at 16 Ill. Reg. 14722, effective September 15, 

1992, for a maximum of 150 days; emergency amendment at 16 Ill. Reg. 17154, effective 

November 1, 1992, for a maximum of 150 days; emergency amendment at 16 Ill. Reg. 17764, 

effective November 13, 1992, for a maximum of 150 days; amended at 17 Ill. Reg. 827, effective 

January 15, 1993; amended at 17 Ill. Reg. 2263, effective February 15, 1993; amended at 17 Ill. 

Reg. 3202, effective February 26, 1993; amended at 17 Ill. Reg. 4322, effective March 22, 1993; 

amended at 17 Ill. Reg. 6804, effective April 21, 1993; amended at 17 Ill. Reg. 14612, effective 

August 26, 1993; amended at 18 Ill. Reg. 2018, effective January 21, 1994; amended at 18 Ill. 

Reg. 7759, effective May 5, 1994; amended at 18 Ill. Reg. 12818, effective August 5, 1994; 

amended at 19 Ill. Reg. 1052, effective January 26, 1995; amended at 19 Ill. Reg. 2875, effective 

February 24, 1995; amended at 19 Ill. Reg. 6639, effective May 5, 1995; emergency amendment 

at 19 Ill. Reg. 8409, effective June 9, 1995, for a maximum of 150 days; amended at 19 Ill. Reg. 

15034, effective October 17, 1995; amended at 20 Ill. Reg. 858, effective December 29, 1995; 
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emergency amendment at 21 Ill. Reg. 673, effective January 1, 1997, for a maximum of a 150 

days; amended at 21 Ill. Reg. 7404, effective May 31, 1997; recodified from the Department of 

Public Aid to the Department of Human Services at 21 Ill. Reg. 9322; amended at 22 Ill. Reg. 

13642, effective July 15, 1998; emergency amendment at 22 Ill. Reg. 16348, effective September 

1, 1998, for a maximum of 150 days; amended at 22 Ill. Reg. 18931, effective October 1, 1998; 

emergency amendment at 22 Ill. Reg. 21750, effective November 24, 1998, for a maximum of 

150 days; emergency amendment at 23 Ill. Reg. 579, effective January 1, 1999, for a maximum 

of 150 days; amended at 23 Ill. Reg. 1607, effective January 20, 1999; amended at 23 Ill. Reg. 

5548, effective April 23, 1999; amended at 23 Ill. Reg. 6052, effective May 4, 1999; amended at 

23 Ill. Reg. 6425, effective May 15, 1999; amended at 23 Ill. Reg. 6935, effective May 30, 1999; 

amended at 23 Ill. Reg. 7887, effective June 30, 1999; emergency amendment at 23 Ill. Reg. 

8650, effective July 13, 1999, for a maximum of 150 days; amended at 23 Ill. Reg. 10161, 

effective August 3, 1999; amended at 23 Ill. Reg. 13852, effective November 19, 1999; amended 

at 24 Ill. Reg. 2328, effective February 1, 2000; amended at 24 Ill. Reg. 11622, effective July 18, 

2000; amended at 24 Ill. Reg. 13394, effective August 18, 2000; amended at 25 Ill. Reg. 5326, 

effective March 30, 2001; amended at 26 Ill. Reg. 179, effective January 1, 2002; amended at 26 

Ill. Reg. 8532, effective May 31, 2002; amended at 26 Ill. Reg. 13521, effective September 3, 

2002; amended at 27 Ill. Reg. 7252, effective April 7, 2003; amended at 28 Ill. Reg. 11139, 

effective July 21, 2004; emergency amendment at 28 Ill. Reg. 11366, effective July 21, 2004, for 

a maximum of 150 days; emergency amendment at 28 Ill. Reg. 12469, effective August 20, 

2004, for a maximum of 150 days; emergency expired January 16, 2005; amended at 29 Ill. Reg. 

648, effective December 16, 2004; amended at 29 Ill. Reg. 5703, effective April 11, 2005; 

amended at 29 Ill. Reg. 10176, effective July 5, 2005; amended at 30 Ill. Reg. 16065, effective 

September 21, 2006; amended at 31 Ill. Reg. 6981, effective April 30, 2007; amended at 31 Ill. 

Reg. 11306, effective July 19, 2007; amended at 32 Ill. Reg. 17187, effective October 16, 2008; 

peremptory amendment at 32 Ill. Reg. 18065, effective November 15, 2008; emergency 

amendment at 33 Ill. Reg. 4993, effective March 19, 2009, for a maximum of 150 days; 

emergency expired August 15, 2009; emergency amendment at 33 Ill. Reg. 7337, effective May 

21, 2009, for a maximum of 150 days; emergency expired October 17, 2009; amended at 33 Ill. 

Reg. 12775, effective September 8, 2009; emergency amendment at 33 Ill. Reg. 12850, effective 

September 4, 2009, for a maximum of 150 days; emergency expired January 31, 2010; amended 

at 33 Ill. Reg. 13846, effective September 17, 2009; amended at 33 Ill. Reg. 15033, effective 

October 22, 2009; amended at 33 Ill. Reg. 16845, effective November 30, 2009; emergency 

amendment at 34 Ill. Reg. 6944, effective May 1, 2010, for a maximum of 150 days; emergency 

expired September 27, 2010; amended at 34 Ill. Reg. 7255, effective May 10, 2010; amended at 

35 Ill. Reg. 1012, effective December 28, 2010; emergency amendment at 35 Ill. Reg. 6951, 

effective April 6, 2011, for a maximum of 150 days; emergency expired September 2, 2011; 

amended at 35 Ill. Reg. 17096, effective October 5, 2011; amended at 35 Ill. Reg. 18756, 

effective October 28, 2011; amended at 36 Ill. Reg. 15195, effective October 5, 2012; emergency 
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amendment at 36 Ill. Reg. 17567, effective December 1, 2012 through June 30, 2013; amended 

at 37 Ill. Reg. ______, effective ____________. 

 

SUBPART D:  PAYMENT AMOUNTS 

 

Section 113.253  Allowances for Increase in SSI Benefits  
 

a) An allowance for $531.90$519.90 is authorized for all AABD cases as a "grant 

adjustment".  A grant adjustment is an allowance that ensures that the amount of 

the SSI increase from July 1977 and later will be available to clients.  

 

b) EXCEPTIONS:  For clients whose assistance payments include an allowance for 

Sheltered Care or Care Not Subject to Licensing a "grant adjustment" of $10 is 

authorized.  Individuals residing in long term group care facilities do not receive 

any "grant adjustment".  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 113.260  Sheltered Care, Personal Care or Nursing Care Rates  
 

 

Group A 

Counties 

Needs  

Assessment 

Group B  

Counties 

   

12101198 0-7 12251213 

12161204 8 12321220 

12231211 9 12391227 

12281216 10 12471235 

12351223 11 12541242 

12401228 12 12611249 

12471235 13 12691257 
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12521240 14 12751263 

12591247 15 12831271 

12641252 16 12911279 

12711259 17 12971285 

12761264 18 13051293 

12831271 19 13121300 

12891277 20 13191307 

12951283 21 13271315 

13011289 22 13341322 

13071295 23 13411329 

13131301 24 13481336 

 

a) Group A Counties are counties other than Cook, DuPage, Kane, Lake and Will.  

 

b) Group B Counties are Cook, DuPage, Kane, Lake and Will.  

 

c) Rate includes shelter factor and approved activity and social rehabilitation 

programs.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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1) Headline of the Part:  Boiler and Pressure Vessel Safety Act 

 

2) Code Citation:  41 Ill. Adm. Code 120 

 

3) Section Numbers:   Proposed Action 

120.11     Amend 

120.15     Amend 

120.20     Amend 

120.1400    New 

120.1410    New 

120.1420    New 

120.1430    New 

120.1440    New 

 

4) Statutory Authority:  Boiler and Pressure Vessel Safety Act [430 ILCS 75] 

 

5) A Complete Description of the Subjects and Issues Involved:  Describes and updates the 

process for the inspection of historical boilers.  Implements the statutory requirement that 

these boilers be inspected once every 2 years in addition to specific procedures and 

standards found in the National Board Inspection Code (NBIC), 2011 Edition.  Allows 

the OSFM Boiler Division and Special Inspectors 90 days from the expiration of the 

current boiler inspection certificate to conduct the boiler inspection before the inspection 

would be deemed untimely.  Updates materials incorporated by reference.  

 

6) Published studies or reports, and sources of underlying data, used to compose this 

rulemaking:  Certain portions of the 2011 Edition of the NBIC were utilized in drafting 

the sections concerning historical boilers.   See amended Section 120.11 in the text of the 

attached amendments for the full reference to this code.  A copy of this Edition of the 

NBIC is on file in the Office of the State Fire Marshal, 100 W. Randolph St., Ste. 4-600, 

Chicago, Illinois 60601, and is available for public inspection at that location. 

 

7) Will this rulemaking replace any emergency rulemaking currently in effect?  No 

  

8) Does this rulemaking contain an automatic repeal date?  No  

 

9) Does this rulemaking contain incorporations by reference?  Yes. Copies of the 

incorporated codes are on file in the Office of the State Fire Marshal, 100 W. Randolph 

St., Ste. 4-600, Chicago, Illinois 60601, and are available for public inspection at that 

location. 
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10) Are there any other proposed rulemakings pending on this Part?  No 

 

11) Statement of Statewide Policy Objectives:  This proposed rulemaking does not create or 

enlarge a State mandate, as defined in Section 3(b) of the State Mandates Act [30 ILCS 

805/3(b)]. 

 

12) Time, Place, and Manner in which interested persons may comment on this proposed 

rulemaking:  Persons wishing to comment on this proposed rulemaking may submit 

comments no later than 45 days after the publication of this Notice to: 

 

Clayton Novak 

Boiler and Pressure Vessel Safety 

Attn: Part 120 Rules 

Office of the State Fire Marshal 

100 W. Randolph Street, Suite 4-600 

Chicago, IL 60601 

 

312/814-2381 

Facsimile: 312/814-2343 

 

13) Initial Regulatory Flexibility Analysis: 

 

A) Types of small businesses, small municipalities and not for profit corporations 

affected:  This rulemaking could have a minor impact on those small businesses 

and not for profit entities that own a boiler or pressure vessel. 

 

B) Reporting, bookkeeping or other procedures required for compliance:  Individuals 

and companies must maintain copies of maintenance and inspection records.   

 

C) Types of Professional skills necessary for compliance:  None  

 

14) Regulatory Agenda on which this rulemaking was summarized:  July 2012 

 

The full Text of the Proposed Amendments begins on the next page: 
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TITLE 41:  FIRE PROTECTION 

CHAPTER I:  OFFICE OF THE STATE FIRE MARSHAL 

 

PART 120 

BOILER AND PRESSURE VESSEL SAFETY 

 

SUBPART A:  DEFINITIONS AND ADMINISTRATION 

 

Section  

120.4 Foreward (Repealed)  

120.7 Kindly Observe the Following Briefs and Avoid Unnecessary Inconvenience 

(Repealed)  

120.10 Definitions  

120.11 Incorporation of National Standards  

120.15 Fees  

120.20 Administration  

120.30 Inspectors, Examinations, Certificate of Competency and Commission  

120.41 Special Inspector Trainee (Repealed)  

 

SUBPART B:  CONSTRUCTION, INSTALLATION, INSPECTION, 

MAINTENANCE, AND USE 

 

Section  

120.100 New Installations of Boilers, Miniature Boilers, Heating Boilers and Hot Water 

Supply Boilers  

120.105 Boiler Exemptions (Repealed) 

120.200 New Installations of Pressure Vessels  

120.205 Pressure Vessel Exemptions (Repealed) 

120.300 Existing Installations of Power Boilers  

120.400 Existing Installations of Miniature Boilers (Repealed)  

120.500 Operation of Boilers and Pressure Vessels  

120.600 Existing Installation of Pressure Vessels  

120.700 General Requirements for all Boilers and Pressure Vessels (Repealed)  

120.800 Nuclear Power Plant Components (Repealed)  

120.900 Flame Safeguard Requirements and Incorporated Standards (Repealed)  

 

SUBPART C:  REPAIR AND ALTERATION 

 

Section  
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120.1000 Repairs and Alterations to Boilers and Pressure Vessels by Welding  

120.1010 Authorization to Repair Boilers and Pressure Vessels  

120.1020 Issuance and Renewal of the Certificate  

120.1030 Changes to Certificates of Authorization  

120.1040 Quality Control Requirements  

120.1041 Repair and Alteration Requirements  

 

SUBPART D:  STATE SPECIALS 

 

Section  

120.1100 Procedure for the Issuance of a State Special Permit  

 

SUBPART E:  REPAIR OF SAFETY AND SAFETY RELIEF VALVES 

 

Section  

120.1200 Authorization for Repair of Safety & Safety Relief Valves  

120.1210 Authorization to Repair ASME and National Board Stamped Safety and Safety 

Relief Valves  

120.1220 Issuance and Renewal of the Certificate  

120.1240 Changes to Certificates of Authorization  

120.1250 Repairs to Safety and Safety Relief Valves  

120.1260 Quality Control System  

120.1270 Nameplates  

120.1275 Field Repair  

120.1280 Performance Testing of Repaired Valves  

120.1285 Training of Valve Repair Personnel  

120.1290 ASME "V", "UV" or National Board "VR" Certificate Holders  

 

SUBPART F:  OWNER-USER QUALITY CONTROL REQUIREMENTS 

 

Section  

120.1300 Introduction  

120.1301 Authority and Responsibility  

120.1305 Organization  

120.1310 Inservice Inspection Program  

120.1320 Drawings, Design Calculations, and Specification Control  

120.1325 Material Control  

120.1330 Examination and Inspection Program  

120.1335 Correction of Nonconformities  
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120.1340 Welding  

120.1345 Nondestructive Examination  

120.1350 Calibration of Measurement and Test Equipment  

120.1355 Records  

120.1360 Inspectors  

 

SUBPART G:  HISTORICAL BOILERS 

Section  

120.1400 Scope 

120.1410 Historical Boiler Definition 

120.1420 Historical Boiler Inspections 

120.1430 Fees 

120.1440 Repairs and Alterations 

 

120.APPENDIX A Operational and Maintenance Log  

120.EXHIBIT A Hot Water Heating Boilers  

120.EXHIBIT B Steam Heating Boilers  

120.APPENDIX B Record of Welded Repair (Repealed)  

 

AUTHORITY:  Implementing the Boiler and Pressure Vessel Safety Act [430 ILCS 75] and 

authorized by Sections 2 and 2.1 of the Boiler and Pressure Vessel Safety Act [430 ILCS 75/2 

and 2.1].  

 

SOURCE:  Boiler and Pressure Vessel Safety Act Rules and Regulations adopted at 4 Ill. Reg. 7, 

p. 126, effective January 31, 1980; codified at 5 Ill. Reg. 10677; amended at 7 Ill. Reg. 6925, 

effective July 1, 1983; amended at 10 Ill. Reg. 9510, effective July 1, 1985; amended at 11 Ill. 

Reg. 16587, effective January 1, 1988; amended at 16 Ill. Reg. 6808, effective July 1, 1992; 

amended at 17 Ill. Reg. 14917, effective September 1, 1993; amended at 19 Ill. Reg. 11904, 

effective August 15, 1995; amended at 20 Ill. Reg. 9540, effective July 3, 1996; amended at 21 

Ill. Reg. 997, effective January 1, 1997; amended at 23 Ill. Reg. 162, effective January 1, 1999; 

amended at 24 Ill. Reg. 18555, effective December 7, 2000; amended at 25 Ill. Reg. 11914, 

effective January 1, 2002; amended at 27 Ill. Reg. 518, effective January 01, 2003; emergency 

amendment at 27 Ill. Reg. 14855, effective September 2, 2003, for a maximum of 150 days; 

amended at 28 Ill. Reg. 1737, effective January 13, 2004; amended at 28 Ill. Reg. 13509, 

effective September 24, 2004; amended at 32 Ill. Reg. 17198, effective October 16, 2008; 

amended at 35 Ill. Reg. 9028, effective July 1, 2011; amended at 37 Ill. Reg. ______, effective 

____________. 

 

SUBPART A:  DEFINITIONS AND ADMINISTRATION 
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Section 120.11  Incorporation of National Standards  
 

a) Where standards are incorporated by reference in this Part, the incorporated 

material does not include any later editions or amendments.  

 

b) The Board hereby adopts the following nationally recognized standards and 

addenda:  

 

1) American Petroleum Institute (API) 

1220 L Street, Northwest 

Washington DC 20005 

 

API-510, NinthEighth Edition, June 2006, Pressure Vessel 

Inspection Code:  Maintenance Inspection, Rating, Repair, and 

AlterationFirst Supplement, API Recommended Practice for 

Inspection, Repair, and Rating of Pressure Vessels in Petroleum 

Refining Service 

 

2) American Society of Mechanical Engineers (ASME) 

United Engineering Center 

Three Park Avenue 

New York NY 10017 

www.asme.org 

 

A) ASME Boiler and Pressure Vessel Code, 20102007 Edition and 

2011 Addenda 

 

Section I Rules for Construction of Power Boilers 

Section II Material Specifications – Part A – Ferrous 

Section II Material Specifications – Part B – Nonferrous 

Section II Material Specifications – Part C – Welding 

Rods, Electrodes and Filler Metals 

Section II Material Specifications – Part D – Properties 

(Customary) 

Section IV Rules for Construction of Heating Boilers 
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Section V Nondestructive Examination 

Section VI Recommended Rules for the Care and Operation 

of Heating Boilers 

Section VII Recommended GuidelinesRules for the Care of 

Power Boilers 

Section VIII Pressure Vessels – Division 1, Rules for 

Construction of Pressure Vessels (Including 

Appendix M) 

Section VIII Pressure Vessels – Division 2 – Alternative 

Rules 

Section VIII Pressure Vessels – Division 3 – Alternative 

Rules for Construction of High Pressure Vessels 

Section IX Qualification Standard for Welding and Brazing 

Procedures, Welders, Brazers, and Welding and 

Brazing OperatorsWelding and Brazing 

Qualifications 

Section X Fiberglass-Reinforced Plastic Pressure Vessels 

 

B) ASME CSD-1 20092004 − Controls and Safety Devices for 

Automatically Fired Boilers 

 

3) National Board of Boiler and Pressure Vessel Inspectors (NB) 

1055 Crupper Avenue 

Columbus OH 43229 

www.nationalboard.org 

 

National Board Inspection Code (NBIC), 20112007 Edition 

 

4) National Fire Protection Association (NFPA) 

1 Batterymarch Park 

Quincy MA 02269-9101 

www.nfpa.org 

 

NFPA 85 Boiler and Combustion Systems Hazards Code, 

2011 EditionBoilers and Combustion System 

Hazard Code, 2004 Edition 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 120.15  Fees  
 

As authorized by the Boiler and Pressure Vessel Safety Act, the Board establishes the following 

fees to be collected for services rendered:  

 

Examinations ......................................................................................  $30 

Commissions  

New Issuance .................................................................................  $40 

Renewal .........................................................................................  $25 

Chief and Deputy………………………………………………… $0 

All Certificates of Inspection ..............................................................  $70  

Inspections Conductedconducted by the Division  

High Pressure and High Temperature Water Boilers  

Boilers without a manhole ........................................................  $30 

Boilers with a manhole .............................................................  $60 

Low Pressure Steam and Water Boilers  

Boilers without a manhole ........................................................  $30 

Boilers with a manhole .............................................................  $60 

Hot water supply boilers ...........................................................  $30 

No more than $130 shall be charged for one boiler in any one year. 

 

Pressure Vessels 

Fees are based on the product of the overall length times the width or diameter of the 

vessel expressed in square feet. 

50 sq. ft. or less ...................................................................  $25 

51 sq. ft. to 150 sq. ft. .........................................................  $50 

over 150 sq. ft. ....................................................................  $75 

No more than $160 shall be charged for any one pressure vessel in any one year. 

 

Annual Statements (Owner-Users) ....................................................  $35 per vessel 

 

Miscellaneous 

Witness a hydrostatic test .........................................................  $100 

Joint reviews, audits, shop inspections, other services 
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½ day..................................................................................  $300 

Full day ..............................................................................  $500 

Plus expenses, including travel and lodging. 

 

State Special Permits .........................................................................  $1,000 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 120.20  Administration  
 

a) Applying State Serial Number.  The State serial number on boilers shall be not 

less than 
5
/16" in height and shall be preceded by the letter "B".letters "ILL", 

which shall also be not less than 
5
/16" in height.  Boilers will be identified by a 

five digit number.  The State serial number on pressure vessels shall be not less 

than 
5
/16" in height and shall be preceded by the letters "ILL" and the letter "U"., 

which also shall be not less than 
5
/16" in height.  Pressure vessels will be identified 

by a six digit number.  The inspector shall make certain that the correct Illinois 

State serial number is affixed to the boiler or pressure vessel at the time of 

inspection.  

 

b) First Time Inspection.  Effective January 1, 1999, all first time inspections of 

boilers and pressure vessels shall be performed by the Chief or a Deputy Inspector 

employed by the Division.  

 

c) Basis for Extending Certificate of Internal Inspection for Power Boilers.  The 

Chief Inspector is authorized to extend, for a period not exceeding one year, or 2 

years for power boilers having an output rated at or above 450,000 lbs/hr, the time 

within which power boilers are required to be internally inspected, subject to the 

following conditions and qualifications:  

 

1) The analysis and treatment of feedwater for power boilers shall be under 

the supervision of a person qualified in the field of water chemistry.  

 

2) The analysis and treatment of the boiler feedwater shall be for the purpose 

of controlling and limiting serious deteriorating, encrusting and sludging 

factors affecting the safety of the boiler.  

 

3) The owner or user of power boilers must maintain, for examination by the 

inspector, accurate records of chemical and physical laboratory analyses of 
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samples of the boiler water taken at regular intervals of not more than 24 

hours operation and of the treatment applied.  These records must specify 

dates and times of analyses, by whom analyzed, and the treatment applied 

at that time, and should be certified by the responsible authority.  These 

records will adequately show the conditions of the water and any 

constituents or characteristics that are capable of producing corrosion or 

other deterioration of the boiler or its parts.  

 

4) The Chief Inspector is authorized to review the qualifications of the 

supervisor and the acceptability of supervision in accordance with the 

requirements of subsections (c)(1) through (c)(3).  

 

5) An internal inspection must have been performed during a pre-planned 

outage allowing appropriate time for a complete and comprehensive 

evaluation, including inspections of watersides, furnace area and all gas 

passages, with no deficiencies found that would preclude extending the 

internal inspection for one year, or 2 years for power boilers having an 

output rated at or above 450,000 lbs/hr. 

 

6) At no time shall the period between internal inspections for boilers having 

an output rated at or above 450,000 lbs/hr exceed a 36-month time 

interval. 

 

7) Application for extension shall be by letter setting forth facts establishing 

compliance with the requirements of subsections (c)(1) through (c)(7) and 

shall be accompanied by the report of external inspection.  

 

d) Unsafe Boilers or Pressure Vessels.  Any boiler or pressure vessel having been 

inspected and declared unsafe by an inspector shall have the Inspection Certificate 

suspended.  

 

e) Factors of Safety for Existing Installations.  An inspector shall increase the factors 

of safety if the condition of a boiler or pressure vessel warrants it.  If the owner or 

user does not concur with the inspector's decision, the owner or user may appeal 

to the Board.  

 

f) Frequency of Inspection of Boilers and Pressure Vessels  

 

1) Power boilers and high temperature water boilers shall receive a certificate 
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inspection annually, which shall be an internal inspection where 

conditions permit unless authorization is granted by the chief inspector to 

extend the internal inspection as permitted in subsection (c).  The boilers 

shall also be inspected externally annually while under representative 

operating conditions, if possible, except that a power boiler having an 

output rated at or above 450,000 lbs/hr may forgo the external inspection 

for the year the internal inspection is conducted.  

 

2) Low pressure steam and hot water heating boilers and hot water supply 

boilers shall receive a certificate inspection every 2 years.  Groups of 

heating and hot water supply boilers connected together shall be registered 

as one unit and receive one Inspection Certificate when the following 

conditions are met: 

 

A) No unit exceeds 400,000 BTU input; 

 

B) All units being considered in the assembled modular unit are 

connected to a common header or manifold; and 

 

C) No more than 8 units can be grouped together and registered as one 

unit.  

 

3) Inspection of the flame safeguard equipment shall be in conjunction with 

the regular inspections of boilers.  

 

4) Pressure vessels subject to internal corrosion shall receive a certificate 

inspection every 3 years.  This inspection shall be external and internal 

where conditions permit.  However, owner-users qualified in accordance 

with Section 15 of the Act shall have the option of using API-510 or the 

NBIC for inspection intervals.  

 

5) Pressure vessels not subject to internal corrosion shall receive a certificate 

inspection every 3 years.  However, owner-users qualified in accordance 

with Section 15 of the Act shall have the option of using API-510 or the 

NBIC for inspection intervals.  

 

g) Inspection and Inspection Certificate Fees  

 

1) If a boiler or pressure vessel shall, upon inspection, be found to be suitable 
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and to conform to this Part, the owner or user will be invoiced the fees 

established by the Board for each boiler and pressure vessel inspected.  

The fee must be paid before an Inspection Certificate will be issued.  

 

2) If the owner or user of each boiler or pressure vessel required to be 

inspected refuses or fails to allow an inspection to be made or refuses or 

fails to pay the appropriate fees, the Inspection Certificate, if it has not 

expired, shall be suspended by the Chief Inspector until the owner or user 

complies with the requirements.  

 

3) The owner or user who causes a boiler or pressure vessel to be operated 

without a valid Inspection Certificate shall be guilty of a Class B 

misdemeanor and each day shall be deemed a separate offense in 

accordance with Section 12 of the Act.  

 

h) Inspectors to Have No Other Interests.  It is prohibited for any employee of the 

Division of Boiler and Pressure Vessel Safety to accept any compensation or 

remuneration from any source for acting as a consultant, engineer, safety 

engineer, safety specialist, etc., or under any other title.  Employees of this 

Division shall not be engaged in the sale of any article or device that is related to 

boilers or pressure vessels and shall devote their full time to inspection work.  

 

i) Installing Used or Second-hand Boilers or Pressure Vessels.  A certificate 

inspection shall be made of all used or second-hand boilers or pressure vessels 

prior to operation in this State.  When a boiler or pressure vessel is moved and 

reinstalled, the fittings and appurtenances shall be upgraded to comply with the 

rules for new installations.  

 

j) Inspectors to Notify Chief Inspector of Defective Boilers and Pressure Vessels.  If 

an inspector finds that a boiler or pressure vessel or any of the appurtenances are 

in an unsafe condition, the inspector shall immediately notify the Chief Inspector 

and submit a report of the defects.  

 

k) Insurance Agencies to Notify the Chief Inspector of New, Cancelled or 

Suspended Risks.  All insurance agencies shall notify the Chief Inspector within 

30 days of all boiler or pressure vessel risks written, cancelled, not renewed or 

suspended in Illinois.  

 

l) Manufacturers Data Reports to be Filed.  Effective January 1, 1974, 
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Manufacturers Data Reports on boilers and, as amended December 31, 1976, for 

pressure vessels, that are to be installed in the State of Illinois (unless otherwise 

exempted by this Part) shall be filed with the Chief Inspector through the National 

Board.  Each boiler and pressure vessel for which a report is filed should be 

assigned a National Board number.  

 

m) Boilers and Pressure Vessels without ASME Stamping.  If the boiler or pressure 

vessel does not bear the ASME stamp, then the drawings, data and material 

showing all details of construction shall be submitted to the Chief Inspector and 

the Chief Inspector's approval shall be obtained before installation in this State.  

The Chief Inspector shall grant approval if the construction, materials and 

inspection requirements meet the rules, except for ASME stamp.  

 

n) Notification of Inspection.  The owner or user shall prepare each boiler or 

pressure vessel for internal inspection and shall prepare for and apply a 

hydrostatic test whenever necessary, on the date specified by an inspector, which 

shall be not less than 7 days after the date of notification.  

 

o) Owner to Notify Chief Inspector in Case of Accident.  Any owner or user, which 

includes any person, firm, partnership, corporation, or governmental entity, that 

knowingly fails to notify the Chief Inspector within 24 hours, or on the next 

business day, of an accident, explosion, event, or incident that serves to render a 

boiler or pressure vessel inoperative because of damage or failure or that involves 

any bodily injury or death to any person is guilty of a Class B misdemeanor, if a 

natural person, or a business offense punishable by a fine of not less than $501 

and not more than $10,000, if a corporation or governmental entity.  

 

p) Penalties.  Any person, firm, partnership or corporation violating any of the 

provisions of this Part shall be subject to the penalties provided in the Boiler and 

Pressure Vessel Safety Act.  

 

q) Registration of Boilers and Pressure Vessels.  All owners or users of boilers and 

pressure vessels subject to the Act now in use or installed ready for use in the 

State of Illinois shall notify the Chief Inspector in writing giving the location, 

type, capacity, age and date of installation.  

 

r) Removal of Safety Appliances  

 

1) No person, except under the direction of an inspector, shall attempt to 
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remove or shall do any work upon safety appliances required by this Part 

while a boiler or pressure vessel is in operation.  Should any of these 

appliances be repaired during an outage of a boiler or pressure vessel, they 

must be reinstalled and in proper working order before the object is again 

placed in service.  

 

2) No person shall in any manner load the safety valve or valves to maintain 

a working pressure in excess of that stated on the Inspection Certificate.  

 

s) Stamping of Boilers and Pressure Vessels.  Each boiler or pressure vessel subject 

to the Act shall be identified by a serial number of the State of Illinois.  The 

number will be assigned by the Chief Inspector and applied to the boiler or 

pressure vessel by the inspector at the time of inspection.  Also, the Code required 

stamping shall be kept free of paint and lagging so that it will be plainly visible 

and easily read by the inspector.  

 

t) Inspections andSubmission of Inspection Reports.  Inspection Reports to be 

submitted by Special Inspectors:  

 

1) Inspection Reports shall be submitted within 10 days from the date of 

inspection.  

 

2) All Inspection Reports shall be completed with all pertinent information as 

required, including location and actual conditions observed.  

 

3) The Chief or a Deputy Inspector employed by the Division, and Special 

Inspectors, shall have up to 90 days after the expiration of the Inspection 

Certificate to conduct his or her inspection.  An Inspection Certificate 

shall remain valid beyond the expiration date noted on the certificate until 

the boiler or pressure vessel is reinspected by the authorized inspecting 

authorities or until the certificate is suspended by the Chief Inspector, 

provided that the owner or user of the boiler or pressure vessel makes it 

available for inspection at reasonable times. [430 ILCS 75/11(b)]A 90 

day period beyond the expiration date marked on the Inspection Certificate 

will be used in determining boilers and pressure vessels past due for 

inspection for divisional reporting purposes.  This 90 day period is for the 

administrative processing of inspection reports, invoices and Inspection 

Certificates.  Inspections shall be performed prior to the expiration date on 

the Inspection Certificate. 
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4) Validity of Inspection Certificate.  The Chief Inspector may at any time 

suspend an Inspection Certificate when the boiler or pressure vessel for 

which it was issued may not continue to be operated without menace to 

public safety, or when the boiler or pressure vessel is found not to comply 

with this Part.  A Special Inspector shall have authority to request 

suspension of an Inspection Certificate for boilers or pressure vessels 

insured by the employing company.  Suspension of an Inspection 

Certificate shall continue in effect until the boiler or pressure vessel has 

been made to conform to this Part.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

SUBPART G:  HISTORICAL BOILERS 

 

Section 120.1400  Scope 

 

This Subpart covers historical boilers, including steam tractors, traction engines, hobby steam 

boilers, portable steam boilers, and other boilers that require inspection under the definition of 

historical boilers.  This Subpart is to be enforced in accordance with the requirements of the 

2011 Edition, National Board Inspection Code (NBIC), Part 2, Section 6, Supplement 2 – 

Historical Boilers, unless excepted. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 120.1410  Historical Boiler Definition 

 

a) An "historical boiler" means a boiler capable of generating steam for motive 

power when operated for public display, exhibition and/or educational purposes, 

without regard for its actual physical age or its method of construction. Historical 

boilers are owned and operated by steam hobbyists and are not used in 

commercial or any other applications that require an annual inspection by the 

State of Illinois.  Historical boilers include steam-powered conveyances such as: 

traction engines, portable and stationary engines, road rollers, automobiles, 

watercraft, and railroad locomotives not regulated by the Federal Railroad 

Administration.  
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b) Model steam engines whose boiler barrels are 12 inches or greater in inside 

diameter and/or whose firebox grate area is 1½ square feet or greater shall be 

subject to inspection. 

 

c) Exempted from inspections are any historical boilers that are used only for static 

presentations, i.e., unfired, and not subject to internal vessel pressure greater than 

atmospheric. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 120.1420  Historical Boiler Inspections 

 

a) Frequency of Inspection.  Historical boilers shall be inspected every two years. 

 

b) Preparation for Inspection 

 

1) It is the responsibility of the owner to assure the historical boiler is 

properly prepared for inspection.   

 

2) As much preparation as possible shall be completed prior to the arrival of 

the inspector.  

 

3) Standards of inspection shall be the requirements of the National Board 

Inspection Code (NBIC) and this Subpart.   

 

4) Preparation for internal inspection shall be as required by the NBIC, 

including: 

 

A) The boiler must be at ambient temperature and dry. 

 

B) Fireside open and grates must be removed. 

 

C) Fireside tubesheets and tubes must be thoroughly cleaned of soot 

and ash. 

 

D) Waterside drained and hand holes, plugs and inspection openings 

must be removed. 

 

E) Sediment, scale and mud must be flushed. 
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F) Insulation or jackets must be removed, as appropriate. 

 

5) When there is limited or no access for visual inspection, remote camera or 

fiber optic devices may be used. 

 

c) Inspection Sequence 

 

1) Initial Inspection.  In addition to initial internal and external visual 

inspection, a baseline full grid ultrasonic testing (UT) inspection, as 

required by NBIC, shall be performed.  The boiler shall be equipped with 

a fusible plug.  

 

2) Subsequent Inspections 

 

A) A certificate inspection two years following the initial inspection 

shall be performed. The certificate inspection will consist of a 

hydro test of between 100% and 125% of the calculated maximum 

allowable working pressure, along with an external visual 

inspection both at rest and under pressure.  

 

i) The owner shall provide the pump, water, water 

temperature and expertise to safely complete the test, 

including proper protection from the elements as needed. 

 

ii) A powered mechanical pump must have a safety relief 

device between the pump discharge and the boiler inlet.   

 

iii) The State of Illinois will not be responsible for damage 

occurring as a result of the hydro test.   

 

B) A certificate inspection shall be performed two years following the 

hydro test and shall consist of a detailed internal and external 

visual inspection with a spot check of approximately 10% UT 

coverage on all stayed and un-stayed surfaces.  

 

C) Subsequent certificate inspections shall be performed every 2 years 

and shall follow a cycle of first performing a hydro test and then 

performing a detailed internal and external visual inspection with a 
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spot check of approximately 10% UT coverage on all stayed and 

unstayed surfaces.  

 

D) At no time shall the interval for internal inspection exceed 4 years.  

 

d) In-service Inspection Option at the Discretion of the Inspector.  In lieu of the 

hydro test, an Inspector may choose to witness the object in operation.  The 

following examinations and tests shall be performed while the boiler is in 

operation: 

 

1) Two independent means of boiler feed water delivery systems shall be 

demonstrated to the Inspector.  Observance is to be performed at an 

operating pressure no less than 90% of the safety valve set point of the 

boiler.  If the boiler is equipped with more than one feed water tank, each 

feed water device must be able to take water out of either feed water tank.  

Pumped feed water shall be preheated prior to entering the boiler. 

 

2) Demonstration of operable try-cocks that show a level of water that 

correlates with that shown in the gauge glass.   

 

3) Demonstration of operating gauge glass upper and lower shutoff valves.   

 

4) Demonstration of an operating gauge glass blow down valve. 

 

5) Verification that the gauge glass is visually clear and fully operational. 

 

6) Visual inspection for leaks. 

 

7) Safety Valve Test. Safety valves shall be tested by having the operator 

raise boiler pressure to the safety valve popping point.  Popping point 

pressure and blow down will be observed to ensure they are within 

tolerances (see NBIC Part 2, S2.8).  A certification acceptable under 

Section 120.1210 may also be used for verification of set pressures.  

 

e) Additional Inspection as May Be Required.  The boiler may be subjected to other 

methods of inspection, at the owner's expense, as deemed necessary by the boiler 

inspector to determine soundness and to assure the safety of the operators and 

citizens of the State of Illinois.  
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f) Display of Inspection Certificate.  The current Inspection Certificate shall be 

posted in a visible area near the point of operation.   

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 120.1430  Fees  

 

Fees shall be those established in Section 120.15.  

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 120.1440  Repairs and Alterations 

 

Repairs and alterations shall be performed in accordance with Subpart C of this Part.  

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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1) Heading of the Part:  Illinois Vital Records Code 

 

2) Code Citation:  77 Ill. Adm. Code 500 

 

3) Section Numbers:  Proposed Action: 

 500.10    Amend 

500.15    New 

 500.25    New 

 

4) Statutory Authority:  Vital Records Act [410 ILCS 535]; Gestational Surrogacy Act [750 

ILCS 47]; Illinois Parentage Act of 1984 [750 ILCS 45] 

 

5) A Complete Description of the Subjects and Issues Involved:  Rules were needed for 

gestational surrogacy births to ensure the establishment of a parent-child relationship 

between a child and his or her intended parents when the child is being carried by a 

gestational surrogate prior to the birth of the child, and to ensure that the intended 

parents' names, irrespective of gender or marital/civil union status, are entered on the 

child's birth record. The Definitions Section is being amended to include definitions from 

the Gestational Surrogacy Act.  A "Referenced Materials" Section is being added to the 

Part.  A new Section 500.25 (Gestational Surrogacy Births) is being added to set forth 

requirements for a process for establishing a parent-child relationship prior to the birth of 

the child between a child and his or her intended parents when the child is being carried 

by a gestational surrogate.  

 

The economic effect on this proposed rulemaking is unknown.  Therefore, the 

Department requests any information that would assist in calculating this effect. 

 

The Department anticipates adoption of this rulemaking approximately six months after 

publication of the Notice in the Illinois Register. 

 

6) Published studies or reports, and sources of underlying data  used to compose this 

rulemaking:  None 

 

7) Will this rulemaking replace any emergency rulemaking currently in effect?  No 

 

8) Does this rulemaking contain an automatic repeal date?  No 

 

9) Does this rulemaking contain incorporations by reference?  No 
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10) Are there any other proposed rulemakings pending on this Part?  Yes 

 

 Section Numbers: Proposed Action: Illinois Register Citation: 

 500.10   Amend   37 Ill. Reg. 4466; April 12, 2013 

 500.50   Amend   37 Ill. Reg. 4466; April 12, 2013 

 

11) Statement of Statewide Policy Objectives:  This rule will not have an effect on units of 

 local government. 

 

12) Time, Place and Manner in which interested persons may comment on this proposed 

rulemaking:  Interested persons may present their comments concerning this rulemaking 

within 45 days after the publication of this issue of the Illinois Register to: 

 

  Susan Meister 

  Division of Legal Services 

  Illinois Department of Public Health 

  535 W. Jefferson St., 5
th

 floor 

  Springfield, Illinois 62761 

 

  217/782-2043 

  e-mail:  dph.rules@illinois.gov  

 

13) Initial Regulatory Flexibility Analysis: 

 

A) Types of small businesses, small municipalities and not for profit corporations 

affected:  None 

 

B) Reporting, bookkeeping or other procedures required for compliance:  None 

 

C) Types of Professional skills necessary for compliance:  None 

 

14) Regulatory Agenda on which this rulemaking was summarized:  This rulemaking was not 

included on either of the two most recent Regulatory Agendas because the need for the 

rulemaking was not apparent when the Regulatory Agendas were published. 

 

The full text of the Proposed Amendments begins on the next page: 
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TITLE 77:  PUBLIC HEALTH 

CHAPTER I:  DEPARTMENT OF PUBLIC HEALTH 

SUBCHAPTER e:  VITAL RECORDS 

 

PART 500 

ILLINOIS VITAL RECORDS CODE 

 

Section  

500.10 Definitions  

500.15 Referenced Materials 

500.20 Access to Vital Records  

500.25 Gestational Surrogacy Births 

500.30 Delayed Records of Birth  

500.40 Amendments, Additions or Corrections to Vital Records  

500.43 Amendments to Birth Records Following Gender Re-assignment 

500.45 New Certificates of Birth  

500.47 Illinois Adoption Registry and Information Exchange  

500.50 Transportation and Disposition of Dead Human Body  

500.60 Court Order to Restore Original Certificate of Birth  

500.70 Availability of Medical and Health Information  

500.80 Appointment and Removal of Local Registrars  

500.90 Social Security Numbers of the Mother and Father of an Infant  

 

500.APPENDIX A Birth Records  

500.ILLUSTRATION A Certificate of Live Birth  

500.ILLUSTRATION B Information For Medical and Health Use Only  

500.ILLUSTRATION C Record of a Foreign Birth  

500.ILLUSTRATION D Certificate of Birth – Foundling Child  

500.ILLUSTRATION E Application for Search of Birth Record Files  

500.ILLUSTRATION F Application for Correction of a Birth Certificate  

500.APPENDIX B Delayed Birth Records  

500.ILLUSTRATION A Instructions for Filing a Delayed Record of Birth for a 

Child Age One to Seven Years  

500.ILLUSTRATION B Delayed Record of Birth  

500.ILLUSTRATION C Filing a Delayed Record of Birth After the Seventh 

Birthday  

500.ILLUSTRATION D Application for Delayed Record of Birth  

500.ILLUSTRATION E Delayed Record of Birth (Registered After Seventh 

Birthday)  
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500.ILLUSTRATION F Affidavit in Support of an Application for a Delayed 

Registration of Birth  

500.APPENDIX C Marriage Application and Record  

500.APPENDIX D Certificate of Dissolution, Invalidity of Marriage or Legal Separation  

500.APPENDIX E Adoption Records  

500.ILLUSTRATION A Certificate of Adoption  

500.ILLUSTRATION B Information Concerning Adoptive Parents  

500.ILLUSTRATION C Information Concerning Parents  

500.ILLUSTRATION D Instructions for Adoption Registry Forms  

500.ILLUSTRATION E Birth Parent Registration Identification Form  

500.ILLUSTRATION F Instructions for Adoptee Registration (Repealed)  

500.ILLUSTRATION G Adopted Person Registration Identification Form  

500.ILLUSTRATION H Information Exchange Authorization Form  

500.ILLUSTRATION I Denial of Information Exchange Form  

500.ILLUSTRATION J Instructions for Applying for a New Birth Certificate for a 

Legitimated Child  

500.ILLUSTRATION K Surrendered Person Registration Identification Form  

500.ILLUSTRATION L Non-surrendered Birth Sibling Registration  

500.ILLUSTRATION M Adoptive Parent Registration Identification Form  

500.ILLUSTRATION N Legal Guardian Registration Identification Form  

500.ILLUSTRATION O Adoption Registry Application Form  

500.ILLUSTRATION P Medical Questionnaire Form  

500.APPENDIX F Death Records  

500.ILLUSTRATION A Certificate of Fetal Death  

500.ILLUSTRATION B Medical Examiner's – Coroner's Certificate of Death  

500.ILLUSTRATION C Medical Certificate of Death  

500.ILLUSTRATION D Application for Search of Death Record Files  

500.ILLUSTRATION E Corrected Cause of Death Certification  

500.ILLUSTRATION F Application for Correction of a Death Certificate  

500.APPENDIX G Death Records  

500.ILLUSTRATION A Report of Death  

500.ILLUSTRATION B Necropsy (NEC)1  

500.ILLUSTRATION C Permit for Disposition of Dead Human Body  

500.ILLUSTRATION D Coroner's or Medical Examiner's Permit to Cremate a Dead 

Human Body  

500.ILLUSTRATION E Application for Disinterment – Reinterment Permit  

500.APPENDIX H Affidavits  

500.ILLUSTRATION A Affidavit by Mother  

500.ILLUSTRATION B Affidavit by Father  
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500.ILLUSTRATION C Affidavit and Certificate of Correction  

500.ILLUSTRATION D Abstract of a Record  

500.APPENDIX I Subregistrar's Appointment Blank  

 

AUTHORITY:  Implementing and authorized by the Vital Records Act [410 ILCS 535], 

Adoption Act [750 ILCS 50], and Jane Doe II v. Lumpkin, United States District Court, Central 

District of Illinois, Case No. 89-1224.  

 

SOURCE:  Amended April 7, 1976, effective May 1, 1976; amended at 6 Ill. Reg. 3880, 

effective March 29, 1982; codified at 8 Ill. Reg. 8917; emergency amendment at 15 Ill. Reg. 

3593, effective February 20, 1991, for a maximum of 150 days; emergency expired July 22, 

1991; amended at 15 Ill. Reg. 11706, effective August 1, 1991; emergency amendment at 24 Ill. 

Reg. 3885, effective February 25, 2000, for a maximum of 150 days; emergency expired July 24, 

2000; amended at 24 Ill. Reg. 11882, effective July 26, 2000; amended at 35 Ill. Reg. 16682, 

effective October 3, 2011; amended at 37 Ill. Reg. ______, effective ____________. 

 

Section 500.10  Definitions  
 

 "Act" means the Vital Records Act [410 ILCS 535].  

 

 "Adoption Act" refers to the Act located at 750 ILCS 50.  

 

 "Affiant" means the person signing the correction form.  

 

 "Certificate" means an officially registered Certificate of Live Birth, Delayed 

Record of Birth, Medical Death, Medical Examiner's/Coroner's Death,  or Fetal 

Death (Stillbirth).  

 

 "Certified court order", "court order", "appropriate court order", and "court 

determination" mean an order entered by a court of competent jurisdiction 

thatjurisidiction which order is certified by the clerk of the court and, dated, and 

thatwhich order includes the full information required by the State Registrar to 

amend, correct, replace, impound, open, or create a vital record without reference 

to any other document.  

 

 "Correction" means the administrative correction or amendment of a certificate to 

reflect the correct information at items where incorrect information has originally 

been entered; or the addition of correct information for items previously omitted 

from the certificate. "Correction" does not mean to enter on the certificate facts 
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different from those which existed at the time of the event.  

 

 "Correction form" means the standard correction form, "Affidavit and Certificate 

of Correction," prescribed by the State Registrar.  

 

 "Court of competent jurisdiction" means any Circuit Court in Illinois, any United 

States District Court, any equivalent court in any state or United States territory, 

any tribal court of any of the Indian Nations located within the United States, and 

any appellate level court in the United States. "Court of competent jurisdiction" 

does not include any administrative body or tribunal without general trial 

jurisdiction.  

 

 "Custodian" means the State Registrar of Vital Records, local registrars, or county 

clerks.  

 

 "Delayed birth registration" means the registration of any birth that was not 

registered within 3 days after the event and includes:  

 

 the registration of a birth that occurred more than 3 days, but less than one 

year prior to the application for registration;  

 

 the registration of a birth that occurred more than one year, but less than 7 

years prior to the application for registration; and  

 

 the registration of a birth that occurred more than 7 years prior to the 

application for registration.  

 

"Department" means the Illinois Department of Public Health. 

 

 "Final disposition" means the burial, cremation, or other disposition of a dead 

human body, fetus, or parts of a dead human body or fetus, including depositing 

in a vault or tomb, removal from the State, or use by a hospital or other institution 

for medical or scientific study in accordance with the Cadaver Act [410 ILCS 

510] (and Section 8 of the Uniform Anatomical Gift Act [755 ILCS 50/8].  

 

 "Funeral director or person acting as such" means a person licensed in the State of 

Illinois to practice funeral directing, or a person acting under the direction or 

supervision of an Illinois licensed funeral director as an employee or an associate 

of the funeral director.  
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"Gestational surrogacy" means the process by which a woman attempts to carry 

and give birth to a child created through in vitro fertilization using the gamete or 

gametes of at least one of the intended parents and to which the gestational 

surrogate has made no genetic contribution.  (Section 10 of the Gestational 

Surrogacy Act) 

 

"Gestational surrogacy contract" means a written agreement regarding 

gestational surrogacy.  (Section 10 of the Gestational Surrogacy Act) 

 

"Gestational surrogate" means a woman who agrees to engage in a gestational 

surrogacy.  (Section 10 of the Gestational Surrogacy Act) 

 

"Intended parent" means a person or persons who enter into a gestational 

surrogacy contract with a gestational surrogate pursuant to which he or she will 

be the legal parent of the resulting child.  (Section 10 of the Gestational 

Surrogacy Act)  The intended parent or parents can be married, in a civil union or 

single. 

 

 "Legal representative" refers to:  

 

 an attorney acting on behalf of a person or personsperson(s) named on a 

birth certificate;  

 

 an agent authorized by power of attorney;  

 

 a court-appointed personal representative;  

 

 an agent with written, notarized authorization from a person or 

personsperson(s) named on a birth certificate for the purpose of obtaining 

a certified copy for that person; or  

 

 any other agent, approved by the State Registrar as a legal representative 

of the person to whom the birth certificate relates.  

 

 "Major correction" includes, but is not limited to, any administrative correction 

made more than one year after the date of the occurrence, or an administrative 

correction made within one year afterof the date of the occurrence relating to 

these items (except as provided in Section 500.40(f)(3)(D) of this Part):  
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 significant changes in the surname of the registered person;  

 

 on births, changes in the date or place of the occurrence;  

 

the parent's ageparent(s) age(s), if changed more than 2 years;  

 

 changes in the cause of death;  

 

 the identity of the parent or parentsparent(s) on the birth certificate;  

 

changes in marital status; or  

 

 the birthdate and/or age of the decedent on a death certificate; or,  

 

other like circumstances.  

 

Any other item corrected within one year of the occurrence is considered a 

"minor correction.".  

 

 "Minor correction" means any administrative correction made within one year 

afterof the occurrence not meeting the criteria of a major correction.  

 

 "Personal services contract" means a contract between a unit of the State or local 

government body and an individual or a firm for the provision of services to the 

unit of the State or local government.  

 

 "State Registrar" means the State Registrar of Vital Records.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 500.15  Referenced Materials 

 

The following Illinois statutes and administrative rules are referenced in this Part: 

 

a) Freedom of Information Act [5 ILCS 140] 

 

b) State Records Act [5 ILCS 160] 
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c) Cadaver Act [410 ILCS 510] 

 

d) Vital Records Act [410 ILCS 535] 

 

e) Article 8, Part 21 of the Code of Civil Procedure [735 ILCS 5/Art. 8, Part 21] 

 

f) Illinois Parentage Act of 1984 [750 ILCS 45] 

 

g) Gestational Surrogacy Act [750 ILCS 47] 

 

h) Adoption Act [750 ILCS 50] 

 

i) Uniform Anatomical Gift Act [755 ILCS 50] 

 

j) Access to Records of the Department of Public Health (2 Ill. Adm. Code 1127) 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 500.25  Gestational Surrogacy Births 
 

a) A process for establishing a parent-child relationship between a child and his or 

her intended parent or parents when the child is being carried by a gestational 

surrogate shall be completed prior to the birth of the child in accordance with 

Section 12 of the Vital Records Act, Section 6 of the Illinois Parentage Act of 

1984, and the Gestational Surrogacy Act. 

 

b) At least one of the intended parents/co-parents must be the biological parent (egg 

or sperm donor) of the child being carried by the gestational surrogate. 

 

c) The name or names of the intended parent or parents, irrespective of gender or 

marital/civil union status, shall be entered on the child's birth record so long as the 

intended parent is a party to, or both intended parents are parties to, an otherwise 

lawful gestational surrogacy contract.   

 

d) The names of the gestational surrogate and the gestational surrogate's 

husband/civil union partner, if any, are not placed on the child's birth certificate. 
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e) All parties and spouses/partners involved in the surrogate arrangement must sign 

certified statements consenting to the establishment of the child's parentage (see 

Appendix J). 

 

f) A physician licensed to practice medicine in all its branches in the State of Illinois 

must sign a certified statement that the child being carried by the gestational 

surrogate is the child of the intended parent/co-parent or parents/co-parents and 

that neither the gestational surrogate nor the gestational surrogate's 

husband/civil union partner, if any, is a biological parent of the child being 

carried by the gestational surrogate. (Section 6(a) of the Illinois Parentage Act of 

1984) 

 

g) The attorneys representing the intended parent/co-parent or parents/co-parents 

and the gestational surrogate and her husband/civil union partner, if any, must 

each sign a separate certified statement that the parties have signed a gestational 

surrogacy contract and that this contract satisfies the requirements of Section 25 

of the Gestational Surrogacy Act. (Section 6(a) of the Illinois Parentage Act of 

1984) 

 

h) The certified statements must be on forms prescribed by the Department and 

executed prior to the birth of the child (see Appendix J). 

 

i) The certified statement must be witnessed by two competent adults age 18 or 

older who are not the parties and spouses/civil union partners involved in the 

surrogate arrangement. 

 

j) The original certified statements, not photocopies, must be delivered to the 

director of medical records in the hospital of planned delivery prior to the birth of 

the child.  These original statements are to be placed in the medical record of the 

gestational surrogate. (Section 6(a) of the Illinois Parentage Act of 1984) 

 

k) If a surrogate birth occurs in an Illinois hospital other than the hospital planned 

for the delivery, the person preparing the birth certificate must be advised of the 

existence of the surrogate parentage statements. The birth record preparer should 

immediately contact the Department's Division of Vital Records, or the hospital 

where the birth was planned, for a copy of the surrogate parentage statements and 

also request that the original surrogate parentage statements be forwarded to the 

delivering hospital for inclusion in its medical records files. 
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l) A photocopy of all of the certified statements shall be filed, at no charge, with the 

Department's Division of Vital Records prior to the birth of the child at the 

following address: 

 

Illinois Department of Public Health 

Division of Vital Records 

925 East Ridgely Ave. 

Springfield IL 62702-2737 

 

m) The Gestational Surrogacy Act does not apply if the gestational surrogate delivers 

the child outside of Illinois or if she is the biological mother of the child. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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1) Heading of the Part:  Illinois Plumbing Code 

 

2) Code Citation:  77 Ill. Adm. Code 890 

 

3) Section Numbers:     Proposed Action: 

890.110      Amend 

890.120      Amend 

890.130      Amend 

890.180      Amend 

890.190      Amend 

890.320      Amend 

890.330      Amend 

890.340      Amend 

890.410      Amend 

890.510      Amend 

890.520      Amend 

890.530      Amend 

890.630      Amend 

890.640      Amend 

890.650      Amend 

890.680      Amend 

890.690      Amend 

890.700      Amend 

890.720      Amend 

890.730      Amend 

890.740      Amend 

890.745      Amend 

890.750      Amend 

890.800      Amend 

890.810      Amend 

890.1010      Amend 

890.1110      Amend 

890.1120      Amend 

890.1130      Amend 

890.1140      Amend 

890.1150      Amend 

890.1170      Amend 

890.1180      Amend 

890.1190      Amend 
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890.1210      Amend 

890. 1220      Amend 

890. 1230      Amend 

890. 1310      Amend 

890. 1320      Amend 

890. 1330      Amend 

890. 1340      Amend 

890. 1360      Amend 

890. 1370      Amend 

890. 1380      Amend 

890. 1420      Amend 

890. 1430      Amend 

890. 1440      Repeal 

890. 1450      Amend 

890. 1460      Repeal 

890. 1470      Amend 

890. 1480      Amend 

890. 1490      Repeal 

890. 1500      Amend 

890. 1510      Repeal 

890. 1520      Amend 

890. 1560      Repeal 

890. 1580      Amend 

890. 1590      Amend 

890. 1600      Amend 

890. 1720      Amend 

890. 1730      Amend 

890. 1750      Amend 

890. 2010      New 

890. 2015      New 

890. 2020      New 

890. 2025      New 

890. 2030      New 

890. 2035      New 

890. 2040      New 

890. 2045      New 

890. 2050      New 

890. 2055      New 

890. 2060      New 
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890. 2065      New 

890. 2070      New 

890. 2075      New 

890. 2080      New 

890. 2085      New 

890. 2090      New 

890. 2095      New 

890. 2100      New 

890. 2105      New 

890. 2110      New 

890. 2115      New 

890. 2120      New 

890. 2125      New 

890. 2130      New 

890. 2135      New 

890. 2140      New 

890. 2145      New 

890. 2150      New 

890. APPENDIX A     Amend 

890. APPENDIX A.TABLE A   Amend 

890. APPENDIX A.TABLE B   Amend 

890. APPENDIX A.TABLE D   Amend 

890. APPENDIX A.TABLE M   Amend 

890. APPENDIX A.TABLE N   Amend 

890. APPENDIX A.TABLE O   Amend 

890. APPENDIX A.TABLE R   New 

890. APPENDIX A.TABLE S   New 

890. APPENDIX A.TABLE T   New 

890. APPENDIX A.TABLE U   New 

890. APPENDIX A.TABLE V   New 

890. APPENDIX A.TABLE W   New 

890. APPENDIX A.TABLE X   New 

890. APPENDIX A.TABLE Y   New 

890. APPENDIX B.ILLUSTRATION C  Amend 

890. APPENDIX B.ILLUSTRATION G  Amend 

890. APPENDIX B.ILLUSTRATION H  Amend 

890. APPENDIX B.ILLUSTRATION I  Amend 

890. APPENDIX B.ILLUSTRATION Q  Amend 

890. APPENDIX B.ILLUSTRATION X  Repeal 
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890. APPENDIX B.ILLUSTRATION Y  Amend 

890. APPENDIX B.ILLUSTRATION Z  Amend 

890. APPENDIX B.ILLUSTRATION BB  New 

890. APPENDIX B.ILLUSTRATION CC  New 

890. APPENDIX C.ILLUSTRATION C  Amend 

890. APPENDIX D.ILLUSTRATION A  Amend 

890. APPENDIX D.ILLUSTRATION C  Amend 

890. APPENDIX D.ILLUSTRATION E  Amend 

890. APPENDIX D.ILLUSTRATION F  Amend 

890. APPENDIX D.ILLUSTRATION G  Amend 

890. APPENDIX D.ILLUSTRATION H  Amend 

890. APPENDIX E.ILLUSTRATION A   Amend 

890. APPENDIX E.ILLUSTRATION B  Amend 

890. APPENDIX E.ILLUSTRATION C  Amend 

890. APPENDIX F.ILLUSTRATION A  Amend 

890. APPENDIX F.ILLUSTRATION B  Amend 

890. APPENDIX F.ILLUSTRATION D  Amend 

890. APPENDIX F.ILLUSTRATION E  Amend 

890. APPENDIX F.ILLUSTRATION F  Amend 

890. APPENDIX G.ILLUSTRATION B  Amend 

890. APPENDIX H.ILLUSTRATION A  Amend 

890. APPENDIX H.ILLUSTRATION B  Amend 

890. APPENDIX H.ILLUSTRATION C  Amend 

890. APPENDIX H.ILLUSTRATION D  Amend 

890. APPENDIX H.ILLUSTRATION E  Amend 

890. APPENDIX H.ILLUSTRATION F  Amend 

890. APPENDIX I.ILLUSTRATION A  Amend 

890. APPENDIX I.ILLUSTRATION B  Amend 

890. APPENDIX I.ILLUSTRATION C  Amend 

890. APPENDIX I.ILLUSTRATION E  Amend 

890. APPENDIX I.ILLUSTRATION H  Amend 

890. APPENDIX I.ILLUSTRATION J  Amend 

890. APPENDIX I.ILLUSTRATION L  Amend 

890. APPENDIX I.ILLUSTRATION M  Amend 

890. APPENDIX I.ILLUSTRATION N  Amend 

890. APPENDIX I.ILLUSTRATION O  Amend 

890. APPENDIX J.ILLUSTRATION A  Amend 

890. APPENDIX J.ILLUSTRATION C  Amend 

890. APPENDIX J.ILLUSTRATION E  Amend 
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890. APPENDIX J.ILLUSTRATION F  Amend 

890. APPENDIX J.ILLUSTRATION G  Amend 

890. APPENDIX J.ILLUSTRATION H  Amend 

890. APPENDIX J.ILLUSTRATION I  Amend 

890. APPENDIX J.ILLUSTRATION J  Amend 

890. APPENDIX J.ILLUSTRATION K  Amend 

890. APPENDIX J.ILLUSTRATION L  Repeal 

890. APPENDIX K.ILLUSTRATION A  Amend 

890. APPENDIX K.ILLUSTRATION B  Amend 

890. APPENDIX K.ILLUSTRATION C  Amend 

890. APPENDIX K.ILLUSTRATION D  Amend 

890. APPENDIX K.ILLUSTRATION E  Amend 

890. APPENDIX K.ILLUSTRATION F  Amend 

890. APPENDIX K.ILLUSTRATION G  Amend 

890. APPENDIX K.ILLUSTRATION H  Amend 

890. APPENDIX K.ILLUSTRATION I  Amend 

890. APPENDIX K.ILLUSTRATION J  Repeal 

890. APPENDIX K.ILLUSTRATION K  Repeal 

890. APPENDIX K.ILLUSTRATION L  Amend 

890. APPENDIX K.ILLUSTRATION M  Amend 

890. APPENDIX K.ILLUSTRATION N  Amend 

890. APPENDIX K.ILLUSTRATION O  Amend 

890. APPENDIX K.ILLUSTRATION P  Amend 

890. APPENDIX K.ILLUSTRATION Q  Amend 

890. APPENDIX K.ILLUSTRATION R  Amend 

890. APPENDIX K.ILLUSTRATION S  Amend 

890. APPENDIX K.ILLUSTRATION T  Amend 

890. APPENDIX K.ILLUSTRATION U  Amend 

890. APPENDIX K.ILLUSTRATION V  Amend 

890. APPENDIX K.ILLUSTRATION W  Amend 

890. APPENDIX K.ILLUSTRATION X  Repeal 

890. APPENDIX K.ILLUSTRATION Y  Amend 

890. APPENDIX K.ILLUSTRATION Z  Amend 

890. APPENDIX K.ILLUSTRATION AA Amend 

890. APPENDIX K.ILLUSTRATION BB  Amend 

890. APPENDIX K.ILLUSTRATION CC  Amend 

890. APPENDIX K.ILLUSTRATION DD Amend 

890. APPENDIX K.ILLUSTRATION EE  Amend 

890. APPENDIX K.ILLUSTRATION FF  Amend 
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890. APPENDIX K.ILLUSTRATION GG Amend 

890. APPENDIX L.ILLUSTRATION A  New  

   

4) Statutory Authority:  Illinois Plumbing License Law [225 ILCS 320/35] 

 

5) A Complete Description of the Subjects and Issues Involved:  Changes to this Part 

include amendments recommended by the Plumbing Code Advisory Council to the 

existing minimum code of standards for plumbing and fixtures, materials, design and 

installation methods of plumbing systems to reflect advances in those technologies and 

methods that use natural resources more effectively to protect public health. 

Modifications to format, style and numbering are being made to increase uniformity are 

between the Part and the required codification system established by the Secretary of 

State.  Edits are introduced to clarify ambiguity and eliminate redundancy. Repealed 

Sections are relocated within the Part. New illustrations have been added for clarity. 

Repealed illustrations have been relocated or deleted because of duplication. The purpose 

of the new Subpart N is to provide a comprehensive set of technically sound provisions 

that encourage sustainable practices and work towards enhancing the design and 

construction of plumbing systems that result in a positive long-term environmental 

impact. 

 

The economic effect on this proposed rulemaking is unknown.  Therefore, the 

Department requests any information that would assist in calculating this effect. 

 

The Department anticipates adoption of this rulemaking approximately six to nine 

months after publication of the Notice in the Illinois Register. 

 

6) Published studies or reports, and sources of underlying data used to compose this 

rulemaking:  IAPMO 2012 Uniform Solar Energy Code. IAPMO 2012 Green Plumbing 

and Mechanical Code Supplement. 

 

7) Will this rulemaking replace any emergency rulemaking currently in effect?  No 

  

8) Does this rulemaking contain an automatic repeal date?  No   

 

9) Does this rulemaking contain incorporations by reference?  Yes   

 

10) Are there any other proposed rulemakings pending on this Part?  No     
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11) Statement of Statewide Policy Objectives:   Plumbing ordinances adopted by local 

governments must be no less restrictive in their applications than the provisions contained 

in this Part. 

 

12) Time, Place and Manner in which interested persons may comment on this proposed 

rulemaking:  Interested persons should present their comments concerning this 

rulemaking within 45 days after the publication of this issue of the Illinois Register to: 

 

  Susan Meister 

  Division of Legal Services 

  Illinois Department of Public Health 

  535 W. Jefferson St., 5
th

 floor 

  Springfield, Illinois 62761 

 

  217/782-2043 

  e-mail:  dph.rules@illinois.gov  

 

13) Initial Regulatory Flexibility Analysis: 

 

A) Types of small businesses, small municipalities and not for profit corporations 

affected:   Because the proposed rulemaking deals with optional plumbing, small 

businesses and not for profit corporations will not be affected. However, local 

governments with a plumbing ordinance must ensure their inspectors enforce the 

proposed standards. No economic impact is expected. 

 

B) Reporting, bookkeeping or other procedures required for compliance:  None 

 

C) Types of professional skills necessary for compliance:  Plumbing License 

 

14) Regulatory Agenda on which this rulemaking was summarized:  January 2013  

 

The full text of the Proposed Amendments begins on the next page: 
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TITLE 77:  PUBLIC HEALTH 

CHAPTER I:  DEPARTMENT OF PUBLIC HEALTH 

SUBCHAPTER r:  WATER AND SEWAGE 

 

PART 890 

ILLINOIS PLUMBING CODE 

 

SUBPART A:  DEFINITIONS AND GENERAL PROVISIONSREGULATIONS 

 

Section  

890.110 ApplicabilityGeneral Regulations  

890.120 Definitions  

890.130 Incorporated and Referenced MaterialsIncorporation by Reference  

890.140 Repairs and Alterations  

890.150 Workmanship  

890.160 Used Plumbing Material, Equipment, Fixtures  

890.170 Sewer and/or Water Required  

890.180 Sewer and Water Pipe Installation  

890.190 Piping Measurements  

890.200 Operation of Plumbing Equipment  

 

SUBPART B:  PLUMBING MATERIALS 

 

Section  

890.210 Materials  

890.220 Identification (Repealed) 

890.230 Safe Pan Material and Construction  

 

SUBPART C:  JOINTS AND CONNECTIONS 

 

Section  

890.310 Tightness  

890.320 Types of Joints  

890.330 Special Joints  

890.340 Use of Joints  

890.350 Unions  

890.360 Water Closet and Pedestal Urinal  

890.370 Prohibited Joints and Connections in Drainage Systems  

890.380 Increasers and Reducers  



     ILLINOIS REGISTER            5317 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

 

SUBPART D:  TRAPS AND CLEANOUTS 

 

Section  

890.410 Fixture Traps/Continuous WasteTraps  

890.420 Pipe Cleanouts  

890.430 Cleanout Equivalent  

890.440 Acid-Proof Traps  

 

SUBPART E:  INTERCEPTORS − SEPARATORS AND BACKWATER VALVES 

 

Section  

890.510 Grease Interceptor Requirements  

890.520 Gasoline, Oil and Flammable Liquids  

890.530 Special Waste Interceptors  

890.540 Laundries (Repealed) 

890.550 Backwater Valves − Sanitary System and Storm System (Repealed) 

 

SUBPART F:  PLUMBING FIXTURES 

 

Section  

890.610 General Requirements − Material and Design  

890.620 Overflows  

890.630 Installation  

890.640 Prohibited Fixtures  

890.650 Water Closets  

890.660 Urinals  

890.670 Strainers and Fixture Outlets  

890.680 Lavatories  

890.690 Shower Receptors and Compartments  

890.700 Sinks  

890.710 Food Waste Disposal Units  

890.720 Drinking Fountains  

890.730 Floor Drains/Trench Drains  

890.740 Kidney Dialysis Machines  

890.745 Dental Units 

890.750 Hydromassage/Whirlpool Bathtubs  

890.760 Pressure Type Water Treatment Units  

890.770 Dishwashing Machines  
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890.780 Garbage Can Washers  

890.790 Laundry Trays/Sinks and Drains  

890.800 Special Fixtures and/or Items Designed for a Particular Purpose  

890.810 Minimum Number of Plumbing Fixtures 

890.820 Outside Kiosks Serving Food 

 

SUBPART G:  HANGERS, ANCHORS AND SUPPORTS 

 

Section  

890.910 Hangers, Anchors and Supports  

890.920 Vertical Piping  

890.930 Horizontal Piping  

 

SUBPART H:  INDIRECT WASTE PIPING, SPECIAL WASTE 

 

Section  

890.1010 Indirect Waste Piping  

890.1020 Material and Size  

890.1030 Length and Grade  

890.1040 Air Gaps  

890.1050 Receptors  

890.1060 Special Wastes and Chemical Wastes  

 

SUBPART I:  WATER SUPPLY AND DISTRIBUTION 

 

Section  

890.1110 Quality of Water Supply  

890.1120 Color Code  

890.1130 Protection of Potable Water  

890.1140 Special Applications and Installations  

890.1150 Water Service Pipe Installation  

890.1160 Potable Water Pumping and Storage Equipment  

890.1170 Potable Water Supply Tanks and Auxiliary Pressure Tanks  

890.1180 Flushing/Disinfection of Potable Water System  

890.1190 Water Supply Control Valves and Meter  

890.1200 Water Service Sizing  

890.1210 Design of a Building Water Distribution System  

890.1220 Hot Water Supply and Distribution  

890.1230 Safety Devices  
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890.1240 Miscellaneous  

 

SUBPART J:  DRAINAGE SYSTEM 

 

Section  

890.1310 Materials  

890.1320 Drainage System Installation  

890.1330 Drainage Fixture Units (DFUs)(D.F.U.)  

890.1340 Determination of Sizes for Drainage System  

890.1350 Offsets in Drainage Piping  

890.1360 Sanitary Wastes belowBelow Sewer  

890.1370 Floor Drains  

890.1380 Storm Water Drainage withinWithin a Building  

 

SUBPART K:  VENTS AND VENTING 

 

Section  

890.1410 Materials  

890.1420 Stack Vents, Vent Stacks, Main Vents  

890.1430 Vent Terminals  

890.1440 Vent Terminal Size (Repealed) 

890.1450 Vent Grades and Connections  

890.1460 Fixtures Back-to-Back (Repealed) 

890.1470 Fixture Trap Vents  

890.1480 Types of Fixture Trap Vents  

890.1490 Installation of Vents for Fixture Traps (Repealed) 

890.1500 Installation of Wet Venting  

890.1510 Stack Venting (Repealed) 

890.1520 Circuit and Loop Venting  

890.1530 Pneumatic Ejectors  

890.1540 Relief Vents  

890.1550 Offsets at an Angle Less than 45 Degrees from the Horizontal in Buildings of 

Five or More Stories  

890.1560 Main Vents to Connect at Base (Repealed) 

890.1570 Vent Headers  

890.1580 Size and Length of Vents  

890.1590 Combination Waste and Vent (Floor and Hub Drains Only)  

890.1600 Special Venting for Island Fixtures  
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SUBPART L:  PLUMBING SYSTEMS/CORRECTIONAL FACILITIES 

 

Section  

890.1710 General Requirements  

890.1720 Water Closets  

890.1730 Urinals  

890.1740 Combination Lavatory/Toilet  

890.1750 Service Sinks/Lavatory  

890.1760 Sinks  

890.1770 Cabinet Showers  

890.1780 Flush Valves  

890.1790 Soap Dishes  

890.1800 Floor Drains  

 

SUBPART M:  INSPECTIONS, TESTS, MAINTENANCE, AND ADMINISTRATION 

 

Section  

890.1910 Inspections  

890.1920 Testing of Plumbing Systems  

890.1930 Test Methods  

890.1940 General Administration  

890.1950 Violations  

 

SUBPART N:  SUSTAINABLE PLUMBING SYSTEMS 

 

Section  

890.2010 General Requirements 

890.2015 Alternate Materials, Designs and Methods of Construction Equivalency 

890.2020 Maintenance 

890.2025 Abandonment 

890.2030 Water-Conserving Plumbing Fixtures and Fittings 

890.2035 Water Closets 

890.2040 Urinals  

890.2045 Lavatory Faucets 

890.2050 Showers 

890.2055 Commercial Food Service  

890.2060 Emergency Safety Showers and Eye Wash Stations 

890.2065 Drinking Fountains 

890.2070 Water Softeners and Treatment Devices 
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890.2075 Medical and Laboratory Facilities 

890.2080 Fountains and Other Water Features 

890.2085 Meters 

890.2090 Water-Powered Sump Pumps 

890.2095 Alternate Water Sources for Non-Potable Applications 

890.2100 System Design 

890.2105 Permits 

890.2110 Maintenance and Inspection 

890.2115 Operation and Maintenance Manual 

890.2120 Minimum Water Quality Requirements 

890.2125 Material Compatibility 

890.2130 System Controls 

890.2135 Graywater Systems 

890.2140 Reclaimed Water Systems 

890.2145 Non-Potable Rainwater Catchment Systems 

890.2150 Water Heating Design, Equipment and Installation 

 

890.APPENDIX A Plumbing Materials, Equipment, Use Restrictions and Applicable 

Standards  

890.TABLE A Approved Materials and Standards  

890.TABLE B  Minimum Number of Plumbing Fixtures  

890.TABLE C  Minimum Air Gaps for Plumbing Fixtures  

890.TABLE D  Minimum Water Distribution Pipe Size  

890.TABLE E  Drainage Fixture Units (D.F.U.) Per Fixture Group  

890.TABLE F  Fixtures Not Listed in Table E  

890.TABLE G  Building Drains  

890.TABLE H  Horizontal Fixture Branches and Stacks  

890.TABLE I  Allowed Distance from Fixture Trap to Vent  

890.TABLE J  Size of Vent Stacks  

890.TABLE K  Size and Length of Vents  

890.TABLE L  Horizontal Circuit and Loop Vent Sizing Table  

890.TABLE M Load Values Assigned to Fixtures  

890.TABLE N Water Supply Fixture Units (WSFUs)(W.S.F.U.) for a Supply 

System with Flush Tanks Water Closets 

890.TABLE O Water Supply Fixture Units (WSFUs)(W.S.F.U.) for a Supply 

System with Flushometer Water Closets 

890.TABLE P  Demand at Individual Water Outlets  

890.TABLE Q Allowance in Equivalent Length of Pipe for Friction Loss in 

Valves and Fittings  
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890.TABLE R Minimum Alternate Water Source Testing, Inspection, and 

Maintenance Frequency 

890.TABLE S Location of Graywater System 

890.TABLE T Design of Six Typical Soils 

890.TABLE U Subsurface Irrigation Design Criteria for Six Typical Soils 

890.TABLE V Subsoil Irrigation Field Construction 

890.TABLE W Water Volume for Distribution Piping Materials 

890.TABLE X Performance Requirements for Water Heating Equipment 

890.TABLE Y Minimum Water Quality 

890.APPENDIX B Illustrations for Subpart A  

890.ILLUSTRATION A Air Gap Drawing #1  

890.ILLUSTRATION B Air Gap Drawing #2  

890.ILLUSTRATION C Battery of Fixtures  

890.ILLUSTRATION D Branch  

890.ILLUSTRATION E Branch Vent  

890.ILLUSTRATION F Building Drain  

890.ILLUSTRATION G Building Sub-drain  

890.ILLUSTRATION H Circuit Vent  

890.ILLUSTRATION I Common Vent  

890.ILLUSTRATION J Continuous Vent  

890.ILLUSTRATION K Dead End  

890.ILLUSTRATION L Drain  

890.ILLUSTRATION M Fixture Drain  

890.ILLUSTRATION N Flush Valve (Repealed) 

890.ILLUSTRATION O Grade  

890.ILLUSTRATION P Horizontal Branch  

890.ILLUSTRATION Q Main Vent  

890.ILLUSTRATION R Quarter Bend (Repealed) 

890.ILLUSTRATION S Relief Vent  

890.ILLUSTRATION T Return Offset (Repealed) 

890.ILLUSTRATION U Revent Pipe  

890.ILLUSTRATION V Stack Vent  

890.ILLUSTRATION W Trap  

890.ILLUSTRATION X Vent Stack (Repealed) 

890.ILLUSTRATION Y Wet Vent  

890.ILLUSTRATION Z Yoke Vent  

890.ILLUSTRATION AA Sleeves  

890.ILLUSTRATION BB Buried Piping Parallel to Footing 

890.ILLUSTRATION CC Individual Dry Vent 
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890.APPENDIX C Illustrations for Subpart C  

890.ILLUSTRATION A Caulked Joints  

890.ILLUSTRATION B Flared Joints  

890.ILLUSTRATION C Positions of Application for Compression Type Joints  

890.APPENDIX D Illustrations for Subpart D  

890.ILLUSTRATION A Fixture Traps  

890.ILLUSTRATION B Distance of Trap to Fixture  

890.ILLUSTRATION C Types of Traps  

890.ILLUSTRATION D Trap Cleanouts  

890.ILLUSTRATION E Prohibited Traps  

890.ILLUSTRATION F Underground Drainage  

890.ILLUSTRATION G Concealed Piping  

890.ILLUSTRATION H Cleanout Clearance  

890.APPENDIX E Illustrations for Subpart E  

890.ILLUSTRATION A Grease Interceptor  

890.ILLUSTRATION B Typical Grease Interceptor/Catch Basin  

890.ILLUSTRATION C Interceptor/Separator Vents  

890.ILLUSTRATION D Interceptors for Bottling Plants (Repealed) 

890.ILLUSTRATION E Laundry Interceptors (Repealed) 

890.ILLUSTRATION F Backwater Valve Location (Repealed) 

890.APPENDIX F Illustrations for Subpart F  

890.ILLUSTRATION A Prohibited Fixtures  

890.ILLUSTRATION B Circular Wash Sinks  

890.ILLUSTRATION C Commercial Type Grinder #1 (Repealed) 

890.ILLUSTRATION D Commercial Type Grinder #2  

890.ILLUSTRATION E Protective Guard  

890.ILLUSTRATION F Trap and Strainer  

890.APPENDIX G Illustrations for Subpart G  

890.ILLUSTRATION A Cast Iron Soil Pipe Support #1  

890.ILLUSTRATION B Cast Iron Soil Pipe Support #2  

890.ILLUSTRATION C Horizontal Piping Support (Repealed) 

890.ILLUSTRATION D Cast Iron Soil Stack Support (Repealed) 

890.APPENDIX H Illustrations for Subpart H  

890.ILLUSTRATION A Indirect Waste Piping #1  

890.ILLUSTRATION B Indirect Waste Piping #2  

890.ILLUSTRATION C Indirect Waste Piping #3  

890.ILLUSTRATION D Indirect Waste Piping #4  

890.ILLUSTRATION E Indirect Waste Connection  

890.ILLUSTRATION F Air Gaps  
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890.APPENDIX I Illustrations for Subpart I  

890.ILLUSTRATION A Cross Connection #1  

890.ILLUSTRATION B Cross Connection #2  

890.ILLUSTRATION C Cross Connection #3  

890.ILLUSTRATION D Flushometer Valve  

890.ILLUSTRATION E Underground Water Piping #1  

890.ILLUSTRATION F Underground Water Piping #2  

890.ILLUSTRATION G Underground Water Piping #3  

890.ILLUSTRATION H Water Supply Control  

890.ILLUSTRATION I Shut-Off Valve at Meter  

890.ILLUSTRATION J Separate Controls for Each Family Unit  

890.ILLUSTRATION K Shut-Off Valves in Buildings Other Than Dwellings  

890.ILLUSTRATION L Typical Gas Water Heater  

890.ILLUSTRATION M Typical Electric Water Heater  

890.ILLUSTRATION N P & T Valve Installed in Hot Outlet Line  

890.ILLUSTRATION O P & T Relief Valve  

890.APPENDIX J Illustrations for Subpart J  

890.ILLUSTRATION A Dead Ends  

890.ILLUSTRATION B Horizontal to Vertical Change of Direction  

890.ILLUSTRATION C Horizontal to Horizontal Change of Direction  

890.ILLUSTRATION D Vertical to Horizontal Change of Direction  

890.ILLUSTRATION E Fixture Connections  

890.ILLUSTRATION F Waste Stacks  

890.ILLUSTRATION G Offsets on Drainage Piping  

890.ILLUSTRATION H Relief Vent  

890.ILLUSTRATION I Above Highest Branch  

890.ILLUSTRATION J Below Lowest Branch  

890.ILLUSTRATION K Drainage Below Sewer Level  

890.ILLUSTRATION L Sanitary Wastes Below Sewer (Repealed) 

890.APPENDIX K Illustrations for Subpart K  

890.ILLUSTRATION A Installation of Vent Stack or Main Vent  

890.ILLUSTRATION B Vent Terminal  

890.ILLUSTRATION C Main VentStack  

890.ILLUSTRATION D Roof ExtensionsGarden  

890.ILLUSTRATION E Location of Vent Terminal  

890.ILLUSTRATION F Vent Grade and Vertical RiseGrade  

890.ILLUSTRATION G Vertical Rise  

890.ILLUSTRATION H Height Above Fixtures  

890.ILLUSTRATION I Heel or Side-InletQuarter Bends  
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890.ILLUSTRATION J Heel or Side-Inlet (Repealed) 

890.ILLUSTRATION K Fixtures Back-to-Back and Side-by-Side (Repealed) 

890.ILLUSTRATION L Distance from Trap to Vent  

890.ILLUSTRATION M Trap VentWeir  

890.ILLUSTRATION N Trap Weir/Hydraulic GradientVent  

890.ILLUSTRATION O Common Vent  

890.ILLUSTRATION P Vertical Wet Vent  

890.ILLUSTRATION Q HorizontalVertical Wet Vent  

890.ILLUSTRATION R Vertical/Horizontal Wet VentHydraulic Gradient  

890.ILLUSTRATION S Single Bathroom Group VentingGroups  

890.ILLUSTRATION T Bathroom Group Back to BackDouble Bath  

890.ILLUSTRATION U Multistory Bathroom Groups − Plan  

890.ILLUSTRATION V Multistory Bathroom Groups − Elevation  

890.ILLUSTRATION W One Bathroom Group − Plan  

890.ILLUSTRATION X One Bathroom Group − Elevation (Repealed) 

890.ILLUSTRATION Y Battery Venting  

890.ILLUSTRATION Z Dual Branches  

890.ILLUSTRATION AA Right and Wrong Vent Connections  

890.ILLUSTRATION BB Fixtures Back-to-Back in Battery  

890.ILLUSTRATION CC Fixture Connections − Offset Vents  

890.ILLUSTRATION DD Circuit Vented Fixtures  

890.ILLUSTRATION EE Vent StacksMain Vents  

890.ILLUSTRATION FF Combination Waste and Vent  

890.ILLUSTRATION GG Special Venting for Island Fixtures  

890.APPENDIX L Illustrations for Subpart N  

890.ILLUSTRATION A Symbol for Hose Bibbs  

 

AUTHORITY:  Implementing and authorized by Section 35 of the Illinois Plumbing License 

Law [225 ILCS 320].  

 

SOURCE:  Filed August 20, 1969; amended at 7 Ill. Reg. 4245, effective March 24, 1983; 

emergency amendment at 7 Ill. Reg. 7328, effective May 31, 1983, for a maximum of 150 days; 

amended at 7 Ill. Reg. 13930, effective October 12, 1983; codified at 8 Ill. Reg. 19993; amended 

at 8 Ill. Reg. 24621, effective December 12, 1984; amended at 9 Ill. Reg. 13340, effective 

August 21, 1985; amended at 10 Ill. Reg. 7862, effective May 16, 1986; amended at 11 Ill. Reg. 

9278, effective April 30, 1987; amended at 14 Ill. Reg. 1385, effective January 10, 1990; Part 

repealed, new Part adopted at 17 Ill. Reg. 21516, effective December 1, 1993; emergency 

amendment at 18 Ill. Reg. 14444, effective September 1, 1994, for a maximum of 150 days; 

emergency expired January 28, 1995; amended at 22 Ill. Reg. 21540, effective December 1, 
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1998; amended at 28 Ill. Reg. 4215, effective February 18, 2004; amended at 29 Ill. Reg. 5713, 

effective April 8, 2005; amended at 37 Ill. Reg. ______, effective ____________. 

 

SUBPART A:  DEFINITIONS AND GENERAL PROVISIONSREGULATIONS 

 

Section 890.110  ApplicabilityGeneral Regulations  
 

a) Authority  

 These rules are promulgated pursuant to authority granted by Section 35 of the 

Illinois Plumbing License Law (Ill. Rev. Stat. 1991, ch. 111, par. 1133) [225 

ILCS 320/35].  

 

a)b) Applicability  

 TheThese rules in this Part govern the design and installation of new plumbing or 

plumbing systems and the alteration of plumbing systems.  They apply to all new 

construction and any remodeling or renovation that alters, renovates or replaces 

existing plumbing or plumbing systems.   

 

b) TheThese rules in this Part do not apply to existing buildings unless the plumbing 

or plumbing system is being altered, the building use is being changed or the 

existing plumbing creates a health or safety hazard.  

 

c)1) If an existing building is changed from one use to another or from one 

classification to another, as provided in Appendix A.,Table B, it shall be treated 

as a new building and shall comply with the requirements of this Part for its new 

use or occupancy.  

 

d)2) Regardless of the age of the building, where a health or safety hazard exists 

because of an existing plumbing installation or lack thereof, the owner or his or 

her agent shall install additional plumbing or make such corrections as may be 

necessary to abate the hazard or violation of this Part.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.120  Definitions  
 

For the purpose of administering and enforcing this Part, the following terms, which consist of 

words or expressions that have a precise meaning in plumbing, shall have the meaning indicated.  

Refer to Appendix A for standards applicable to plumbing appurtenances and fixtures defined in 
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this Section.  

 

 "Abut" or "Abutting":   ToAbutting means to border, to touch, to terminate at 

point of contact, adjacent.  

 

 "Accessible":  EasilyAccessible means easily approached or entered with minor 

modifications, such as the removal of an access panel, door or similar obstruction, 

(e.g., sheetrock or paneling).  Concrete, asphalt and ceramic tile are not 

considered accessible. 

 

 "Air Break": (See "Air Gap".) 

 

 "Air Gap":  The unobstructed vertical distance through the free atmosphere 

between the lowest opening from any pipe or faucet supplying water to a tank or 

plumbing fixture and the flood-level rim of the receptacle.  An air gap in a 

drainage system is a piping arrangement in which a drain from a fixture, appliance 

or device discharges indirectly into another fixture, receptacle, or interceptor at a 

point above the flood level rim.  (See Appendix B.:Illustrations A and B.)  

 

"Alternate Water Source": Non-potable source of water that includes but is not 

limited to graywater, rainwater, or reclaimed or recycled water. 

 

 "Anchor":  An approved support for securing pipe, fixtures, and equipment to 

walls, ceilings, floors, or any other structural members.  

 

 "Antimicrobial":  An additive or surface coating that prohibits the growth of 

bacteria or staphylococci.  

 

 "Anti-siphon BallcockBall Cock":  AAn anti-siphon ball cock is a device 

consisting of a float valve with a flow-splitter to provide for tank and trap refill, 

thatwhich has an integral vacuum breaker, and thatwhich is used in conjunction 

with water closet flush tanks.  

 

 "Approved":  AcceptedApproved means accepted or acceptable under an 

applicable specification stated or cited in this Part or accepted as suitable for the 

proposed use.  

 

 "Area Drain":  A drain placed in the floor of a basement areaway, a depressed or 

basement entry way, a loading platform, or a paved driveway thatwhich cannot 
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otherwise be drained.  

 

 "Aspirator":  A device supplied with water under positive pressure that, which 

passes through an integral orifice, causing a partial vacuum and resulting in 

movement of fluid by siphonage.   

 

 "Atmospheric Vacuum Breaker":  A device consisting of a soft disc, reaction cup, 

fully guided stem guide, air vent port, and air port shield or hood to prevent 

fouling of the vent port, used for protection against back siphonage.  

 

 "Authority Having Jurisdiction" or "AHJ":  The Department or a unit of local 

government or a Certified Plumbing Inspector specifically authorized by statute, 

rule or ordinance to enforce this Part. 

 

 "Back Pressure":  A condition caused when a force is exerted and reverses the 

flow of gas, water or air in a direction opposite the intended normal direction of 

flow.   

 

 "Back Siphonage":  A condition caused when a negative force or vacuum is 

exerted and reverses the flow of gas, water or air to a direction opposite the 

intended normal direction of flow.   

 

 "Back Siphonage Preventer":  A device designed to prevent reverse flow in a 

water system, specifically back siphonage.  The device should be used only where 

no back pressure may occur.  

 

 "Back Water Valve":  A device or valve that is installed in a sanitary sewer, storm 

drain or storm sewer to prevent sewage or drainage from backing up.  

 

 "Backflow":  The reversal of flow from that normally intended.  Hydraulic 

conditions that cause backflow include back siphonage, back pressure, and 

aspiration.  

  

 "Backflow Preventer":  A device or an assembly used to prevent contamination of 

the potable water supply through an actual or potential cross-connection.   

 

 "Backflow Preventer, Double Check Valve Backflow Preventer Assembly" or 

"(DCV)": A plumbing appurtenance consisting of two2 internally force 

loadedforce-loaded, independently acting check valves thatwhich operate 
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normally in the closed position; two2 tight-closing, resilient seated shut-off 

valves; and four4 test cocks. 

 

 "Backflow Preventer, Dual Check Valve Type with Atmospheric Vent":  A 

plumbing appurtenance consisting of two2 internally force loadedforce-loaded, 

independently acting check valves, designed to operate normally in the closed 

position, separated by an intermediate chamber able to automatically vent to 

atmosphere.   

 

 "Backflow Preventer, Double Check Detector Backflow Prevention Assembly" or 

"(DCDA)":  A plumbing appurtenance consisting of two2 internally force 

loadedforce-loaded, independently acting check valves, designed to operate 

normally in the closed position; two2 tight-closing, resilient seated shut-off 

valves; and four4 test cocks.  The assembly must include a bypass line with a 

water meter and double check assembly.    

 

 "Backflow Preventer, Dual Check Valve Type":  A plumbing appurtenance 

consisting of two2 internally force loadedforce-loaded, independently acting 

check valves, designed to operate normally in the closed position.    

 

 "Backflow Preventer, Dual Check Valves, Post-Mix Carbonated Beverage 

Dispenser Type": A plumbing appurtenance used to prevent carbonated water or 

carbon dioxide from backflowbackflowing into a potable water system.  The 

assembly consists of two2 internally force loadedforce-loaded, independently 

acting check valves, designed to operate normally in the closed position, residing 

in a common body. 

 

 "Backflow Preventer, Reduced Pressure Detector Backflow Prevention 

Assembly" or "(RPDA)":  A plumbing appurtenance consisting of two2 internally 

force loadedforce-loaded, independently acting check valves, designed to operate 

normally in the closed position, separated by an intermediate zone that includes 

an internally force loadedforce-loaded hydraulic operated relief for venting to 

atmosphere, designed to operate normally in the open position, two2 tight-closing, 

resilient seated shut shut-off valves, four4 test cocks, and a metered reduced 

pressure backflow prevention assembly bypass. 

 

 "Backflow Preventer, Reduced Pressure Principle Backflow Prevention 

Assembly" or "(RPZ)": A plumbing appurtenance consisting of two2 internally 

force loadedforce-loaded, independently acting check valves, designed to operate 
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normally in the closed position, separated by an intermediate zone that includes 

an internally force loadedforce-loaded, hydraulically operated relief for venting to 

atmosphere, designed to operate normally in the open position, two2 tight-closing 

resilient shut-off valves, and four4 test cocks.  

 

 "BallcockBall Cock":  A device consisting of a float valve equipped with a flow-

splitter to provide a tank and trap refill; used in conjunction with a flush tank on a 

water closet.  

 

 "Battery of Fixtures":  AnyA battery of fixtures is any group of two2 or more 

identical adjacent fixtures thatwhich discharge into a common horizontal waste or 

soil branch.  (See Appendix B.:  Illustration C.)  

 

 "Boiler Blow-Down":  A controlled outlet on a boiler to permit emptying or 

discharging of sediment.  

 

 "Branch":  Any part of the piping system other than a main, riser, or stack.  (See 

Appendix B.:  Illustration D.)  

 

 "Branch Interval":  A length of soil or waste stack corresponding in general to a 

story height, but in no case less than 8 feet, within which the horizontal branches 

from one floor or story of a building are connected to the stack.  

 

 "Branch Vent":  A horizontal vent connecting one or more individual vents with a 

vent stack or stack vent.  (See Appendix B.: Illustration E.)  

 

 "Building Classification":  TheRefers to the Department's designation of buildings 

into differing types based upon use or occupancy, such ase.g., residential 

buildings, dormitories, office buildings, food service establishments, etc.  

 

 "Building Drain":  TheThat part of the lowest horizontal piping of a drainage 

system thatwhich receives the discharge from soil, waste, and other drainage 

pipes inside the walls of the building and conveys it to the building (house) sewer.  

The building drain's developed length terminates 5 feet outside the building 

foundation wall.  (See Appendix B.:  Illustration F.)  

 

 "Building Sewer":  TheThat part of the horizontal piping of a drainage system 

thatwhich extends from the end of the building drain, receives the discharge of the 

building drain and conveys it to a public sanitary sewer or private sewage disposal 
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system.  The building sewer commences 5 feet outside the building foundation 

wall. (See Appendix B.:  Illustration F.)  

 

 "Building Storm Drain":  The lowest horizontal portion of the storm drainage 

system used for conveying rain water, surface water, ground water, subsurface 

water, site drainage, condensate or cooling water inside the walls of a building to 

a point 5 feet beyond the outside of the building foundation wall.  

 

 "Building Sub-drain":  TheThat portion of a sanitary drainage system (see 

definition of "Drainage System") thatwhich cannot drain by gravity into the 

building drain.  (See Appendix B.: Illustration G.)  

 

 "Building Trap":  A device, fitting, or assembly of fittings installed in a building 

drain to prevent circulation of air between the drainage system of the building and 

the building sewer.  

 

 "Chemical Waste System":  Piping thatwhich conveys corrosive or toxic chemical 

waste to the drainage system.  

 

 "Circuit Vent":  A branch vent that serves two2 or more traps and extends from 

the front of the last fixture connection of a horizontal waste branch to the vent 

stack.  This type of venting applies only to floor drains and floor outlet fixtures 

which depend on siphonage for proper operation.  (See Appendix B.: Illustration 

H.)  

 

 "Clear Water" or "Clear Water Waste":  Cooling water and condensate waste 

from refrigeration or air conditioning equipment, cooled condensate from steam 

heating systems, and seepage water.  

 

 "Closed Water System":  A system that has a backflow device or assembly 

installed in the water supply system to contain backflow within the premises.  

Other plumbing appurtenances, such as a single check valve or a water pressure 

regulator installed in the water supply system, may also create a closed water 

system.   

 

 "Code":  The term "code" is commonly used to mean State or local statutes, 

ordinances, or administrative rules or regulations, e.g., requirements for plumbing 

methods, materials, etc.  This Part 890), the Illinois Plumbing Code, will be 

referenced in this rule as "Part".  In order for a State plumbing code to be 
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enforceable, it must be authorized by Illinois statute and be promulgated pursuant 

to such statute.  At the local level, a county, city, township, village, or 

sanitary/water district shallmust adopt a plumbing ordinance or resolution and a 

plumbing rulescode, and thesuch ordinance or resolution and rulecode  shallmust 

be filed with the clerk's office.  A standard for plumbing contained in any local 

rule or ordinancecode that has not been officially adopted can only be construed 

only as a recommended standard.  

 

 "Cold Water":  WaterCold water is water below 85 degrees FahrenheitºF.  

 

 "Combination Fixture":  A fixture combining two2 or more compartments or 

receptors.  

 

 "Combination Waste and Vent System":  A system of waste piping with the 

horizontal wet venting of one or more floor drains by means of a common waste 

and vent pipe adequately sized to provide free movement of air above the flow 

line of the drain.  

 

 "Combined Building Sewer":  A combined building sewer thatis one which 

receives storm water and sewage.  

 

 "Common Vent":  A vent connecting at the junction of two2 fixture drains and 

serving as a vent for both fixtures.  (See Appendix B.:  Illustration I.)  

 

 "Connection":  The joining of two2 pieces of pipe, or pipes and fittings, valves or 

other appurtenances.  

 

 "Contaminant":  Any solid, liquid, or gaseous matter that, when present in a 

potable water supply distribution system, may cause the water to degrade so that 

water quality standards are not met or physical illness, injury, or death to persons 

consuming the water could result.  

 

 "Contaminated Water":  WaterContaminated water means water not suitable for 

human use or that does not meet the water quality standards of rules of the Illinois 

Pollution Control Board titledentitled Primary Drinking Water Standards (35 Ill. 

Adm. Code 611).   

 

 "Continuous Vent":  A vertical vent that is a continuation of the drain to which it 

connects.  The drain may be either vertical or horizontal.  A continuous vent is 
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also known as a back vent or an individual vent.  (See Appendix B.:  Illustration 

J.)  

 

 "Continuous Waste":  A drain or waste line from two2 or more fixtures or sink 

compartments (of a single fixture), such as a combined three-3 compartment sink, 

connected to a single common trap.  

 

 "Critical Level":  The mark on an atmospheric vacuum breaker established by the 

manufacturer and stamped "-CL-". This determines the minimum elevation above 

the flood-level rim or top of the fixture, whichever shall apply, at which the 

device shall be installed.  When an atmospheric vacuum breaker does not bear a 

critical level marking, the bottom of the vacuum breaker shall constitute the 

critical level.  

 

 "Cross Connection":  Any actual or potential connection or arrangement between 

two2 otherwise separate piping systems, one containing potable water and the 

other containing fluids or gases of any kind that do not meet potable water quality 

standards, in which the non-potable substances in one system may flow into the 

potable water system or enter it through a means such as back pressure, back 

siphonage, or aspiration.   

 

 "Cross-Connection Control Assembly":  A tested and approved plumbing 

appurtenance, complete with shut-off valves, installed in a potable water line to 

prevent potable water from being mixed with any substance from a piping system 

containing non-potable substances, connected in any manner to the potable water 

supply. 

 

 "Cross-Connection Control by Containment":  The installation of a backflow 

prevention device or assembly on the service line to a premises to protect water 

quality.   

 

 "Cross-Connection Control by Isolation":  The installation of a backflow 

prevention device or assembly at each actual or potential cross-connection within 

a premises to protect water quality.   

 

 "Cross-Connection Control (CCC)" or "CCC":  The identification and elimination 

of all unprotected connections between a potable water system and any other 

substance.   
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 "Cross-Connection Control Device":  A plumbing appurtenance installed in a 

potable water line to prevent any substance of any kind from being mixed.  

 

 "Cross-Connection Control Device Inspector":  An individual who holds an 

Illinois Plumbing License and who has been certified by the Illinois 

Environmental Protection Agency in accordance with 35 Ill. Adm. Code 653.802 

(Specific Conditions and Installation Procedures) of the Illinois Environmental 

Protection Agency's rules titled Design, Operation and Maintenance Criteria35 Ill. 

Adm. Code 653.802 to inspect, test, maintain and repair cross-connection control 

devices and assemblies.  TheSuch certification attests to an inspector's 

understanding of the principles of backflow and back siphonage, and the public 

health hazard presented by the improper installation of cross-connection control 

devices.  

 

 "Cross-Connection, Non-PressureNonpressure Type":  A submerged inlet 

installation where a potable water pipe is connected or extended below the 

overflow rim of a receptacle, or an environment that contains a non-potable 

substance at atmospheric pressure.  

 

 "Cross-Connection, Pressure Type":  An installation where a potable water pipe is 

connected to a closed vessel or piping system that contains a non-potable 

substance above atmospheric pressure.  

 

 "Dead End":  A pipe that is terminated at a developed distance of 2 feet or more 

by means of a plug or other closed fitting, except piping serving as a cleanout 

extension to an accessible area.  (See Appendix B.:  Illustration K.)  

 

 "Debris Excluder":  A device installed on the rainwater catchment conveyance 

system to prevent the accumulation of leaves, needles or other debris in the 

system. 

 

 "Department":  The Illinois Department of Public Health. 

 

 "Developed Length":  The length of a pipe measured along the center line of the 

pipe, including fittings.  

 

 "Diameter":  The length of a straight line passing through the center of an object, 

e.g., a circle.  (For the diameter of a pipe, see "Pipe Diameter.".)  

 



     ILLINOIS REGISTER            5335 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

 "Drain":  Any pipe that carries waste water in a building drainage system.  (See 

Appendix B.:  Illustration L.)  

 

 "Drain Laying":  The laying and connecting of piping from 5 feet outside the 

foundation wall of a building to the public sanitary sewer system in the street or 

alley.  

 

 "Drainage Fixture Unit" or "DFU":  The mathematical factor used by the 

plumbing industry to estimate the probable load on the drainage system caused by 

discharge from various plumbing fixtures.  One drainage fixture unit is equivalent 

to 7½ gallons per minute or 1 cubic foot per minute. 

 

"Drainage Fixture Unit (D.F.U.)":  See "Fixture Unit, Drainage."  

 

 "Drainage Piping":  (See "Drainage System.".)  

 

 "Drainage System":  All piping within public or private premises thatwhich 

conveys sewage, rain, or other liquid wastes to a point of disposal, but does not 

include the mains of a public sewer system or a private or public sewage 

treatment or disposal plant.  The drainage system does not include the venting 

system.  Drainage and venting are separate systems, although both are part of the 

overall plumbing system.  

 

 "Durham System":  A soil or waste system where all piping is of threaded pipe, 

using recessed drainage fittings.  

 

 "Effective Opening":  The minimum cross-sectional area at the point of water 

supply discharge, measured or expressed in terms of the diameter of a circle or, if 

the opening is not circular, the diameter of a circle of equivalent cross-sectional 

area.  (This is applicable to sizing an air gap.)  

 

 "Existing Plumbing" or "Existing Work":   A plumbing system or any part of a 

plumbing system that has been installed prior to January 1, 2014the effective date 

of this Part.  

 

 "Extracted Mechanical Joint":  A joint that is developed with a special drilling 

tool used to penetrate a copper pipe wall, after which two2 steel pins are extended 

from the drill.  While rotating, the drill head is withdrawn from the pipe under 

power, raising an external collar from the hole in the pipe.  The branch pipe is 
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then brazed into the collared outlet.  

 

 "Fixed":  Stationary, immovable or immobile, as in a fixed air gap.  

 

 "Fixture Branch":  A water supply pipe, soil pipe or waste pipe serving one or 

more fixtures.  

 

 "Fixture Carrier":  A device designed to support an off-the-floor plumbing fixture.  

 

 "Fixture Drain":  The vertical or horizontal outlet pipe from the trap of the fixture 

to the junction of that pipe with any other drain pipe. (See Appendix 

B.:Illustration M.)  

 

 "Fixture Supply":  A water supply pipe connecting the fixture to a branch or main 

water supply pipe.  

 

 "Fixture Supply Stop":  A valve used to control water supply to an individual 

plumbing fixture, appurtenance, or appliance. 

 

 "Fixture Unit, Drainage" or "Drainage Fixture Unit (D.F.U.)":  The mathematical 

factor used by the plumbing industry to estimate the probable load on the drainage 

system caused by discharge from various plumbing fixtures.  One fixture unit, 

drainage is equivalent to 7½ gallons per minute or one cubic foot per minute.  

 

"Fixture Unit, Water Supply" or "Water Supply Fixture Unit (W.S.F.U.)":  The 

mathematical factor used by the plumbing industry to estimate the probable 

demand on the water supply system (considering the volume, duration of flow, 

and intervals between operations) caused by various plumbing fixtures.  

 

 "Float Valve":  An automatic opening valve, operated by a float, used to control 

the water level in a vessel, tank, or other container.  

 

 "Flood Level":  The elevation at which a liquid will overflow the fixture or 

receptacle.  

 

 "Flood Level Rim":  The top edge of a receptacle or fixture over which a liquid 

will flow when the receptacle or fixture is filled beyond its capacity (or flooded).  

"Overflow rim" is used interchangeably with flood level rim.  
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 "Flooded":  WhenA fixture is flooded when the liquid in a fixturetherein equals 

the maximum capacity of the fixture or when the level of the liquid in the 

fixturetherein rises to the fixture's flood level rim.  Any attempt to add additional 

liquid to a flooded fixture causes liquid to overflow.  

 

 "Flush Valve":  A device for the purpose of flushing water closets and other 

similar fixtures.    

 

"Flushometer Valve":  A device actuated by hand, a photoelectric cell, or other 

electronic control thatwhich discharges a predetermined quantity of water to 

fixtures for flushing purposes.  The valve is closed by direct water pressure.  

 

 "Food Service Establishment":  Any establishment selling or serving, to the 

public, food or liquid beverages that can be consumed on the premises. 

 

 "Geologically Sensitive Area":  An area that, because of its susceptibility to 

erosion, sliding, earthquake or other geological events, is not suited for 

development of sustainable alternate water systems design. 

 

"Grade":  The fall, pitch, or slope of a line of pipe in reference to a horizontal 

plane.  In drainage, it is usually expressed as the fraction of an inch fall per foot 

length of pipe.  This may also be expressed as a percentage.  (See Appendix B.:  

Illustration O.)  

 

 "Graywater":"Gray Water":  Waste water, such as dishwater, or other waste water 

not containing fecal matter or urine.  Also known as gray water, grey water, and 

greywater. 

 

 "Graywater Diverter Valve":  A valve that directs graywater to the sanitary 

drainage system or to a subsurface irrigation system. 

 

 "Grease Interceptor":  A device used to separate and retain grease, oils and other 

floating matter from sewage waste while permitting the remaining flow to 

discharge into the drainage system.  See "Interceptor.".  

   

 "Group of Fixtures":  Two2 or more fixtures adjacent to or near each other.  

 

 "Hangers":  Devices for supporting and securing pipe, fixtures, and equipment to 

walls, ceilings, floors, or any other structural member.  
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 "High Hazard Substance":  Any substance that, when present in the potable water 

system, can cause illness, injury or death if consumed. 

 

 "Historic Buildings":  All buildings, parts of buildings, facilities or sites 

individually listed in or eligible for listing in the National Register of Historic 

Places;, a "contributing" building or site in a National Register Historic District as 

determined by the Illinois Historic Preservation Agency (IHPA) or as determined 

by a "Certified Local Government" designated by the IHPA;, a building or site 

designated as a historic or architectural landmark by a local Landmarks 

Commission or local Historic Preservation Commission;, or buildings that 

undergo historic reconstruction. 

 

 "Horizontal Branch":  A drain pipe extending laterally from a soil or waste stack 

or building drain, with or without vertical sections or branches, thatwhich receives 

the discharge from one or more fixture drains and conducts the discharge to the 

soil or waste stack or to the building drain.  (See Appendix B.: Illustration P.)  

 

 "Horizontal Pipe":  Any pipe or fitting that makes an angle of less than 45 

degreesº with the horizontal.  

 

 "Hose":  A flexible tube for conveying fluids (as from a faucet or hydrant).  

 

 "Hose Bibb":  A faucet to which a hose may be attached.  

 

 "Hot Water":  Water at a temperature of not less than 120 degrees Fahrenheit°F.  

 

 "House Drain":  (See "Building Drain.".)  

 

 "House Trap":  (See "Building Trap.".)  

  

 "Indirect Waste":  A pipe that does not connect directly with the drainage system 

but conveys liquid waste by discharging through an air gap into the drainage 

system.  

 

 "Individual Dry Vent":  A pipe installed to vent a single fixture trap thatwhich 

connects with the vent system above the fixture served, or thatwhich terminates in 

the outside atmosphere. (See Appendix B.Illustration CC.)  
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 "Individual Water System":  A piping system that supplies potable water for a 

single family dwelling, and includes the water service line and all potable water 

piping.   

 

 "Industrial Wastes":  Liquid wastes resulting from the processes employed in 

industrial and commercial establishments.  

 

 "Insanitary":  Contaminated.  Not hygienic, or sufficiently unclean enough to 

endanger health.  

 

 "Interceptor":  A device designed and installed to separate and retain hazardous or 

undesirable matter from normal waste and to permit normal sewage or liquid 

waste to discharge into the drainage system.  Interceptors may be designed to 

remove gas, oil, sand, grit and grease.  "Separator" is also commonly used to 

mean an "interceptor."  

 

 "Invert":  The lowest part of the internal cross-section of a pipe or conduit.  

 

 "Island Fixture Vent":  A vent in which the vent pipe rises as near as possible to 

or above the highest water level in the fixture vented and then turns down before 

rising to connectconnecting to the vent system 6 inches above the flood level rim 

or terminating to the atmospherestack or main vent.  (See Section 890.1600, 

"Special Venting for Island Fixtures".)  

 

 "Joint":  The juncture of two2 pipes, a pipe and a fitting, or two2 fittings.  

 

 "Kiosk":  A freestanding place of employment that has five5 or fewer employees 

at any time, located inside or outside a building. 

 

"Kitchen or Bar Sink Faucet":  A faucet that discharges into a kitchen or bar sink 

in domestic or commercial installations. Supply fittings that discharge into other 

types of sinks, including clinic sinks, floor sinks, service sinks and laundry trays, 

are not included. 

 

"Labeled":  An indication that an agency approved by the Department or that is an 

ANSI-accredited certification program has certified the plumbing material to be in 

compliance with applicable standards in accordance with this Part. 
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"Lavatory Faucet":  A faucet that discharges into a lavatory basin in a domestic or 

commercial installation. 

 

"Lead Free":  When used with respect to solder and flux, lead free refers to 

solders and flux containing not more than 0.2 percent% lead; and, when used with 

respect to pipe and pipe fittings, lead free refers to pipes and fittings containing no 

more than 8.0 percent% lead.  

 

 "Length of Pipe":  The overall distance measured along the center line of a pipe.  

See "Developed Length.".  

 

 "Line Valve":  A valve in the water supply distribution system, except those 

immediately controlling one fixture supply. 

 

 "Liquid Waste":  The discharge from any fixture, appliance, or appurtenance, in 

connection with a plumbing system thatwhich does not receive fecal matter.  

 

 "Load Factor":  The percentage of the total connected fixture unit flow rate 

thatwhich is likely to occur at any point in the drainage system.  The load factor 

varies with the type of occupancy, the total flow above the point being 

considered, and probability of simultaneous use.  Load factor represents the ratio 

of the probable load to the potential load.  

 

 "Local Ventilating Pipe":  A pipe on the fixture side of the trap through which 

vapors or gases or foul air isare removed from a room or fixture to the outside 

atmosphere.  Certain special apparatus, such as sterilizers, are sometimes 

provided with a local ventilating pipe in order to remove vapors.  A local 

ventilating pipe is not connected into the vent piping of the drainage system.  

 

 "Loop Vent":  A circuit vent thatwhich loops back to connect with a stack vent 

instead of a vent stack.  Its use is limited to floor drains and floor outlet fixtures 

which depend on self siphonage for proper operation.  

 

 "Low Hazard Substance":  Any substance that, when present in the potable water 

system, may cause the water to be discolored or have an unusual odor or an 

unpleasant taste, but will not cause illness, injury or death if consumed. 

   

 "Main":  The principal artery of a piping system to which branches may be 

connected.  
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 "Maintenance":  The upkeep of property or equipment by the owner of the 

property in compliance with this Part. 

 

"Main Vent":  The principal artery of the venting system to which vent branches 

may be connected.  A main vent may be a vent stack or stack vent.  (See 

Appendix B.: Illustration Q.)  

 

 "Maximum Demand":  In plumbing, the greatest requirement of flow of either 

water supply or waste discharge from the fixtures of a building, or any specific 

segment of the building fixturesthereof.  

 

 "Manhole":  An opening constructed to permit a person to gain access to an 

enclosed space.  In a sewer or any portion of the plumbing system, it is used to 

eliminate restriction of flow at changes of direction or junctions and to facilitate 

cleaning.  

 

"Metering Faucet":  A self-closing faucet that dispenses a specific volume of 

water for each actuation cycle. The volume or cycle duration can be fixed or 

adjustable. 

 

"Minor Repairs":  Repairs that do not require changes in the piping to or from 

plumbing fixtures or involve the removal, replacement, installation or 

reinstallation of any pipe or plumbing fixture.  

  

"Mulch":  Organic materials, such as wood chips and fines, tree bark chips, and 

pine needles that are used in a mulch basin to conceal graywater outlets and 

permit the infiltration of graywater. 

 

"Mulch Basin":  A subsurface catchment area for graywater that is filled with 

mulch and of sufficient depth and volume to prevent ponding, surfacing or runoff. 

 

"Multi-person Showers": Shower compartments designed and intended for use by 

two or more persons simultaneously.   

 

"New Plumbing" or "New Work":  Any plumbing system or part of a plumbing 

system, or any addition to or alteration of an existing system, being installed or 

recently completed.  
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 "Non-Potable Water":  Water that does not meet drinking water quality standards 

specified in the Pollution Control Board's rules titled35 Ill. Adm. Code 611, 

Primary Drinking Water Standards, and is not suitable for human consumption or 

culinary use, or is of unknown quality.   

 

 "Non-Toxic Transfer Fluids":  Fluids having no normal detrimental effect on 

humans.  

 

 "Occupancy":  The purpose for which a building is currently used.  In the case of 

a single family residence, occupancy shall mean taking possession of and living in 

the premises as one's sole and exclusive residence for a period of not less than 

six6 months after the completion of construction, or issuance of a Certificate of 

Occupancy by a unit of local government.  

 

 "Offset":  A combination of elbows or bends that brings one section of pipe into a 

line parallel with another section.  

 

 "Open Plumbing":  Installation of plumbing so that traps and drainage pipes and 

their surroundings beneath fixtures are ventilated, accessible, and open to 

inspection.  Open plumbing is also referred to as an exposed plumbing 

installation.  

  

 "Overflow Rim":  The top edge of a receptacle or fixture over which a liquid will 

flow when the receptacle or fixture is filled beyond its capacity (or flooded).  

"Flood level rim" is used interchangeably with overflow rim.  

 

"p.s.i."; "P.S.I."; or "psi":  Pounds per square inch of pressure.  

 

 "Part":  ThisThe Illinois Plumbing Code in its entirety, Part 890 (referenced as (77 

Ill. Adm. Code 890), subsequent amendments thereto, or any emergency rule 

thatwhich the Department lawfully adopts, during the effective period of the 

emergency rule.  

 

 "Peppermint Oil":  A pungent, aromatic mint oil sometimes used in testing a 

drain, waste and vent system by means of a "Peppermint Test.".  

 

 "Peppermint Test":  A test for leakage using peppermint oil and hot water as the 

media, and the sense of smell to determine any leak; also known as a "scent test" 

(see Section 890.1930(e)).  
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 "Pet Cock":  A small faucet or valve used to drain water, steam, or air.  

 

 "pH":  An expression of acidity and alkalinity on a scale from zero to 14, with 7.0 

being neutral.  Numbers less than 7.0 indicate increasing acidity as the number 

decreases, and numbers greater than 7.0 indicate increasing alkalinity as the 

number increases.  

 

 "Pipe":  A cylindrical conduit or conductor, the wall thickness of which is 

sufficient to receive a standard pipe thread.  

 

 "Pipe Diameter":  The distance measured from the inside wall of a pipe (passing 

through the center of the pipe) to the opposite inside wall.  Any referenced pipe 

diameter or pipe size shall mean the nominal size or diameter.  

 

 "Pipefitting":  The installation of piping other than that piping thatwhich is 

defined as plumbing.  

 

 "Pipe Increments":  IncreasingFor increasing or decreasing pipe size by a given 

number of pipe increments − the following examples constitute one pipe size 

change:  1, 1¼, 1½, 2, 2½, 3, 3½, 4, 4½, 5.  

 

 "Piping":  An assembly of pipes or conduit with fittings of compatible design.  

This term is commonly interchanged with "Pipe.".  

 

 "Pitch":  Synonymous"Pitch" is synonymous with "grade.".  (See "Grade.".)  

 

 "Plumbing":  See the Illinois Plumbing License Law [225 ILCS 320/2].  

 

 "Plumbing Appliance":  A special class of plumbing fixture intended to perform a 

special function.  This term includes water heaters, water coolers, drinking 

fountains, and heat exchanger and water treatment equipment other than water 

softeners.  

 

 "Plumbing Appurtenance":  An accessory or device used in a plumbing system 

which demands no additional water supply, nor adds any discharge load to a 

fixture or the drainage system.  Plumbing appurtenances shall include 

instruments, gauges, relief valves, limit switches, backflow assemblies, solenoid 

valves, and devices between solenoid valves.  
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 "Plumbing Fixture":  Approved, installed receptacles, devices or appliances that 

are supplied with water or that receive or discharge liquid or liquid-borne waste, 

with or without discharge of thesuch waste into the drainage system to which they 

may be directly or indirectly connected;  an installed appurtenance to the potable 

water supply system that makes available intended potable water, or a receptor 

that receives and discharges liquids or liquid-borne waste either directly or 

indirectly into the drainage system; or a  permanent appendage usually designed 

as a receptacle and intended to receive orand/or discharge liquid or liquid-borne 

waste to a drainage system.  Industrial or commercial tanks, vats, and similar 

processing equipment are not plumbing fixtures, but they may be connected to, or 

discharged into, approved traps or plumbing fixtures.  

 

 "Plumbing Inspector":  An employee or agent of State or local government who 

holds a valid Illinois Plumbing License and is authorized to inspect plumbing.  

 

 "Plumbing System":  See the Illinois Plumbing License Law [225 ILCS 320/2].  

 

 "Pop-Up Waste":  A waste outlet into which a sliding metal or plastic stopper is 

fitted, and the stopper can be raised to drain the waste.  A common pop-up waste 

used for lavatories has a lever thatwhich passes out the side of the drain fitting 

and connects to a lift rod that extends on top of the lavatory or sink. The rod is 

lifted to lower the stopper, or depressed to raise the stopper and drain the lavatory.  

 

 "Potable Water":  Water that meets drinking water quality standards specified in 

the Pollution Control Board's rules titled Primary Drinking Water Standards and 

is suitable for human consumption or culinary use.  Water that is safe for human 

consumption and meets the water quality standards of 35 Ill. Adm. Code 611, 

Primary Drinking Water Standards.   

 

"Pre-Rinse Spray Valve":  A hand-held device for use with commercial 

dishwashing and ware-washing equipment that sprays water on dishes, flatware 

and other food service items for the purpose of removing food residue before 

cleaning and sanitizing the items. 

 

"Pressure Gradient Monitor":  A device used to protect the quality of water, 

failsafe by design, securing the potable water system by isolating a heat 

exchanger when the pressure between the potable water and the heat exchange 

medium drops below a preset level.  
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 "Pressure Relief Valve":  (See "Relief Valves.".)  

 

 "Private" or "Private Use":  In the classification of plumbing fixtures, private 

applies to fixtures in residences, apartments, and private bathrooms of hotels or 

motels where the fixtures are intended for the use of a single family or an 

individual; handwashing stations (lavatories) within residents' rooms, within 

shared or common resident restrooms, or designated for staff use only in 

hospitals/long-term care units/mental health facilities, and hand-washing stations 

where food is being prepared.  

 

 "Private Sewage Disposal System":  Any sewage handling or treatment facility 

receiving domestic sewage from fewer than 15 people or population equivalent 

and having a ground surface discharge or any sewage handling or treatment 

facility receiving domestic sewage and having no ground surface discharge.  

Refer to the Private Sewage Disposal Licensing Act [225 ILCS 225/3] and Private 

Sewage Disposal Code (77 Ill. Adm. Code 905).  

 

 "Private Sewer":  A sewer privately owned and not directly controlled by a public 

authority.  

 

 "Private Water Supply":  Any potable water supply that provides water for 

drinking, culinary, and sanitary purposes and serves an owner-occupied single 

family dwelling.   

 

 "Proper" or "Properly": To be accurate or meeting the standard of competence for 

the given situation and properties of the materials involved based upon the 

standards in this Part and manufacturer's recommendations.  

 

"p.s.i"; "P.S.I."; or "psi":  Pounds per square inch of pressure.   

 

"Public" or "Public Use":  Any installation or use of plumbing fixtures or facilities 

except those in residences, apartments or private bathrooms of hotels/motels 

where the fixtures are intended for the personal use of an individual or single 

family only.  

 

 "Public Area":  An area within a building accessible to all persons, including, but 

not limited to, mercantile units, private clubs and membership organizations. 
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 "Public Sanitary Sewer":  A public sanitary sewer that is controlled by a public 

authority and is intended to receive and transport sewage.  

 

 "Public Water System":  A system for providingthe provision to the public of 

piped water to the public for human consumption, if the system has at least 15 

service connections or regularly serves an average of at least 25 individuals daily 

at least 60 days per year. The term public water system includes:  any collection, 

treatment, storage, and distribution facility under the control of the operator of 

thesuch system and used primarily in connection with thesuch system; and any 

collection or pretreatment storage facilities not under such control of the operator 

of the system thatwhich are used primarily in connection with thatsuch system. 

The public water system ends at and with the water service connection.  

 

 "Quarter Bend":  A fitting changing direction of 90 degreesº .   

 

 "Quick Closing Valve":  A valve or faucet that closes automatically when 

released or one that has fast action closing.  

 

"Quick-Disconnect Device":  A hand-operated device that provides a means for 

connecting and disconnecting a hose to a water supply and that is equipped with a 

means to shut off the water supply when the device is disconnected. 

 

"Rainwater":  Natural precipitation that has not been contaminated by use. 

 

"Rainwater Catchment System":  A system that uses the principle of collecting, 

storing and using rainwater from a rooftop or other manmade, aboveground 

collection surface. Also known as a rainwater harvesting system. 

 

"Rainwater Storage Tank":  The central component of the rainwater catchment 

system. Also known as a cistern or rain barrel. 

 

"Readily Accessible":  Direct access without the necessity of removing or moving 

any panel, door or similar obstruction.  

 

 "Receptor":  Devices or fixtures thatwhich receive the discharge from indirect 

waste pipes.  
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"Recirculation System":  A system of hot water supply and return piping with 

shut-off valves, balancing valves, circulating pumps, and a method of controlling 

the circulating system. 

 

"Reclaimed Water":  Non-potable water provided by a water/wastewater utility 

that, as a result of tertiary treatment of domestic wastewater, meets requirements 

of the Department for its intended uses. The Department will approve the level of 

treatment and quality of the reclaimed water. Also known as recycled water. 

 

"Reduced Pressure Zone Principle Backflow Preventer Assembly (RPZ)":  (See 

"Backflow Preventer, Reduced Pressure Principle Backflow Preventer Assembly 

(RPZ).".)  

 

 "Relief Valves":  

 

 Temperature relief valve − A valve designed to release water to the 

atmosphere at a predetermined temperature setting.  

 

 Pressure relief valve − A valve designed to relieve excessive pressure to 

the atmosphere at a predetermined setting.  

 

 Temperature and pressure relief valve or pressure-temperature relief valve 

− A valve incorporating a temperature relief valve and a pressure relief 

valve in one unit.  

 

 Vacuum relief valve − A valve thatwhich admits air to the system when 

the system is attempting to reduce its pressure to less than atmospheric.  

 

 "Relief Vent":  A vent thatwhich permits circulation of air in or between drainage 

and vent systems.  (See Appendix B.:  Illustration S.)  

  

 "Restroom":  As a minimum, will consist of one water closet and one lavatory, all 

located in the same room.  

 

 "Return Offset":  A double offset installed so as to return the pipe to its original 

alignment.   

 

 "Revent Pipe":  (See "Individual Vent".)  (See Appendix B.: Illustration U.)  
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 "Rim":  An unobstructed open edge of a fixture.  

 

 "Riser":  A water supply pipe thatwhich extends vertically one full story or more 

to convey water to branches or to a group of fixtures.  

 

"Roof Washer":  A device or method for removal of sediment and debris from a 

collection surface by diverting initial rainfall from entry into the cistern or 

cisterns. Also known as a first flush device. 

 

"Roughing-In":  The installation of all parts of the plumbing system thatwhich can 

be completed prior to the installation of fixtures.  This includes drainage, water 

supply, and vent piping, and the necessary fixture supports.  

 

"Run Out":  The developed length of pipe that extends away from the circulating 

loop system to a fixture. 

 

"Safe Pan":  An appurtenance installed beneath piping orand/or a fixture to collect 

and drain any leakage.  Safe pans are generally found  in food preparation/storage 

areas and sterile areas of health care facilities that have overhead, exposed, 

drainage piping.  Safe pans are not intended to receive discharges from 

temperature and pressure relief valves. 

 

 "Safe Waste":  (See "Indirect Waste.".)  

 

 "Sanitary Sewer":  A public or private sewer into which building sewers are 

connected.  

 

 "Sanitary Waste":  Sewage containing excrement and liquid wastes or ordinary 

wastes derived from a plumbing system.  

 

"Self Closing Faucet":  A faucet that closes itself after the actuation or control 

mechanism is deactivated. The actuation or control mechanism can be mechanical 

or electronic. 

 

"Semi-Private Water System":  A water supply that is not a public water system 

and that serves a segment of the public other than an owner-occupied single 

family dwelling.  (See Section 19 of the Illinois Groundwater Protection Act [415 

ILCS 55/19].)  
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 "Separator":  (See "Interceptor.".)  

 

 "Service Connection":  The tap at the water main and any pipe to the property 

line.  

 

 "Sewage":  Any waste containing animal, human, or vegetable matter in 

suspension or solution, and may include liquids containing chemicals in solution.  

 

 "Sewage Ejector":  A device for lifting sewage by pumping means.  

 

"Side Vent":  A vent connecting to the drain pipe through a fitting at an angle not 

greater than 45º to the vertical.  

 

 "Sillcock":  A type of lawn faucet.  A faucet used on the outside of a building to 

which a garden hose may be attached.  

 

 "Size of Pipe or Tubing":  Pipe is generally sized according to the approximate 

dimension of its bore or inside diameter, whereas tubing is usually sized by 

measuring its outside diameter.  Both are expressed in inches and fractions of 

inchesthereof.  For purposes of this Part, any referenced pipe or tubing size shall 

mean the nominal size or diameter as designated by the commercial manufacturer.  

 

 "Slope":  Synonymous"Slope" is synonymous with "grade."  (See "Grade.".)  

 

 "Soil Pipe":  Any pipe that conveys the discharge of water closets or fixtures 

having similar functions, with or without the discharge from other fixtures, to the 

building drain.  

 

 "Special Waste Pipe":  Piping thatwhich conveys special waste.  Piping that has 

been designed and manufactured of special material to handle special waste such 

as acids.  

 

 "Special Wastes":  Wastes thatwhich require special handling and treatment 

before they may be discharged into the plumbing system.  (See Subpart H.)  

 

 "Sprinkler System":  There are 2 basic types of sprinkler systems.  

 

FireA fire sprinkler system − is a system of piping and necessary 

appurtenances for conveying water or other extinguishing substances to 
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outlets for the purpose of fire extinguishment.   

 

LawnA lawn sprinkler system − is a system of piping installed for 

irrigation purposes.  

 

 "Stack":  Any vertical line of soil, waste, or vent piping.  

 

 "Stack Vent":  The extension of a soil or waste stack above the highest horizontal 

drain connected to the stack.  (See Appendix B.: Illustration V.)  

 

 "Stack Venting":  A method of venting a fixture or fixtures through the soil or 

waste stack.  

 

 "Sterilizer": 

 

Boiling Type Sterilizer − a fixture (non-pressure type) used for boiling 

instruments, utensils or other equipment (used for sterilization).  Some 

devices are portable; others are connected to the plumbing system.  

 

Instruments Sterilizer − a device for the sterilization of various 

instruments.  

 

Pressure (Autoclave) Sterilizer − a fixture (pressure vessel) designed to 

use steam under pressure for sterilizing.  

 

Pressure Instrument Washer-Sterilizer − a fixture (pressure vessel) 

designed to both wash and sterilize instruments during the operating cycle 

of the fixture.  

 

Sterilizer Vent − a separate pipe or stack that is trapped below the lowest 

exhaust and indirectly connected to the building drainage systems and that 

receives the vapors from non-pressure sterilizers, or the exhaust vapors 

from pressure sterilizers, and conducts the vapors directly to the outside 

atmosphere. Sometimes called a vapor, steam, atmospheric or exhaust 

vent.  

 

Water Sterilizer − a device for sterilizing water and storing sterile water.  

 

"Sterilizer, Boiling Type":  A fixture (non-pressure type) used for boiling 
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instruments, utensils, and/or other equipment (used for sterilization).  Some 

devices are portable, others are connected to the plumbing system.  

 

"Sterilizer, Instruments":  A device for the sterilization of various instruments.  

 

"Sterilizer, Pressure (Autoclave)":  A fixture (pressure vessel) designed to use 

steam under pressure for sterilizing.  

 

"Sterilizer, Pressure Instrument Washer-Sterilizer":  A fixture (pressure vessel) 

designed to both wash and sterilize instruments during the operating cycle of the 

fixture.  

 

"Sterilizer Vent":  A separate pipe or stack, which is trapped below the lowest 

exhaust and indirectly connected to the building drainage systems, which receives 

the vapors from non-pressure sterilizers, or the exhaust vapors from pressure 

sterilizers, and conducts the vapors directly to the outside atmosphere.  

Sometimes called a vapor, steam, atmospheric, or exhaust vent.  

 

"Sterilizer, Water":  A device for sterilizing water and storing sterile water.  

 

"Storage Tank":  The central component of the rainwater, stormwater or dry 

weather runoff catchment system used for storing water at atmospheric pressure. 

Also known as a cistern or rain barrel.   

 

"Storm Sewer":  A sewer thatwhich is used for conveying rain water, surface 

water, ground water, subsurface water, site drainage, condensate, cooling water or 

other similar liquid waste (excluding sewage) from the building storm drain to an 

approved point of discharge.  

 

"Submeter":  A meter installed subordinate to a site meter. Also known as a 

dedicated meter. 

 

"Sub-soil Drain":  A drain thatwhich collects sub-soil drainage and conveys it to a 

place of disposal.  

 

 "Sub-soil Drainage":  Liquid waste, such as run-off water, seepage water or clear 

water waste, free of fecal matter and graywatergrey water.  
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"Subsoil Irrigation Field":  A graywater irrigation field installed in a trench within 

the layer of soil below the topsoil. This system is typically used for irrigation of 

deep-rooted plants. 

 

"Subsurface Irrigation Field":  A graywater irrigation field installed below 

finished grade within the topsoil. 

 

"Sump":  A receptacle that receives sanitary or storm waste, located below the 

normal grade level of the gravity system, and emptied by pumping or gravity.  

 

 "Sump Pump":  A pump for the removal of storm, subsoil and clear water waste 

drainage from a sump.  

 

 "Supports":  A hanger, anchor or other device for securing or holding pipe 

fixtures to walls, ceilings, floors, or structural members.  

 

"Surge Tank":  A reservoir to modify the fluctuation in flow rates to allow for 

uniform distribution of graywater to the points of irrigation. 

 

"Swimming Pool":  SeeRefer to the Swimming FacilityPool and Bathing Beach 

Act [210 ILCS 125] for minimum sanitary requirements for the design and 

operation of swimming facilitiespools and bathing beaches.  

 

 "Tempered Water":  Water ranging in temperature from 85 degrees Fahrenheit°F 

to, but not including, 120 degrees Fahrenheit°F.  

 

 "Terminal Heating Device":  A device located within the environment to be 

conditioned thatwhich directly transfers its heating energy by radiation or forced 

or gravity convection.  

 

 "Test Cock":  A small cock, faucet, or valve set in a water pipe, pump, backflow 

device or water jacket and used to drain water or test pressure.  

 

 "Toxic":  Not fit for human consumption; poisonous.  Poisonous.  

 

 "Toxic Transfer Fluids":  Sanitary waste, graywater,grey water or mixtures 

containing harmful substances, including, but not limited to, ethylene glycol, 

hydrocarbons, oils, ammonia refrigerants, and hydrazine.  
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 "Trap":  A fitting or device so designed and constructed as to provide, when 

properly vented, a liquid seal thatwhich will prevent the back passage of air 

without materially affecting the flow of sewage or waste water through it.  (See 

Appendix B.:  Illustration W.)  

 

 "Trap Arm":  TheThat portion of a fixture drain between a trap and its vent.  

 

 "Trap Primer":  A device or system of piping to maintain a water seal in a trap.  

 

 "Trap Seal":  The vertical distance between the crown weir and the top of the dip 

of the trap.  (See Appendix B.:  Illustration W.) 

 

 "Tube":  A cylindrical conduit or conductor, the wall thickness of which is less 

than that needed to receive a standard pipe thread. Compare with "Pipe.".  

 

 "Tuberculation":  A condition thatwhich develops on the interior of pipe due to 

corrosion, resulting in the creation of small, hemispherical lumps (tubercules) on 

the inner walls of the pipe.  

 

 "Union":  A coupling device used to join two2 pipes end-to-end, but allow them 

to be disconnected and re-connected.  This joint can be assembled and 

disassembled without removing any adjacent pipes.  

 

 "Unisex Restroom":  A restroom shared by males and females and having only 

one water closet and one lavatory located in the same room.  In addition, a single 

urinal may be installed. 

 

 "Vacuum":  A pressure less than atmospheric pressure, sometimes referred to as 

suction.  It is usually measured in inches of mercury below atmospheric pressure, 

such as 10 or 20 inches of mercury.  To vacuum also means to siphon.  

 

 "Vacuum Breaker":  A device thatwhich prevents the creation of a vacuum by 

admitting air at atmospheric pressure, used to prevent back siphonage.  

 

 "Vacuum Breaker, Hose Type" or "(HVB)":  A back siphonage prevention device 

designed for hose connections thatwhich are not under continuous pressure, and 

meeting the requirements of ANSI/ASSE 1011.  

 

 "Vacuum Relief Valve":  A device to prevent excessive vacuum in a pressure 
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vessel.  

 

"Vent, Main":  See "Main Vent."  

 

 "Vent Pipe":  A pipe in a plumbing system that is used to equalize pressure and 

ventilate the plumbing system.  Also see the definition of "Vent System.".  

 

 "Vent Stack":  A vertical vent pipe installed primarily for the purpose of 

providing circulation of air to and from any part of the drainage system and 

terminating to the atmosphere or in the stack vent.  (See Appendix B:  Illustration 

X.)  

 

 "Vent System":  The pipe or pipes installed to provide a flow of air to or from a 

drainage system and to provide a circulation of air within the system to protect 

trap seals from siphonage and back pressure.  

 

 "Venturi":  A short section in a pipe with a reduced diameter or cross-sectional 

area (forming a throat) compared to the larger ends, thereby increasing the 

velocity of the fluid passing through the throat and decreasing the pressure at the 

throat.  This decrease in pressure allows another fluid to be drawn into the venturi.  

 

 "Vertical Pipe":  Any pipe or fitting thatwhich makes an angle of 45 degreesº or 

less with the vertical.  

 

 "Wall Hung Water Closet":  A water closet installed soin such a way that no part 

of the water closet touches the floor.  

 

 "Waste":  (See "Sanitary Waste.".)  

 

 "Waste Pipe":  A pipe thatwhich conveys only waste material.  

 

"Water Closet":  A fixture with a water-containing receptor that receives liquid 

and solid body waste and, on actuation, conveys the waste through an exposed 

integral trap into a drainage system. Also referred to as a toilet. 

 

"Water Distribution Pipe":  A pipe within the building or on the premises 

thatwhich conveys water from the water service to the point of usage.  
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"Water Factor" or "WF": A measurement and rating of appliance water efficiency, 

most often used for residential and light commercial clothes washers, as follows: 

 

"Clothes Washer (residential and commercial)":  The quantity of water in 

gallons used to complete a full wash and rinse cycle per measured cubic 

foot capacity of the clothes container. 

 

"Water Hammer":  A concussion or sound of concussion of moving water against 

the sides of a containing pipe or vessel due to a sudden stoppage of flow.  A 

pressure that results from a sudden deceleration of flow of water in a closed 

conduit.  It is also called hydraulic shock.  

 

 "Water Hammer Arrester":  A device to absorb hydraulic shock.  

 

 "Water Heater":  An appliance for supplying hot water for domestic or 

commercial purposes.  It may be used for space heating if the water temperature 

does not exceed 150 degrees Fahrenheitº F.  

 

 "Water Main":  A water supply pipe for public or community use.  

 

 "Water Outlet":  An opening through which water is supplied to a fixture, device, 

appliance or an appurtenance, or into the atmosphere.  

 

 "Water Riser Pipe":  (See "Riser.".)  

 

 "WaterSense":  A voluntary program of the U.S. Environmental Protection 

Agency designed to identify and promote water-efficient products and practices. 

 

"Water Service" or "Water Service Pipe":  The pipe from the water main or 

source of potable water supply to the water distribution pipe of the building 

served.  

 

 "Water Supply Fixture Unit" or "WSFU":  The mathematical factor used by the 

plumbing industry to estimate the probable demand on the water supply system 

(considering the volume, duration of flow, and intervals between operations) 

caused by various plumbing fixtures.(W.S.F.U.)":  See "Fixture Unit, Water 

Supply."  

 

 "Water Supply Stub":  A vertical pipe less than one story in height supplying one 
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or more fixtures.  

 

 "Water Supply System":  The water service pipe, the water distribution pipe, and 

all fittings, valves, and appurtenances in or associated with the building or 

premises being served.  

 

"Water/Wastewater Utility":  A public or private entity that may treat and/or 

deliver reclaimed water, potable water or both to wholesale or retail customers. 

 

"Wet Vent":  A vent thatwhich also serves as a drain.  A vent which receives the 

discharge of wastes other than from water closets.  (See Appendix B.:  Illustration 

Y.)  

 

 "Yard Hydrant":  A valve or faucet for drawing water from a buried pipe that 

includes a stand pipe with a valve or faucet at the upper end and a threaded valve 

outlet to which a hose may be attached. 

 

 "Yoke Vent":  A pipe connecting upward from a soil or waste stack to a vent 

stack for the purpose of preventing pressure changes in the stack.  (See Appendix 

B.:  Illustration Z.)  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.130  Incorporated and Referenced MaterialsIncorporation by Reference  
 

a) The following State and federal statutes and State administrative rules are 

referenced in this Part: 

 

1) Illinois Plumbing License Law [225 ILCS 320] 

 

2) Private Sewage Disposal Licensing Act [225 ILCS 225] 

 

3) Illinois Groundwater Protection Act [415 ILCS 55] 

 

4) Swimming Facility Act [210 ILCS 125] 

 

5) Illinois Safe Bottled Water Act [410 ILCS 655] 

 

6) Illinois Bottled Water Act [815 ILCS 310] 
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7) Bed and Breakfast Act [50 ILCS 820] 

 

8) Hazardous Substances Act (15 USC 1263) 

 

9) Primary Drinking Water Standards (35 Ill. Adm. Code 611) 

 

10) Design, Operation and Maintenance Criteria (Specific Conditions and 

Installation Procedures) (35 Ill. Adm. Code 653.802) 

 

11) Private Sewage Disposal Code (77 Ill. Adm. Code 905) 

 

12) Illinois Accessibility Code (71 Ill. Adm. Code 400) 

 

13) Food Service Sanitation Code (77 Ill. Adm. Code 750) 

 

14) Youth Camp Code (77 Ill. Adm. Code 810) 

 

15) Recreational Area Code (77 Ill. Adm. Code 800) 

 

16) Boiler and Pressure Vessel Safety (41 Ill. Adm. Code 120) 

 

17) Drinking Water Systems Code (77 Ill. Adm. Code 900) 

 

18) Water Quality Standards (35 Ill. Adm. Code 302) 

 

19) Energy Policy Act of 1992 (PL 201-486) 

 

20) Lawn Irrigation Contractor and Lawn Sprinkler System Registration Code 

(77 Ill. Adm. Code 892) 

 

b) See Appendix A for approved materials and standards that are incorporated by 

reference in this Part.  

 

c) The following nationally recognized standards and federal regulations are 

incorporated by reference in this Part (see also Appendix A): 

 

1) 2012 International Association of Plumbing and Mechanical Officials 

(IAPMO) Uniform Solar Energy Code 
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2) 2012 International Association of Plumbing and Mechanical Officials 

(IAPMO) Green Plumbing and Mechanical Code Supplement 

 

3) 2011 American Society of Heating, Refrigerating and Air-Conditioning 

Engineers (ASHRAE) Handbook – HVAC Applications 

 

4) 2012 American Society of Heating, Refrigerating and Air-Conditioning 

Engineers (ASHRAE) Handbook – HVAC Systems and Equipment 

 

5) 2007 U.S. Environmental Protection Agency (USEPA) High-Efficiency 

Lavatory Faucet Specification  

 

6) 2009 U.S. Environmental Protection Agency (USEPA) WaterSense 

Specification for Flushing Urinals 

 

7) 2007 U.S. Environmental Protection Agency (USEPA) WaterSense Tank-

Type High Efficiency Toilet Specification 

 

8) January 20, 2004, Department of Energy:  Conservation Program for 

Consumer Products (10 CFR 430) 

 

d) All incorporations by reference of federal regulations and the standards of 

nationally recognized organizations in this Part refer to the regulations or 

standards on the date specified and do not include any amendments or 

editionsadditions or deletions subsequent to the date specified.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.180  Sewer and Water Pipe Installation  
 

a) Trenching and Bedding.  Trenches shall be of sufficient width to permit proper 

installation of the pipe.  IfWhere shoring is required, ample allowance shall be 

made in the width of the trench for working conditions, based on the materials 

and installation methods.  IfWhere trenches are excavated to a depth sosuch that 

the bottom of the trench forms the bed for the pipe, solid and continual bearing 

between joints shall be provided and bell holes shall be provided at points where 

the pipe is joined.  IfWhere trenches are excavated to a depth sosuch that the 

bottom of the trench does not form the bed for the pipe, the trench shall be 
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backfilled to the grade of the pipe with sand or fine gravel placed in layers of 6 

inches maximum depth and compacted after each placement. The pipe shall not 

be supported on blocks.  IfWhere rock is encountered in trenching, it shall be 

removed to a point at least 3 inches below the grade line of the trench; and the 

trench shall be backfilled to grade with the sand tamped in place, so as to provide 

a uniform bearing for the pipe between joints.  The pipe shall not be allowed to 

rest on rock at any point.  If soft materials of poor bearing qualities are found at 

the bottom of the trench, stabilization shall be achieved by over-excavating at 

least 2 pipe diameters and refilling with fine gravel or sand or a concrete 

foundation.  A concrete foundation shall be bedded and sand tamped in place so 

as to provide a uniform bearing for the pipe joints.  All piping in the ground shall 

be laid on a firm bed for its entire length.  

 

b) Backfilling.  Trenches shall be backfilled untilUntil the crown of the pipe is 

covered by at least 18 inches of tamped earth, care shall be exercised in 

backfilling trenches to ensure that the pipe beneath is secure.  Loose earth that is, 

free of rocks, broken concrete, frozen chunks or other rubble, shall be carefully 

placed in the trench in 6 inch layers and tamped in place.  TheCare shall be taken 

to thoroughly compact the backfill under and beside the pipe shall be thoroughly 

compacted to ensure that the pipe is properly supported. Backfill shall be placed 

evenly on both sides of the pipe and tamped in a manner to retain proper 

alignment.  

 

c) Breakage and Corrosion.  Pipes passing under or through walls or floors shall be 

protected from breakage caused by stress or strain. Pipes passing under or through 

cinder, concrete or other corrosive material shall be protected from external 

corrosion, stress, or strain by a protecting sleeve or a wrap-on material.  (See 

Appendix B.: Illustration AA.)  

 

d) Sleeves.  In exterior walls or floors, the annular space between sleeves and pipes 

shall be filled or tightly caulked with a cold tar, asphalt compound, or other 

equally effective material.  (See Appendix B.:  Illustration AA.)  

 

e) Buried Piping Parallel to Footings.  No buried piping shall be laid parallel to 

inside or outside footings, closer than 18 inches to the footing. (See Appendix 

B.Illustration BB.) 

 

f) Depth.  Piping installed parallel to footings or bearing walls shall not extend 

below the 45 degreeº bearing plane of the wall or footing. (See Appendix 
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B.Illustration BB.) 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.190  Piping Measurements  
 

Except where otherwise specified in this Part, all measurements between pipes, or between pipes 

and walls or footings, shall be made from the outside edge nearest the parallel pipe, wall or 

footing (see Appendix B, Illustration I).  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

SUBPART C:  JOINTS AND CONNECTIONS 

 

Section 890.320  Types of Joints  
 

a) Caulked joints.  Caulked joints for (drain, waste and vent systems only) cast iron 

hub-and-spigot pipe shall be firmly packed with oakum or hemp and filled with 

molten lead at least 1one inch deep and be firmly caulked not to extend more than 

⅛ inch" below the rim of the hub.  Paint, varnish, or other coatings shall not be 

permitted on the jointing material until after a plumbing inspector has been given 

the opportunity to test and approve or disapprove the joint.  (See Appendix 

C.:Illustration A.)  

 

b) Threaded/Screwed Joints.  Threaded joints shall conform to American National 

Taper Pipe Thread, ASME B.1.20.1-1983 (General Purpose).  All burrs shall be 

removed; pipe ends shall be reamed or filed to size of the bore, and all chips shall 

be removed.  Pipe joints compound shall be insoluble in water and non-toxic.  

 

c) Wiped Joints.  Joints in lead pipe or fittings, or between lead pipe fittings and 

brass or copper pipe ferrules, solder nipples, or traps shall be full-wiped joints.  

Wiped joints shall have exposed surface on each side of the joint at least ¾ inch" 

and at least as thick as the material being joined.  Wall or floor flange lead-wiped 

joints shall be made by using a lead ring or flange placed behind the joints at the 

wall or floor.  Joints between lead pipe and cast iron, steel or wrought iron shall 

be made by means of a caulking ferrule, soldering nipple, or bushing.  

 

d) Soldered Joints.  The surface to be soldered shall be cleaned bright. The joints 

shall be properly fluxed (lead free) and made with approved lead free solder 
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conforming to ASTM Standard B32-1989.  Joints in copper water tubing shall be 

made with approved cast bronze or wrought copper pressure fittings, properly 

soldered together.  All solders or flux containing more than 0.2 percent% lead 

shall bear a warning label thatwhich states that the solder or flux is not approved 

for private or potable water use as required by Section 4 of the federal Hazardous 

Substances Act (15 USC 1263).  Use of this product in the making of joints or 

fittings in any private or public potable water system is prohibited. No part of a 

DWV (drain, waste and vent) (DWV) system shall be joined or fitted with a 

solder or flux containing more than 0.2 percent% lead.  

 

e) Flared Joints.  Flared joints for plastic pipe and tubing and soft copper water 

tubing shall be made with approved fittings.  The tubing shall be expanded with a 

proper flaring tool.  (See Appendix C.: Illustration B.)  

 

f) Hot-Poured Joints.  Hot-poured compound for clay or concrete sewer pipe shall 

not be water absorbent and when poured against a dry surface shall have a bond 

of at least 100 pounds per square inch (psi)(p.s.i.).  All surfaces of the joint shall 

be cleaned and dried before pouring.  If wet surfaces are unavoidable, a suitable 

primer such as oil or tar shall be applied.  The compound shall not soften 

sufficiently to destroy effectiveness of the joint when subjected to a temperature 

of 160 degrees FahrenheitºF, and not be soluble in any of the waste carried by the 

drainage system.  Approximately 25 percent of the joint space at the base of the 

socket shall be filled with jute or hemp.  A pouring collar rope or other device 

shall be used to hold the hot compound during pouring.  Each joint shall be 

poured in one operation until the joint is filled.  Joints shall not be tested until one 

hour after pouring.  

 

g) Precast Joints.  Precast collars shall be formed in both the spigot and bell of the 

pipe in advance of use.  Prior to making joint contact, surfaces shall be cleaned.  

When the spigot end is inserted in the collar, it shall bind before contacting the 

base of the socket.  

 

h) Brazed Joints.  Brazed joints shall be made by first cleaning the surface to be 

joined down to the base metal, applying flux approved for brazedsuch joints and 

for the filler metal to be used, and making the joints by heating to a temperature 

sufficient to melt the approved brazing filler metal on contact.  (See Section 

890.330(b).)  An extracted mechanical joint may be made in copper tube types K 

or L only for water distribution.  The joint shall be made with a mechanical 

extraction tool and joined by brazing.  To prevent the branch tube from being 
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inserted beyond the depth of the extracted joint, depth stops shall be provided.  

This joint shall be for above-ground use only.  

 

i) Cement Mortar Joints.  Except for repairs, cement mortar joints are prohibited.  

 

j) Burned Lead (Welded).  (For DWVdrain, waste and vent system only) Every 

burned (welded) joint shall be made soin such manner that the two2 or more 

sections to be joined shall be uniformly fused together into one continuous piece.  

The thickness of the weld shall be at least as thick as the lead being joined.  

 

k) Bituminized Fiber Pipe Joints.  Joints in bituminized fiber pipe shall be made with 

tapered type couplings of the same composition as the pipe.  Joints between 

bituminized fiber pipe and metal pipe shall be made by means of an adaptor 

coupling caulked as required in subsection (a) of this Section.  

 

l) Plastic Pipe Joints.  

 

1) Every joint in plastic piping shall be made with approved fittings by either 

solvent-welded or fusion-welded connections, compression fittings, 

approved insert fittings, metal clamps and screws of corrosion-resistant 

material, or threaded joints.  (See Appendix A.:  Table A for approved 

pipe, fittings and solvent.)  

 

2) Joints and Fittings in Plastic Pipe.  Potable water piping fittings and joints 

shall be in accordance with the manufacturer's recommendations subject to 

the following:  (See Appendix A.:  Table A, "Approved Standards for 

Fittings".)  

 

A) Polyethylene (PE) pipe shall be installed only with compression 

fittings, insert and clamp type fittings or thermal-welded joints and 

fittings.  All clamps shall be of corrosion-resistant material.  The 

inside diameter (I.D.) of any insert fitting shall not be less than the 

minimum allowable size for water service/distribution piping.  

(See Appendix A.:  Tables D, N and O, for minimum allowable 

sizes for water service/distribution piping.)  

 

B) Polyvinyl chloride (PVC) pipe shall be installed with solvent-

welded or flanged joints only.  The pipe shall not be threaded.  

Transition to metallic or other piping shall be made with the use of 
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adaptor fittings.  The fittings shall be molded from PVCpolyvinyl 

chloride.  The primer and solvent cement used shall be in 

accordance with the manufacturer's recommendation for 

PVCpolyvinyl chloride piping.  

 

C) Polybutylene (PB) pipe shall be installed only with insert and 

clamp type fittings, compression type, flanged type, or thermal-

welded joints and fittings.  All clamps shall be of corrosion-

resistant material.  The IDinside diameter (I.D.) of any insert 

fitting shall not be less than the minimum allowable size for water 

service/distribution piping.  (See Appendix A.:  Tables D, N and 

O, for minimum allowable sizes for water service/distribution 

piping.)  

 

3) Joints in Plastic Drainage.  Joints in plastic drainage piping or vent piping 

within a building shall be solvent welded.  Threaded or flanged joints may 

be used with adaptor fittings.  The solvent cement shall be specific for the 

type of piping material listed in Appendix A.Table A.  O-ring expansion 

joints are acceptable if accessible.  

 

m) Ground Joint Connections.  Ground joint connections (when accessible) may be 

used on the inlet or outlet side of a fixture trap or within the trap seal.  Ground 

joint connections shall not be used in any inaccessible drainage piping.  

 

n) No-Hub Soil Pipe Joints.  Shielded joints for no-hub cast iron soil pipe shall be 

made with an elastomeric gasket covered by either a stainless steel shield secured 

by two2 or more stainless steel bands or clamps, or covered by cast iron couplings 

secured with stainless steel nuts and bolts.  When a stainless steel shield is used, 

the shield and clamps shall be corrosion resistant and homogeneous throughout.  

The joint materials shall comply with ASTM C564-78 and CISPI 310-90 orand/or 

FM 1680-1989.  

 

o) Compression Type Joints.  

 

1) Compression type joints for hub and spigot cast iron soil pipe shall be 

made with neoprene insert gaskets in accordance with ASTM C564.  The 

pipe shall comply with the specifications contained in ASTM A-74 with 

regard to hub and spigot dimensions and tolerances.  (See Appendix 

C.:Illustration C.)  
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2) Compression type joints for copper water tube or brass tube shall be made 

with brass ferrules and ground joint connections.  

 

p) Grooved Type Mechanical Couplings.  

 

1) Cut grooved type mechanical couplings, fittings and valves used on 

standard weight galvanized steel pipe, cast iron pipe or ductile iron pipe 

shall comply with the grooving dimensions of the AWWA specifications 

C606-78, limited to water distribution piping and downspout pipe above 

ground.  

 

2) Rolled grooved type mechanical couplings, fittings and valves used on 

standard weight galvanized steel pipe or type K or L copper tubing shall 

comply with the manufacturer's standard, limited to water distribution 

piping above ground.  Fittings, couplings, and valves shall be compatible 

with the pipe material. Transition adapters shall be dielectric type.  

 

3) Gaskets for use with potable water piping shall be fabricated from material 

that is non-toxic, durable and impervious.  

 

q) Copper Press Fittings.  Copper press fittings for joining copper water tubing shall 

have an elastomeric o-ring that forms the joint.  The fitting shall be made by 

pressing the socket joint under pressure in accordance with the manufacturer's 

installation requirements and NSF/ANSI Standard 61. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.330  Special Joints  
 

a) Copper Tubing to Screwed Pipe Joints.  Joints from copper tubing to threaded 

pipe shall be made by the use of a cast bronze or wrought copper adaptor fitting.  

The joint between copper tubing and the fitting shall be soldered or, if flared or 

compression, must be accessible.  

 

b) Welding or Brazing.  Brazing or welding shall be in accordance with the 

provisions of Section 6 of the Code for Pressure Piping, ASME B31.1ANSI B.3.1 

and ANSI B.3.L.1.  

 



     ILLINOIS REGISTER            5365 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

c) Slip Joints.  In drainage and water piping, slip joints may be used on the inlet side 

of the trap or in the trap seal, and on the exposed fixture supply.  Slip joints shall 

not be used in any inaccessible piping.  Push-on angle stop valves are permitted, 

provided that they meet the following specifications: they are installed by being 

pushed onto copper or chlorinated polyvinyl chloride (CPVC); they are 

mechanically secured by metal tabs thatwhich grip the piping; they are sealed 

with o-rings; and they are capable of withstanding a water pressure of 150 

psipounds per square inch and a temperature of 210 degrees Fahrenheit.  

 

d) Expansion Joints.  Expansion joints shallmust be accessible and may be used 

where necessary to provide for expansion or contraction of the piping. The 

expansion joint material shall conform to the type of piping on which it is 

installed.  

 

e) Compression type couplings shall not be used in unexposed water piping except 

for water services, water meter yokes, and stop box connections.  

 

f) Grooved Type Mechanical Couplings.  Grooved type mechanical couplings, in 

accordance with Section 890.320(p), may be used in potable water and roof drain 

piping.  TheseSuch couplings shall not be used in waste, soil or vent piping.  

 

g) Plastic Pipe to Non-Plastic Pipe Joints.  Joints between plastic pipe and non-

plastic pipe shall be made only by one of the following methods:  

 

1) Pressure Pipingpiping.  

 

A) Approved insert fittings (in accordance with Appendix A., Table 

A);.  

 

B) Threaded adaptors;.  

 

C) Flanges; or.  

 

D) Flared fittings.  

 

2) Non-pressure Pipingpiping − Drain Waste Vent (DWV)  

 

A) Caulked lead joints with caulked adaptors;.  
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B) No-hub soil pipe shielded couplings with approved adaptor having 

a raised bead;.  

 

C) Compression type joints for hub and spigot cast iron pipe; or.  

 

D) Threaded adaptors.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.340  Use of Joints  
 

a) Clay Sewer Pipe.  Joints in vitrified clay pipe or between vitrified claysuch pipe 

and metal pipe shall be made with a neoprene gasket and stainless steel bands or 

as provided in Section 890.320(f), (g), or (o), if applicable.  

 

b) Concrete Sewer Pipe.  Joints in concrete sewer pipe or between concrete 

sewersuch pipe and metal pipe shall be made with a neoprene gasket and stainless 

steel bands or as provided in Section 890.320(f), (g) or (o), if applicable.  

 

c) Cast Iron Pipe.  A joint in cast iron water supply pipe shall be made in accordance 

with Section 890.320(a) and (b) or shall be a mechanical joint in accordance with 

AWWA C151ANSI A21.12-71.  Joints in cast iron soil pipe shall be made in 

accordance with Section 890.320(a), (b), (n), (o), or (p).  

 

d) Screw Pipe to Cast Iron.  Joints  between wrought iron, steel, brass, or copper 

pipe, and cast iron pipe shall be either caulked or threaded joints thatwhich are 

made as provided in Section 890.320(a) or (b) and shall be made with proper 

adaptor fittings.  

 

e) Lead to Cast Iron, Wrought Iron or Steel.  Joints between lead and cast iron, 

wrought iron, or steel pipe shall be made by means of wiped joints to a caulking 

ferrule, soldering nipple, or brushing as provided in Section 890.320(c).  

 

f) Copper Water Tube.  Joints in copper tubing shall be made with cast bronze or 

wrought copper pressure fittings, properly soldered or brazed, or by means of 

compression or flared joints as provided in Sections 890.320(d), (e), (h) and 

(p)(2).  Flared joints and compression fittings shall not be installed underground 

except for water services, water meter yokes, and stop box connections.  
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g) Plastic Pipe.  Joints between plastic pipe and non-plastic material shall be made 

only with an appropriate type adaptor as provided in Section 890.320(l) and 

890.330(g).  

 

1) Plastic-Commingling.  There shall be no commingling of plastic materials 

within the same plumbing system except through the use of proper 

adaptors or approved solvent as listed in Appendix A.Table A, for 

connections transitioning from one material to another, only.  

 

2) Plastic Pipe.  Plastic pipe shall not be installed in any tunnel or chase that 

contains uninsulated hot water, hot air or steam piping thatwhich causes 

the ambient air temperature in the tunnel or chase to exceed 180 degrees 

FahrenheitºF.  

 

h) Building Sewer Connections.  An elastomeric coupling seal conforming to ASTM 

C 425 (1988), ASTM C 443 (1985), ASTM C 564 (1988), ASTM D 4161 (1986), 

ASTM F 477 (1985), or ASTM D 3139 (1989), ASTM D 3212 (1989), or ASTM 

D 412 (1980) tests may be used to adapt any two2 building sewer pipes for 

different materials or size changes.  The flexible couplings shall be attached to the 

pipe with stainless steel clamps or bolts.  The manufacturer's recommended 

method of installation shall be followed.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

SUBPART D:  TRAPS AND CLEANOUTS 

 

Section 890.410  Fixture Traps/Continuous Waste  
 

a) Fixture Traps.  All directly connected plumbing fixtures, except those having 

integral traps, shall be separately trapped by a water-seal trap, placed as close to 

the fixture outlet as possible.  A kitchen sink with up to three3 basins may be 

installed on one trap if one compartment is not more than 6 inches deeper than the 

other and the waste outlets are not more than 30 inches apart.  (See Appendix 

D.:Illustration A.)  

 

b) Distance of Trap to Fixture.  The developed length from the fixture outlet to the 

trap weir shall not exceed 24 inches, except thatwhen an interceptor is used as a 

trap, it shall be located as close as possible to the fixture.  The maximum 

developed length from the fixture outlet to the inlet of the interceptor shall not 
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exceed 5 feet.  (See Appendix D.:  Illustration B.)  The standpipe inlet for an 

automatic clothes washer shall not exceed 48 inches above the weir of a trap.  

 

c) Trap Size.  The size of trap for a fixture shall comply with Appendix A.:  Table E 

for minimum size of traps.  No trap shall be larger than the fixture drain to which 

it is connected or the drainage pipe into which it discharges.  

 

d) Type of Traps.  Traps shall have a uniform and smooth interior, and shall have no 

partitions or movable parts.  The trap seal shall be non-adjustable.  (See Appendix 

D.:  Illustration C.)  

 

e) Drum Traps.  Drum traps shall be 3 or 4 inches in diameter and provided with a 

fixed water seal of at least 2 inches.  The trap cleanout shall be one size less than 

the trap diameter.  

 

f) Trap Seal.  Each trap shall have a water seal of 2 inches except where a deeper 

seal is required to prevent the loss of the trap seal by evaporation.  Where loss of 

the trap seal may occur due to evaporation, one of the following shall be used:  

 

1) Vegetable oil may be added to the trap.  

 

2) A deeper seal not to exceed 8 inches may be used.  

 

3) An automatic trap primer may be used.  

 

g) Trap Cleanouts  

 

1) Each fixture trap, except those cast integrally or in combination with 

fixtures in which the trap seal is readily accessible or except when a 

portion of the trap is readily removable for cleaning purposes, shall have 

an accessible threaded or cam lock cleanout plug of ample size protected 

by the water seal.  (Exception:  See subsection (g)(4) of this Section.)  The 

cleanout plug shall be of brass or other non-corrosive type material.  (See 

Appendix D.:  Illustration D.)  

 

2) Trap cleanouts shall be made gas and water-tightwatertight with a 

threaded cleanout plug and approved washer.  

 

3) AWhen a P-trap that is used on a bath waste, it shall be directly below the 
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tub overflow.  The overflow shall be fastened to the tub by means other 

than the face plate.  

 

4) A P-trap on a plumbing fixture thatwhich is not accessible may be 

installed without a cleanout plug or having a portion of the trap readily 

removable, provided that there is access to a cleanout within 3 feet of the 

trap.  

 

h) Trap Level and Protection.  Traps shall be set level with respect to their water 

seals and, where necessary, they shall be protected from freezing.  

 

i) Traps Underground.  Underground traps shall be provided with accessible and 

removable cleanouts, except for separate "P" traps into which floor drains, urinals 

and other fixtures with removable drain strainers discharge.  

 

j) Building (House) Traps.  No trap shall be installed at the base of a soil or waste 

stack or in a building drain.  

 

k) Prohibited Traps.  Use of the following traps is prohibited (see Appendix D.:  

Illustration E):  

 

1) Traps thatwhich depend upon the action of movable parts for their seal;.  

 

2) Full "S" traps.  Exception:  Water closet and similar fixtures thatwhich 

depend on self-siphonage for their proper operation;.  

 

3) Bell traps;.  

 

4) Crown vented traps;.  

 

5) Unvented running traps; and.  

 

6) Fixtures with concealed interior partitioned traps.  Exception: Fixtures 

with integral traps constructed of vitrified earthenware and penal 

institutional fixtures with integral traps constructed of ferrous material.  

 

l) Double Trapping.  No fixture shall be double trapped.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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SUBPART E:  INTERCEPTORS − SEPARATORS AND BACKWATER VALVES 

 

Section 890.510  Grease Interceptor Requirements  
 

Plumbing systems for institutions or commercial establishments in which grease, fats, culinary 

oils, or similar waste products from kitchens or food processing areas are wasted, or in which 

grease, fats, or culinary oils are wasted in connection with utensil, vat, dish, or floor cleaning 

processes, shall include grease interceptors.  All waste lines and drains carrying grease, fats, or 

culinary oil, in thesethe above type establishments shall be directed to one or more interceptors.  

(See Appendix E.:  Illustrations A and B.)  

 

a) All required grease interceptors shall comply with the following:  

 

1) Material and Covers.  Grease interceptors shall be constructed of durable, 

corrosion-resistant materials and shall have water-tight covers securely 

fastened in place.  

 

2) Minimum Size.  A grease interceptor installed on the same floor as the 

fixture shall have one-half the liquid-holding capacity of the fixture.  A 

grease interceptor located on a floor below the fixture shall have 60sixty 

percent of the liquid-holding capacity of the fixture.  To determine the 

liquid-holding capacity in gallons of a plumbing fixture, multiply the 

length is multiplied by the width by the height in inches, and 

divideddivide by 231.  Where two (2) or more sinks or receptacles are 

connected to an interceptor the liquid holding capacity shall be based on 

the combined volume of the fixtures served.  

 

3) No grease interceptor shall receive the discharge from a food waste 

disposal or a commercial dishwashing machine.  Grease interceptors may 

receive discharge from a commercial dishwashing machine when properly 

sized with an external interceptor of a minimum 1000 gallon capacity.  

 

4) The flow rate of the interceptor shall be sufficient to handle the maximum 

demand of the connected system.  

 

5) All interceptors shall be installed in an accessible location to permit the 

convenient removal of the lid and internal contents.  
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6) All interceptors shall be designed and installed with proper venting so that 

they do not become air bound.  (See Appendix E.: Illustration C.)  

 

b) Prohibited Type.  Water cooled grease interceptors are prohibited.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.520  Gasoline, Oil and Flammable Liquids  
 

a) Commercial vehicle repair garages, gasoline stations with grease racks or pits, 

and oil change facilities shall be provided with floor drains or trench drains 

connected to a gas and oil interceptor. IfWhen these facilities are connected to a 

private sewage disposal system, the floor or trench drains shall be connected to a 

holding tank in lieu of a gas and oil interceptor in accordance with the Private 

Sewage Disposal Licensing Actand USEPA regulations.  Where trench drains are 

used to carry wastes to a gas and oil interceptor, the trench drain shall either 

extend the entire length of the work area or shall be installed in each working 

stall.  For all facilities specified in this Section in which floor drains are installed, 

a minimum of one floor drain per working stall or one floor drain for each 500 

square feet shall be installed. 

 

b) Commercial and residential vehicle storage areas greater than 1,000 square feet 

with floor or trench drains installed shall comply with subsection (c)(1), (2) or (3) 

of this Section.  Exception: residential garages with fewer than five5 vehicle bays 

are exempted from this requirement. 

 

c) All facilities, other than those specified in subsection (a) of this Section, that 

generate fuel oil or flammable waste shall meet one of the following 

requirements: 

 

 1) provide floor drains or trench drains connected to a gas and oil interceptor. 

 

2) provide floor or trench drains connected to a holding tank in lieu of a gas 

and oil interceptor when these drains are connected to a private sewage 

disposal system.  

 

3) provide an alternative system approved by the Department (i.e., an oil 

reclamation system or containment area). 
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d) General Requirements  

 

1) Gas and oil interceptors shall be of cast iron, steel, polyethylene, polymer 

concrete or equally durable fiberglass materials suitable for gas and oil.  

Fiberglass interceptors shall not be used for receiving any substance other 

than gas and oil. Poured concrete interceptors are prohibited.  

 

2) Each gas and oil interceptor or basin shall be provided with a heavy metal 

cover, which shall be bolted into place and made gas and -water-tight.  

 

3) Each gas and oil interceptor and, if provided with separate compartments, 

each compartment and basin shall be provided with a vent of at least 2 

inches, which shall extend independently to the outer air.  Two or more 

vents may be connected to a header, which shall be 6 inches or higher than 

the lowest floor drain served.  

 

4) The inlet of the gas and oil interceptor or the first basin shall be trapped 

except when floor drains are individually trapped.  

 

5) Floor drains above the level of the gas and oil interceptor or basins shall 

connect to a stack vent extending independently to the outer air.  

 

6) Gas and oil interceptors must be constructed in accordance with the 

Illinois State Fire Marshal's rules and regulations for underground storage 

tanks (41 Ill. Adm. Code 174, 175, 176, 177170), whenwhere applicable, 

and shall be maintained to prevent loss of gas, oil, etc. Gas and oil 

interceptors usingutilizing an automatic draw off feature shall havemust 

install a separate U.L. approved underground storage tank or storage tank 

installed integral with the interceptor.  

 

7) Minimum Dimension.  Gas and oil interceptors shall have a depth of at 

least 2 feet below the invert of the discharge drain.  

 

8) Performance.  The gas and oil interceptor shall have at least a 12-inch 

water seal with a minimum 90 percent efficiency rating or have a 

minimum of an 18-inch water seal. Gas and oil in the effluent from the gas 

and oil interceptor or triple basin shall not exceed the levels specified by 

the sewage treatment authority having jurisdiction, in accordance withas 

promulgated by local ordinances and regulations.  
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9) Poured concrete trench drains are prohibited for gas and oil discharges.  

 

e) Aircraft hangars used exclusively for storingthe storage of aircraft shall be exempt 

from the provisions of this Section under the following conditions: 

 

1) No operation of aircraft or maintenance of any kind, including, but not 

limited to, mechanical work upon an aircraft, or aircraft fueling of aircraft, 

oiling, or lubricating aircraft, or washing of an aircraft, may be performed 

in the hangar. 

 

2) OilNo oil, gasoline, or flammable materials of any kind shall notmay be 

stored in the hanger. 

 

3) The hangar shall not be provided with floor drains or trench drains. 

 

4) The hangar shall not contain drains of any kind that are connected to a 

public sewer/private sewage disposal system/holding tank. 

 

5) In lieu of the requirements of subsectionssubsection (e)(1) through -(4), 

aircraft storage hangars may install floor drains or trench drains that 

comply with the requirements of subsections (a) through -(e). 

 

f) Sizing.  

 

1) The minimum size interceptor for all facilities required to comply with 

subsection (a) of this Section shall be 6 cubic feet (45 gallons) for the first 

500 square feet of floor area plus 1 cubic foot per each additional 500 

square feet to be drained into the interceptor.  

 

2) The minimum size interceptor for all facilities, except those facilities 

required to comply withconform to subsection (a) of this Section, shall be 

6 cubic feet (45 gallons) for the first 3,000 gross square feet  plus 1 cubic 

foot per each additional 1,000 square feet to be drained into the 

interceptor. Floor area for parking decks or garages shall be determined by 

the gross square feet of the parking spaces. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.530  Special Waste Interceptors  
 

a) Catch Basins.  In all motor vehicle wash racks, drainage shall discharge into a 

water-tightwatertight catch basin at least 36 inches in diameter, or 3 feet by 2½ 

feet (rectangular shape).  The bottom shall not be less than 27 inches below the 

invert of the outlet pipe.  The outlet pipe shall be trapped with a catch basin trap 

and shall be constructed of cast iron or schedule 40 plastic with a trapseal of at 

least 6 inches in diameter and a cleanout of at least 4 inches in diameter. 

 

b) Commercial laundries shall be equipped with an interceptor having a removable 

wire basket or similar device that will prevent materials detrimental to the sewage 

system from passing into the system. (See Appendix E:  Illustration E.) 

 

c) Sand, bottle and slaughter houses that will produce wastes that either settle or 

float (Example: oil or grease from meat packing operations, bottling 

establishments, or heavy solids, etc.) shall have an interceptor installed thatwhich 

complies with Section 890.510(a).    

 

d) Interceptor for Special Waste.  Before installing any interceptor for any other 

flammable or special wastes, a drawing including all pertinent information shall 

be submitted to the Department for approval. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

SUBPART F:  PLUMBING FIXTURES 

 

Section 890.630  Installation  
 

a) Cleaning.  Plumbing fixtures shall be installed in a manner to afford easy access 

for cleaning.  

 

b) Securing Fixtures.  Floor outlet or wall hung fixtures shall be secured by screws 

or bolts of copper, brass, or other equally durable corrosion resistant materials.  

 

c) Wall-Hung Fixtures.  Wall-hung fixtures shall be rigidly supported by a concealed 

metal supporting member so that no strain is transmitted to the fixture connection.  

 

d) Setting.  Plumbing fixtures and traps shall be set level and in a true alignment.  
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e) Potable Water Supply Connection.  Hot and cold, tempered and cold, or tempered 

water only shall be supplied to all plumbing fixtures that are designed for hot and 

cold, tempered and cold, or tempered water.  All mixing faucets and single lever 

faucets shall have both hot or tempered and cold water connected to them with the 

hot or tempered water supply on the left side of the faucet.  The cross piping of 

hot or tempered and cold water to a mixing faucet by internal modification of the 

faucet shall not be allowed.   Each lavatory and sink faucet shall have supply 

pipes thatwhich are accessible.  

 

f) Improper Location.  Piping, fixtures, or equipment shall not be located or installed 

soin such a manner as to interfere with the normal operation of windows, doors, 

or other exit openings.  Plumbing fixtures shall be installed in an area where there 

is sufficient room for the fixture to be used for its intended purpose.  

 

g) WhenWhere plumbing is installed it shall meet the requirements of the Illinois 

Accessibility Code (71 Ill. Adm. Code 400). 

 

h) Surrounding Materials.  Where water closets or urinals are installed for public 

use, the flooring under the fixture base extending to at least 18 inches from the 

front and both sides of the water closet or urinal, and extending from the back of 

the water closet or urinal to the wall, shall be of non-absorbent material.  

 

i) A hot water heater thermostat shall not be an acceptable alternative water 

temperature control device. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.640  Prohibited Fixtures  
 

a) Drinking fountains shall not be installed in public toilet rooms.  

 

b) Fixed wooden, concrete, cement or tile wash trays or sinks used for food 

preparation, utensil washing, or hand washing shall not be installed in any food 

service establishment or commercial food establishment.  

 

c) Bathtub liners/inserts are prohibited unless all of the following conditions are met:  

 

1) Bathtub liners/inserts must be manufactured to an exact fit over existing 

bathtubs or be custom fabricated according to the dimensions of an 
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existing bathtub;  

 

2) The floor (bottom surface) of the liner/insert must have a slip-resistant 

surface; and  

 

3) The bathtub liner/insert must be manufactured/fabricated from high-

impact plexiglass/ABS or acrylic/plastic material complying with 

IAPMO/ANSI Z124.8-1990 or from porcelain enameled formed steel 

complying with ASME A112.19.1/CSA 45.2/ANSI A112.19.4M-1994.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.650  Water Closets  
 

a) Public Use.  

 

1) Water closet bowls for public use shall be the elongated type, and the seat 

shall be an antimicrobial plastic open-front seat. Exception:  Water closet 

bowls for public use may have closed-front seats provided that the seat is 

encased with a continuous plastic sleeve capable of providing a clean 

surface for every user.  

 

2) The activating handle, button or mechanism of the flush valve shall be at 

least 10  inches above the overflow rim of the bowl and not more than 44 

inches above the floor.  

  

3) In schools that are not licensed by the Illinois Department of Children and 

Family Services as day care centers or homes, water closets provided for 

the use of children under five5  years of age shall be of size and height 

suitable for children's use, either child or juvenile type in accordance with 

ASME/ANSI A112.19.2/CSA B45.1M-1998.  

 

4) Water closets designed for institutional use may be used in intensive care 

facilities and intensive coronary care facilities provided that the water 

closet swings only horizontally and has an integral trap.  A water closet 

flushometer shall be used to flush the fixture.  The plans and specifications 

shall be submitted to the Department for approval prior to installation, and 

such approval willshall be in writing from the Department provided that 

the above requirements of this subsection (a) are met.  
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b) Water Closet Tanks.  Water closet tanks shall have a volume sufficient to properly 

flush the water closet bowls with which they are connected.  

 

c) Ballcocks.  BallcocksBall cocks.  Ball cocks for flush tanks shall be of the anti-

siphon type, be properly installed, and have a provision for trap refill.  

 

d) Flushing Device.  The flush valve seat in all water closet tanks shall be 1 inch or 

more above the flood level rim of the water closet bowl, with the exception of 

one-piece water closets in accordance with ASME/ANSI A112.19.2/CSA 

B45.1M-1998.  

 

e) Flushometer Valve.  Flushometer valves shall comply with ANSI/ASSE 1037-

1990.  Flushometer valves shall be installed so that they are readily accessible for 

repair.  When the valve is operated, it shall complete the cycle of operation 

automatically, opening fully and closing completely under the service pressure.  

At each operation, the valve shall deliver water in sufficient volume and at a rate 

that will thoroughly flush the fixture and refill the fixture trap.  FlushMeans shall 

be provided for regulating flush valve flow shall be regulated.  Protection against 

backflow shall be provided by an approved vacuum breaker installed on the 

discharge side of the flushing valve.  The bottom of the vacuum breaker, or the 

critical level line shown on the vacuum breaker, shall be at least 4 inches above 

the overflow rim of the bowl (see Section 890.1140(a) and (b)).  Not more than 

one water closet shall be served by a single flushometer valve.  

 

f) Seats.  Water closets shall be equipped with seats of smooth, non-absorbent 

material.  All seats of water closets provided for public use shall be an 

antimicrobial plastic material and an open-front style, except that closed-front 

seats may be provided if the seat is encased with a continuous plastic sleeve 

ensuring a clean surface for every user.  No water closet seat shall be more than 

1½ inches thick.  Seats for accessible water closets may be open or closed front, 

and may have a lid or not have a lid.Exception:  Facilities for the physically 

disabled shall comply with the Illinois Accessibility Code.  

 

g) A flushometer tank (or pressurized flushometer valve in accordance with 

ANSI/ASSE 1037-1990) shall be used only with a water closet bowl specifically 

designed for that type tank/flushing device (i.e., in accordance with ASME/ANSI 

A112.19.2/CSA B45.1M-1998) and whenwhere the flow pressure at the fixture 

meets the manufacturer's minimum recommendations.  
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h) Water closets thatwhich rely on substances other than water for proper operation 

shall comply with requirements of the Private Sewage Disposal Code (77 Ill. 

Adm. Code 905).  Privies and chemical toilets shall not be used inside any 

building.  

 

i) Bidet.  A bidet shall be equipped with hot and cold, tempered and cold, or 

tempered water only.  An atmospheric vacuum breaker shall be installed on the 

discharge side of the flushing valve.  The bottom of the vacuum breaker, or the 

critical level line shown on the vacuum breaker, shall be at least 4 inches above 

the overflow rim of the bidet.  

 

j) Prohibited Water Closets.  Hopper-style water closets and water closets with 

concealed couplings or submerged side inlets are prohibited.  (See Appendix F.:  

Illustration A.)  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.680  Lavatories  
 

a) Waste Outlets.  Wastes shall have a strainer or stopper and have a waste outlet at 

least 1¼ inches in diameter.  

 

b) Lavatory Faucets.  All lavatory faucets shall have air gaps as specified in 

Appendix A.: Table C.  

 

c) When metering faucets are located on lavatories in public restrooms, they shall be 

adjusted to remain open for a minimum of 10 seconds, and shall comply with the 

water consumption requirements of ASME/ANSI 112.18.1-2000.  Metering 

faucets shall be designed for hot and cold, tempered and cold, or tempered water 

only.  

 

d) Fixture Calculation.  Eighteen lineal inches of wash sink or 18 inches of a circular 

basin, when provided with water outlets for thesuch space, shall be considered 

equivalent to one lavatory.  (See Appendix F.:  Illustration B.)  

 

e) Water Temperature.  All lavatory faucets for public use shall be provided with an 

automatic safety water mixing device to prevent sudden unanticipated changes in 

water temperature or excessive water temperatures. The automatic safety water 
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mixing device shall comply with ANSI/ASSE 10701016-1996  or 1017-1998 in 

accordance with Section 890.210, and shall be adjusted to a maximum setting of 

110 degrees Fahrenheit°F, at the time of installation.  Exception:  Units 

constructed in accordance with Section 890.1220(a)(9)(10)(B) may be used in lieu 

of an automatic safety water mixing device to provide hot or tempered water to 

public lavatories. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.690  Shower Receptors and Compartments  
 

a) Shower Installation.  All shower compartments, except those built directly on a 

slab floor or having receptors constructed of precast stone, terrazzo, concrete, 

molded stone, molded fiberglass, or an equally durable material such as cultured 

stone or synthetic stone, shall have a lead, copper, ABS, PVC or fiberglass 

shower pan.  (See Section 890.220 entitled Safe Pans.) All sides of the shower 

pan shall turn up at least 2 inches above the finished shower floor level.  Precast 

molded receptors shall have a minimum ¼- inch thick flange.  Traps shall be 

constructed so that the pan is fastened to the trap at the seepage entrance, making 

a water-tight joint between the pan and the trap. Shower receptacle waste outlets 

shall be at least 2 inches in diameter and have a removable strainer.  

 

b) Water Temperature Safety.  All shower compartments and shower-bath 

combinations shall be provided with an automatic safety water mixing device to 

prevent sudden unanticipated changes in water temperature or excessive water 

temperatures.  The automatic safety water mixing device shall comply with 

ANSI/ASSE 1016/ASME A112.1016/CSA B125.16-1996, in accordance with 

Section 890.210, and be designed with a maximum handle rotation limit/stop, or 

comply with ASSE 1017 or ASSE 1070-1998, in accordance with Section 

890.210.  The automatic safety water mixing device shall be adjusted to a 

maximum setting of 115 degrees Fahrenheit° F  at the time of installation.  The 

temperature of mixed water provided to multi-shower units or multi-persongang 

showers shall be controlled by a master automatic safety water mixing device, or 

the mixed water temperature for such showers shall be individually regulated by 

automatic safety mixing valves for each shower unit.  A hot water heater 

thermostat shall not be an acceptable alternative water temperature control device.  

 

c) Dimensions.  Single family shower compartments or stalls shall have at least 

1,024 square inches outside dimension (O.D.) floor area and shall be at least 32 
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inches in shortest outside dimension.  All other shower compartments or stalls 

shall have no less than 1,296 square inches outside dimension floor area and shall 

be at least 32 inches in shortest outside dimension.  

 

d) Materials.  Shower walls shall be constructed of durable, smooth, non-absorbent, 

non-corrosive, and waterproof materials, such as fiberglass, enameled metal, or 

plastic sheeting, etc.  All shower compartments or stalls shall have a slip-resistant 

floor (bottom) surface.  

 

e) Public or Institution Showers.  Floors of public shower rooms shall be drained so 

that no waste water from any bather will pass over areas occupied by other 

bathers.  This will not prohibit the use of column showers.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.700  Sinks  
 

a) Waste Outlets.  Kitchen sinks shall be provided with waste outlets at least 1½ 

inches in diameter.  Other special purpose sinks such as bar sinks, lab sinks, and 

dipper wells may have smaller waste outlets.  Waste outlets shall be of the flat or 

basket (cup) strainer type.   

 

b) Food Grinders.  Sinks in which food grinders are installed shall have a waste 

opening inlet for the food grinder at least 3½ inches in diameter.  

 

c) No special purpose sink shall be substituted for kitchen purposes.  

 

d) Service sinks, mop sinks, laundry trays or similar utility sinks shall be provided 

with hot water. 

 

e) Sinks in laboratories that are not designated for hand washing or personal hygiene 

may be supplied with cold water only. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.720  Drinking Fountains  
 

a) Design and Construction.  Drinking fountains shall conform to the standard 

Specifications for Drinking Fountains (ARI 1010-1985 or ASME/ANSI 
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A.112.19.2M-1990).  No modification of the mouth guard or nozzle shall be 

made.  (See Appendix F.:  Illustration E.)  

 

b) Protection of the Water Supply.  

 

1) All drinking fountain nozzles, including those which may at times extend 

through a water surface, with an orifice not greater than 
7
/16 or 0.440 of an 

inch diameter or 0.150 square inches area, shall be placed so that the lower 

edge of the nozzle orifice is at an elevation at least ¾ of an inch above the 

flood level rim of the receptacle.  

 

2) The ¾ inch elevation shall also apply to nozzles with more than one 

orifice, provided that the sum of the area of all orifices shall not exceed 

the area of a circle 
7
/16 of an inch in diameter or shall not exceed 0.150 

square inches area.  

 

3) The nozzle shall be set at an angle from vertical such as to prevent the 

return of water in the jet to the orifice.  

 

c) Material.  The fountain shall be constructed of impervious materials such as 

vitreous china, porcelain, enameled cast iron, stainless steel, or other metals or 

stoneware.  (See Section 890.610.)  

 

d) Flow Regulator.  The water supply for the drinking fountain shall be provided 

with an adjustable valve fitted with a loose key stop or an automatic valve 

regulating the rate of flow of water through the fountain so that the valve 

manipulated by the user of the fountain will merely turn the water on or off.  

 

e) Installation and Location.  Drinking fountains shall not be installed as an integral 

part of or connected to any other plumbing fixture, such as a lavatory or sink, nor 

shall a drinking fountain be installed in a restroom or toilet room, except those in 

correctional facilities.  

 

f) Substitution.  Whenever a drinking fountain is required by this Part, bottled 

drinking water or a water dispensing faucet (water station) may be substituted for 

a drinking fountain, provided that drinking water is accessible to the public.  

When bottled drinking water is provided in lieu of a drinking fountain, the bottled 

water used shallmust be commercially sealed in accordance with the Illinois 

Bottled Water Act and the Illinois Safe Bottled Water Act. [815 ILCS 310] or 
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must comply with the Department's Public Area Sanitary Practice Code (77 Ill. 

Adm. Code 895).  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.730  Floor Drains/Trench Drains  
 

a) Trap and Strainer.  Floor drains shall be trapped and have a minimum water seal 

of 2 inches, and shall be provided with a removable strainer.  The open area of the 

strainer shall be at least ⅔ of the area of the drain line to which it connects.  (See 

Appendix F.:  Illustration F.)  

 

b) Trench drains for gas or oil discharges shall be constructed of cast iron, steel, 

polymer concrete, fiberglass, high-density polyethylene (HDPE), or Schedule 40 

PVC material.  Continuous trench drains for gas or oil discharges shall have a 

trapped and vented opening no less than every 40 lineal feet.  Intermittent trench 

drains shall be treated as individual floor drains and shall meet the trap and 

venting requirements for floor drains. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.740  Kidney Dialysis Machines  
 

a) Water Supply Inlet.  The water supply inlet to kidney dialysis equipment shall 

have a reduced pressure principle backflow preventer assembly 

complyingconforming with ASSE 1013-1988 or a fixed air gap.  

 

1) A portable dialysis unit or machine shallmust have a reduced pressure 

principle backflow preventer assembly installed on the water supply inlet 

on the unit.  

 

2) Stationary dialysis equipment within a facility shall require, at the filter 

room or the dialysis machines, a reduced pressure principle backflow 

preventer assembly on the water supply or a water supply with a fixed air 

gap.  

 

3) Dialysis equipment shall be installed in accordance with this Part and the 

manufacturer's specifications.  Any conflicts shall be submitted to the 

Department for resolution. 
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b) The water supply to a dialysis reuse room or dialysis machine repair room shall be 

isolated from all other deionized (D.I.) or reverse osmosis (R.O.) water lines by 

an RPZ or an air gap. 

 

c) A sign no smaller than 8 by" X 10 inches" with the wording "This Water For 

Dialysis Only" shall be placed above a sink with DID.I. water or ROR.O. water 

supplied to the faucet. 

 

d) Discharge.  The discharge for each dialysis unit or machine, portable or 

stationary, shall be provided with an individual indirect waste connection to the 

sanitary drainage system.  Each stand pipe shall be individually trapped and 

vented.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.745  Dental Units 

 

a) A reduced pressure principle backflow preventer assembly conforming to ASSE 

1013-1999, or a fixed air gap, shall be installed on each dental unit or group of 

dental units. 

 

b) Dental vacuum systems connected to the water supply shall be provided with 

backflow protection. 

 

c) If a dental unit has a water outlet below the flood rim level of a cuspidor, then an 

approved reduced pressure principle backflow preventer assembly, a fixed air gap, 

an air vent hole on the outlet, or an approved vacuum breaker shall protect the 

water supply from each dental unit. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.750  Hydromassage/Whirlpool Bathtubs  
 

a) Whirlpool bathtubs shall be installed so that the tub, pump, jets and pump tubing 

drain completely after each use.  The pump shall be located above the weir of the 

whirlpool tub trap.  

 

b) All whirlpool bathtubs shall comply with ASME/ANSI A112.19.7/CSA 45.10M-
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1995  (entitled "Whirlpool Bathtub Appliances").  The suction fittings used in 

whirlpool bathtubs shall conform to ANSI/APSP 16ASME/ANSI A112.19.8M-

1987 (Standard Suction Fittings for Use in Swimming Pools, Wading Pools, Spas, 

and Hot Tubs).entitled "Suction Fittings for Use in Swimming Pools, Wading 

Pools, Spas, Hot Tubs and Whirlpool Bathtub Appliances").  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.800  Special Fixtures and/or Items Designed for a Particular Purpose  
 

a) Emergency showers and eye wash stations within a building shall be provided 

with potable water and a trapped and vented receptor and shall comply with ANSI 

Z358.1Z358-1-1998. 

 

b) Emergency eye wash stations shall not be installed on a faucet spout. 

 

c) Baptistries, ornamental and lily ponds, aquariums, ornamental fountain basins, 

and similar type constructions, when provided with water supplied from the 

potable water system, shall be protected from back siphonage as required in 

Section 890.1130(f). 

 

d) Approval.  A request for permission to install special fixtures and/or items 

designed for a particular purpose requiring water and waste connections not 

otherwise provided for in this Part shall be submitted, in writing, to the 

Department for approval prior to installation. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.810  Minimum Number of Plumbing Fixtures  
 

a) Minimum Number of Fixtures Required.  Plumbing fixtures shall be provided, for 

each building type and occupant load, in the minimum numbers shown in 

Appendix A., Table B, Minimum Number of Plumbing Fixtures, except as noted 

in footnote 2.  Questions concerning the minimum numbers of fixtures required 

for building types not listed in Appendix A., Table B, shall be referred to the 

Department in writing prior to construction for a decision concerning the 

minimum numbers (and types) of plumbing fixtures required.  The Department's 

decision shall be in writing based on Appendix A., Table B.  
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1) Building Classification.  For purposes of this Part, buildings shall be 

classified according to the types shown in Appendix A., Table B.  

Buildings that incorporate more than one type of building use or 

occupancy, as classified by the Department, shall provide the combined 

numbers of fixtures required for the individual uses.  Individual businesses 

within the same building or within an enclosed mall may share public or 

employee restroom facilities, provided that the access to the restrooms 

does not require trespass on adjoining businesses or leased space. 

Restrooms shall be open at all times when any individual business within 

the same building or within an enclosed mall is open.For example, a 

building that serves as both a food service establishment and office 

building shall provide the minimum numbers of plumbing fixtures 

required for that portion operating as a food service establishment plus the 

number of fixtures required for the office space.  

 

2) Occupant Load.  For those building types for whichwhere the minimum 

number of plumbing fixtures required in Appendix A., Table B, is 

dependent upon the building's occupant load, thesuch occupant load shall 

be the estimated total occupant load.  IfWhere the building's occupant load 

is not known or determinable, the following shall be used to estimate the 

total occupant load:  

 

A) In assembly places (sports arenas, stadiums, convention centers, 

theaters, auditoriums, gymnasiums, or other facilities for spectator 

events); worship places and funeral homes; schools; office 

buildings; food service establishments; and mercantile units, the 

total occupant load (employees and public users of the facility) 

shall be based on the capacity of the rooms or spaces used for 

assembly purposes or other intended occupancy, and shall be 

determined as follows:  

 

i) In rooms or spaces with fixed seating, the occupant load 

shall be the actual number of seats provided.  When no 

divisions between seats are provided (e.g., benches or 

pews), fixed seating shall be computed assuming 18 inches 

per person.  

 

ii) In rooms or spaces without fixed seating, the occupant load 

shall be determined by dividing the gross floor area by the 
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estimated floor area per person shown in the following 

table:  

 

Building Type or Occupancy 

Floor Area per 

Person (Sq. Ft.) 

  

Assembly Places – Facilities 

for Spectator Events; 

Worship Places and 

Funeral Homes 

5015 

Museums, Libraries, 

Exhibition Areas and 

Similar Uses 

50 

Schools 50 

Day Care Centers 70 

Office Buildings 200 

Food Service Establishments, 

Clubs, Taverns, and Other 

Eating/Drinking Facilities 

30 

Mercantile Units, Except 

Grocery Stores, Auction 

Houses, Sale Barns, Car 

Auction Centers, and other 

similar Mercantile Units 

− First Floor 

− All Other Floors 

100 

120 

Combination Grocery 

Store/Non-Grocery 

Mercantile Units 

150 

Mercantile Units, such as 

Auction Houses, Sale 

Barns, Car Auction 

Centers, and other similar 

Mercantile Units 

40 

Grocery Stores 200 

Storage/Shipping Area 400 

Power Plants/Industrial Units 500 

 

iii) For a drive-in food service establishment, the occupant load 
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shall be considered as equal to the number of parking stalls.  

 

B) Dormitories and Institutions.  For dormitories, penal institutions 

and other residential institutions other than hospitals, the total 

occupant load shall be based upon the number of beds in the 

dormitory or institution.  

 

C) Restroom Location and Requirements.  The required number of 

plumbing fixtures for a restroom shall be located within the 

restroom area and not in the hallways or vestibules.  Lavatories 

required by Appendix A.: Table B shall be installed in restrooms at 

a ratio of not less than one lavatory per two2 water closets or 

urinals.  (See Footnote 2, Appendix A.: Table B.) 

 

b) Required Restroom Facilities and Drinking Fountains  

 

1) Employee Restrooms and Drinking Fountains  

 

A) Restroom facilities and drinking fountains shall be provided for all 

employees within each place of employment.  The minimum 

numbers of fixtures provided shall be based on the maximum 

number of male and female employees working at any one time, as 

shown in Appendix A.: Table B. (The numbers of fixtures required 

for employees are included in the numbers shown in Table B for 

all building types/uses except hospital rooms, penal institutions 

and other institutionsHospital Rooms, Penal Institutions, and Other 

Institutions.  The entry in Appendix A.: Table B, entitled (All 

Facilities for Employee Use) shall be used to determine the 

minimum number of fixtures required for employees in hospitals, 

penal and /other institutions, and all other buildings/facilities that 

do not appear in Appendix A.: Table B.)  

 

i) If there are more than five5 employees working at any one 

time, separate restrooms for men and women shall be 

provided.  

 

ii) If there are no more than five5 employees working at any 

time, one restroom may serve both sexes.  A restroom 

shallmust have a minimum of one water closet and one 
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lavatory.  

 

iii) Location.  For schools, day care centers and office 

buildings, the employee restrooms and drinking fountains 

shall be located on the same floor or one floor above or 

below each location where employees regularly work.  

 

iv) Individual businesses within the same building or within an 

enclosed mall may share public/employee restroom 

facilities, provided that the access to the restrooms does not 

require trespass on adjoining business or leased space.  The 

restrooms shallmust be designed for the combined occupant 

load of the individual businesses served, be open at all 

times when any individual business is open, and be located 

no more than 300 feet from the entrance of each business 

served.  Exception:  Any food service establishment that 

sells or serves food or beverages to be consumed on its 

premises or within the building/mall shallmust be located 

no more than 100 feet from the shared public/employee 

restrooms and shallmust be on the same floor. 

 

v) Kiosks, which are free-standing places of employment, that 

have five5 or fewer employees at any time, who have 

access to public restrooms and a drinking fountain within 

300 feet of the kiosks, shall not be required to have 

employee restroom facilities or a drinking fountain.  

 

B) If public restrooms and drinking fountains are also required for the 

building type, employees may share the restrooms and drinking 

fountains with the public, provided that the numbers of fixtures are 

sufficient for the combined numbers of males and females and the 

restrooms and drinking fountains are provided within the place of 

employment (and within the required location for schools, day care 

centers and office buildings).  

 

2) Public Restrooms and Drinking Fountains  

 

A) General Requirements.  
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i) Buildings with 5,000 square feet of gross public area or 

with occupancies of 100 or more persons shall provide 

public restrooms and drinking fountains as shown in 

Appendix A.: Table B.  Buildings other than those 

exceptions in subsection (b)(2)(B) of this Section, with less 

than 5,000 square feet of gross public area, or with 

occupancies of fewer than 100 persons, need not provide 

public restrooms and drinking fountains.  

 

ii) Individual businesses within the same building or within an 

enclosed mall, may share public/employee restroom 

facilities, provided that the access to the restrooms does not 

require trespass on adjoining business or leased space.  The 

restrooms shallmust be designed for the combined occupant 

load of the individual businesses served, always be open 

when any individual business is open or when employees 

are present, and be located no more than 300 feet from the 

entrance of any business served. Exception:  Any food 

service establishment that sells food or beveragesbeverage 

to be consumed on its premises or within the building/mall 

shallmust be located no more than 100 feet from the shared 

public/employee restrooms and shallmust be on the same 

floor.  

 

iii) WhenWhere public restroom facilities are required by this 

Part, separate facilities for males and females shall be 

provided.  If additional public restroom facilities are 

provided in excess of the minimum requirements of this 

Part, they shall comply with one of the following:   

 

• For each additional two2 water closets or urinals 

installed in a restroom, one additional lavatory 

shallmust be installed in that restroom.  

 

• Unisex restrooms shall not have more than one 

water closet and one lavatory, and the option of one 

urinal. 

 

iv) PlumbingWhere plumbing is installed it shall meet the 
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requirements of the Illinois Accessibility Code(71 Ill. Adm. 

Code 400). 

 

B) Additional Requirements for Special Building Types  

 

i) All food service establishments that sell or serve food or 

beveragesbeverage to be consumed on the premises 

(regardless of their gross area) shall provide readily 

accessible restroom facilities for the public.  If public 

restrooms are not provided within the premises of the food 

service establishment, they shall be located within the same 

building, on the same floor/level and within 100 feet of an 

entrance to the food service establishment,; and they shall 

be available for public use at all times that the food service 

establishment is open.  Exception:  Food service 

establishments with no more than 10 combined employees 

and seats (for patrons) at any one time need not provide 

public restrooms, provided that the employee restrooms are 

accessible and made available to the public.  

 

ii) All businesses selling motor vehicle fuel to the public 

(regardless of their gross area) shall provide at least one 

public restroom for male use and one public restroom for 

female use. Exception:  Facilities that do not have any 

employees working as attendants during any part of a 24 

hour period and sell only motor fuel to the public using 

automated machines need not provide male/female public 

restrooms or drinking fountains.  OneThere shall be, 

however, one employee restroom shall be provided for use 

by maintenance staff when maintenance staff aresuch 

personnel is present.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

SUBPART H:  INDIRECT WASTE PIPING, SPECIAL WASTE 

 

Section 890.1010  Indirect Waste Piping  
 

a) Food and Beverage Handling.  Commercial dishwashing machines, dishwashing 



     ILLINOIS REGISTER            5391 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

sinks, pot-washing sinks, pre-rinse sinks, silverware sinks, bar sinks, soda 

fountain sinks, vegetable sinks, potato peelers, ice machines, steam tables, steam 

cookers and other similar fixtures shall have their drain lines indirectly discharged 

to a proper receptor.  The only exception shall be when thesuch fixtures are 

located adjacent to a floor drain.  The waste may be directly connected on the 

sewer side of the floor drain trap provided that the fixture waste is trapped and 

vented as required by this Part (see Appendix H.:  Illustrations A and B), and the 

floor drain is located within 4 feet horizontally of the fixtures and in the same 

room.  In the case of direct connection, no other fixture waste shall be connected 

between the floor drain trap and the fixture being protected. All indirect waste 

shall discharge to a vented trap located as close as possible to the fixture and in 

the same room.  (See Appendix H.: Illustrations C and D.)  

 

b) Connection.  Indirect waste connections shall be provided for drains, overflows, 

and relief valves from the water supply system.  (See Appendix H.:  Illustration 

E.)  A clear water waste shall discharge through an indirect waste into a sanitary 

or storm drain system located on the same floor. 

 

c) Sterile Materials.  Stills, sterilizers and other appliances, fixtures, devices and 

water and waste connections used for preparation of sterile material shall be 

indirectly discharged to the drainage system.  

 

d) Swimming Pools.  When backwash or other waste water from a swimming pool 

filter discharges to the sanitary waste system, it shall be indirectly wasted.  When 

deck drains around a pool discharge to the sanitary waste system, they shall be 

indirectly wasted. 

 

e) Clear Water Wastes.  Water lifts, expansion tanks, cooling jackets, sprinkler 

systems, drip or overflow pans, refrigerated cases, or similar devices thatwhich 

discharge only clear water only shall discharge indirectly into a building storm 

drain, building drain or building sewer, located on the same floor, or into a 

vacuum waste system.  

 

f) Fire Sprinkler Systems.  The relief valve (port) of a backflow device located on a 

fire sprinkler system thatwhich contains an additive shall drain indirectly to the 

building drain.  

 

g) Cleaning.  Indirect waste piping shall be so installed so as to permit access for 

flushing and cleaning.  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

SUBPART I:  WATER SUPPLY AND DISTRIBUTION 

 

Section 890.1110  Quality of Water Supply  
 

All premises intended for human habitation or occupancy shall be provided with a potable water 

supply.  The potable water supply shall not be connected to non-potable water and shall be 

protected from backflow and back siphonage. (See Appendix I.Illustration A.) 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1120  Color Code  
 

Identification of Pipingpiping.  All piping conveying non-potable water shall be permanently 

identified by a continuous purple coloringdistinctive yellow-colored paint so that thesuch piping 

is readily distinguishable from piping carrying potable water.  (See the color codes of 

ANSI/NEMA Z535.1 and ASME A13.1.)(See USAZ 253.1-1953 Safety Color Code for Marking 

Physical Hazards and USA AB.1-1956 Scheme for the Identification of Piping Systems.)  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1130  Protection of Potable Water  
 

a) Cross Connection (Submergence).  Potable water supply piping and water 

discharge outlets shall not be submerged in any sewage or toxic substance.  

PotableWhere potable water supply piping or water discharge outlets that are 

submerged in other substances, they shall be provided with backflow protection as 

listed in subsection Section 890.1140(f).  (See Appendix I.:Illustrations A, B and 

C.)  

 

b) Approval of Devices and Maintenance.  All devices and assemblies for the 

prevention of backflow shall comply with the standards listed in Appendix 

A.:Table A of this Part.  All reduced pressure principle (RP), reduced pressure 

detector (RPDA), double check (DCA) and double check detector (DCDA) 

backflow prevention assemblies shall be tested and approved by a Cross-

Connection Control Device Inspector (CCCDI) before initial operation, and at 

least annually after initial inspectionthereafter.  Records to verify testing and 
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maintenance shall be available at the site of the installation. 

 

c) Backflow.  The water distribution system shall be protected against backflow.  

Each water outlet shall be protected from backflow by having the outlet end from 

which the water flows spaced a sufficient distance above the flood-level rim of 

the receptacle into which the water flows sufficient to provide a minimum fixed 

air gap.  WhenWhere it is not possible to provide a minimum fixed air gap, the 

water outlet shall be equipped with an accessible backflow prevention device or 

assembly in accordance with subsection (f) of this Section or Section 890.1140. 

 

d) Fire Safety Systems.  The installation of any fire safety system involving the 

potable water supply system shall be protected against backflow as follows:  

 

1) Backflow protection is not required for fire safety systems constructed as 

follows:  

 

A) The system shall be looped, with no dead ends, to allow 

circulation, to prevent the stagnation of water in the line; 

 

B) The system shall not have any non-potable connections, or a fire 

department hose (Siamese) connection; 

 

C) The system shall have 20 sprinkler heads or less; and 

 

D) The system shall be constructed of potable water supply quality 

pipe in accordance with Appendix A.: Table A of this Part. 

 

2) When backflow protection is required, aA double detector check valve or 

double check valve backflow preventer assembly shall be installed at the 

fire safety system's point of connection to the potable water supply when a 

fire safety system has no chemical additives or non-potable connection 

and:, 

 

 A) The fire safety system has no fire department hose connections; or 

 

B) The fire safety systembut has one or more fire department hose 

connections (for boosting pressure and flow to the fire safety 

system) that are served only by fire fighting apparatus connected to 

a public water supply or a fire department that does not use 
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chemical additives or rely upon any non-potable water supply. 

 

3) A fixed air gap with a break tank or other storage vessel or a reduced 

pressure principle backflow preventer assembly (RPZ) shall be installed at 

the fire safety system's point of connection to the potable water supply 

ifwhen:  

 

A) The fire safety system contains additives such as antifreeze, fire 

retardant or other chemicals.  (The RPZ may be located at the point 

of connection to that section of the system containing such 

additives when the system's connection to the water supply is 

protected by a double detector check valve backflow preventer 

assembly.); or  

 

B) Non-potable water flows into the fire safety system by gravity; or  

 

C) There is a permanent or emergency connection through 

whichwhereby water can be pumped into the fire safety system 

from any other non-potable source; or  

 

D) Fire department connections are available that could permit water 

to be pumped into the fire safety system from a non-potable source 

capable of serving the fire safety system.  (A non-potable source of 

water shall be considered capable of serving the fire safety system 

under the following conditions:  itIt must be capable of year-round 

use, maintained with at least 50,000 gallons of usable water not 

subject to freezing, accessible to fire fighting pumper equipment, 

and located within 1,700 feet of the facility.)  

 

e) Prohibited Connections.  

 

1) Sewage Lines.  There shall be no direct connection between potable water 

lines and sewage lines or, equipment and vessels containing sewage.  

ConnectionsSuch connections shall be made only through a minimum 

fixed air gap as outlined in subsection (f)(5)Section 890.1140(a).  

 

2) Chemical or Petroleum Pressure Vessels.  NoThere shall be no direct 

connection shall occur between any potable water supply and any pressure 

vessel, i.e., storage tank, tank car, tank truck or trailer, or other 
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miscellaneous pressurized tank or cylinder containing or having contained 

liquified gaseous petroleum products or other liquified gaseous chemicals.  

WhenWhere it is necessary to discharge from a potable water line to such 

a pressure vessel, thesuch discharge shall be through a minimum fixed air 

gap as outlined in subsection (f)(5)Section 890.1140(a).  Exception:  

Chemical pressure vessels containing chemicals used in the water 

treatment process, for uses other than private purposes, are exempt from 

the provisions of this subsection (e)(2).  

 

3) If water under pressure is required, as in subsections (e)(1) and (2) of this 

Section, it shall be supplied by means of an auxiliary pump taking suction 

from a tank provided for this purpose only with an over-rimoverrim 

supply having the required minimum fixed air gap.  

 

4) Refrigerant Condensers.  A potable water line to a single wall refrigerant 

condenser shall be provided with a backflow preventer complying with 

ASSE 1012 or 1013.  

 

5) No pipe or fitting of the water supply system shall be drilled or tapped nor 

shall any band or saddle be used except at the water main in the street.  

Exception:  See Section 890.320(h) for potable water use only.  

 

f) Devices for the Protection of the Potable Water Supply. Approved backflow 

preventers or vacuum breakers shall be installed with all plumbing fixtures and 

equipment that may have a submerged potable water supply outlet and that are not 

protected by a minimum fixed air gap.  Connection to the potable water supply 

system for the following fixtures or equipment shall be protected against 

backflow with one of the appropriate devices as indicated below:  

 

1) Inlet to receptacles containing low hazard substances (steam, compressed 

air, food, beverages, etc.):  

 

A) fixed air gap fitting;  

 

B) reduced pressure principle backflow preventer assembly;  

 

C) atmospheric vacuum breaker unit;  

 

D) double check valve backflow preventer assembly;  
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E) double check backflow preventer with atmospheric vent assembly; 

or  

 

F) dual check valve. 

 

2) Inlet to receptacles containing high hazard substances (vats, storage 

containers, plumbing fixtures, etc.):  

 

A) fixed air gap fitting;  

 

B) reduced pressure principle backflow preventer assembly; or  

 

C) atmospheric vacuum breaker unit.  

 

3) Coils or jackets used as heat exchangers in compressors, degreasers, and 

other such equipment involving high hazard substances:  

 

A) fixed air gap fitting; or  

 

B) reduced pressure principle backflow preventer assembly.  

 

4) Direct connections thatwhich are subject to back pressure:  

 

A) Receptacles containing low hazard substances (vats, storage 

containers, plumbing fixtures, etc.):  

 

i) fixed air gap fitting;  

 

ii) reduced pressure principle backflow preventer assembly;  

 

iii) double check valve backflow preventer assembly;  

 

iv) double check backflow preventer with atmospheric vent 

assembly; or  

 

v) dual check valve. 

 

B) Receptacles containing high hazard substances (vats, storage 
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containers, etc.):  

 

i) fixed air gap fitting; or  

 

ii) a reduced pressure principle backflow preventer assembly.  

 

5) Inlet to or direct connection with sewage or lethal substances: fixed air gap 

fitting. 

 

6) Hose and spray units or stations shall be protected by one of the 

appropriate devices as indicated below: 

 

 A) Fixed air gap; 

 

 B) Reduced pressure principle backflow preventer assembly; 

 

 C) Double check valve backflow preventer assembly; 

 

D) Double check valve backflow preventer with atmospheric vent 

assembly; 

 

E) Dual check valve backflow preventer assembly; 

 

F) Atmospheric vacuum breaker unitVacuum Breaker Unit. 

 

g) Installation of Devices or Assemblies.  

 

1) Devices of All Types. Backflow preventer assemblies and devices shall be 

installed to be accessible for observation, maintenance and replacement 

services. Backflow preventer devices or assemblies shall not be installed 

where they would be subject to freezing conditions, except as allowed in 

Section 890.1140(d).  

 

2) All in-line backflow/back siphonage preventer assemblies shall have a full 

port type valve with a resilient seated shut-off valve on each side of the 

preventer.  Relocation of the valve is not permitted.   

 

3) A protective strainer shall be located upstream of the first check valve on 

all backflow/back siphonage preventers unless the device contains a built-
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in strainer.  Fire safety systems are exempt from the strainer requirement.  

 

4) Atmospheric Vacuum Breakers.  Vacuum breakers shall be installed with 

the critical level above the flood level rim of the fixture they serve, and on 

the discharge side of the last control valve of the fixture.  No shut-off 

valve or faucet shall be installed beyond the vacuum breaker. 

 

5) Double Check Valve, and Reduced Pressure Principle Backflow Preventer 

Assemblies.  No in-line double check valve backflow preventer assembly 

(DCV) or reduced pressure principle backflow preventer assembly (RPZ) 

shall be located more than 5 feet above a floor, or be installed where it is 

subject to freezing or flooding conditions.  After installation, each DCV 

and RPZ shall be field tested in-line in accordance with the manufacturer's 

instructions by a cross-connection control device inspector before initial 

operation.  (See subsection (b) of this Section.)  

 

6) A dual check backflow preventer with atmospheric vent assembly shall 

not be installed where it is subject to freezing or flooding conditions. 

 

7) Closed water systems with hot water storage shall have a properly sized 

thermal expansion tank located in the cold water supply as near to the 

water heater as possible and with no shut-off valve or other device 

between the heater and the expansion tank.  Exception:  In existing 

buildings with a closed water system, a properly sized pressure relief valve 

may be substituted in place of a thermal expansion tank.  For closed water 

systems created by backflow protection in manufactured housing, as 

required in Section 890.1140(i), a ballcock with a relief valve may be 

substituted for the thermal expansion tank.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1140  Special Applications and Installations  
 

a) Atmospheric Vacuum Breaker.  An atmospheric vacuum breaker shall be installed 

between the control valve and the fixture and in such a manner that it will not be 

subject to water pressure, except the pressure incidental to water flowing to the 

fixture.  An atmospheric vacuum breaker shall be installed on the outlet side of 

the control valve.  
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b) Flushometer Valve.  Flush valves shall be equipped with vacuum breakers 

installed on the discharge side of the flushing valve with the critical level at least 

4 inches above the overflow rim of the bowl or 4 inches above the top of the 

urinal.  (See Appendix I.:Illustration D.)  

 

c) Flushing Tanks.  Flushing tanks shall be equipped with anti-siphon ballcocksball 

cocks.  The ballcocksball cock shall be installed with the critical level of the 

vacuum breaker at least 1one inch above the full opening of the overflow pipe.  If 

the ballcockIn cases where the ball cock has no hush tube, the bottom of the water 

supply inlet shall be installed 1one inch above the top of the overflow pipe.  (See 

Section 890.650(d).)  

 

d) Lawn Sprinklers.  Any lawn sprinkler system connected to a potable water supply 

shall be equipped with an a reduced pressure principle backflow preventer 

assembly (RPZ).  The RPZ may be located outside provided that it is protected 

from freezing or is removed at the end of the season, and it compliesconforms 

with Section 890.1130(g)(1).  

 

e) Valve Outlets for Hose Attachments.  

 

1) All threaded valve outlets shall have backflow protection in accordance 

with Section 890.1130.  All outside threaded valve outlets shall not be 

subject to freezing.  

 

2) Yard hydrants shall be installed as follows:  

 

A) Potable Water. All hydrants with threaded spigots shall have 

backflow protection attached to the hydrant spigot (if threaded) 

and either: 

 

i) Hydrants with buried drain down (weep) holes shall have 

the drain down (weep) holes protected from ground water 

backup by proper open site drainage.  A backflow preventer 

shall not be used on the buried drain down (weep) hole to 

protect the hydrant from ground water backup; or  

 

ii) A yard hydrant that automatically drains back to a sealed 

container when flow is shut off, such as a canister type 

hydrant.  
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B) Non-potable Water.  One or more hydrants may be installed for 

non-potable use if they are isolated from the potable water supply 

by a properly installed backflow preventer device installed in 

accordance with Section 890.1130(f).  The hydrants shallmust be 

clearly identified as non-potable by color (see Section 890.1120) 

and bear a sign that reads as follows: "This water unsafe for 

drinking." 

 

3) In a campground licensed in accordance with the Department's rules 

titledentitled Youth Camp Code (77 Ill. Adm. Code 810) or Recreational 

Area Code (77 Ill. Adm. Code 800), backflow protection is not required if 

the water supply line is directly connected to a recreational vehicle and is 

under constant pressure. 

 

f) Commercial Laundry Machines.  The potable water supply to commercial laundry 

machines shall be protected against back siphonage by an air gap or backflow 

protection device.  If a vacuum breaker is used, it shall be a minimum of 26 

inches above the top of the machine.  

 

g) Commercial Dishwashers.  Commercial dishwashers shall be equipped with an 

approved vacuum breaker located in the rinse water supply line on the discharge 

side of the final control valve, a minimum distance of 6 inches above the 

uppermost spray outlets.  The cold water or make-up water supply line shall be 

provided with an air gap or a vacuum breaker located on the discharge side of the 

final control valve, a minimum distance of 6 inches above the overflow level or 

flood rim.  

 

h) Aspirators.  Water-operated aspirators shall meet the following specifications:  

 

1) The water supply line shall be equipped with a shut-off valve.  

 

A) If aspirators are used inIn operating rooms, emergency rooms, 

recovery rooms, delivery rooms, autopsy rooms, dental offices and 

laboratories where aspirators are installed for removing blood, pus 

and/or other fluids, a vacuum breaker shall be installed on the 

discharge side of the control valve, at ceiling height (a minimum of 

7 feet, 6 inches) and the water supply shall be protected against 

backflow and back siphonage by an air gap; or an RPZa reduced 
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pressure principle backflow preventer assembly shall be used.  

 

B) Chemical dispensing units shall have a dedicated water supply and 

shut-off valves to each unit. Each unit shall have a backflow device 

installed to protect against backflow and back siphonage.Water 

operated aspirators used for dispensing detergent shall be protected 

against backflow and back siphonage by an atmospheric vacuum 

breaker or a reduced pressure principle backflow preventer 

assembly.  

 

2) The aspirator water discharge shall be provided with a 2-inch air gap to 

the receiving fixture.  

 

i) Manufactured Housing and Mobile Home Units Manufactured Prior to June 15, 

1976.  At the time of water service connection, backflow protection shallmust be 

installed between the water service line and any manufactured housing or mobile 

home unit that was manufactured prior to June 15, 1976.  Backflow protection 

shall be provided by at least a dual check valve backflow preventer assembly 

(DuC) conforming to ANSI/ASSE 1024-1990.  This backflow protection 

shallmust be installed in all instances where a unit manufactured prior to June 15, 

1976 is connected or re-connected to a water service line, e.g., for connection of a 

relocated unit, or re-connection of a unit that was disconnected to allow repairs to 

the water line; however, backflow protection is not required for existing units 

unless a new connection or re-connection to the water service line occurs.  

 

j) Carbonated Beverage Dispensers Water Supply.  The water supply to carbonated 

beverage dispensers shall be protected by one of the following methods: 

 

1) Air gap;. 

 

2) ASSE 1022-1996 backflow preventer; or. 

 

3) ASSE 10221032-1980 backflow preventer with vent port added. 

 

k) Water-Powered Sump Pump. Sump pumps powered by potable or reclaimed 

water pressure shall be used only as an emergency backup pump. The water-

powered pump shall be equipped with a battery powered alarm having a minimum 

rating of 85 dBa at 10 feet. Water-powered pumps shall have a water efficiency 

factor of pumping at least 1.4 gallons of water to a height of 10 feet for every 
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gallon of water used to operate the pump, measured at a water pressure of 60 psi. 

Pumps shall be clearly labeled as to the gallons of water pumped per gallon of 

potable water consumed. Water-powered stormwater sump pumps shall be 

equipped with a dual check valve with atmospheric vent conforming to ASSE 

1012 or CSA B64. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1150  Water Service Pipe Installation  
 

a) Underground Water Service.  Water service pipe shall be installed outside the 

foundation wall in accordance with either subsection (a)(1) or (2) of this Section 

and shall comply with the requirements of both subsections (a)(3) and (4) of this 

Section.  

 

1) Water service and building drain or building sewer may be installed in 

separate trenches with a minimum of 10 feet horizontal separation.  

MaterialSuch installation shall use material listed in Appendix A.,Table A 

(Approved Materials for Building Sewer and Approved Materials for 

Water Service Pipe) shall be used, provided that thesuch material is 

specific for this type of installation.  (See Appendix I.:  Illustration E.)  

 

2) The water service and the building drain or building sewer may be 

installed in the same trench provided that the water service is placed on a 

solid shelf a minimum of 18 inches above the building drain or building 

sewer.  TheFor such installation, the building sewer shall be of material 

listed in Appendix A.:  Table A (Approved Building Drainage/Vent Pipe) 

for a building drain.  (See Appendix I.:  Illustration F for the proper 

installation of water service, building drain and building sewer.)  

 

3) The minimum depth for any water service pipe shall be at least 36 inches 

or the maximum frost penetration of the local area, whichever is of greater 

depth.  

 

4) No water service pipe shall be installed or permitted outside of a building 

or in an exterior wall unless the pipe is protectedprovisions are made to 

protect such pipe from freezing, in accordance with Section 890.1210(a).  

 

b) Potable Water Piping and Sanitary Sewer Crossing Installation Requirements.  
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1) PotableWhere it is necessary for the potable water piping that passesto 

pass above or below a sanitary sewer, such piping shall be installed with a 

minimum vertical separation of 18 inches for a distance of 10 feet on 

either side from the center of the sanitary sewer.  

 

2) IfWhere it is necessary for the potable water piping passesto pass beneath 

a sanitary sewer or drain, the sanitary sewer or drain shall be constructed 

of materials as specified in Appendix A.:Table A (Approved Building 

Drainage/Vent Pipe) for building drains, and shall extend on each side of 

the crossing to a distance of at least 10 feet as measured at right angles to 

the water line.  The potable water piping shall comply with Appendix 

A.:Table A as specified for a water service pipe (Approved Materials for 

Water Service Pipe).  (See Appendix I.:Illustration G.)  

 

3) Wet/Dry Bore:When complianceit is not possible to comply with 

subsection (b)(1) or (2) is not possible, a pressure rated pipe, approved for 

building drain material listed in Appendix A.:Table A, shall encase the 

water service pipe.  The casing pipe shall be sealed with a casing seal and 

extend 10 feet on either side of the center of the sanitary sewer pipe.  The 

sleeve or case shall be at least two2 times the size of the water service. 

 

c) When complianceit is not possible to comply with subsection (a) or (b) is not 

possible, the Department shall be contacted for consideration of alternative 

methods. 

 

d) Stop-andAnd-Waste Valve.  Combination stop-and-waste valves and cocks shall 

not be installed in an underground potable water pipe.  Frost-free hydrants and 

fire hydrants shall not be considered stop-and-waste valves.  (See Section 

890.1140(e).)  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1170  Potable Water Supply Tanks and Auxiliary Pressure Tanks  
 

a) Water Pressure.  When the water pressure from the public water supply main is 

insufficient during periods of peak flow or due to the building height to supply all 

fixtures in accordance with Section 890.1210(c), the rate of supply shall be 

supplemented by a gravity tank or auxiliary pressure (booster) system.  Auxiliary 
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pressure systems shall not substitute for adequate sizing of water distribution 

piping within the building.  

 

b) Support.  All water supply tanks shall be supported in accordance with local 

building codes or authorities having jurisdiction.other regulations that apply.  

 

c) Tank Supply Inlet and Outlet.  The water supply inlet to the tank shall have a 

minimum air gap of at least 6six (6) inches.  The supply outlet shall be a 

minimum of 4four (4) inches above the bottom of the tank.  

 

d) Overflow For Water Supply Tanks.  Overflow pipes for gravity tanks shall be 

indirectly connected to the drainage system with an air gap of at least 6six (6) 

inches.  Overflow pipes shall be full sized, unrestricted and screened with 24-

mesh per inch stainless steel or bronze screen.  

 

e) Size of Overflow.  Overflow drains for gravity water supply tanks shall have an 

area of at least twice the size of the supply pipe.  

 

f) Drains.  Water supply tanks shall be provided with valved drain lines located at 

their lowest point and shall discharge through an indirect waste with an air gap of 

twice the diameter of the drain line.  TheSuch drain line and valve shall have no 

restrictions and need not exceed 2two (2) inches in diameter.  

 

g) Gravity and Suction Tanks.  Tanks used for potable water supply or only to 

supply fire-fighting equipment only shall be equipped with tight, overlapping 

covers thatwhich are rodent and insect proof.  TheSuch tanks shall be vented with 

a return bend (turned down) pipe having an area at least ½one-half (1/2) the area 

of the tank outlet pipe, and the vent opening shall be covered with a stainless steel 

or bronze screen of at least 24-mesh per inch.  

 

h) Pressure Tanks.  Pressure tanks used for supplying water to the water distribution 

system, or only to supply standpipes for fire equipment only, shall be equipped 

with a vacuum relief valve located on top of the tank.  An air inlet of this device 

shall be covered with a stainless steel or bronze screen of at least 24-mesh per 

inch.  (See Section 890.1230(f)1220(a).) 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1180  Flushing/Disinfection of Potable Water System  
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New or repaired potable water systems shall be flushed or disinfected prior to use as follows:  

 

a) Chlorinated Water Supply.  If the potable water supply serving the water supply 

system is chlorinated, e.g., a community water system, the water supply system, 

or appropriate repaired portion, shall be flushed with clean, potable water until no 

dirty water appears at the point of outlet.  

 

b) Non-Chlorinated Water Supply.  The pipe system shall be flushed with clean, 

potable water until no dirty water appears at the point of outlet.  

 

1) The system, (or part of the system,thereof) shall be filled with a chlorine 

solution containing at least 50 parts per million of chlorine and, shall be 

valved off and allowed to stand for 24 hours,; or the system, (or part of the 

system,thereof) shall be filled with a chlorine solution containing at least 

200 parts per million of chlorine and be allowed to stand for three (3) 

hours.  

 

2) Following the required contact (standing) time, the system shall be flushed 

with clean, potable water until the chlorine level in the water discharging 

from the system is within acceptable limits for potable water, i.e., 

generally until the water has no detectable chlorine odor.  

 

3) To ensure that the water supplied by the water system is safe for drinking, 

a bacteriological examination of a water sample taken from the water 

supply system shall be secured.  This examination shall be performed by a 

laboratory certified in accordance with 35 Ill. Adm. Code 183.  The 

chlorine residual in any water sample collected for such examination 

shallmust not exceed four (4) parts per million (or 4 milligrams/liter) for a 

reliable laboratory result.  If thesuch examination reveals that 

contamination still persists in the system, the procedure outlined above for 

disinfection shall be repeated.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1190  Water Supply Control Valves and Meter  
 

a) A full-port shut-off valve shall be located near the curb or property line and 

immediately inside the building, either on the inlet andor outlet side of the water 
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meter.  When located underground, this valve shall be located in a stop box or 

meter vault.  (See Appendix I.:  Illustration H.)  

 

b) The utility meter may be installed outside in an accessible meter vault or within 

the building.  The meter shall have unions on the inlet and /outlet openings, but is 

not required to have a shut-off valve on the inlet side of the meter if it is inside a 

building.  A full-port valve with an open area at least that of the water service 

shall be provided for all meters and shall be provided with a drain valve installed 

on the discharge side of the meter valve when located inside of a building.  (See 

Appendix I.:Illustrations H and I.)  

 

c) Tank Controls.  Supply lines taken from pressure or gravity tanks shall be valved 

at or near their source.  

 

d) Water Heating Equipment.  A shut-off valve shall be provided in the cold water 

branch line within 5 developed feet of each water storage tank or each water 

heater and located in the same room. 

 

e) Separate Controls for Each Family Unit.  In multiple family dwellings, the water 

service or water distribution pipe to each family unit shall be controlled by an 

arrangement of lineshut-off valves thatwhich permits each group of fixtures and 

each individual fixture to be shut off without interference with the water supply to 

any other family unit or portion of the building.  The location of thesesuch valves 

shall be uniform in each family unit of a multiple family dwelling.  (See 

Appendix I.:Illustration J.) 

 

f) Buildings Other Than Dwellings.  In all buildings other than dwellings and health 

care facilities as specified in subsection (g) of this Section, lineshut-off valves 

shall be installed to permit the water supply to all equipment orand/or fixtures in 

each separate room to be shut off without interfering with the water supply to any 

other room or portion of the building. For plumbing equipment or fixtures that are 

installed back-to-back in adjacent rooms, e.g., in adjacent restrooms, a common 

lineshut-off valve may be used to shut off the water supply to the back-to-back 

fixtures in no more than two2 adjacent rooms. (See Appendix I.:  Illustration K.) 

 

g) Health Care Facilities.  In the residence rooms of health care facilities, the water 

distribution pipe to each resident unit or back-to-back rooms shall be controlled 

by an arrangement of line valves that permits each group of fixtures, and each 

individual fixture, to be shut off without interference with the water supply to any 
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other unit or portion of the building. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1210  Design of a Building Water Distribution System  
 

a) Design and Installation.  The design and installation of the hot and cold water 

building distribution systems shall provide a volume of water at the required rates 

and pressures to ensure the safe, efficient and satisfactory operation of fixtures, 

fittings, appliances and other connected devices during periods of peak use. No 

distribution pipe or pipes shall be installed or permitted outside of a building or in 

an exterior wall or attic unless theprovisions are made to protect such pipe is 

protected from freezing, including but not limited to wrap-on insulation or heat 

tape tracer line or wire.  

 

b) Size of Water Distribution Pipes.  The fixture supply for each fixture shall be at 

least the minimum size provided in Appendix A., Table D. The size of all other 

water distribution pipes shall be determined by calculating the water supply 

demand (in water supply fixture units) for that portion of the water distribution 

system served by the pipe. Using Appendix A., Tables M, N, O, P and Q, the 

cumulative water supply demand or load shall be calculated for all fixtures, 

piping, valves and fittings served by the water distribution pipe, and the pipe shall 

meet the minimum size provided in Appendix A., Table N or O, as applicable.  

Exception:  As an alternative to using Tables M, N, O, P and Q to design and size 

the piping in the water distribution system, the system may be designed and sized 

employing current engineering practices, provided that the design/plans are 

approved in writing by an Illinois licensed professional engineer, an Illinois 

licensed architect or an individual Certified in Plumbing Design 

(CPD)Engineering (C.I.P.E.) by the American Society of Plumbing Engineers and 

approved in writing by the Department.  

 

c) Minimum Water Pressure.  The minimum constant water service pressure on the 

discharge side of the water meter shall be (at least) 20 psi,p.s.i.; and the minimum 

constant water pressure at each fixture shall be at least 8 psip.s.i. or the minimum 

recommended by the fixture manufacturer.  

 

d) Auxiliary Pressure.  Supplementary Tank.  If the pressure in the system is below 

the minimum 8 psip.s.i. at the highest water outlet when the flow in the system is 

at peak demand, an automatically controlled pressure tank or gravity tank of a 
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capacity to supply sections of the building installation thatwhich are too high to 

be supplied directly from the public water main shall be installed.  

 

e) Low Pressure Cut-Off.  When a booster pump, except those used for fire 

protection, is used on an auxiliary pressure system, there shall be installed a low-

pressure cut-off switch shall be installed on the booster pump to prevent the 

creation of pressures less than 5 psip.s.i. on the suction side of the pump.  A shut-

off valve shall be installed on the suction side of the water system and within 5 

feet from the pump suction inlet, and a pressure gauge shall be installed between 

the shut-off valve and pump.  

 

f) Water Hammer.  All building water supply systems shall be provided with air 

chambers or approved mechanical devices or water hammer arrestors to absorb 

pressure surgeshigh pressures.  Water pressure absorbers shall be installed at the 

ends of long pipe runs or near batteries of fixtures.  

 

1) Air Chambers − AnWhere an air chamber that is installed in a fixture 

supply, it shall be at least 12 inches in length and the same diameter as the 

fixture supply, or an.  An air chamber with an equivalenta volume 

equivalent to one with the dimension listed above may also be used.  

AnWhere an air chamber that is installed in a riser, it shall be at least 24 

inches in length and at least the same size as the riser.  

 

2) Mechanical Devices − IfWhere a mechanical device or water hammer 

arrestor is used, the manufacturer's specifications for location and 

installation shall be followed.  

 

g) Excessive Static Water Pressure.  

 

1) IfWhen water main pressure exceeds 80 psip.s.i., a pressure reducing 

valve and a strainer with a by-pass relief valve shall be installed in the 

water service pipe near the entrance to the building to reduce the water 

pressure to 80 psip.s.i. or lower, except where the water service pipe 

supplies water directly to a water pressure booster system, an elevated 

water tank, or to pumps provided in connection with a hydropneumatic or 

elevated water supply tank system. Sill cocks and outside hydrants may be 

left on full water main pressure.  

 

2) When the water pressure exceeds 80 psip.s.i. at any plumbing fixture, a 
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pressure reducing valve, pressure gauge and a strainer with a by-pass relief 

valve shall be installed in a water supply pipe serving the fixture to reduce 

the water pressure at the fixture to 80 psip.s.i. or lower.  

 

h) Approval of Auxiliary Pressure Systems.  Whenever, in any building, structure, or 

premises receiving its potable water supply from the public water system, a pump 

or any other device for increasing the water pressure is to be installed, installation 

plans of such installation shall be approved by the Department prior to installation 

in accordance with Section 890.1940.  

 

i) Variable Street Pressures.  IfWhen the water main has a wide fluctuation in 

pressure, the water distribution system shall be designed for minimum pressure 

available at the main.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1220  Hot Water Supply and Distribution  
 

a) All water heaters shall comply with the requirements of Appendix A., Table A, 

(Approved Standards for Plumbing Appliances/Appurtenances/Devices), and 

ASHRAE 90 Standards.  Hot water storage tanks shall meet construction 

requirements of ASME, AGA, or UL listed in Appendix A., Table A (Approved 

Standards for Plumbing Appliances/Appurtenances/Devices), as appropriate.  Hot 

water supply boilers with heat input in excess of 200,000 BTU per hour, water 

temperature in excess of 200 degrees Fahrenheit° F, or capacity in excess of 120 

gallons shallmust also comply with the requirements of 41 Ill. Adm. Code 120the 

(Boiler and Pressure Vessel Safety) Rules and Regulations (41 Ill. Adm. Code 

120).  Smaller water storage tanks that are not subject to ASME requirements 

shall be constructed of durable materials and constructed to withstand 150 

psi.p.s.i.  (See Appendix I.,Illustrations L and M, for examples of typical water 

heater installations.)  

 

1) All equipment used for heating and storage of hot water shall bear the 

marking of an approved testing agency certifying that it has been tested 

and approved and listed as meeting the requirements of the applicable 

standard.  Listing by ULUnderwriters Laboratories, the Canadian 

Standards Association (CSA),American Gas Association or National 

Board of Boiler and Pressure Vessel Inspectors, or the ASME Standard 

shall constitute evidence of conformance with these standards.  
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2) Solar Hot Water Heat ExchangersA solar-heated system shall use a 

double-walled heat exchanger which is exposed or vented to the 

atmosphere between the walls.  

 

A) A hot water heat exchanger used in a solar-heated system may be 

of single wall construction if a non-toxic transfer fluid with no 

conditioning chemicals in the system is used.  

 

B) A hot water exchanger used in a solar-heated system using a toxic 

transfer fluid or having conditioning chemicals in the system shall 

be separated from the potable water by double wall construction 

that has an air gap vented to the atmosphere between the walls. 

 

3) A hot water heat exchangerHeat exchangers may be of single wall 

construction if a non-toxic transfer fluid with no conditioning chemicals in 

the system is used., or if a pressure gradient monitor system is installed to 

isolate the heat exchanger from the potable water system.  If pressure on 

the potable water side reaches a pressure less than 10 p.s.i. above the toxic 

transfer fluid pressure, an audible alarm shall be activated.  

 

4) A hot water heat exchanger operating at or below 65 psiHeat exchangers 

using a toxic transfer fluid or having conditioning chemicals in the system 

shall be separated from the potable water by double wall construction,. 

withThere shall be an air gap open to the atmosphere between the two 

walls.  Where the boiler (heating chamber) operates in excess of 65 p.s.i., 

the requirements of subsection (a)(5) of this Section shall also apply.  

 

5) A hot waterNo heat exchanger shall notwill be permitted on any hot water 

boiler system operating in excess of 65 psip.s.i., or 250 degrees 

Fahrenheithigh temperature hot water system operating in excess of 

250°F, or any steam boiler operating with a pressure in excess of 50 p.s.i., 

unless:  

 

A) the heat exchanger is double-walled; and  

 

B) the heat exchanger has an air gap open to the atmosphere between 

the two2 walls; and  
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C) the heat exchanger has a pressure gradient monitor system with a 

"fail-safe to off" switch installed to isolate the heat exchanger from 

the potable cold or hot water system.  If pressure on the potable 

water side reaches a pressure less than 20 psip.s.i. above the 

pressure of the transfer fluid or steam and a pressure-reducing 

valve is installed on the inlet to the heat exchanger with a setting 

20 psip.s.i. lower than the potable water pressure at the heat 

exchanger, an audible alarm shall be activated and the heat 

exchanger shall be automatically shut off until the alarm and heat 

exchanger can be reset manually.  

 

6) Any boiler using toxic chemicals shall have a label with a minimum size 

of 5 inches byX 5 inches attached to the boiler in a conspicuous place.  

The label shall read as follows:  

 

WARNING 

 

Chemicals and additives used to treat the boiler feed water in this boiler 

are not approved for potable water.  The steam or hot water produced by 

this boiler is not potable.  If the steam or hot water produced by this boiler 

is used to heat water, the water will not be considered potable if the steam 

and potable water are mixed.  

 

7) Indirect, External, Submerged Coils.  Indirect, external, tankless or 

submerged coils used in heating water shall be equipped with a 

thermostatic mixing valve or valves when not connected to a storage tank.  

A pressure relief valve shall be installed on the cold water inlet of the 

tank.  A properly sized temperature and pressure relief valve, based upon 

the energy input rating of the coils, shall be installed on the tempered line 

with the temperature sensing element immersed in the tempered water line 

as close as possible to the mixing valve.  

 

8) Direct Fired Instantaneous Heaters.  (Storage tank of more than 64 fluid 

ounces.)  Direct fired instantaneous water heaters shall be equipped with a 

thermostatic mixing valve or valves which conform to ASSE 1017-1999.  

A pressure relief valve shall be installed on or adjacent to the heater.  A 

properly sized temperature and pressure relief valve, based upon the 

energy input rating of the heater, shall be installed on the tempered line 

with the temperature sensing element immersed in the tempered water line 
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as close as possible to the mixing valve.  

 

89) Water Heaters Used for Space Heating.  Any water heater to be used for 

space heating, in addition to hot water supply, shallmust conform to ANSI 

Z21.10.1, Z21.10.1a and Z21.10.1b and-1991, shall be constructed for 

continuous use, and the piping for space heating shall be conducted to a 

proper terminal heating device.  

 

A) A thermostatic mixing valve, conforming to ASSE 1017-1999, 

shall be installed on the hot water line to the plumbing fixtures.  

(The mixing valve shall be set to prevent temperatures exceeding 

120 degrees Fahrenheit°F from reaching the plumbing fixtures.)  

 

B) A single check valve shall be installed in the cold water line 

supplying the water heater.  (This will prevent hot water backing 

up from the heating unit to the plumbing fixtures.)  

 

C) A properly sized and approved expansion tank shall be located on 

the outlet side of the check valve in the water heater's cold water 

supply, with no shut-off valve between the heater and expansion 

tank.  

 

D) Valves (manual, automatic) supplying hot water to the heat transfer 

unit for space heating shall have a minimum of a ⅛-inch orifice.  

(This will prohibit potable water from standing in the heat transfer 

unit when not in use.)  This does not prohibit full shut off/isolation 

valves on either side of the pump within a heat transfer unit, as 

needed, to permit the servicing of the pump.  

 

E) The water heater instructions shall have a statement specifying that 

piping and components connected to the water heater for the space 

heating application shall be suitable for use with potable water, and 

the water heater shall not exceed a developed length of more than 

25 feet from the heating coil.  

 

F) A statement specifying that toxic chemicals, such as those used for 

boiler treatment, shall not be introduced into the potable water 

used for space heating shall be included in the instructions.  A 

label with the following words shall be firmly attached to any 
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water heater used for space heating: "DO NOT INJECT TOXIC 

MATERIALS INTO THIS TANK."  

 

G) A statement specifying that a water heater thatwhich will be used 

to supply potable water shall not be connected to any heating 

system or components previously used with a non-potable water 

heating appliance shall be included in the installation instructions.  

 

H) Each water heater shall bear a statement on the rating plate as 

follows:  "SUITABLE FOR POTABLE WATER HEATING AND 

SPACE HEATING."  

 

910) Point-of-Use Instantaneous Water Heaters.  Point-of-use instantaneous 

water heaters (high temperature, non-storage or storage of 64 fluid ounces 

or less, non-pressurized relative to atmosphere) shall meet the following 

requirements:  

 

A) Non-storage and non-pressurized unitsUnits intended to deliver 

water temperatures exceeding 110 degrees Fahrenheit°F, or with 

no mechanical or electrical temperature limiting device, shallmust 

have the faucet located at least 3 inches from the 110 degrees 

Fahrenheit°F hot water or cold water faucet.  FaucetAll such faucet 

outlets shall have labels clearly and conspicuously indicating 

extremely hot water.  These units are exempt from the requirement 

that a relief valve or valves be used to protect against excessive or 

unsafe temperature or pressure. 

 

B) Units intended to deliver water temperatures 110 degrees 

Fahrenheit°F or less shall have an internal burnout element.  These 

units are exempt from the requirement that a relief valve or valves 

to be used to protect against excessive or unsafe temperature 

and/or pressure. or shall have a factory set thermostat that is not 

adjustable to higher than 110°F. 

 

C) All pressurized point-of-use water heaters, other than those in 

subsection (a)(9)(A) or (B), shall be provided with properalso have 

provisions as a part of the unit to provide temperature and pressure 

relief.  Valves shall be set to relieve at 20°F above the intended 

water temperature and at 125 p.s.i. or at 15 p.s.i. below the 
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pressure rating of the lowest rated part of the assembly, whichever 

is lower.  

 

1011) Steam Heat.  All water heaters, including storage heaters, instantaneous 

shell and tube heat exchangers, steam injection heaters and any other 

device using steam to heat water for potable use, shall meet the following 

requirements:  

 

A) All chemicals and additives used to treat the boiler feed water in a 

boiler supplying steam to heat potable water shallmust be 

approvedproper for use with potable water.  IfWhere such 

approved chemicals and additives are used with steam boilers 

generating at 15 psip.s.i. or less, or are used with pressure reducing 

stations with pressure relief valves set at 15 psip.s.i. or less 

downstream from the pressure reducing valves, single wall heat 

exchangers may be used.  

 

B) All steam heat exchangers operating in excess of 15 psi but less 

than 50 psi shall be separated by double wall construction, with an 

air gap open to the atmosphere between the two walls.Steam 

injection heaters must be supplied with steam from a generator or 

boiler which uses only United States Food and Drug 

Administration (FDA) approved additives or chemicals.  

 

C) All steam heat exchangers operating in excess of 50 psi shall meet 

the following requirements: 

 

i) The heat exchanger shall be double-walled;  

 

ii) The heat exchanger shall have an air gap open to the 

atmosphere between the 2 walls; and 

 

iii) The heat exchanger shall have a pressure gradient 

monitoring system with a "fail-safe to off" switch installed 

to isolate the heat exchanger from the potable cold or hot 

water system.  If the pressure on the potable water side 

reaches a pressure less than 20 psi above the pressure of the 

transfer fluid or steam and a pressure reducing valve is 

installed on the inlet to the heat exchanger with a setting 20 
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psi lower than the potable water pressure at the heat 

exchanger, an audible alarm shall be activated and the heat 

exchanger shall automatically shut off until the conditions 

resulting in an alarm are corrected and the heat exchanger 

pressure gradient monitoring system can be manually reset.  

 

The following warning label with a minimum size of 5 

inches X 5 inches shall be permanently attached to each 

steam injection heater:  

 

"If the chemicals used to treat the feed water to provide 

steam for this steam injection water heater are not approved 

for potable water, the hot water from this heater shall not be 

considered potable.  Therefore, each cross connection 

between the hot water and cold water connections to or 

from this heater must be provided with a device to prevent 

the backflow of hot water or steam condensate into the 

potable water supply."  

 

D) The steam pressure to all the steam heat injectors shall be 15 psi 

lower than the water pressure at the ejector.  Steam injection 

heaters shall be supplied with steam from a generator or boiler that  

uses only United States Food and Drug Administration (FDA) 

approved additives or chemicals.    

 

ED) The following warning label with a minimum size of 5 inches byX 

5 inches shall be permanently attached on the front of any boiler 

providing steam to direct-injection steam hot water heaters:  

 

"If the chemicals used to treat the boiler feed water in this boiler 

are not approved for potable water, the steam produced by this 

boiler cannot be considered potable. Therefore, if steam from this 

boiler is used to heat water, the water shall not be considered 

potable and any cross connections between the hot water produced 

and a potable water supply must be provided with a device to 

prevent the backflow of the non-potable hot water into the potable 

water supply."  

 

b) Water Heaters – Food Service.  Water heaters installed and usedutilized in food 
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service establishments with dishwashing machines shall comply with National 

Sanitation Foundation (NSF)/ANSI Standard Number 5.  

 

c) Discharge.  With the exception of special water heaters used for space heating in 

addition to hot water supply, as provided in subsection (a)(89) of this Section, 

water that leaves the potable water system for heating, cooling, use in equipment 

or other similar uses shall not be returned to the potable water distribution system.  

IfWhen such water is discharged to the building drainage system, it shall be 

discharged through a fixed air gap.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1230  Safety Devices  
 

a) All equipment used for heating water or storing hot water shall be provided, at the 

time of installation of thesuch equipment, with the requiredan appropriate relief 

valve or valves to protect against excessive or unsafe temperature andand/or 

pressure.  This shall be achieved by installing either a pressure relief valve and a 

temperature relief valve or by installing a combination pressure-temperature relief 

valve.  

 

b) Pressure and Temperature Relief Valves.  

 

1) Pressure Relief Valves.  Pressure relief valves shall have an ASME relief 

rating to meet the pressure conditions specified on the equipment served.  

They shall be installed in the cold water supply line to the heating 

equipment served, except where scale formation from hard water may be 

encountered, in which case they shall be installed in the hot water supply 

line from the heating equipment served.  There shall not be a shut-off 

valve between the pressure relief valve and the tank.  Except whenwhere 

an alternate design is approved by the Department in writing pursuant to 

Section 890.140(a)(2) or 890.1940, the pressure relief valve shallmust be 

set to open at a maximum of the working pressure rating of the water 

heater, but shall not exceed 150 psip.s.i. Each pressure relief valve shall 

have a test lever.  

 

2) Temperature Relief Valves.  Temperature relief valves shall bear the 

Canadian Standard Association (CSA)an American Gas Association 

(AGA) relief rating, expressed in British Thermal Units (BTU) of heat 
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input per hour, for the equipment served. They shall be installed so that 

the temperature-sensing element is immersed in the hottest water within 

the top 6 inches of the tank.  The valve shall be set to open full when the 

stored water temperature is 210 degrees Fahrenheit˚F.  

 

c) Combination Pressure-Temperature Relief Valves.  

 

1) Combination pressure-temperature relief valves shall comply with the 

applicable requirements as listed in Appendix A.,Table A (Approved 

Standards for Plumbing Appliances/Appurtenances/Devices) for 

individual pressure and individual temperature relief valves, and shall be 

installed so that the temperature sensing element is immersed in the hottest 

water within the top 6 inches of the tank, and shall have a test lever.  

 

2) A check valve or shut-off valve shall not be installed between any safety 

device and the hot water equipment, nor shall there be any shut-off valve 

in the discharge pipe from the relief valve. (See Appendix I.:Illustrations 

N and O.)  

 

3) Energy cut-off devices shall not be used in lieu of subsections (c)(1) and 

(2) of this Section and shall be of a design to properly serve the intended 

use of the plumbing appliance, appurtenance or device.  Exception: 

Instantaneous cut-off devices are exempted or may be used.  

 

d) Relief Discharge Outlet.  

 

1) A relief discharge outlet shall be installed and be indirectly connected to 

waste.  The discharge pipe from the relief valve shall not be located so as 

to create a safety hazard or to discharge soin such a way as to cause 

damage to the building or its contents.  The relief valve shall not discharge 

through a wall into the outside atmosphere or where there is a possibility 

of freezing.  

 

2) No reduced coupling, valve or any other restriction that would impede the 

flow of discharge shall be installed in the discharge line of any relief valve 

that would impede the flow of discharge.  The discharge line shall be 

installed from the relief valve to within 6 inches of the floor or receptor 

and the end of thesuch line shall not be threaded.  
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3) Any piping used for discharge from the relief valve shall be of metallic 

material, shall and complyconform with the requirements of Appendix A., 

Table A (Approved Materials for Water Distribution Pipe) for potable 

water piping, and shall drain continuously downward to the outlet.  

 

4) The discharge piping shall discharge indirectly into a floor drain, hub 

drain, service sink, sump or a trapped and vented P-trap thatwhich is 

located in the same room as the water heater.  (See Sections 890.1010 and 

890.1050(a), (b) and (c).)  The trap shallmust have a deep seal to protect 

against evaporation or shall be fed by means of a priming device designed 

and installed for that purpose.  (The use of a light grade oil in the trap will 

retard evaporation.)  

 

e) Pressure Marking – Hot Water Storage Tank.  Hot water storage tanks shall be 

permanently marked in an accessible place with the maximum allowable working 

pressure.  

 

f) Vacuum Relief Valve.  IfWhere a hot water storage tank or water heater is located 

at an elevation above the fixture outlets in the hot water system, or if the storage 

tank or water heater is bottom fed, a vacuum relief valve as listed in Appendix 

A.,Table A (Approved Standards for Plumbing Appliances/Appurtenances/Devices) 

shall be installed on the storage tank or heater.  

 

g) Multiple Temperature Hot Water Systems.  TheseSuch systems shall be provided 

with thermostatic mixing valves to properly control the desired temperatures. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

SUBPART J:  DRAINAGE SYSTEM 

 

Section 890.1310  Materials  
 

a) General.  All materials used for drainage systems and clear water vacuum waste 

systems shall comply with Appendix A., Table A, ("Approved Building 

Drainage/Vent Pipe").  

 

b) Corrosive Waste.  If corrosive waste is discharged to the drainage system, or if 

soil conditions are corrosive, only piping material listed in Appendix A.,Table A, 

("Approved Building Drainage/Vent Pipe)," and approved for use with corrosive 
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material shall be used.  Fittings shall be of the same material as piping.  No other 

material (piping, fitting, etc.) shall be used unless its use is approved in writing by 

the Department prior to installation, in accordance with Section 890.1940.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1320  Drainage System Installation  
 

a) Drain – UndergroundFilled Ground.  A building drainage systemdrain installed in 

thefilled ground shall be of cast iron, copper Type "K", or non-metallic Schedule 

40 or heavier.  DrainsExcept for cast iron, such drains shall be installed on a 

continuous bed of undisturbed earth or granular fill so as to support the pipe and 

fittingssupporting system.  

 

b) Existing Drain and Sewer Installation.  Existing drain, waste, vent and sewer may 

be used in the renovation of the plumbing system of an existing structure if they 

are in serviceable condition and the materials complyconform with Appendix 

A.,Table A, (Approved Building Drainage/Vent Pipe and Approved Materials for 

Building Sewer).  

 

c) Freezing.  No soil or waste pipe shall be installed or permitted outside of a 

building or in an exterior wall unless theprovisions are made to protect such 

piping is protected from freezing. This does not prohibit a soil or waste pipe from 

extending from a manufactured or mobile home unit to an approved point of 

discharge, provided that thesuch waste line is protected from freezing.  

 

d) Dead Ends.  Dead ends shall be avoided in a drainage system, except where 

necessary to extend the system to install a cleanout in an accessible location.  A 

dead end intended for future connection (extension) thatwhich is more than 2 feet 

above a floor or more than 10 feet horizontally from the nearest vented 

connection shallmust have a vented connection to the outside atmosphere.  (See 

Appendix J.:Illustration A.)  

 

e) Horizontal Drainage Piping.  Horizontal drainage piping shall be installed at a 

uniform grade.  

 

f) Small Piping.  Horizontal drainage piping of 3 inches diameter or less shall be 

installed with a grade of at least ¼-inch per foot.  
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g) Large Piping.  Horizontal drainage piping larger than 3 inches but less than 8 

inches in diameter shall be installed with a grade of at least ⅛-inch per foot.  For 

piping 8 inches or larger in diameter, the grade is determined by the number of 

drainage fixture units connected to the drain pipe. (See Appendix A.:Table G.)  

 

h) Minimum Velocity.  IfWhere conditions do not permit building drains to be 

installed with a grade as great as that specified in subsections (f) and (g) of this 

Section, a lesser grade may be used, provided that the computed velocity will not 

be less than 2 feet per second.  

 

i) Changes in Direction.  Changes in direction shall be made in drainage piping by 

the use of 45 degree˚ wyes, long sweeps, short sweeps, quarter, fifth, sixth, eighth, 

or sixteenth bends, or by a combination of these fittings.  Single and double 

sanitary tees and short sweep quarter bends shall be used in drainage lines only 

where the direction of flow is from the horizontal to the vertical and may be used 

for making necessary vertical offsets between the ceiling and floor above. (See 

Appendix J.: Illustrations B, C and D.)  Exception:  A short sweep drainage 

quarter bend of less than 3 inches diameter and placed in a horizontal to 

horizontal position for a stack vent arm may be used to receive graywater.grey 

water.  

 

j) No fittings having a hub in the direction opposite to flow, or tee branch, shall be 

used as a drainage fitting.  No running threads, bands, or saddles shall be used in 

the drainage system.  No drainage or vent pipe or fitting shall be drilled or tapped.  

 

k) No fitting, connection, device or method of installation shall be used thatwhich 

obstructs or retards the flow of water, waste, or air in the drainage or venting 

system by an amount greater than the normal frictional resistance to flow.  The 

enlargement of a 3-inch closet bend or stub to 4 inches shall not be considered an 

obstruction if it is necessary to increase the bend or stub at the floor line to 4 

inches in diameter in order to accommodate the water closet outlet.  

 

l) Fixture Connections.  Branch wastes and fittings for circuit-vented fixtures shall 

be installed so that the fixture drain enters the side of the branch drain.  (See 

subsection (i) of this Section and Appendix J.:Illustration E.)  

 

m) Back-to-Back Fixtures.  Back-to-back fixtures shall be installed with fittings that 

will prevent mixing of the discharge prior to a change in direction of flow of the 

discharge from each fixture, or shall be installed with fittings especially designed 
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to eliminate throw-over or backflow of the discharge from one fixture to the other 

fixture.  

 

n) Location of Drains.  All building drains, branches of building drains, building 

sewers or any sanitary sewers shall be located at least 50 feet from a well or 

buried suction line,; except that, whenwhere cast iron pipe with mechanical or 

compression joints or Schedule 40 PVC pipe with solvent weld and watertight 

joints is used for the building sewer, thethen such drains shall be located at least 

10 feet from a well or buried suction line.  

 

o) Backwater valves may be installed in the building storm drain or the building 

drain to prevent backflow into the building, where backflow of storm water or 

sewage could occur.  Backwater valves may be installed in the branches of the 

building drain that are below grade.  Backwater valves, when fully opened, shall 

have a capacity of at least that of the pipes in which they are installed.  Backwater 

valves shall be installed to be accessible.  (See Appendix E: Illustration F.)  All 

backwater valves shall conform to ASME/ANSI A112.14.1-1975(R1990).  All 

bearing parts of backwater valves shall be made of corrosion-resistant material. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1330  Drainage Fixture Units (DFUs)(D.F.U.)  
 

a) Values for Fixtures.  Drainage fixture units (DFUs)(D.F.U.) as given in (see 

Appendix A.:Table E) designate the relative load of different kinds of fixtures 

thatwhich shall be used to calculate the total load carried by a soil or waste pipe, 

and shall be used with the tables of sizes for soil, waste, and drain pipes for which 

the permissible load is given in terms of DFUsdrainage fixture units (D.F.U).  

 

b) Values for Continuous Flow.  For a continuous or semi-continuous flow into a 

drainage system, such as from a pump, ejector, air-conditioning equipment or 

similar devices, two DFUsdrainage fixture units shall be considered to be equal to 

each gallon per minute (gpm) of flow.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1340  Determination of Sizes for Drainage System  
 

a) Maximum Fixture Unit Load.  The maximum number of DFUsdrainage fixture 
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units that may be connected to a given size of building drain, horizontal branch, or 

vertical soil or waste stack is establishedgiven in Appendix A.:Tables G and H. 

Exception: As an alternative to using Appendix A.Tables G and H to design and 

size the building drain, horizontal branch, or vertical soil or waste stack, the 

system may be designed and sized employing current engineering practices, 

provided that the design/plans are signed and sealed by an Illinois licensed 

professional engineer, an Illinois licensed architect or an individual Certified in 

Plumbing Engineering by the American Society of Plumbing Engineers and 

approved in writing by the Department. 

 

b) Minimum Size of Building Drain, Horizontal Branches, Drainage Piping  

 

1) The minimum size of any gravity building drain shall be 4four (4) inches 

in diameter.  

 

2) Pressure-building drains shall not be used where gravity drains may be 

installed.  Pressure-building drains shall be sized in accordance with the 

ejector pump manufacturer's recommendation, but shall not be less than 

2two (2) inches in diameter.  

 

3) Gravity drained horizontal branches of the building drain shall be sized in 

accordance with Appendix A.,Table H.  

 

4) No portion of the drainage system installed underground or below a 

basement or cellar shall be less than 2two (2) inches in diameter.  The 

venting system is excluded from this requirement. 

 

5) The drainage piping shall not be reduced in size in the direction of flow.  

 

c) Minimum Size of Soil and Waste Stacks.  No soil or waste stack shall be smaller 

than the largest horizontal branch connected to the stack,thereto except that a 

4four (4) inch byx 3three (3) inch water closet connection shall not be considered 

as a reduction in pipe size.  

 

d) Waste Stacks Serving Kitchen Sinks.  In one- (1) or two-(2) family dwellings in 

which the waste stack or vent receives the discharge of a kitchen-type sink and 

also serves as a vent for fixtures connected to the horizontal portion of the branch 

served by the waste stack, the minimum size of the waste stack up to the highest 

sink branch connection shall be 2two (2) inches in diameter.  Above that point the 
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size of the stack shall be governed by the total number of drainage fixture units 

vented by the stack.  (See Appendix J.:  Illustration F.)  

 

e) Future Fixtures.  IfWhen provision is made for the future installation of fixtures is 

provided for during initial construction, the fixturesthose provided for shall be 

considered in determining the required size of drain pipes and vent piping during 

initial construction.  Piping provided for such future installation of fixtures shall 

be terminated with a plugged fitting or fittings at the stack so as to form no dead 

ends.  In a multi-story building, when openings are roughed in for future fixtures 

below the uppermost level, properly sized vent piping shall be connected to the 

vent system and carried down to the appropriate lower level and be capped or 

plugged in an accessible location for venting of the future fixtures.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1360  Sanitary Wastes belowBelow Sewer  
 

a) Sanitary Wastes belowBelow Sewer  

 

1) Sanitary wastes thatwhich cannot be discharged by gravity flow shall be 

discharged into a gas-tight, covered and vented sump from which the 

waste shall be lifted and discharged into a sanitary waste drain by 

automatic sewage ejection pumping equipment.  (See Appendix 

J.Illustration K: Illustrations K and L.)  

 

2) Sumps and ejectors handling sub-soil drainage and footing drains shall not 

receive any sewage.   

 

3) Sumps and ejectors handling sewage shall not receive subsoil drainage and 

footing drains.  

 

b) Design.  Sump and pumping equipment shall be designed and installed to 

discharge, during the pumping cycle, all contents accumulated in the sump except 

for sump contents that must remain in the sump for the continued proper 

operation of the pumping equipment (e.g., contents needed to submerge or prime 

the pump) according to the manufacturer's recommendations.  

 

c) Sub-Drainage.  The system of drainage piping below the building drain level shall 

be installed and vented in the same manner as that of the gravity drainage system.  
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d) Duplex Equipment.  Sumps receiving the discharge of more than six6 water 

closets or 60 DFUsD.F.U.s shall be provided with duplex pumping equipment.  

 

e) Vent Sizes.  Building sump vents shall be sized in accordance with Appendix 

A.:Table K.  

 

f) Connections.  No direct connection of a steam exhaust, blowoff, or drip pipe shall 

be made with the building drainage system waste water.  SteamWhen steam 

exhaust, blowoff or drip pipes are discharged into the building drainage system, 

they shall not exceed a temperature of 180 degrees Fahrenheit˚ F.  When higher 

temperatures exist, cooling methods shall be provided to reduce the temperature 

to 180 degrees Fahrenheit˚F or less.  

 

g) Elevator Pits 

 

 1) Drains connected directly to sewers shall not be installed in elevator pits. 

 

2) All discharges from elevator sumps shall indirectly discharge to the 

sanitary sewer or storm drain. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1370  Floor Drains  
 

a) Required.  Any building or structure in which plumbing fixtures or piping is 

installed in or under a concrete floor to accommodate fixtures on the level of the 

concrete floor shall have at least one trapped and vented floor drain.  When 

plumbing fixtures are installed on the level immediately above a concrete crawl 

space, at least one trapped and vented floor drain shall be installed.  Additional 

floor drains shall be required if the installation of fixtures and appurtenances 

requires the use of floor drains.  In a multi-family dwelling, each unit shall have a 

floor drain if fixtures and appurtenances installed in the dwellingtherein require 

the use of a floor drain.  

 

1) Underground floor drains connected to a building drain or a building sub-

drain within 4 feet of a stack shall be individually vented.  All other floor 

drains shall be vented as required by Appendix A.,Table I.  
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2) Each floor drain shall be connected to a sanitary waste drain, except those 

drains receiving only clear water discharges, which may be connected to 

the sub-soil drainage system.   

 

3) Any sump or hub drain for receiving clear water waste shall extend 2 

inches above the floor, and all indirect clear water waste lines shall be 

above the floor level.  Any floor drain level with the floor shall discharge 

to a sanitary waste drain.  (See Appendix A.:Tables F and I.) 

 

4) At least one floor drain shall be located in every restroom having a 

masonry or concrete floor except those for private use.  

 

5) In hospitals and nursing homes, floor drains will not be required in 

toilet/bath facilities serving four4 or fewer individual residents where 

access to the facilities is direct from no more than two2 resident rooms.  

Toilet/bath facilities in hospitals and nursing homes serving rooms with 

moregreater than four4 residents or consisting of multiple toilets, 

lavatories, etc., are required to have floor drains.  

 

b) Size.  Each floor drain shall be sized for its intended use and the surface area that 

it drains.  Any floor drain or drain trap installed below a basement floor or 

underground shall be no less than 2 inches in diameter.  

 

c) Accessibility.  Floor drains shall connect into traps, shall be accessible and readily 

cleaned, and shall be located so that they are easily visible.  

 

d) Provision for Evaporation.  Floor drain seals subject to evaporation shall be of the 

deep seal type, shall be fed by means of a priming device designed for that 

purpose, or shall be filled with vegetable oil.  

 

e) Floor Drains in Food Establishments.  FloorIf floor drains are installed in coolers, 

freezers, refrigerated holding areas, dressing rooms or processing rooms in any 

food (meat, milk, vegetable, fruit) establishment, they shall meet the following 

requirements:  

 

1) Floor drains shall have a minimum inside diameter of 4 inchesand be of 

metallic construction.  

 

2) Drainage lines from water closets and urinals shall not be connected with 
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any other sanitary drainage lines having floor drains located in the food 

service establishments listed in subsection (e).above places within the 

building.  

 

3) Floor drains shallmust be indirectly discharged to the drainage system, or 

a backwater valve that conforms with the requirements of Section 

890.1320(o)890.550(b), (c), (d)  and (e) shall be installed to isolate these 

floor drains from other sanitary discharges.  

 

4) Floor drains shall comply with the requirements of subsections (b), (c), 

and (d) of this Section.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1380  Storm Water Drainage withinWithin a Building  
 

Any piping installed within a building for the purpose of carrying storm water from a roof and 

connected to a building drain or building sewer shall complyconform with the requirements of 

Appendix A.,Table A ("Approved Building Drainage/Vent Pipe"), and Sections 890.910 through 

890.930.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

SUBPART K:  VENTS AND VENTING 

 

Section 890.1420  Stack Vents, Vent Stacks, Main Vents  
 

a) Design.  A properly designed and installed venting system, in conjunction with 

the soil or waste system, is essential to protect trap seals and prevent siphonage, 

aspiration, or back pressure.  The venting system shall be designed and installed 

to permit the admission or emission of air so that under normal and intended use 

the seal of any fixture trap shall never be subjected to a pneumatic pressure 

differential of more than a 1-one (1)inch water column.  All fixture traps shall be 

protected by the use of a vent or venting system constructed in accordance with 

this Part.If a trap seal is subject to loss by evaporation, means shall be provided to 

prevent loss of the trap seal. (See Section 890.410(f).)  

 

b) Installation.  Fixture traps shall be protected by the appropriate method as 

follows: an individual dry vent, a wet vent, a common vent, a circuit or loop vent, 
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an island vent, or a combination waste and vent system. A stack vent, or vent 

stack or a main vent shall be installed with a soil or waste stack whenever back 

vents, relief vents, or other branch vents are required.  (See Appendix 

K.:Illustration A.)  

 

c) Terminal.  Vents shall terminate independently above the roof to the outside 

atmosphere, or shall be connected to another vent at least six (6) inches above the 

flood-level rim of the highest fixture.  (See Appendix K:  Illustration B.)  

 

cd) Main VentStack.  Each building in which plumbing is installed shall have at least 

one main vent stack no smaller than 3three (3) inches for each building drain 

installed.  (See Appendix A.:Table K, and Appendix K.:Illustration C.)  

 

e) Building Sub-drain Sump Vent Sizes.  Building sub-drain sump vents shall be 

sized in accordance with Appendix A:  Table K.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1430  Vent Terminals  
 

a) Vent Terminals. Vents shall terminate independently above the roof to the outside 

atmosphere or shall be connected to another vent at least 6 inches above the flood-

level rim of the highest fixture served by the vent.  (See Appendix K.Illustration 

B.) 

 

ba) Roof Extensions.  Extensions of vent pipes through a roof shall be terminated at 

least 12 inches above thesuch roof unless a roof is to be used for any purpose 

other than weather protection.  If a roof is to be used for any purpose other than 

weather protection, the vent shall be extended at least 7seven (7) feet above the 

roof.  (See Appendix K.:Illustration D.)  

 

cb) Flashings.  Each vent terminal shall be made water-tight with the roof by proper 

flashing.  

 

dc) Location of Vent Terminal.  No vent terminal from a drainage system shall be 

directly beneath a door, window, overhang or other ventilating intake opening of 

the building, nor shall any such vent terminals be within 12 feet horizontally of 

such an opening or within 4 feet of a vertical obstruction unless it is at least 2two 

(2) feet above the top of thesuch opening.  (See Appendix K.:Illustration E.)  
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ed) Extensions Outside Building.  No soil, waste or vent pipe extension (except for 

vent terminals as provided in subsections (b) and (d) of this Section(a) and (c) 

above) shall be located on the outside of a wall of any building, but shall be 

installed inside the building.  Wet ventsVents located within an exterior wall or in 

a wall adjacent to an unheated space shall be protected from freezing.  

 

fe) Flag poles.  Vent terminals shall not be used for the purpose of supporting flag 

poles, television aerials, or similar purposes.  

 

g) Vent Terminal Size.  Each vent extension through the roof shall be a minimum of 

3 inches in diameter and no smaller than the vent that it terminates. Vent 

terminals shall not be screened. 

 

h) Increasers. Changes in size or diameter of vent terminals shall be made by the 

installation of an increaser commencing at least 1 foot below the roof. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1440  Vent Terminal Size (Repealed) 

 

a) Vent Terminal Size.  Each vent extension through the roof shall be a minimum of 

three (3) inches in diameter and no smaller than the vent which it terminates.  

Vent terminals shall not be screened.  

 

b) Increasers.  Changes in size or diameter of vent terminals shall be made by the 

installation of a long increaser commencing at least one (1) foot below the roof.  

 

(Source:  Repealed at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1450  Vent Grades and Connections  
 

a) Grade.  All vent and branch vent pipes shall be installed so as to drain back to the 

soil or waste pipe.  (See Appendix K.:Illustration F.)  

 

b) Vertical Rise.  Where vent pipes connect to a horizontal soil or waste pipe, the 

vent shall be taken off above the center line of the soil or waste pipe, and the vent 

pipe shall rise vertically, or at an angle not more than 45 degrees from the vertical 

before offsetting horizontally or before connecting to the branch vent.  Exception: 
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Wet vent and floor drain vents may connect horizontally.  (See Appendix 

K.Illustrations F,: Illustration G and AA.)  

 

c) Height aboveAbove Fixtures.  The connection between a vent pipe and a vent 

stack or stack vent shall be made at least 6six (6) inches above the flood-level rim 

of the highest fixture served by the vent.  Horizontal vent pipes forming branch 

vents or relief vents shall be at least 6six (6) inches above the flood-level rim of 

the highest fixture served. (See Appendix K.:Illustration H.)  

 

d) Kitchen Sinks:  Horizontal kitchen sink vents shall be above the flood level rim of 

the fixture.  

 

d)e) Heel or Side-Inlet Bend.  A heel or side-inlet quarter bend or closet bend shall not 

be used as a dry vent when the inlet is placed in a horizontal position.  (See 

Appendix K.:Illustration I.)  Heel or side inlet quarter or closet bends are 

permitted only in cases where the fixture connecting thereto is vented.  (See 

Appendix K.:Illustration IJ.)  

 

e) All main vents or vent stacks shall connect full size at their base to the building 

drain or to the main soil or waste pipe at or below the lowest fixture branch. (See 

Appendix K.Illustration EE). 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1460  Fixtures Back-to-Back (Repealed) 
 

Distance.  Two fixtures set back-to-back, within the distance allowed between a trap and its vent, 

may be served with one (1) continuous soil or waste-vent pipe, provided that each fixture 

discharges separately into an approved double fitting having inlet openings at the same level.  

(See Section 890.1480(b), and Appendix K:  Illustration K.)  

 

(Source:  Repealed at 37 Ill. Reg. ______, effective ____________) 

  

Section 890.1470  Fixture Trap Vents  
 

a) Distance of Trap From Vent.  Each fixture trap shall have a protecting vent so 

located so that the developed length in the fixture drain from the trap weir to the 

vent fitting is within the requirements set forth in Appendix A.:Table I. (See 

Appendix K.:Illustration L.)  
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b) Trap Weir.  The vent pipe opening from a soil or waste pipe, except for water 

closets or fixtures with an integral trap, shall not be below the trap weir.  (See 

Appendix K.:Illustration NM.)  

 

c) Crown Vent. No trap vent shall be installed within two pipe diameters of the trap 

weir.  (See Appendix K.Illustration M.) 

 

d) Hydraulic Gradient. Fixture drains shall be vented within the hydraulic gradient 

between the trap outlet and the junction with another drain.  The hydraulic 

gradient as applied to a gravity drain and its corresponding vent connection is 

interpreted as the grade line.  (See Appendix A.Table I and Appendix 

K.Illustration N.) 

 

e) Different Level. If any stack has fixtures entering at different levels, the fixtures 

other than the fixtures entering at the highest level shall be vented in accordance 

with Section 890.1420(b). 

 

f) Fixture Trap Protection.  Each fixture trap shall be protected by the appropriate 

method as follows:  an individual dry vent, a wet vent, a common vent, a circuit 

or loop vent, an island vent or a combination waste and vent system. 

 

g) Mechanical Vents.  Mechanical devices shall not be installed in lieu of vent 

piping. 

 

h) Trap Seal Loss.  Trap seal that is subject to loss by evaporation shall be 

prevented.  (See Section 890.410(f).) 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1480  Types of Fixture Trap Vents  
 

a) Individual Dry Vent is a single fixture trap vent only and shall not be installed as 

part of a wet vent.Trap Vent.  No trap vent shall be installed within two pipe 

diameters of the trap weir.  (See Appendix K:  Illustration N.)  

 

b) Common Vent.  A vertical common vent, installed vertically, may be used for two 

fixture traps ifwhen both traps connect with a vertical waste at the same level.  

(See Appendix K.:Illustration O.)  A horizontal common vent may be used for 
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two fixture traps if both traps connect to the horizontal waste at the same point 

and the vent is located downstream of the fixture connection.  The horizontal trap-

to-vent distance shall comply with Appendix A.Table I.  (See Appendix 

K.Illustration O and Appendix A.Table I.) 

 

c) Wet venting shall be installed in accordance with Section 890.1500.Vertical Wet 

Vent.  A vertical wet vent may be used for two fixtures set on the same floor 

level, but connecting at different levels in the stack, provided the vertical drain is 

one (1) pipe diameter larger than the upper fixture drain and that both drains 

conform to Appendix A:  Table I.  (See Appendix K:  Illustrations P and Q.)  

 

d) Circuit and loop venting shall be installed in accordance with Section 

890.1520.Mechanical Vents.  Mechanical devices shall not be installed in lieu of 

vent piping.  

 

e) Combination waste and vent systems shall be installed in accordance with Section 

890.1590. 

 

f) Island vent systems shall be installed in accordance with Section 890.1600. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1490  Installation of Vents for Fixture Traps (Repealed) 
 

a) Hydraulic Gradient.  Fixture drains shall be vented within the hydraulic gradient 

between the trap outlet and the junction with another drain.  The hydraulic 

gradient as applied to a gravity drain and its vent connection is interpreted as the 

grade line.  (See Appendix A:  Table I, and Appendix K:  Illustration R.)  

 

b) Different Level.  If any stack has fixtures entering at different levels, the fixtures 

other than the fixtures entering at the highest level shall be vented, except as 

otherwise provided.  (See Section 890.1510.)  

 

c) Horizontal Branch Drains.  Where a water closet discharges into a branch drain, 

each fixture discharging into that branch drain shall be individually vented; 

however, this does not include battery or circuit venting.  

 

(Source:  Repealed at 37 Ill. Reg. ______, effective ____________) 
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Section 890.1500  Installation of Wet Venting  
 

a) The following shall not be used to wet vent another fixture trap: water closets, 

washing machine connections, blowout urinals, or dishwashers. 

 

b) Two lavatories with 1¼-inch traps shall be considered a single fixture for the 

purpose of this Section. 

 

c) A vertical wet vent may be used for two fixtures set on the same floor level, but 

connecting at different levels in the stack, provided that the vertical wet vent/drain 

between the two traps is one pipe diameter larger than the upper fixture trap and 

that both drains conform to Appendix A.Table I.  (See Appendix K.Illustration P.) 

 

d) A horizontal wet vent may be used for two fixtures set on the same floor level 

with one fixture connecting upstream of the other fixture on the horizontal line, 

provided that the horizontal wet vent/drain between the two fixtures is one pipe 

diameter larger that the upstream fixture trap.  The vent connection shall be 

located between the traps, and each trap-to-vent distance shall be in accordance 

with Appendix A.Table I.  (See Appendix K.Illustration Q.) 

 

e) A vertical/horizontal wet vent may be used for two fixtures set on the same floor 

level with one fixture connecting to the vertical stack and one fixture connecting 

to the horizontal line, provided that the wet vent/drain is one pipe diameter larger 

than the upper fixture trap and the drains conform to Appendix A.Table I. (See 

Appendix K.Illustration R.) 

 

fa) Single Bathroom Groups.  A single bathroom group of fixtures, consisting of a 

water closet, lavatory and a bathtub, shower or floor drain, may be installed with 

the drain from a lavatoryan individually vented lavatory or kitchen sink or a 

kitchen sink serving as a wet vent for a bathtub, or shower or floor drain and for 

the water closet, provided that:  

 

1) Not more than four4 DFUsdrainage fixture units drain into a 2-inch 

diameter wet vent; and  

 

2) The horizontal branch isshall be a minimum of 2 inches and 

connectsconnect to the stack at the same level as the water closet drain. 

The horizontal branchIt may also connect to the water closet bend.  (See 

Appendix K.:Illustration S.)  
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g) Bathroom groups installed back-to-back consisting of two water closets, two 

lavatories, and two bathtubs, showers or floor drains may be installed without 

individual vents, provided that: 

 

1) The water closets are wasted to a proper vertical drainage fitting;  

 

2) The bathtubs, showers or floor drains connect to the stack at the same 

level as the water closets; 

 

3) The lavatories connect to the stack at the same level; and 

 

4) The vent is a minimum of 2 inches in diameter.  (See Appendix 

K.Illustration T.) 

 

b) Double Bathroom Groups.  Bathroom groups back-to-back on the top floor 

consisting of 2 lavatories and 2 bathtubs or showers may be installed on the same 

horizontal branch with a common vent for the lavatories and with no individual 

vent for bathtubs or showers, provided the wet vent is 2 inches in diameter, and 

the length of the fixture drain conforms to Appendix A:  Table E. (See Appendix 

K:   Illustration T.)  

 

hc) When bathroom groups are connected to the same soil stackMulti-story Bathroom 

Groups.  On the lower floors of a multi-story building, the waste pipe from one or 

two2 lavatories may be used as a wet vent for one or two2 bathtubs or showers, 

provided that:  

 

1) The wet vent and its corresponding extension to the vent stack areis 2 

inches in diameter;  

 

2) Each water closet is provided with an individual dry vent or vertical 

common vent; andbelow the top floor is back-vented; and  

 

3) The vent stack is sized as given in Appendix A.:Table J.  (See Appendix 

K.:Illustrations U and V.)  

 

i) On the lower floors of a multi-story building, a water closet may be wet vented 

with a single lavatory in lieu of the requirements of Section 890.1470(h). 
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j) Bathroom groups consisting of a water closet, lavatory, and bathtub or shower, 

connected to a stack by a separate branch, may wet vent the water closet and 

bathtub or shower with the lavatory, provided that: 

 

1) The water closet and bathtub/shower connect to the stack at the same 

level; 

 

2) The wet vent and its corresponding extension are a minimum of 2 inches 

in diameter; and 

 

3) A vent stack connects at or below the lowest fixture connection and is 

installed for a stack of this type.  (See Appendix K.Illustration W.) 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1510  Stack Venting (Repealed) 
 

One-Bathroom Group.  Except as provided in Section 890.1490(b), a group of fixtures, 

consisting of one (1) bathroom group and a kitchen sink or combination fixture, may be installed 

without individual fixture vents, in a one-story building or on the top floor of a building, 

provided each fixture drain connects independently to the stack and the water closet and bathtub 

or shower drain enters the stack at the same level and in accordance with the requirement in 

Appendix A:  Table I.  (See Appendix K:  Illustrations W and X.)  

 

(Source:  Repealed at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1520  Circuit and Loop Venting  
 

a) Battery Venting.  A soil or waste branch to which two2 but not more than eight of 

the same type of8 floor outlets or fixtures, such as eight, 8 water closets, eight8 

pedestal urinals, eight8 shower stalls or eight8 floor drains are connected in 

battery, may be vented by a circuit vent thatwhich shall take off from in front of 

the last fixture connection.  Blowout type fixtures are prohibited.  In addition, 

Lowerlower floor branches serving more than three3 water closets shall be 

provided with a relief vent taken off in front of the first fixture connection.  The 

horizontal branch for its full length to the farthest fixture opening shall be 

uniformly sized based on the total drainage fixture load as listed in Appendix 

A.:Tables G, H and L. (See Appendix K.:Illustration Y.)  
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b) Dual Branches.  When parallel horizontal branches serve a total of eight8 water 

closets (four4 on each branch), each branch shall be provided with a relief vent at 

a point between the two2 water closets most distant from the soil stack.  The 

horizontal branch for its full length to the farthest fixture opening shall be 

uniformly sized based on the total drainage fixture load as listed in Appendix 

A.:Tables G, H and L.  IntermediateIn addition, intermediate floor branches shall 

be provided with a relief vent taken off in front of the first fixture connection.  

IfWhen traps other than water closets discharge above the horizontal branch, each 

such trap shall be provided with a continuous vent.  (See Appendix K.:Illustration 

Z.)  

 

c) Vent Connections.  When the circuit or relief vent connections are taken off the 

horizontal branch, the vent branch connection shall be taken off vertically from 

the top of the horizontal branch.  (See Appendix K.:Illustration AA.)  

 

d) Fixtures Back-to-Back in Battery.  When fixtures are connected to one horizontal 

branch through a double wye, a sanitary cross in a vertical position, or a 

manufactured fixture carrier, a common vent for each two2 fixtures back-to-back 

shall be provided.  (See Appendix K.:Illustration BB.)  

 

e) Fixture Connections.  Branch wastes and fittings for circuit vented fixtures shall 

be installed so that the fixture drain enters the side of the branch drain.  (See 

Section 890.1320(i) and Appendix K.:Illustrations Y and CC.)  

 

f) Circuit and Loop Vented Fixtures.  ForWhen circuit and loop vented fixtures are 

installed in a multi-story building, a relief vent shall be provided at the base 

connection into the horizontal.  This is done by connecting the vent stack, full-

size, into or near the base of the soil stack, or by connecting the vent stack directly 

into the horizontal branch near the soil stack.  The vent shall be carried full size.  

(See Appendix K.:Illustration DD.)  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1560  Main Vents to Connect at Base (Repealed) 
 

Main Vents.  All main vents or vent stacks shall connect full size at their base to the building 

drain or to the main soil or waste pipe, at or below the lowest fixture branch.  All vent pipes shall 

extend undiminished in size through the roof to the outside atmosphere, or shall be reconnected 

with the main soil or waste vent.  (See Appendix K:  Illustration EE.)  
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(Source:  Repealed at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1580  Size and Length of Vents  
 

a) Size of Water Closet Vents.  A water closet shall have at least a 2-inch vent.  

 

b) Size of Individual Vents.  The diameter of an individual vent shall be at least 1¼ 

inches or at least half½ the diameter of the drain to which it connects, whichever 

is greater.  

 

c) Size of Relief Vents.  The diameter of a relief vent shall be at least half ½ the 

diameter of the soil or waste branch to which it is connected.  

 

d) Size of Circuit Vents.  The diameter of a circuit vent shall be at least half½ the 

diameter of the horizontal soil or waste branch or the diameter of the vent stack, 

whichever is smaller.  (See Appendix A.:Table L.)  

 

e) Size of Vent Piping.  The size of vent piping shall be determined based upon its 

length and the total number of drainage fixture units connected to the vent 

pipethereto as provided in Appendix A.:Table K. No more than 20 percent of the 

maximum developed length as determined from Table K may be installed in the 

horizontal position. Vent piping serving floor drains shall be installed soin such a 

manner as to minimize horizontal vent distances.  

 

f) Building Sub-drain Sump Pump Vent Sizes. Building sub-drain sump pump vents 

shall be sized in accordance with Appendix A.Table K. 

 

g) All vents pipes shall extend undiminished in size from the vent connection or 

stack cleanout through the roof to the outside atmosphere, or shall be reconnected 

with a branch vent, vent stack, or stack vent. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1590  Combination Waste and Vent (Floor and Hub Drains Only)  
 

Combination Waste and Vent.  A combination waste and vent system consisting of floor and hub 

drains may be installed whenis permitted only where structural conditions preclude conventional 

plumbing. Appurtenances delivering large quantities or surges of water shall not be discharged to 
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a combination waste and vent.  

 

a) The waste piping and trap in a combination waste and an end-vented (both ends) 

system shall be a minimum of 4 inches ininch diameter. and in accordance with 

Appendix A, Tables G and H.  The waste piping and trap shall be at least 2 pipe 

increments larger than the pipe size required by Appendix A, Tables G and H, and 

at least 2 pipe increments larger than any fixture/appurtenance discharge tail 

piece.  The vents in the system shall be a minimum of 3 inches in diameter.  Only 

one floor drain shall be connected to each branch of a combination waste and 

vent. 

 

b) A branch more than 15 feet in length shall be separately end vented. The 

minimum area of any vent installed in a combination waste and vent system shall 

be half½ the area of the drain pipe served.  

 

c) Sinks, lavatories and other fixtures that are roughed inroughed-in above the floor 

shall not be permitted on a combination waste and vent system.  

 

d) Long mains shall be provided with additional relief vents located at intervals of 

every 100one hundred feet.  (See Appendix K.:Illustration FF.)  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1600  Special Venting for Island Fixtures  
 

a) Traps for island sinks and similar equipment shall be roughed inroughed-in above 

the floor and shall be vented by extending the vent as high as possible, but at least 

the drainboard height, and then returning it downward and connecting it to the 

horizontal sink drain immediately downstreamdown stream from the vertical 

fixture drain.  Back-to-back island vented fixtures shall meet the requirements of 

Section 890.1480(b)890.1460. 

 

b) The returned vent shall be connected to the horizontal drain through a sanitary 

drainagewye-branch fitting and shall be provided with a vent taken off the vertical 

fixture vent by means of a sanitary drainage fittingwye-branch immediately below 

the floor and extending to the nearest partition and then through the roof to the 

outside atmosphere, or may be connected to other vents at a point at least 6 inches 

above the flood level rim of the fixture served.  Drainage fittings shall be used on 

all parts of the vent below the floor level, and a minimum grade of ¼ inch per foot 
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back to the drain shall be maintained.  The returned bend used under the 

drainboard shall be a one-piece fitting or assembly of a 45 degreeº, a 90 degreeº, 

and a 45 degreeº elbow in the order named. (See Section 890.1340 and Appendix 

K.:Illustration GG.)  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

SUBPART L:  PLUMBING SYSTEMS/CORRECTIONAL FACILITIES 

 

Section 890.1720  Water Closets  
 

a) All water closets shall either be of stainless steel (Type 304) construction, 

including framework, reinforcing and interior piping, or be vitreous china 

complying with ASME A112.19.2/CSA B45.1/ANSI A 112.19.2M-1990.  

 

b) If stainless steel water closets are used, they shall comply with the following:    

 

1) The bowl and flushing rim shall not be less than 14 gauge.  

 

2) The water closet shall have a minimum of a 3-inch diameter, fully 

enclosed stainless steel P-trap and shall pass a 2⅛-inch diameter ball.  

 

3) All welds shall be ground smooth, and exterior surfaces polished.  

 

4) Integral contoured seats that are self-draining and crevice freecrevice-free 

shall be a part of the water closet.  

 

c) All water closets shall have push button flush valves.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1730  Urinals  
 

a) All urinals shall be either Type 304 stainless steel or vitreous china complying 

with ASME A112.19.2/CSA B45.1/ANSIA112.19.2M-1990.  

 

b) All stainless steel urinals shall comply with the following:    

 

1) The urinalThey shall be fabricated of Type 304 stainless steel with 
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exposed edges polished.  

 

2) All exposed welds are to be ground smooth.  

 

3) All construction is to be free from visible voids, seams or crevices.  

 

4) The trap shall provide a 2-two (2) inch seal and pass a one and nine-tenths 

(1.9)-inch diameter ball.  

 

5) The urinalIt shall be fitted with an integrally welded steel beehive dome 

strainer.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.1750  Service Sinks/Lavatory  
 

a) Service sinks/lavatories shall be either stainless steel, cast iron complying with 

ASME/ANSI A112.19.1/CSA B45.2M-1987, or vitreous china complying with 

ASME A112.19.2/CSA B45.1/ANSIA112.19.2M-1990. Stainless steel service 

sinks/lavatories shall be fabricated of Type 304 stainless steel with the exterior 

surfaces polished;  all exposed welds are to be ground smooth, and there shall be 

no visible voids, seams or crevices.  

 

b) Security sink/lavatorySink/Lavatory shall include athe following features; self-

closing valve set with integral stops, gate or globe valves, reversible union inlets 

and plain-end filler spout, or a; grid strainer drain, elbow waste with a 2-two (2) 

inch female connection.  Timing of control valves shall be field adjustable from 

five (5) to 40 seconds, and shall not require shutting off the supply lines.  

 

c) The waste assembly shall complyconform with Section 890.410(g)(1), and be of 

brass, copper or bronze construction.  

 

d) Drains with mechanical air vents are prohibited.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 

 

SUBPART N:  SUSTAINABLE PLUMBING SYSTEMS 

 

Section 890.2010  General Requirements 



     ILLINOIS REGISTER            5440 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

 

The purpose of this Section is to provide a comprehensive set of technically sound provisions 

that encourage sustainable practices and work towards enhancing the design and construction of 

plumbing systems that result in a positive long-term environmental impact. 

 

a) IAPMO Green Plumbing and Mechanical Code Supplement  

 

1) The language in this Subpart derives in part from the Green Plumbing and 

Mechanical Code Supplement, as authorized by the International 

Association of Plumbing and Mechanical Officials (IAPMO).  

 

2) Inherent in this authorization is the absolute right to include IAPMO's 

copyrighted work solely within a full publication of the Illinois Plumbing 

Code.  Licensed third-party publishers, current and future, shall have no 

rights of publication in any IAPMO copyrighted material other than to 

reproduce the content of the Green Plumbing and Mechanical Code 

Supplement within a complete reproduction of the Illinois Plumbing Code. 

 

b) Scope   

 

1) The use of a water-conserving plumbing fixture, appliance, treatment 

device, or other water-supplied equipment contained in this Subpart is 

optional. When a water-conserving plumbing fixture, appliance, 

treatment device, or other water-supplied equipment is installed in a 

manner intended to conserve water, it shall be installed following all 

provisions contained in the applicable Section.  

 

2) The use of an alternate water source is optional.  When an alternate water 

source is used to supply a plumbing system, the installation, operation 

and maintenance of the alternate water source shall follow all provisions 

contained in the applicable Sections. 

 

c) The Department or authority having jurisdiction (AHJ) shall be permitted to 

require the submission of plans, specifications, drawings and other information as 

the Department or AHJ shall deem necessary prior to the commencement of, and 

at any time during the progress of, any work regulated by this Subpart. The 

issuance of a permit upon plans and specifications shall not prevent the 

Department or AHJ from requiring the correction of errors in the plans and 

specifications or from preventing construction operations being carried on when 
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in violation of this Subpart or of any other pertinent ordinance or from revoking 

any certificate of approval when issued in error. 

 

d) The requirements of this Subpart N are limited to the application of Subpart N in 

regard to sustainable plumbing systems only and are not applicable to other 

Subparts of this Part. 

 

e) If, in any specific case, different Sections of this Subpart N or referenced 

standards specify different materials, methods of construction, or other 

requirements, the most restrictive shall govern as determined by the Department. 

If there is a conflict between a general requirement and a specific requirement, the 

specific requirement shall be applicable. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2015  Alternate Materials, Designs and Methods of Construction Equivalency 

 

a) Nothing in this Subpart N is intended to prevent the use of systems, methods or 

devices of equivalent or superior quality, strength, fire resistance, effectiveness, 

durability and safety over those prescribed by this Subpart N. Technical 

documentation shall be submitted to the Department to demonstrate equivalency. 

The Department shall have the authority to approve or disapprove the system, 

method or device for the intended purpose. 

 

b) Plans, engineering calculations, diagrams, technical submissions, and other data 

shall be submitted in one or more sets with each application for a permit or 

installation when required by the Department or the AHJ. The Department or the 

AHJ shall be permitted to require plans, computations and specifications to be 

prepared by, and the plumbing designed by, an engineer or plumber licensed by 

the State. 

 

c) Plans, specifications, and technical submissions shall be drawn to scale upon 

substantial paper or electronic means and shall be of sufficient clarity to indicate 

the location, nature and extent of the work proposed and show in detail that it will 

comply with the provisions of this Subpart N. 

 

d) Supplemental information necessary to verify compliance with this Subpart N, 

such as calculations, worksheets, compliance forms, product listings or other 

data, shall be made available when required by the Department or the AHJ. 
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(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2020  Maintenance 

 

Information, such as manufacturer's instructions or owner's manuals, shall be provided for all 

products and systems that require regular maintenance to achieve the effective use of energy and 

water. A maintenance schedule that includes clear instructions of the maintenance action and 

refers to the owner's manual shall be required and made available. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2025  Abandonment 

 

a) Every abandoned system or part of a system covered under this Subpart N shall be 

disconnected from any remaining systems, drained, plugged and capped in an 

approved manner. 

 

b) Every underground water storage tank that has been abandoned or otherwise 

discontinued from use in a system covered under this Subpart N shall be 

completely drained and filled with earth, sand, gravel, concrete or other approved 

material.   

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2030  Water-Conserving Plumbing Fixtures and Fittings 

 

a) The installation and water consumption for plumbing fixtures and fixture fittings 

shall be in accordance with Sections 890.2035 through 890.2055. 

 

b) Water-conserving fixtures and fixture fittings shall be installed in accordance with 

the manufacturer's instructions to maintain their rated performance.  

 

c) When static water pressure in the water supply piping is in excess of 65 psi in 

single pressure zone systems, pressure regulators preceded by an adequate strainer 

shall be installed at points in the system to reduce the static pressure to 60 psi or 

less. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.2035  Water Closets 

 

No water closet shall have a flush volume exceeding 1.6 gallons per flush (gpf). 

 

a) Gravity, pressure-assisted, and electro-hydraulic tank type water closets shall have 

an effective flush volume of not more than 1.28 gallons of water per flush in 

accordance with ASME A112.19.2/CSA B45.1 or ASME A112.19.14 and shall 

also be labeled to the EPA WaterSense Tank-Type High Efficiency Toilet 

Specification. The effective flush volume for dual flush toilets is defined as the 

composite average flush volume of two reduced flushes and one full flush. 

 

b) Flushometer-valve activated water closets shall have a flush volume of not more 

than 1.6 gallons of water per flush in accordance with ASME A112.19.2/CSA 

B45.1. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2040  Urinals  

 

a) Urinals shall have a flush volume of not more than 0.5 gallon of water per flush in 

accordance with ASME A112.19.2/CSA B45.1 or IAPMO Z124. Flushing urinals 

shall be labeled to the EPA WaterSense Flushing Urinal Specification. 

 

b) Non-water urinals shall comply with ASME A112.19.3/CSA B45.4, ASME 

A112.19.19 or IAPMO Z124. Non-water urinals shall be cleaned and maintained 

in accordance with the manufacturer's instructions after installation. Non-water 

urinals shall have a water distribution line roughed in to the urinal location at a 

height not less than 56 inches to allow for the installation of an approved 

backflow prevention device in the event of a retrofit. Water distribution lines shall 

be installed with shut-off valves located as close as possible to the distributing 

main to prevent the creation of dead ends. When non-water urinals are installed, 

at least one water-supplied fixture rated at not less than two DFUs shall be 

installed upstream on the same drain line to facilitate drain line flow and rinsing. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2045  Lavatory Faucets 
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The maximum water flow rate of faucets shall be in accordance with the following: 

 

a) The flow rate for lavatory faucets installed in residences, apartments and private 

bathrooms in lodging, hospitals and patient care facilities (including skilled 

nursing and long term care facilities) shall not exceed 1.5 gallons per minute 

(gpm) at 60 psi in accordance with ASME A112.18.1/CSA B125.1 and shall be 

labeled to the EPA WaterSense High-Efficiency Lavatory Faucet Specification. 

 

b) Lavatory faucets installed in bathrooms of buildings or occupancies other than 

those specified in subsection (a) shall meet the following: 

 

1) The flow rate shall not exceed 0.5 gpm at 60 psi in accordance with 

ASME A112.18.1/CSA B125.1. 

 

2) Metering faucets shall deliver not more than 0.25 gallons of water per 

cycle. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2050  Showers 

 

a) Showerheads shall comply with the Energy Policy Act of 1992, except that the 

flow rate shall not exceed 2.0 gpm at 80 psi, when labeled to ASME 

A112.18.1/CSA B125.1. 

 

b) If multiple showerheads serving one shower compartment are used, the total 

allowable flow rate of water from multiple showerheads flowing at any given 

time, with or without a diverter, including rain systems, waterfalls, body sprays 

and jets, shall not exceed 2.0 gpm per shower compartment when the floor area of 

the shower compartment is less than 1800 square inches. For each additional 

increment or partial increment of 1800 square inches of floor area, additional 

showerheads are allowed, provided that the total flow rate of water from all 

flowing devices shall not exceed 2.0 gpm for each increment. Exceptions: 

 

1) Multi-person Showers in Non-residential Occupancies. Singular 

showerheads or multiple shower outlets serving one showering position 

in multi-person showers shall not have more than 2.0 gpm total flow. 
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2) If provided, accessible shower compartments shall not have more than 

4.0 gpm total flow when one outlet is the hand shower. The hand shower 

shall have a control with a nonpositive shutoff feature. 

 

c) The rate of leakage out of the tub spout of bath and shower diverters while 

operating in the shower mode shall not exceed 0.1 gpm in accordance with ASME 

A112.18.1/CSA B125.1. 

 

d) Shower valves shall meet the temperature control performance requirements of 

ASSE 1016/ASME A112.16/CSA B125.16, ASSE 1070 or ASME 

A112.18.1/CSA B125.1 when tested at 2.0 gpm. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2055  Commercial Food Service  

 

a) Pre-Rinse Spray Valves. The flow rate for a pre-rinse spray valve installed in a 

commercial kitchen to remove food waste from cookware and dishes prior to 

cleaning shall not be more than 1.3 gpm at 60 psi. Where pre-rinse spray valves 

with maximum flow rates of 1.0 gpm or less are installed, the static pressure shall 

be not less than 30 psi. Commercial kitchen pre-rinse spray valves shall be 

equipped with an integral automatic shutoff. 

 

b) Food Steamers. Food steamers shall not use more than 5.0 gallons per hour (gph) 

per steamer pan in full operation mode. 

 

c) Combination Ovens. Combination ovens shall not consume more than 3.5 gph per 

pan in the full operational mode. 

 

d) Grease Interceptors. Grease interceptor maintenance procedures shall not include 

post-pumping/cleaning refill using potable water. Refill shall be by connected 

appliance accumulated discharge only. 

 

e) Dipper Well Faucets. Where dipper wells are installed, the water supply to a 

dipper well shall have a shut-off valve and flow control. The flow of water into a 

dipper well shall be limited by at least one of the following methods: 

 

1) Maximum Continuous Flow. Water flow shall not exceed the water 

capacity of the dipper well in one minute at supply pressure of 60 psi (414 
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kPa), and the maximum flow shall not exceed 2.2 gpm (0.14 L/s) at a 

supply pressure of 60 psi (414 kPa). The water capacity of a dipper well 

shall be the maximum amount of water that the fixture can hold before 

water flows into the drain.  

 

2) Metered Flow. The volume of water dispensed into a dipper well in each 

activation cycle of a self-closing fixture fitting shall not exceed the water 
capacity of the dipper well, and the maximum flow shall not exceed 2.2 

gpm (0.14 L/s) at a supply pressure of 60 psi (414 kPa). 
 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2060  Emergency Safety Showers and Eye Wash Stations  

 

Emergency safety showers and emergency eye wash stations shall not be limited in their water 

supply flow rates. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2065  Drinking Fountains 

 

Drinking fountains shall be equipped with a self-closing valve. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2070  Water Softeners and Treatment Devices 

 

a) Actuation of regeneration of water softeners shall be by demand initiation. Water 

softeners shall be labeled to NSF/ANSI Standard 44. Water softeners shall have a 

rated salt efficiency exceeding 3400 grains (gr) of total hardness exchange per 

pound (lb) of salt, based on sodium chloride (NaCl) equivalency, and shall not 

generate more than 5 gallons of water per 1000 grains of hardness removed 

during the service cycle. 

 

b) In residential buildings, when the supplied potable water hardness is equal to or 

less than 8 gr/gal measured as total calcium carbonate equivalents, water 

softening equipment that discharges water into the wastewater system during the 

service cycle shall not be allowed, except as required for medical purposes. 
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c) Reverse osmosis water treatment systems installed in residential occupancies shall 

be equipped with automatic shut-off valves to prevent discharge when there is no 

call for producing treated water. Reverse osmosis water treatment systems shall 

be labeled to meet NSF/ANSI Standard 58. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2075  Medical and Laboratory Facilities 

 

a) Steam Sterilizers. Controls shall be installed to limit the discharge temperature of 

condensate or water from steam sterilizers to 140 degrees Fahrenheit or less. 

Venturi-type vacuum systems shall not be used with vacuum sterilizers. 

 

b) X-Ray Film Processing Units. Processors for X-ray film exceeding 6 inches in 

any dimension shall be equipped with water recycling units. 

 

c) Exhaust Hood Liquid Scrubber Systems. Liquid scrubber systems for exhaust 

hoods and ducts shall be of the recirculation type. Liquid scrubber systems for 

perchloric acid exhaust hoods and ducts shall be equipped with a timer-controlled 

water recirculation system. The collection sump for perchloric acid exhaust 

systems shall be designed to automatically drain after the wash-down process is 

completed. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2080  Fountains and Other Water Features 

 

Special water features such as ponds and water fountains shall be provided with reclaimed water 

or rainwater if the source and capacity is available on the premises and approved by the 

Department or AHJ. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2085  Meters 

 

When a plumbing system is installed with the intention of conserving water, a water meter shall 

be installed. 
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a) A water meter shall be required for buildings connected to a public water system, 

including municipally supplied reclaimed water. In other than single-family 

houses, multi-family structures of three stories or fewer above grade, and modular 

houses, a separate meter or submeter shall be installed in the following locations: 

 

1) The water supply to an irrigation system for irrigated landscape with an 

accumulative area exceeding 15,000 square feet; 

 

2) The water supply to a water-using process where the consumption 

exceeds 1000 gallons per day (gal/d), except for manufacturing 

processes; 

 

3) The water supply to each building on a property with multiple buildings 

when the water consumption exceeds 500 gal/d;  

 

4) The water supply to an individual tenant space on a property where any 

of the following applies: 

 

A) Water consumption exceeds 500 gal/d for that tenant; 

 

B) Tenant space is occupied by a commercial laundry, cleaning 

operation, restaurant, food service, medical office, dental office, 

laboratory, beauty salon or barbershop; or 

 

C) Total building area exceeds 50,000 square feet; and  

 

5) A make-up water supply to a swimming pool. 

 

b) A means of communicating water consumption data from submeters to the water 

consumer shall be provided.    

 

c) Meters and submeters shall be accessible. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2090  Water-Powered Sump Pumps 

 

a) Sump pumps powered by potable or reclaimed water pressure shall be used only 

as an emergency backup pump. The water-powered pump shall be equipped with 
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a battery-powered alarm having a minimum rating of 85 dBa at 10 feet. Water-

powered pumps shall have a water efficiency factor of pumping at least 1.4 

gallons of water to a height of 10 feet for every gallon of water used to operate the 

pump, measured at a water pressure of 60 psi. Pumps shall be clearly labeled as to 

the gallons of water pumped per gallon of potable water consumed.  

 

b) Water-powered stormwater sump pumps shall be equipped with a dual check 

valve with atmospheric vent. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2095  Alternate Water Sources for Non-Potable Applications 

 

Allowable Use of Alternate Water.  Alternate water sources, including, but not limited to, 

reclaimed water, rainwater and graywater, shall be permitted to be used in lieu of potable water, 

contingent on compliance with this Subpart. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2100  System Design 

 

Alternate water source systems complying with this Section shall be designed by a person 

licensed to perform plumbing design work. Components, piping and fittings used in any alternate 

water source system shall be compliant with applicable standards listed in Appendix A.Table A. 

A person licensed to perform plumbing design work is not required to design the following:  

 

a) Rainwater catchment systems used for irrigation with a maximum storage 

capacity of 360 gallons; 

 

b) Rainwater catchment systems for single family dwellings when all outlets, piping 

and system components are located on the exterior of the building; and  

 

c) Graywater systems having a maximum discharge capacity of 250 gal/d for single 

family and multi-family dwellings. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2105  Permits 
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When permits are required by the AHJ, it shall be unlawful for any person to construct, install, 

alter, or cause to be constructed, installed or altered, any alternate water source system in a 

building or on a premise without first obtaining a permit from the AHJ.  A plumbing permit is not 

required for the following:  

 

a) Exterior rainwater catchment systems used for outdoor drip and subsurface 

irrigation with a maximum storage capacity of 360 gallons. 

 

b) Rainwater catchment systems for single family dwellings when all outlets, piping 

and system components are located on the exterior of the building. This does not 

exempt the need for permits, if required, for electrical connections, tank supports 

or enclosures. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2110  Maintenance and Inspection 

 

Alternate water source systems and components shall be inspected and maintained in accordance 

with Sections 890.2110 through 890.2150 and Appendix A.Table R. 

 

a) Frequency. Alternate water source systems and components shall be inspected 

and maintained in accordance with Appendix A.Table R unless more frequent 

inspection and maintenance are required by the manufacturer. 

 

b) Maintenance Log. A maintenance log is required for alternate water systems 

required to have a permit in accordance with Section 890.2105 and shall be 

maintained by the property owner and be available for inspection. The property 

owner or designated appointee shall ensure that a record of testing, inspection 

and maintenance, as required by Appendix A.Table R, is maintained in the log. 

The log will indicate the frequency of inspection and maintenance for each 

system. 

 

c) Maintenance Responsibility. The required maintenance and inspection of alternate 

water source systems shall be the responsibility of the property owner, unless 

otherwise required by the Department or AHJ. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2115  Operation and Maintenance Manual 
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The system designer shall provide the building owner with an operation and maintenance manual 

for graywater and rainwater systems required to have a permit in accordance with Section 

890.2105. The operation and maintenance manual shall include the following: 

 

a) A detailed diagram of the entire system and the location of system components; 

 

b) Instructions on operating and maintaining the system;  

 

c) Details on maintaining the required water quality;  

 

d) Details on deactivating the system for maintenance, repair or other purposes;  

 

e) Applicable testing, inspection and maintenance frequencies, as required by 

Appendix A.Table R; and 

 

f) A method of contacting the manufacturer or manufacturers. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2120  Minimum Water Quality Requirements 

 

The minimum water quality for alternate water source systems shall meet 35 Ill. Adm. Code 302 

(Water Quality Standards).  

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2125  Material Compatibility 

 

Alternate water source systems shall be constructed of materials that are compatible with the type 

of pipe and fitting materials, water treatment, and water conditions in the system. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2130  System Controls 

 

Controls for pumps, valves and other devices that come in contact with alternate water source 

water supplies shall not contain mercury. 
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(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2135  Graywater Systems  

 

This Section shall apply to the installation, construction, alteration or repair of graywater 

systems. A Plumber's License or an Apprentice Plumber's License shall not be required for the 

installation, construction, alteration or repair of that portion of a graywater system located 5 or 

more feet outside the foundation of the building for which the graywater system is being 

installed.  Installation, construction, alteration or repair of that portion of a graywater system 

that provides for subsurface irrigation shall conform to the requirements of Section 2.5 of the 

Illinois Plumbing License Law and 77 Ill. Adm. Code 892. 

 

a) Discharge. Graywater shall be permitted to be diverted away from a sewer or 

private sewage disposal system and discharged to a subsurface irrigation or subsoil 

irrigation system. The graywater shall be permitted to discharge to a mulch basin 

for single family and multi-family dwellings. Graywater shall not be used to 

irrigate root crops or food crops intended for human consumption that come in 

contact with soil. 

 

b) Surge Capacity. Graywater systems shall be designed to have the capacity to 

accommodate peak flow rates and distribute the total amount of estimated 

graywater to be used on a daily basis to a subsurface irrigation field, subsoil 

irrigation field, or mulch basin without surfacing, ponding or runoff.  A surge tank 

is required for all systems that are unable to accommodate peak flow rates and 

distribute the total amount of graywater by gravity drainage. The water discharge 

for graywater systems shall be determined in accordance with subsection (k) or 

(l). 

 

c) Diversion. The point of diversion of graywater to the sanitary drainage system 

shall occur downstream of fixture traps and vent connections through an 

approved graywater diverter valve. The graywater diverter shall be installed in an 

accessible location and clearly indicate the direction of flow. 

 

d) Backwater Valves. Graywater drains subject to backflow shall be provided with a 

backwater valve located so as to be accessible for inspection and maintenance. 

 

e) Connections to Potable and Reclaimed Water Systems. Graywater systems shall 

have no direct connection to any potable water supply or reclaimed water 

systems. Potable or reclaimed water is permitted to be used as make-up water for 
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a non-pressurized storage tank, provided that the connection is protected by an air 

gap in accordance with Section 890.1130(f)(5). 

 

f) Location. No graywater system or part of a graywater system shall be located on 

any lot other than the lot that is the site of the building or structure that discharges 

the graywater, nor shall any graywater system or part of a graywater system be 

located at any point having less than the minimum distances indicated in 

Appendix A.Table S. 

 

g) Plot Plan Submission. No permit for any graywater system shall be issued until a 

plot plan with appropriate data satisfactory to the AHJ has been submitted and 

approved. 

 

h) Prohibited Location.  A graywater system shall not be permitted when there is 

insufficient lot area, or soil conditions are inappropriate, for adequate absorption 

to prevent the ponding, surfacing or runoff of the graywater, as determined by the 

Department or AHJ. A graywater system is not permitted on any property in a 

geologically sensitive area as determined by the Department or AHJ. 

 

i) Drawings and Specifications. The Department or AHJ may require any of the 

following information to be included with or in the plot plan before a permit is 

issued for a graywater system, or at any time during the construction of the 

system:  

 

1) Plot plan drawn to scale and completely dimensioned, showing lot lines 

and structures; direction and approximate slope of surface; location of all 

present or proposed retaining walls, drainage channels, water supply lines, 

wells, paved areas and structures on the plot; number of bedrooms and 

plumbing fixtures in each structure; location of private sewage disposal 

system and expansion area or building sewer connecting to the public 

sewer; and location of the proposed graywater system. 

 

2) Details of construction necessary to ensure compliance with the 

requirements of this Subpart, together with a full description of the 

complete installation, including installation methods, construction and 

materials as required by the Department or AHJ. 

 

3) Details for all holding tanks, including all dimensions, structural 

calculations, bracings and other pertinent data.  
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4) A log of soil formations and groundwater level as determined by test 

holes dug in proximity to any proposed irrigation area, together with a 

statement of water absorption characteristics of the soil at the proposed 

site, as determined by approved soil investigation. 

 

5) Distance between the plot and any surface waters, such as lakes, ponds, 

rivers or streams, and the slope between the plot and the surface water, if 

in proximity. Exception: The Department or AHJ shall permit the use of 

Appendix A.Table S in lieu of soil investigation. 

 

j) Procedure for Estimating Graywater Discharge. Graywater systems shall be 

designed to distribute the total amount of estimated graywater on a daily basis. 

Graywater shall not be stored for more than 24 hours. The discharge for graywater 

systems shall be determined in accordance with subsection (k) or (l). 

 

k) Single Family Dwellings and Multi-Family Dwellings. The graywater discharge 

for single family and multi-family dwellings shall be calculated by water use 

records, calculations of local daily per person interior water use, or the following 

procedure: 

 

1) The number of occupants of each dwelling unit shall be calculated as 

follows: 

 

First Bedroom   2 occupants 

Each additional bedroom 1 occupant 

 

2) The estimated graywater flows of each occupant shall be calculated as 

follows: 

 

Showers, bathtubs and lavatories 25 gallons per day/occupant  

Laundry    15 gallons per day/occupant 

 

3) The total number of occupants shall be multiplied by the applicable 

estimated graywater discharge, as provided in subsection (k)(2), and the 

type of fixtures connected to the graywater system. 

 

l) Commercial, Industrial and Institutional Occupancies. The graywater discharge 

for commercial, industrial and institutional occupancies shall be calculated by 
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using the procedure in subsection (k), water use records, or other documentation 

to estimate graywater discharge. 

 

m) Graywater System Components. Graywater system components shall be in 

accordance with subsections (n) through (u). 

 

n) Surge Tanks. When installed, surge tanks shall comply with the following: 

 

1) Surge tanks shall be constructed of solid, durable materials not subject to 

excessive corrosion or decay and shall be watertight. Surge tanks 

constructed of steel shall be approved by the Department, provided that 

tanks comply with approved applicable standards.  

 

2) Each surge tank shall be vented as required by Section 890.1360(e). The 

vent size shall be determined based on the total graywater fixture units as 

outlined in Appendix A.Table E.  

 

3) Each surge tank shall have an access opening with lockable gasketed 

covers or approved equivalent to allow for inspection and cleaning. 

 

4) Each surge tank shall have its rated capacity permanently marked on the 

unit. In addition, a sign stating "DANGER − GRAYWATER. NOT FOR 

CONSUMPTION." shall be permanently marked on the holding tank.   

 

5) Each surge tank shall have an overflow drain. The overflow drain shall 

have permanent connections to the building drain or building sewer, 

upstream of septic tanks, if any. The overflow drain shall not be equipped 

with a shut-off valve. 

 

6) The overflow drain pipes shall not be smaller in size than the inlet pipe. 

Unions or equally effective fittings shall be provided for all piping 

connected to the surge tank.   

 

7) Surge tanks shall be structurally designed to withstand anticipated earth or 

other loads. Surge tank covers shall be capable of supporting an earth load 

of not less than 300 pounds per square foot (lb/ft2) when the tank is 

designed for underground installation.   
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8) If a surge tank is installed underground, the system shall be designed so 

that the tank overflow will gravity drain to the existing sewer line or 

septic tank. The tank shall be protected against sewer line back-flow by a 

backwater valve installed in accordance with Section 890.1320(o).  

 

9) Surge tanks shall be installed on dry, level, well-compacted soil if 

underground or on a level 3-inch thick concrete slab if aboveground.   

 

10) Surge tanks shall be anchored to prevent against overturning when 

installed aboveground. Underground tanks shall be ballasted, anchored, or 

otherwise secured to prevent the tank from floating out of the ground 

when empty. The combined weight of the tank and hold-down system 

shall meet or exceed the buoyancy forces of the tank. 

 

o) Graywater Pipe and Fitting Materials. Aboveground and underground building 

drainage and vent pipe and fittings for graywater systems shall comply with the 

requirements of Appendix A.Table A. These materials shall extend not less than 5 

feet outside the building. 

 

p) Subsoil Irrigation Field Materials.  Subsoil irrigation field piping shall be 

constructed of perforated high-density polyethylene pipe, perforated ABS pipe, 

perforated PVC pipe, or other approved materials, provided that sufficient 

openings are available for distribution of the graywater into the trench area. 

Material, construction and perforation of the pipe shall be in compliance with 77 

Ill. Adm. Code 905.60(b), (c) and (f) and Appendix A.Illustration C (Private 

Sewage Disposal Code).  

 

q) Subsurface Irrigation Field and Mulch Basin Supply Line Materials. Materials 

for graywater piping outside the building shall be polyethylene or PVC. Drip 

feeder lines shall be PVC or polyethylene tubing. 

 

r) Valves. Valves shall be accessible. 

 

s) Trap. Graywater piping discharging into the surge tank or having a direct 

connection to the sanitary drain or sewer piping shall be downstream of an 

approved water seal type of trap or traps. If no trap or traps exist, an approved 

vented running trap shall be installed upstream of the connection to protect the 

building from any possible waste or sewer gases. 
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t) Backwater Valve. A backwater valve shall be installed on all graywater drain 

connections to the sanitary drain or sewer. 

 

u) Subsurface Irrigation System Zones. Irrigation or disposal fields shall be 

permitted to have one or more valved zones. Each zone must be of adequate size 

to receive the graywater anticipated in that zone. 

 

1) Required Area. The minimum effective irrigation area of subsurface 

irrigation fields, subsoil irrigation fields, and mulch basins shall be 

determined by Appendix A.Table T for the type of soil found in the 

excavation, based upon a calculation of graywater discharge, pursuant to 

subsection (j). For a subsoil irrigation field, the area shall be estimated 

equal to the aggregate length of the perforated pipe sections within the 

valved zone multiplied by the width of the proposed subsoil irrigation 

field. 

 

2) Absorption Capacity. The irrigation field and mulch basin size shall be 

based on the maximum absorption capacity of the soil and determined 

using Appendix A.Table T. For soils not listed in Appendix A.Table T, 

the maximum absorption capacity for the proposed site shall be 

determined by soil investigation or other method acceptable to the 

Department or AHJ. A graywater system is prohibited where the soil 

investigation shows that the absorption capacity of the soil is unable to 

accommodate the maximum discharge of the proposed graywater 

irrigation system. The soil investigation shall be conducted in the manner 

prescribed in 77 Ill. Adm. Code 905.55. 

 

3) Groundwater Level. No excavation for an irrigation field, disposal field or 

mulch basin shall extend within 3 feet vertical of the highest known 

seasonal groundwater level, nor to a depth where graywater contaminates 

the groundwater or surface water. The registered plumbing contractor shall 

supply evidence of groundwater depth to the satisfaction of the 

Department or AHJ. 

 

v) Subsurface and Subsoil Irrigation Field; Mulch Basin Design and Construction. 

When a graywater irrigation system design is predicated on soil tests, the 

subsurface or subsoil irrigation field or mulch basin shall be designed, constructed 

and installed at the same location and depth as the tested area and in accordance 

with the following: 
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1) Minimum Depth. Supply piping, including drip feeders, shall be not less 

than 2 inches below finished grade and covered with mulch or soil. 

 

2) Filter. Not less than 140-mesh (115 micron) filter with a capacity of 25 

gallons per minute (gpm) or equivalent shall be installed. When a filter 

backwash is installed, the backwash and flush discharge shall discharge 

into the building sewer or private sewage disposal system. Filter backwash 

and flush water shall not be used for any purpose. 

 

3) Emitter Size. Emitters shall be installed in accordance with the 

manufacturer's installation instructions. Emitters shall have a flow path of 

not less than 1200 microns (µ) (1200 µm) and shall not have a coefficient 

of manufacturing variation (Cv) exceeding 7 percent. Irrigation systems 

shall be designed so that emitter flow variation shall not exceed 10 percent. 

 

4) Number of Emitters. The minimum number of emitters and the maximum 

discharge of each emitter in an irrigation field shall be in accordance with 

Appendix A.Table U. 

 

5) Controls. The system design shall provide user controls, such as valves, 

switches, timers and other controllers, to rotate the distribution of 

graywater between irrigation zones. 

 

6) Maximum Pressure. When pressure at the discharge side of the pump 

exceeds 20 psi, a pressure-reducing valve able to maintain downstream 

pressure not exceeding 20 psi shall be installed downstream from the 

pump and before any emission device. 

 

w) Mulch Basin. A mulch basin shall be in accordance with the following:  

 

1) Single-Family and Multi-Family Dwellings. The graywater discharge to a 

mulch basin is limited to single-family and multi-family dwellings. 

 

2) Size. Mulch basins shall be of sufficient size to accommodate peak flow 

rates and distribute the total amount of estimated graywater on a daily 

basis without surfacing, ponding or runoff. Mulch basins shall have a 

depth of not less than 10 inches below finished grade. The mulch basin 
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size shall be based on the maximum absorption capacity of the soil and 

shall be determined using Appendix A.Table T. 

 

3) Minimum Depth. Graywater supply piping, including drip feeders, shall 

be a minimum of 2 inches below finished grade and covered with mulch. 

 

4) Maintenance. The mulch basin shall be maintained periodically to retain 

the required depth and area and to replenish the required mulch cover. 

 

x) Subsoil Irrigation Field. Subsoil irrigation fields shall be in accordance with the 

following:  

 

1) Minimum Pipe Size. Subsoil irrigation field distribution piping shall be 

not less than 3 inches diameter. 

 

2) Filter Material and Backfill. Filter material, clean stone, gravel, slag or 

similar material acceptable to the Department or AHJ, varying in size 

from ¾ to 2½ inches shall be placed in the trench to the depth and grade 

in accordance with Appendix A.Table V. The perforated section of 

subsoil irrigation field distribution piping shall be laid on the filter 

material in an approved manner. The perforated section shall then be 

covered with filter material to the minimum depth (see Appendix A.Table 

V). The filter material shall then be covered with porous material to 

prevent closure of voids with earth backfill. No earth backfill shall be 

placed over the filter material cover until after inspection and acceptance. 

 

3) Subsoil Irrigation Field Construction. Subsoil irrigation fields shall be 

constructed in accordance with Appendix A.Table V. Where necessary on 

sloping ground to prevent excessive line slopes, irrigation lines shall be 

stepped. The lines between each horizontal leaching section shall be made 

with approved watertight joints and installed on natural or unfilled ground. 

 

y) Graywater System Color and Marking Information. Pressurized graywater 

distribution systems shall be purple in color. Graywater systems shall be marked 

with the words: "CAUTION NON-POTABLE GRAYWATER. NOT FOR 

CONSUMPTION. "Field marking of pipe meeting these requirements shall be 

permitted as per ANSI/NEMA Z535.1 and ASME A13.1. 
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z) Special Provisions. Other Collection and Distribution Systems. Other collection 

and distribution systems shall be approved by the AHJ, as allowed by Sections 

890.2015 and 890.800(d). 

 

aa) Testing. Building drains and vents for graywater systems shall be tested in 

accordance with this Part. Surge tanks shall be filled with water to the overflow 

line prior to and during inspection. Seams and joints shall be left exposed, and the 

tank shall remain watertight. A flow test shall be performed through the system to 

the point of graywater discharge. Lines and components shall be watertight up to 

the point of the irrigation perforated and drip lines. 

 

bb) Maintenance. Graywater systems and components shall be maintained in 

accordance with Appendix A.Table R. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2140  Reclaimed Water Systems 

 

This Section shall apply to the installation, construction, alteration or repair of a reclaimed water 

system intended to supply uses such as water closets, urinals, trap primers for floor drains and 

floor sinks, and aboveground and subsurface irrigation. A Plumber's License or an Apprentice 

Plumber's License shall not be required for the installation, construction, alteration or repair of 

that part of a reclaimed water system located 5 or more feet outside the foundation of the 

building for which the reclaimed water system is being installed. Installation, construction, 

alteration or repair of that portion of a reclaimed water system that provides for aboveground or 

subsurface irrigation shall conform to the requirements of Section 2.5 of the Plumbing License 

Law and 77 Ill. Adm. Code 892. 

 

a) Permit. It shall be unlawful for any person to construct, install or alter, or cause to 

be constructed, installed or altered, any reclaimed water system within a building 

or on a premise without first obtaining a permit for the work from the AHJ. No 

permit for any reclaimed water system shall be issued until complete plans with 

appropriate data as listed in Section 890.2015, have been submitted and approved 

by the Department or AHJ.  

 

b) System Changes. No changes or connections shall be made to either the 

reclaimed water system or the potable water system within any site containing a 

reclaimed water system without approval by the Department or AHJ. 

 



     ILLINOIS REGISTER            5461 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

c) Connections to Potable or Reclaimed Water Systems. Reclaimed water systems 

shall have no connection to any potable water supply or alternate water source 

system. Potable water is permitted to be used as make-up water for a reclaimed 

water storage tank, provided that the water supply inlet is protected by an airgap. 

 

d) Initial Cross-Connection Test. A cross-connection test is required in accordance 

with subsection (j)(2)(A). Before the building is occupied or the system is 

activated, the installer shall perform the initial cross-connection test. 

 

e) Reclaimed Water System Materials. Reclaimed water supply and distribution 

system materials shall comply with the requirements of this Part for potable water 

supply and distribution systems, unless otherwise provided for in this Subpart. 

 

f) Reclaimed Water System Color and Marking Information. Reclaimed water 

systems shall have a purple-colored background. Reclaimed water systems shall 

be marked with the words: "CAUTION: NON-POTABLE RECLAIMED 

(RECYCLED) WATER. NOT FOR CONSUMPTION." Field marking of pipe 

meeting these requirements shall be permitted as per ANSI/NEMA Z535.1 and 

ASME A13.1. 

 

g) Valves. Valves, except fixture supply control valves, shall be equipped with a 

locking feature. 

 

h) Installation 

 

1) Required Appurtenances. The reclaimed water system and the potable 

water system within the building shall be provided with the required 

appurtenances (valves, air/vacuum relief valves, etc.) to allow for 

deactivation or drainage as required for the cross-connection test in 

subsection (j)(2). 

 

2) Hose Bibbs. Hose bibbs shall not be allowed on reclaimed water piping 

systems located in areas accessible to the public. Access to reclaimed water 

at points in the system accessible to the public shall be through a quick-

disconnect device that differs from those installed on the potable water 

system. Hose bibbs supplying reclaimed water shall be marked with the 

words: "CAUTION: NON-POTABLE RECLAIMED WATER. NOT FOR 

CONSUMPTION." and the symbol in Appendix L.Illustration A. 
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3) Same Trench as Potable Water Pipes. Reclaimed water pipes shall be 

permitted to be run or laid in the same trench as potable water pipes with 

an 18-inch minimum vertical and horizontal separation when both pipe 

materials are approved according to Appendix A.Table A. When piping 

materials do not meet this requirement, the minimum horizontal separation 

shall be increased to 10 feet. The potable water piping shall be installed at 

an elevation above the reclaimed water piping. Reclaimed water pipes laid 

in the same trench or crossing building sewer or drainage piping shall be 

installed in accordance with Appendix A.Table A.  

 

i) Signs. Rooms and water closet tanks in buildings using reclaimed water shall be in 

accordance with the following: 

 

1) Commercial, Industrial and Institutional Restroom Signs. A sign shall be 

installed in restrooms in commercial, industrial and institutional 

occupancies using reclaimed water for water closets, urinals or both. Each 

sign shall contain ½-inch letters of a highly visible color on a contrasting 

background. The sign or signs shall be located to be visible to all users. 

The location of the sign or signs shall be approved by the Department or 

AHJ and shall contain the following text: "TO CONSERVE WATER, 

THIS BUILDING USES RECLAIMED (RECYCLED) WATER TO 

FLUSH TOILETS AND URINALS." 

 

2) Equipment Room Signs. Each room containing reclaimed water equipment 

shall have a sign posted with the following wording in 1-inch letters: 

"CAUTION: NON-POTABLE RECLAIMED (RECYCLED) WATER. 

NOT FOR CONSUMPTION. DO NOT CONNECT TO DRINKING 

WATER SYSTEM. NOTICE: CONTACT BUILDING MANAGEMENT 

BEFORE PERFORMING ANY WORK ON THIS WATER SYSTEM." 

 

j) Inspection and Testing. Reclaimed water systems shall be inspected and tested in 

accordance with the following: 

 

1) Supply System Inspection and Test. Reclaimed water systems shall be 

inspected and tested in accordance with Section 890.1930(d) for testing of 

potable water piping. 

 

2) Annual Cross-Connection Inspection and Testing. An initial and 

subsequent annual inspection and test shall be performed on both the 
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potable and reclaimed water systems. The potable and reclaimed water 

systems shall be isolated from each other and independently inspected and 

tested to ensure that there is no cross connection, in accordance with 

subsection (j)(2)(A) through (D).  

 

A) Visual System Inspection. Prior to commencing the cross-

connection testing, a dual system inspection shall be conducted by 

the Department or AHJ as follows:  

 

i) Meter locations of the reclaimed water and potable water 

lines shall be checked to verify that no modifications were 

made and that no cross connections are visible.  

 

ii) Pumps and equipment, equipment room signs, and 

exposed piping in the equipment room shall be checked.  

 

iii) Valves shall be checked to ensure that valve lock seals are 

still in place and intact. Valve control door signs shall be 

checked to verify that no signs have been removed. 

 

B) Cross-Connection Test. The procedure for determining cross 

connection shall be followed by the registered plumbing 

contractor, to determine whether a cross connection has occurred, 

as follows: 

 

i) The potable water system shall be activated and 

pressurized. The reclaimed water system shall be shut 

down, depressurized and drained.  

 

ii) The potable water system shall remain pressurized for a 

minimum period of time specified by the Department or 

AHJ while the reclaimed water system is empty. The 

minimum period the reclaimed water system is to remain 

depressurized shall be determined on a case-by-case basis, 

taking into account the size and complexity of the potable 

and reclaimed water distribution systems, but in no case 

shall that period be less than one hour.  
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iii) The drain on the reclaimed water system shall be checked 

for flow during the test, and all fixtures, potable and 

reclaimed, shall be tested and inspected for flow. Flow 

from any reclaimed water system outlet indicates a cross 

connection. No flow from a potable water outlet shall 

indicate that it is connected to the reclaimed water system.  

 

iv) The potable water system shall then be depressurized and 

drained.  

 

v) The reclaimed water system shall then be activated and 

pressurized.  

 

vi) The reclaimed water system shall remain pressurized for a 

minimum period of time specified by the Department or 

AHJ while the potable water system is empty. The 

minimum time period that the potable water system is to 

remain depressurized shall be determined on a case-by-

case basis, but in no case shall that period be less than one 

hour.   

 

vii) All fixtures, potable and reclaimed, shall be tested and 

inspected for flow. Flow from any potable water system 

outlet indicates a cross connection. No flow from a 

reclaimed water outlet will indicate that it is connected to 

the potable water system.  

 

viii) The drain on the potable water system shall be checked for 

flow during the test and at the end of the test.  

 

ix) If there is no flow detected in any of the fixtures, which 

would indicate a cross connection, the potable water 

system shall be repressurized. 

 

C) Discovery of Cross Connection. If a cross connection is discovered, 

the following procedure shall be activated immediately in the 

presence of the Department or AHJ:  
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i) Reclaimed water piping to the building shall be shut down 

at the meter, and the reclaimed water riser shall be drained.  

 

ii) Potable water piping to the building shall be shut down at 

the meter.  

 

iii) The cross connection shall be uncovered and disconnected.  

 

iv) The building shall be retested following procedures listed in 

subsection (j)(2)(A) through (B). 

 

v) The potable water system shall be chlorinated with 50 parts-

per-million (ppm) chlorine for 24 hours.  

 

vi) The potable water system shall be flushed after 24 hours, 

and a standard bacteriological test shall be performed. If test 

results are acceptable, the potable water system shall be 

permitted to be recharged. 

 

D) Annual Inspection. The reclaimed water system shall be inspected 

annually, following the procedures listed in subsection (j)(2)(A). 

The Department or AHJ shall require annual cross-connection 

testing, following the procedures listed in subsection (j)(2)(B), 

when any portion of the rainwater catchment system is installed 

within a building. The test shall not occur less frequently than once 

in four years.  

 

E) Sizing. Reclaimed water piping shall be sized in accordance with 

Sections 890.1200 and 890.1210 for sizing potable water piping. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2145  Non-Potable Rainwater Catchment Systems 

 

This Section shall apply to the installation, construction, alteration or repair of a rainwater 

catchment system intended to supply uses such as water closets, urinals, trap primers for floor 

drains and floor sinks, and irrigation. Additional design criteria can be found in the 

ARCSA/ASPE Rainwater Catchment Design and Installation Standard. A Plumber's License or 

an Apprentice Plumber's License shall not be required for the installation, construction, 
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alteration or repair of a non-potable rainwater catchment system as prescribed by this Section, 

except for that part of the non-potable rainwater catchment system that is located within the 

perimeter of the building housing the system and when non-potable rainwater exits that portion 

of the non-potable rainwater catchment system located within the perimeter of the building for 

purposes of distribution to or use in a plumbing system or fixture. 

 

a) Plan Submission. No permit for any rainwater catchment system requiring a 

permit shall be issued until complete plans, with appropriate data as listed in 

Section 890.2015 have been submitted and approved by the Department or AHJ. 

No changes or connections shall be made to either the rainwater catchment or the 

potable water system within any site containing a rainwater catchment water 

system without approval by the Department or AHJ. 

 

b) System Changes. No changes or connections shall be made to either the rainwater 

catchment system or the potable water system within any site containing a 

rainwater catchment system requiring a permit without approval by the 

Department or AHJ. 

 

c) Connections to Potable or Reclaimed Water Systems. Rainwater catchment 

systems shall have no direct connection to any potable water supply or alternate 

water source system. Potable or reclaimed water is permitted to be used as make-

up water for a rainwater catchment system, provided the potable or reclaimed 

water supply connection is protected by an airgap in accordance with Section 

890.1130(f)(5). 

 

d) Initial Cross-Connection Test. When any portion of a rainwater catchment system 

is installed within a building, a cross-connection test is required in accordance 

with subsection (r)(2). Before the building is occupied or the system is activated, 

the installer shall perform the initial cross-connection test in the presence of staff 

of the Department or AHJ. The test shall be ruled successful by the Department 

or AHJ before final approval is granted. 

 

e) Sizing. Rainwater catchment system distribution piping for indoor applications 

shall be sized as outlined in this Section for sizing potable water piping. The 

design and size of rainwater drains, gutters, conductors and leaders shall be in 

accordance with accepted engineering practices. 

 

f) Rainwater Catchment System Materials. Rainwater catchment system materials 

shall be in accordance with the following: 
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1) Water Supply and Distribution Materials. Rainwater catchment water 

supply and distribution materials shall comply with Appendix A.Table A 

for potable water supply and distribution systems, unless otherwise 

provided for in this Section. 

 

2) Rainwater Catchment System Drainage Materials. Materials used in 

interior rainwater catchment drainage systems shall comply with the 

requirements of Appendix A.Table A for approved building drainage and 

vent pipe. 

 

3) Storage Tanks. Rainwater storage tanks shall be in accordance with 

subsection (i). 

 

4) Collections Surfaces. The collection surface shall be constructed of a hard, 

impervious material. 

 

g) Rainwater Catchment Water System Color and Marking Information. Rainwater 

catchment systems shall have a purple background and shall be marked in lettering 

with the words: "CAUTION: NON-POTABLE RAINWATER. NOT FOR 

CONSUMPTION."  

 

h) Design and Installation 

 

1) Hose Bibbs. Hose bibbs shall not be allowed on rainwater piping systems. 

 

2) Deactivation and Drainage for Cross-Connection Control Test. The 

rainwater catchment system and the potable water system within the 

building shall be provided with the required appurtenances (e.g., valves, air 

or vacuum relief valves) to allow for deactivation or drainage as required 

for a cross-connection test in subsection (r). 

 

3) Collection Surfaces. Rainwater shall be collected from roof surfaces. A 

rainwater catchment system shall not collect rainwater from: 

 

A) Vehicular parking surfaces;  

 

B) Surface water runoff; or 
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C) Bodies of standing water. 

 

4) Prohibited Discharges. Overflows and bleed-off pipes from roof-mounted 

equipment and appliances shall not discharge onto roof surfaces that are 

intended to collect rainwater. 

 

5) Minimum Water Quality. The minimum water quality for harvested 

rainwater shall meet the applicable water quality requirements for the 

intended applications as determined by Appendix A.Table Y. No treatment 

is required for rainwater used for subsurface or non-sprinkled surface 

irrigation when the maximum storage volume is less than 360 gallons. 

 

i) Rainwater Storage Tanks. Rainwater storage tanks shall be constructed and 

installed in accordance with the following: 

 

1) Construction. Rainwater storage shall be constructed of solid, durable 

materials not subject to excessive corrosion or decay and shall be 

watertight. Storage tanks shall be approved by the Department or AHJ, 

provided that the tanks comply with 77 Ill. Adm. Code 900.40(j) (Drinking 

Water Systems Code).  

 

2) Location. Rainwater storage tanks shall be permitted to be installed above 

or below grade. 

 

3) Above Grade. Above-grade storage tanks shall be of an opaque material, 

approved for aboveground use in direct sunlight, or shall be shielded from 

direct sunlight. Tanks shall be installed in an accessible location to allow 

for inspection and cleaning. The tank shall be installed on a foundation or 

platform that is constructed to accommodate all loads in accordance with 

the building code. 

 

4) Below Grade. Rainwater storage tanks installed below grade shall be 

structurally designed to withstand all anticipated earth or other loads. 

Holding tank covers shall be capable of supporting an earth load of not less 

than 300 pounds per square foot (lb/ft
2
) when the tank is designed for 

underground installation. Below-grade rainwater tanks installed 

underground shall be provided with manholes. The manhole opening shall 

a minimum of 20 inches in diameter and located a minimum of 4 inches 

above the surrounding grade. The surrounding grade shall be sloped away 
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from the manhole. Underground tanks shall be ballasted, anchored or 

otherwise secured to prevent the tank from floating out of the ground when 

empty. The combined weight of the tank and hold-down system should 

meet or exceed the buoyancy force of the tank. 

 

5) Drainage and Overflow. Rainwater storage tanks shall be provided with a 

means of draining and cleaning. The overflow drain shall not be equipped 

with a shutoff valve. Where the overflow drain discharges to the storm 

drainage system, the overflow drain shall be protected from backflow of 

the storm drainage system by a backwater valve or other approved method. 

 

A) Overflow Outlet Size. The overflow outlet shall be sized to 

accommodate the flow of the rainwater entering the tank and not 

less than the aggregate cross-sectional area of all inflow pipes. 

 

B) Opening and Access Protection 

 

i) Animals and Insects. Rainwater tank openings shall be 

protected to prevent the entrance of insects, birds or 

rodents into the tank. 

 

ii) Human Access. Rainwater tank access openings exceeding 

12 inches in diameter shall be secured by a lockable device 

to prevent tampering and unintended entry.  

 

6) Marking. Rainwater tanks shall be permanently marked with the capacity 

and the following language: "NON-POTABLE RAINWATER". Where 

openings are provided to allow a person to enter the tank, the opening shall 

be marked with the following language: "DANGER − CONFINED 

SPACE". 

 

j) Pumps. Pumps serving rainwater catchment systems shall be labeled. Pumps 

supplying water to water closets, urinals and trap primers shall be capable of 

delivering not less than 15 psi residual pressure at the highest and most remote 

outlet served. Where the water pressure in the rainwater supply system within the 

building exceeds 65 psi, a pressure reducing valve reducing the pressure to 60 psi 

or less to all water outlets in the building shall be installed in accordance with 

Section 890.1210(g). 
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k) Roof Drains. Primary and secondary roof drains, conductors, leaders and gutters 

shall be designed and installed in accordance with accepted engineering practices. 

 

l) Water Quality Devices and Equipment. Devices and equipment used to treat 

rainwater to maintain the minimum water quality requirements determined by the 

Department or authority having jurisdiction shall be labeled and approved for the 

intended application. 

 

m) Freeze Protection. Tanks and piping installed in locations subject to freezing shall 

be provided with an adequate means of freeze protection. 

 

n) Debris Removal. The rainwater catchment conveyance system shall be equipped 

with a debris excluder or other approved means to prevent the accumulation of 

leaves, needles, other debris and sediment from entering the storage tank. Devices 

or methods used to remove debris or sediment shall be accessible and sized and 

installed in accordance with manufacturer's installation instructions. 

 

o) Required Filters. A filter permitting the passage of particulates no larger than 100 

microns (100 µm) shall be provided for rainwater supplied to water closets, 

urinals, trap primers and drip irrigation system. 

 

p) Roof Gutters. Gutters shall maintain a minimum slope. 

 

q) Signs. Signs in buildings using rainwater shall be in accordance with the 

following: 

 

1) Commercial, Industrial and Institutional Restroom Signs. A sign shall be 

installed in all restrooms in commercial, industrial and institutional 

occupancies using non-potable rainwater for water closets, urinals or both. 

Each sign shall contain ½-inch letters of a highly visible color on a 

contrasting background. The sign or signs shall be located to be visible to 

all users. The number and location of the signs shall be approved by the 

Department or authority having jurisdiction and shall contain the following 

text: "TO CONSERVE WATER, THIS BUILDING USES RAINWATER 

TO FLUSH TOILETS AND URINALS". 

 

2) Equipment Room Signs. Each equipment room containing non-potable 

rainwater equipment shall have a sign posted with the following wording 

in 1-inch letters: "CAUTION − NON-POTABLE RAINWATER, NOT 
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FOR CONSUMPTION. DO NOT CONNECT TO DRINKING WATER 

SYSTEM. NOTICE: CONTACT BUILDING MANAGEMENT BEFORE 

PERFORMING ANY WORK ON THIS WATER SYSTEM." This sign 

shall be posted in a location that is visible to anyone working on or near 

rainwater equipment. 

 

r) Inspection and Testing. Rainwater catchment systems shall be inspected and 

tested in accordance with the following:  

 

1) Supply System Inspection and Test. Rainwater catchment systems shall be 

inspected and tested in accordance with the applicable provisions of 

Section 890.1180(b)(3) for testing of potable water. 

 

2) Annual Cross-Connection Inspection and Testing. An initial and 

subsequent annual inspection and test required by subsection (d) shall be 

performed on both the potable and rainwater catchment water systems. The 

potable and rainwater catchment water system shall be isolated from each 

other and independently inspected and tested to ensure that there is no 

cross-connection, in accordance with the following: 

 

A) Visual System Inspection. Prior to commencing the cross-

connection testing, a dual system inspection shall be conducted by 

the Department or authority having jurisdiction, checking the 

following: 

 

i) Pumps; 

 

ii) Equipment; 

 

iii) Equipment room signs; and 

 

iv) Exposed piping in equipment rooms.  

 

B) Cross-Connection Test. The procedure for determining cross-

connection shall be followed by the registered plumbing 

contractor in the presence of Department staff or AHJs to 

determine whether a cross connection has occurred as follows: 
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i) The potable water system shall be activated and 

pressurized. The rainwater catchment water system shall 

be shut down and completely drained.  

 

ii) The potable water system shall remain pressurized for a 

minimum period of time specified by the Department or 

AHJ while the rainwater catchment water system is empty. 

The minimum time period that the rainwater catchment 

water system is to remain depressurized shall be 

determined on a case-by-case basis, taking into account 

the size and complexity of the potable and rainwater 

catchment water distribution systems, but in no case shall 

that time period be less than one hour.  

 

iii) Potable and rainwater fixtures shall be tested and 

inspected for flow. Flow from any rainwater catchment 

water system outlet shall indicate a cross connection. No 

flow from a potable water outlet shall indicate that it is 

connected to the rainwater system. 

 

iv) The drain on the rainwater catchment water system shall 

be checked for flow during the test and at the end of the 

test period.  

 

v) The potable water system shall then be completely 

drained.  

 

vi) The rainwater catchment water system shall then be 

activated and pressurized.  

 

vii) The rainwater catchment water system shall remain 

pressurized for a minimum period of time specified by the 

Department or AHJ while the potable water system is 

empty. The minimum period that the potable water system 

is to remain depressurized shall be determined on a case-

by-case basis, but in no case shall that period be less than 

one hour.  
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viii) Potable and rainwater catchment fixtures shall be tested 

and inspected for flow. Flow from any potable water 

system outlet shall indicate a cross connection. No flow 

from a rainwater catchment water outlet shall indicate that 

it is connected to the potable water system.  

 

ix) The drain on the potable water system shall be checked for 

flow during the test and at the end of the period.  

 

x) If there is no flow detected in any of the fixtures that 

would indicate a cross connection, the potable water 

system shall be repressurized. 

 

C) Discovery of Cross-Connection. In the event that a cross 

connection is discovered, the following procedure, in the presence 

of the Department orAHJ, shall be activated immediately:  

 

i) Rainwater catchment water piping to the building shall be 

shut down at the meter and the rainwater water riser shall be 

drained.  

 

ii) Potable water piping to the building shall be shut down at 

the meter.  

 

iii) The cross connection shall be uncovered and disconnected.  

 

iv) The building shall be retested following procedures listed in 

subsections (r)(2)(A) and (B). 

 

v) The potable water system shall be chlorinated with 50 ppm 

chlorine for 24 hours.  

 

vi) The potable water system shall be flushed after 24 hours 

and a standard bacteriological test shall be performed. If test 

results are acceptable, the potable water system shall be 

permitted to be recharged. 

 

D) Annual Inspection. The rainwater catchment water system shall be 

inspected annually following the procedures listed in subsection 
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(r)(2)(A). The Department or authority having jurisdiction will 

require annual cross-connection testing, following the procedures 

in subsection (r)(2)(B), when any portion of the rainwater 

catchment system is installed within a building. In no event shall 

the test occur less than once in four years.  

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 

 

Section 890.2150  Water Heating Design, Equipment and Installation 

 

This Section establishes the means of conserving potable and non-potable water and energy 

associated with the generation and use of hot water in a building. This includes provisions for the 

hot water distribution system that is the portion of the potable water distribution system between 

a water heating device and the plumbing fixtures, including all dedicated return piping and 

appurtenances to the water heating device in a recirculation system. 

 

a) Service Hot Water – Low Rise Residential Buildings. The service water heating 

system for single-family houses, multi-family structures of three or fewer stories 

above grade, and modular houses shall be in accordance with subsections (b) 

through (e). The service water heating system of all other buildings shall be in 

accordance with subsection (k). 

 

b) Heaters and Storage Tanks. Residential-type water heaters, pool heaters and 

unfired water heater storage tanks shall meet the minimum performance 

requirements specified by federal law. Unfired storage water heating equipment 

shall have a heat loss through the tank surface area of less than 6.5 British thermal 

units per hour per square foot (Btu/h•ft2). (See ASHRAE 90.2:7.1.) 

 

c) Recirculation Systems 

 

1) Pump Operation. Circulating hot water systems shall be arranged so that 

the circulating pump or pumps  can be turned off (automatically or 

manually) when the hot water system is not in operation.  (See ASHRAE 

90.2:7.2.)  

 

2) Demand Controlled. The circulation pump shall not operate continuously, 

be controlled by a timer, or have the pump operation initiated by water 

temperature. The circulation pump shall operate only when a signal is 

received shortly before hot water is desired at the fixture. 
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3) System Balancing. Systems with multiple recirculation zones shall be 

balanced to uniformly distribute hot water, or they shall be operated with a 

pump for each zone. 

 

4) Flow Balancing Valves. Flow balancing valves shall be a factory preset 

automatic flow control valve, a flow regulating valve, or a balancing valve 

with memory stop. 

 

5) Air Elimination. Air shall be eliminated from the return system. 

 

6) Gravity or thermosyphon systems are prohibited. 

 

d) Central Water Heating Equipment. Service water heating equipment (central 

systems) that does not fall under the requirements for residential-type service 

water heating equipment addressed in Section 890.2150(a) shall meet the 

applicable requirements for service water-heating equipment found in Section 

890.2150(k). (See ASHRAE 90.2:7.3.) 

 

e) Insulation. Hot water supply and return piping shall be thermally insulated. The 

wall thickness of the insulation shall be equal to the nominal diameter of the pipe 

up to 2 inches. The wall thickness shall be not less than 2 inches for nominal pipe 

diameters exceeding 2 inches. The conductivity of the insulation (k-factor 

(Btu•in/(h•ft
2
•ºF))), measured radially, shall be less than or equal to 0.28 

(Btu•in/(h•ft
2
•ºF)). Hot water piping shall be installed so that insulation is 

continuous. Pipe insulation shall be installed to within ¼ inch of all appliances, 

appurtenances, fixtures, structural members or a wall where the pipe passes 

through to connect to a fixture within 24 inches. Building cavities shall be large 

enough to accommodate the combined diameter of the pipe plus the insulation, 

plus any other objects in the cavity that the piping must cross. Pipe supports shall 

be installed on the outside of the pipe insulation. Exceptions: 

 

1) When the hot water pipe is installed in a wall that is not of sufficient 

width to accommodate the pipe and insulation, the insulation thickness 

shall be permitted to have the maximum thickness that the wall can 

accommodate and not less than ½-inch thick. 

 

2) Hot water supply piping exposed under sinks, lavatories and similar 

fixtures for public use shall comply with Illinois Accessibility Act. 
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f) Hard Water. When water has hardness equal to or exceeding 9 grains per gallon 

(gr/gal) measured as total calcium carbonate equivalents, the water supply line to 

water heating equipment in new one- and two-family dwellings shall be roughed 

in to allow for the installation of water treatment equipment. 

 

g) Maximum Volume of Hot Water. The maximum volume of water contained in 

hot water distribution lines between the water heater and the fixture stop or 

connection to showers, kitchen faucets and lavatories shall be determined in 

accordance with subsection (h), (i) or (j). The water volume shall be calculated 

using Appendix A.Table W. 

 

h) Hot Water Distribution Line. The central core and remote manifold plumbing 

system hot water distribution line volume to each qualified fixture shall not 

exceed volume of 32 ounces. 

 

i) Central Manifold. The central manifold plumbing hot water system (also referred 

to as parallel piping or home run), including the supply line from the hot water 

source to the manifold, the internal volume of the manifold, and the lines to each 

qualified fixture shall not exceed a volume of 32 ounces. 

 

j) Recirculation Loop. Run-out lines from the hot water recirculation loop shall not 

exceed a volume of 16 ounces. Residential hot water recirculation systems are 

limited to those that use on-demand activation of the circulating pump. 

 

k) Other Than Low-Rise Residential Buildings. The service hot water, other than 

single-family houses, multi-family structures of three or fewer stories above grade, 

and modular houses shall comply with this Section. 

 

1) New Buildings. Service water heating systems and equipment shall 

comply with subsection (l). (See ASHRAE 90.1:7.11.1.) 

 

2) Additions to Existing Buildings. Service water heating systems and 

equipment shall comply with the requirements of this Section. Exception: 

When the service water heating to an addition is provided by existing 

service water heating systems and equipment, the systems and equipment 

shall not be required to comply with this Subpart. However, any new 

systems or equipment installed shall comply with specific requirements 

applicable to those systems and equipment. (See ASHRAE 90.1:7.1.1.2.) 
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3) Alterations to Existing Buildings. Building service water heating 

equipment installed as a direct replacement for existing building service 

water heating equipment shall comply with the requirements of  this 

subsection (k) that are applicable to the equipment being replaced. New 

and replacement piping shall comply with Section 890.2150(o). Exception: 

Compliance shall not be required when there is insufficient space or access 

to meet these requirements. (See ASHRAE 90.1:7.1.1.3.) 

 

l) Compliance. Compliance shall be achieved by meeting the requirements of 

subsections (a), (n) and (s).  (See ASHRAE 90.1:7.2.1.) 

 

m) Energy Cost Budget Method. Projects using the Energy Cost Budget Method for 

demonstrating compliance with the standard shall meet the requirements of  

subsection (n), in conjunction with Section 11 of ASHRAE 90.1.  (See ASHRAE 

90.1:7.2.2.) 

 

n) Mandatory Provisions 

 

1) Load Calculations. Service water heating system design loads for the 

purpose of sizing systems and equipment shall be determined in 

accordance with manufacturer's published sizing guidelines or generally 

accepted engineering standards and handbooks acceptable to the authority 

having jurisdiction (e.g., ASHRAE Handbook – HVAC Applications). 

(See ASHRAE 90.1:7.4.1.)  

 

2) Equipment Efficiency. Water heating equipment, hot water supply boilers 

used solely for heating potable water, pool heaters and hot water storage 

tanks shall meet the criteria listed in Appendix A.Table X. Where 

multiple criteria are listed, all criteria shall be met. Omission of minimum 

performance requirements for certain classes of equipment does not 

preclude use of the equipment where appropriate. Equipment not listed in 

Appendix A.Table X has no minimum performance requirements. 

Exceptions:  Water heaters and hot water supply boilers having more than 

140 gallons of storage capacity are not required to meet the standby loss 

(SL) requirements of Appendix A.Table X when the following conditions 

exist:  

 

A) The tank surface is thermally insulated to R-12.5;  
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B) A standing pilot light is not installed; and  

 

C) Gas- or oil-fired storage water heaters have a flue damper or fan-

assisted combustion.  (See ASHRAE 90.1:7.4.2.) 

 

o) Hot Water System Design 

 

1) Recirculation System Balancing. Systems with multiple recirculation zones 

shall be balanced to uniformly distribute hot water or they shall be 

operated with a pump for each zone. Exception:  Systems with multiple 

recirculation zones that are designed to distribute hot water with differing 

temperatures. 

 

2) Flow Balancing Valves. Flow balancing valves shall be factory preset 

automatic flow control valves, flow regulating valves or balancing valves 

with memory stop. 

 

3) Air Elimination. Air shall be eliminated from the return line of a 

recirculation system. 

 

4) Maximum Volume of Hot Water. The maximum volume of water 

contained in hot water distribution lines between the water heater and the 

fixture stop or connection to showers, kitchen faucets and lavatories shall 

be determined in accordance with subsection (g). 

 

p) Service Water Heating System Controls  

 

1) Temperature Controls. Temperature controls shall be provided that allow 

for storage temperature adjustment from 120 degrees Fahrenheit or lower 

to a maximum temperature compatible with the intended use. Exception: 

When the manufacturer's installation instructions specify a higher 

minimum thermostat setting to minimize condensation and resulting 

corrosion. (See ASHRAE 90.1:7.4.4.1.) 

 

2) Temperature Maintenance Controls. Systems designed to maintain usage 

temperatures in hot water pipes, such as recirculating hot water systems 

or heat trace, shall be equipped with automatic time switches or other 

controls that can be set to switch off the usage temperature maintenance 
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system during extended periods when hot water is not required. (See 

ASHRAE 90.1:7.4.4.2.) 

 

3) Outlet Temperature Controls. Temperature controlling means shall be 

provided to limit the maximum temperature of water delivered from 

lavatory faucets in public facility restrooms to 110 degrees Fahrenheit.  

(See ASHRAE 90.1:7.4.4.3.) 

 

4) Circulating Pump Controls. When used to maintain storage tank water 

temperature, recirculating pumps shall be equipped with controls limiting 

operation to a period from the start of the heating cycle to a maximum of 

five minutes after the end of the heating cycle. (See ASHRAE 

90.1:7.4.4.4.) 

 

q) Heat Traps. Vertical pipe risers serving storage water heaters and storage tanks not 

having integral heat traps and serving a non-recirculating system shall have heat 

traps on both the inlet and outlet piping as close as practical to the storage tank. A 

heat trap is a means to counteract the natural convection of heated water in a 

vertical pipe run. The means is either a device specifically designed for the 

purpose or an arrangement of tubing that forms a loop of 360 degrees or piping 

that from the point of connection to the water heater (inlet or outlet) includes a 

length of piping directed downward before connection to the vertical piping of the 

supply water or hot water distribution system, as applicable.  (See ASHRAE 

90.1:7.4.6.) 

 

r) Prescriptive Path − Space Heating and Water Heating. The use of a gas-fired or 

oil-fired space-heating boiler system otherwise complying with subsection (k) to 

provide the total space heating and water heating for a building is allowed when 

one of the following conditions is met and the other requirements of this Part are 

met: 

 

1) The single space-heating boiler, or the component of a modular or multiple 

boiler system that is heating the service water, has a standby loss in Btu/h 

(kW) not exceeding (13.3 × pmd + 400)/n, where "pmd" is the probable 

maximum demand in gallons per hour, determined in accordance with the 

procedures described in generally accepted engineering standards and 

handbooks, and "n" is the fraction of the year when the outdoor daily mean 

temperature is greater than 64.9 degrees Fahrenheit.  
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2) The standby loss is to be determined for a test period of 24 hours duration 

while maintaining a boiler water temperature of at least 90 degrees 

Fahrenheit above ambient, with an ambient temperature between 60 

degrees Fahrenheit and 90 degrees Fahrenheit. For a boiler with a 

modulating burner, this test shall be conducted at the lowest input. 

 

3) Single heat source system will consume less energy than separate units.  

 

4) The energy input of the combined boiler and water heater system is less 

than 150,000 British thermal units per hour (Btu/h). (See ASHRAE 

90.1:7.5.1.) 

 

s) Service Water Heating Equipment. Service water heating equipment used to 

provide the additional function of space heating as part of a combination 

(integrated) system shall satisfy all stated requirements for the service water 

heating equipment. (See ASHRAE 90.1:7.5.2.) 

 

t) Heat Recovery for Service Water Heating 

 

1) Condenser heat recovery systems shall be installed for heating or 

preheating of service hot water provided that all of the following are true:  

 

A) The facility operates 24 hours a day;  

 

B) The total installed heat rejection capacity of the water-cooled 

systems exceeds 6,000,000 Btu/h of heat rejection; and  

 

C) The design service water heating load exceeds 1,000,000 Btu/h. 

(See ASHRAE 90.1:6.5.6.2.1.) 

 

2) The required heat recovery system shall have the capacity to provide the 

smaller of:  

 

A) 60 percent of the peak heat rejection load at design conditions; or  

 

B) Preheat of the peak service hot water draw to 85 degrees 

Fahrenheit.  (See ASHRAE 90.1:6.5.6.2.2.) Exceptions:  
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i) Facilities that employ condenser heat recovery for space 

heating with a heat recovery design exceeding 30 percent 

of the peak water-cooled condenser load at design 

conditions; and 

 

ii) Facilities that provide 60 percent of their service water 

heating from site-solar or site-recovered energy or from 

other sources. 

 

u) Solar Water Heating Systems. The erection, installation, alteration, addition to, or 

use or maintenance of solar water heating systems shall be in accordance with 

this Section and the Uniform Solar Energy Code. Solar energy systems that use a 

heat transfer fluid shall be inspected annually unless inspections are required on a 

more frequent basis by the solar energy system manufacturer.  

 

v) When water has hardness equal to or exceeding 10 gr/gal measured as total 

calcium carbonate equivalents, the water supply line to water heating equipment 

and the circuit of boilers shall be softened or treated to prevent accumulation of 

lime scale and consequent reduction in energy efficiency. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  
 

Abbreviations used in Appendix A., Table A, refer to the following agencies or organizations: 

 

1) ANSI – American National Standards Institute; 

1819 L Street, N.W., 11
th

 Floor, Washington, DC 20036. 

2) ARI – Air-Conditioning, Heating, and Refrigeration Institute (AHRI);  

21111501 Wilson Boulevard, Suite 500, Arlington, Virginia 2220122209. 

3) ASHRAE – American Society of Heating, Refrigerating and Air-Conditioning 

Engineers, Inc.;  

1791 Tullie Circle, NE, Atlanta, Georgia 30329-2305. 

4) ASME – American Society of Mechanical Engineers; 

Three Park Avenue, New York, New York 10016-5990. 

5) ASSE – American Society of Sanitary Engineering; 

901 Canterbury Road, Suite A, Westlake, Ohio 44145-9201. 

6) ASTM – American Society for Testing and Materials; 

100 Barr Harbor Drive, West Conshohocken1916 Race Street, Philadelphia, 

Pennsylvania 1942819103-1187. 

7) AWWA – American Water Works Association; 

6666 West Quincy Avenue, Denver, Colorado 80235. 

8) CISPI – Cast Iron Soil Pipe Institute; 

1064 Delaware Avenue SE, Atlanta, Georgia 30316Suite 419, 5959 Shallowford 

Road, Chattanooga, Tennessee 37421. 

9) FM – Factory Mutual ApprovalsStandard; 

1151 Boston-Providence Turnpike, 

P.O. Box 9102, Norwood, Massachusetts 02062. 

10) NSF (National Sanitation Foundation) International;  

789 N. Dixboro Road, Ann Arbor, Michigan 4811348105. 

11) PDI – Plumbing and Drainage Institute; 

800 Turnpike Street, Suite 300, North Andover, Massachusetts 0184545 Bristol 

Drive, Suite 101, South Easton, Massachusetts 02375. 

12) UL – UnderwritersUnderwriter Laboratories, Inc.; 

333 Pfingsten Road, Northbrook, Illinois 60062-2096. 

 

Approved Certification Agencies 

 

1) ASSE – American Society of Sanitary Engineering; 

901 Canterbury Road, Suite A, Westlake, Ohio 44145-9201. 
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2) CSA (Canadian Standards Association) International;  

8501 E. Pleasant Valley Road, Cleveland, Ohio 44131-5575. 

3) IAPMO – International Association of Plumbing and Mechanical Officials;  

4755 E. Philadelphia Street, Ontario, California 9176120001 South Walnut Drive, 

Walnut, California 91789-2825. 

4) ICC − International Code Council; 

500 New Jersey Avenue NW, 6
th

 Floor, Washington DC 200015203 Leesburg 

Pike, Suite 600, Falls Church, Virginia 22041.  

5) Intertek Testing Services NA, Inc.; 3933 U.S. Route 11, P.O. Box 2040, Cortland, 

New York 13045-0950.  

6) NSF (National Sanitation Foundation) International;  

789 N. Dixboro Road, Ann Arbor, Michigan 4811348105. 

67) PDI − Plumbing and Drainage Institute; 

800 Turnpike Street, Suite 300, North Andover, Massachusetts 0184545 Bristol 

Drive, Suite 101, South Easton, Massachusetts 02375. 

78) Truesdail Laboratories, Inc.; 

14201 Franklin Avenue, Tustin, California 92780-700892680. 

89) UL – Underwriter Laboratories, Inc.; 333 Pfingsten Road, Northbrook, Illinois 

60062-2096. 

9) USEPA – United States Environmental Protection Agency; 

1200 Pennsylvania Avenue NW, Washington DC 20460 

10) WQA – Water Quality Association; 

4151 Naperville Road, Lisle, Illinois 60532-3696. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  
 

Section 890.TABLE A   Approved Materials and Standards  
 

All materials shallmust meet at least one of the approved standards listed. 

 

Approved Building Drainage/Vent Pipe 
 

1) Acrylonitrite Butadiene Styrene (ABS) Pipe ASTM D 2661-20111997A 

  ASTM F 628-20121997 

 CSA B181.1-2011 in B1800-

1999 

 Joints ASTM D 2235-20111996a 

 CSA B602-20101999 

 Solvent Cement
1
 ASTM D 2235-20111996a 

ASTM D 3138-2011 

 CSA B181.1-2011 in B1800-

1999 

  

2) Brass Pipe ASTM B 43-20091998 

   

3) Cast Iron Pipe ASTM A 74-20091998 

  ASTM A 888-20111998e1 

  ASTM C 564-20121997 

  CISPI 301-20091999 

 CSA B70-20121997 

FM 1680-1989 

  

4) Chlorinated Polyvinyl Chloride (CPVC) 

(Pipe and Fittings for Chemical Waste Drainage 

Systems) 

ASTM F2618-2009 

  

54) Copper/Copper Alloy Pipe ASTM B 42-20101996 

  ASTM B 302-20121998 

   

65) Copper/Copper Alloy Tubing ASTM B 75/B75M-20111997 

 (K-L-M or DWV)
2
 ASTM B 88-20091996 

  ASTM B 251-20101997 
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  ASTM B 306-20091996 

   

76) Galvanized Steel Pipe
2
 ASTM A 53/A53M-20121998 

  ASTM A 120-1984 

   

87) Glass Fiber Borosilicate Pipe
3
 ASTM C 1053-20101995 

   

98) High Silicon Content Cast Iron Pipe
3
 ASTM A 377-2008e11984 

 CSA B70-20121997 

  

109) Polypropylene Pipe
3
 ASTM F 492-1995 

 CSA B137.1-20091999 in 

B137 

  

1110) Polyvinyl Chloride (PVC) Pipe and Fittings ASTM D 2665-20121996 

  ASTM D 2949-20101987 

 CSA B137.2-20091999 in 

B137 

 CSA B181.2-2011 in 

B18001999 in B137 

  

1211) Polyvinyl Chloride (PVC) Pipe with Cellular Core
4
 ASTM F891-20101996 

ASTM F1760-2011 

 Joints ASTM D 2855-20101996 

 Primer ASTM F 656-20101996 

 Solvent Cement
1
 ASTM D 2564-20121996 

ASTM D 3138-2011 

   

1312) Polyvinylidene Fluoride
3
 ASTM D 3222-20101988 

   

1413) Solder ASTM B 32-20081993 

   

1514) Stainless Steel – types 304 and 316L ASME/ANSI A112.3.1-2007 

(R2012)199 

   

1615) Stainless Steel Buttweld Fittings ASTM A 403/A 403M-2012 

ASTM A 774/A 774M-2009 

ASTM A774.A403 
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1716) Stainless Steel Flanges ASTM A 240A-240/A 240M-

2012a 

   

18) Identification of Piping Systems ASME A13.1-2007 

   

17) Steel ASME B 16.9-1993 

 ASME B 16.11-1997 

 ASME B 16.28-1994 

 

Agency Notes: 

 
1 

Solvent cement must be handled in accordance with ASTM F 402-1993.  
2 

Type M copper tubing, DWV copper tubing, and galvanized steel pipe are approved for 

above-ground uses only.  
3 

Approved for corrosive waste or corrosive soil conditions.  
4 

PVC pipe with cellular core is approved only for gravity drainage and venting.  
5 

ASME B.1.20.1-1983 
  

 

Approved Materials for Building Sewer 
 

1) Acrylonitrite Butadiene Styrene (ABS) Pipe ASTM D 2661-20111997A 

  ASTM D 2751-20051996a 

  ASTM F 628-20121997 

  CSA B181.1-20111999 in 

B1800 

 Joints ASTM D 2235-20111996a 

  CSA B602-20101999 

 Solvent Cement
1
 ASTM D 2235-20111996a 

ASTM D 3138-2011 

 CSA B181.1-20111999 in 

B1800 

  

2) Asbestos Cement Pipe ASTM C 428/C 428M-

2011e11997 

  CSA B127.1-1999 (R2009) 

  CSA B127.2-M1977 (R1997) 

   

3) Cast Iron Soil Pipe/Fittings ASTM A 74-20091998 

 CSA B70-20121997 
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 Hubless Soil Pipe CISPI 301-20091999 

  CISPI 310-20111997 

 CSA B70-20121997 

FM 1680-1989 

 Rubber Gaskets ASTM C 564-20121997 

ASTM D 4161-2010 

  CSA B70-20121997 

  CSA B602-20101999 

   

4) Copper/Copper Alloy Tubing ASTM B 88-20091996 

   

5) Concrete Pipe ASTM C 14-20111995 

  ASTM C 76-20131995 

ASTM C 443-2012 

 CSA B602-20101999 

  

6) High-Density Polyethylene (HDPE) Pipe ASTM D 3350-2012 

  

76) Polyvinyl Chloride (PVC) Pipe ASTM F 1866-20071998 

  ASTM D 2665-20121998 

  ASTM D 2949-20101998 

  ASTM D 3034-20081998 

 CSA B182.1-20111999 in 

B1800 

  CSA B182.2-20111999 in 

B1800 

  CSA B182.4-20111999 in 

B1800 

  CSA B181.2-20111999 in 

B1800 

 Joints ASTM D 2855-20101996 

ASTM D 3212-2013 

 CSA B602-20101999 

 Primer ASTM F 656-20101996a 

 Solvent Cement
1
 ASTM D 2564-20121996a 

ASTM D 3138-2011 

 CSA B181.2-20111999 in 

B1800 
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87) Polyvinyl Chloride (PVC) Pipe with Cellular Core
2
 ASTM F 891-20101996 

 Joints ASTM D 2855-20101996 

ASTM D 412-2006ae2 

 Primer ASTM F 656-20101996 

 Solvent Cement
1
 ASTM D 2564-20121996 

ASTM D 3138-2011 

   

9) Solder ASTM B 32-20081996 

   

108) Vitrified Clay Pipe
2
   ASTM C 4-20091998 

  ASTM C 700-20131997 

ASTM C 425-2009 

   

11) Polypropylene Pipe
2 

ASTM F 2389-2010 

AWWA C901-2008 

AWWA C906-2012 

(Material Code PE3408)
3 

(Material Codes PE2406 and 

PE3406)
4 

   

12) Identification of Piping Systems ASME A13.1-2007 

 

Agency NotesNote:  

 
1 

Solvent cement must be handled in accordance with ASTM F 402-1988.  
2 

PVC pipe with cellular core and vitrified clay pipepope are approved only for gravity 

drainage. 
3 

Dimension Ratio (DR) 17 or less. 
4 

Dimension Ratio (DR) 13.5 or less. 

 

Approved Materials for Water Service Pipe 
 

1) Acrylonitrite Butadiene Styrene (ABS) Pipe
2 

ASTM D 1527-20051996a 

  ASTM D 2282-1996a 

 Joints ASTM D 2235-20111996a 

 Solvent Cement
1
 ASTM D 2235-20111996a 

    

2) Brass Pipe
2 

ASTM B 43-20091998 
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3) Cast Iron (ductile iron)
2 

ASTM A 377-2008e11984 

 Water Pipe CSA B70-20121997 

AWWA C151-2009 

    

4) Chlorinated Polyvinyl Chloride (CPVC) Pipe
2 

ASTM D 2846/D 2846M-

2009be11997M 

  ASTM F 441/F 441M-

20121997 

  ASTM F 442/F 442M-

20121997 

 CSA B137.6-20091999 in 

B137 

 Joints ASTM D 2846/D 2846M-

2009be11997M 

  CSA B137.6-20091999 in 

B137 

 Solvent Cement (Orange)
1
 ASTM F 493-20101997 

  CSA B137.6-20091999 in 

B137 

    

5) Copper/Copper Alloy Pipe
2, 3 

ASTM B 42-20101996 

  ASTM B 302-20121998 

    

6) Copper/Copper Alloy Tubing
2,3

 ASTM B 88-20091996 

    

7) Galvanized Steel Pipe
2 

ASTM A 53/A 53M-20121998 

  ASTM A 120-1984 

    

8) Poly Butylene (PB) Pipe/Tubing
2 

ASTM D 2662-1996a 

  ASTM D 2666-1996a 

  ASTM D 3309-1997a 

  CSA B137.7-1999 in B137 

  CSA B137.8-20091999 in 

B137 

    

9) Polyethylene (PE) Pipe
2 

ASTM D 2239-2012a1996a 

AWWA C901-2008 

AWWA C906-2012 

(Material Code PE3408)
4 
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(Material Codes PE2406 and 

PE3406)
5 

  

10) Polyethylene (PE) Tubing
2 

ASTM D 2737-2012a1996a 

 CSA B137.1-20091999 in 

B137 

  

11) Polypropylene Pipe
2 

ASTM F 2389-2010 

  

1211) Polyvinyl Chloride (PVC) Pipe
2 

ASTM D 1785-20121996b 

  ASTM D 2241-20091996b 

  ASTM D 2672-20091996a 

ASTM F 477-2010 

AWWA C900-2007 

 CSA B137.3-20091999 in 

B137 

  

 Joints ASTM D 2855-20101996 

ASTM D 3139-2011 

 CSA B137.2-20091999 in 

B137 

 CSA B137.3-20091999 in 

B137 

  

 Primer ASTM F 656-20101996a 

 Solvent Cement
1
 ASTM D 2564-20121996a 

  CSA B137.3-20091999 in 

B137 

  

13) Stainless Steel Pipe
2 

ASTM A 312/A 312M-2012a 

ASTM A 403/A 403M-2012 

ASTM A 511/A 511M-2012 

  

1412) Welded Copper Water Tube
2 

ASME B31.1-2012 

ASTM B 447-2012a WK, WL, 

and WLWM-1997 

    

1513) Solder ASTM B 32-20081996 
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Agency NotesNote:  
 

1 
Solvent cement must be handled in accordance with ASTM F 402-1988.  

2 
Water service pipe must meet the appropriate NSF standard for potable water. 

3 
Type K or L copper may be installed underground. 

4 
Dimension Ratio (DR) 17 or less. 

5 
Dimension Ratio (DR) 13.5 or less. 

6 
ASME B.1.20.1-1983. 

 

Approved Materials for Water Distribution Pipe 
 

1) Brass Pipe
2 

ASTM B 43-20091998 

   

2) Chlorinated Polyvinyl Chloride
2
 (CPVC) Pipe/Tubing ASTM D 2846/D 2846M-

2009be1-1997
 

 ASTM F 441/F 441M-

20121997
3 

  ASTM F 442/F 442M-

20121997
3  

 CSA B137.6-20091999 in 

B137 

 Joints ASTM D 2846/D 2846M-

2009be11997M 

 CSA B137.6-20091999 in 

B137 

 Solvent Cement (Orange)
1
 ASTM F 493-20101997 

  CSA B137.6-20091999 in 

B137 

   

3) Copper/Copper Alloy Pipe
2
 ASTM B 42-20101996 

 
 

ASTM B 302-20121998 

AWWA C606-2011 

   

4) Copper/Copper Alloy Tubing
2 

ASTM B 88-20091996 

   

5) Cross Linked Polyethylene
2
 ASTM F 876-2010e12000 

 Distribution Systems ASTM F 877-2011a2000 

ASTM F 1807-2012 
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ASTM F 1960-2012 

ASTM F 2080-2012 

ASTM F 2098-2008 

ASTM F 2159-2011 

ASSE 1061-2011 

 CSA B137.5-20091999 in 

B137 

  

6) Galvanized Steel Pipe
2 

ASTM A 53-20121998 

AWWA C606-2011 

  ASTM A 120-1984 

   

7) Poly Butylene (PB) Pipe/Tubing
2 

ASTM D 3309-1997a 

 CSA B137.7-1999 in B137 

 CSA B137.8-20091999 in 

B137 

  

8) Polyproylene Pipe
2 

ASTM F 2389-2010 

  

98) Polyvinyl Chloride (PVC) Pipe
2, 3 

ANSI/NEMA Z535.1-2006 

(R2011) 

ASTM D 1785-20121996b 

  ASTM D 2241-20091996b 

  ASTM D 2672-20091996a 

  CSA B137.3-20091999 in 

B137 

 Joints ASTM D 2855-20101996 

ASTM F 441/F 441M-2012 

  CSA B137.2-20091999 in 

B137 

  CSA B137.3-20091999 in 

B137 

 Primer ASTM F 656-20101996a 

 Solvent Cement
1 

ASTM D 2564-20121996a 

  CSA B137.3-20091999 in 

B137 

   

10) Stainless Steel Pipe
2 

ASTM A 312/A 312M-2012 

ASTM A 403/A 403M-2012 
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ASTM A 511/A 511M-2012 

   

119) Welded Copper Water Tube
2 

ASTM B 447-2012a WK, WL, 

and WM-1997 

   

1210) Solder ASTM B 32-20081996 

 

Agency Notes:  

 
1 

Solvent cement must be handled in accordance with ASTM F 402-1988.  
2 

Water distribution pipe must meet the appropriate NSF standard for potable water. Plastic 

shall be rated at 160 psi at 73.4 degrees Fahrenheit. 
3 

Use for
 
cold or tempered water only. 

4 
ASME B.1.20.1-1983. 

5 
Safety Color. 

 

Approved Materials and Standards for Plumbing 

Fixtures and Fixture Fittings 
 

1) Bathtub Liners (plexiglass/ABS or acrylic/plastic) IAPMO/ANSI Z124.8-20131990 

   

2) Bathtubs, Plastic ANSI Z124.1-1995 and 

  ANSI Z124.1a & b-1995 

  CSA B45.5-2011/IAPMO Z124-

20111999 in B45 

   

3) Bidets ASME/ANSI A112.19.2-2008/CSA 

B45.1-2008A112.19.2M-1998 

 CSA B45-1999 

  

4) Enameled Cast Iron and Enameled Steel Plumbing 

Fixtures 

ASME/ANSI A112.19.1-2008/CSA 

B45.2-2008M-1994 

  

5) Fittings:  

 Plumbing Fixture Fittings (metering valves, faucets, 

etc.) 

ASME/ANSI A112.18.1-2012/CSA 

B125.1-2012M-2000 

 CSA B125-2001 

 Suction Fittings for Use in Swimming Pools, Wading 

Pools, Spas, Hot Tubs and Whirlpool Bathtub 

ANSI/APSP 16-2011ASME/ANSI 

A112.19.7M-1995 
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Appliances CSA C22.2 No. 218.1-M1989 (R2011) 

CSA C22.2 No. 218.2-1993 (R2008) 

   

6) Floor Drains and Trench Drains ASME A112.6.3-2001 

(R2007)A112.21.1M-98  

 CSA B79-20081994 (R2000) 

  

7) Flushometer Bowls ASME/ANSI A112.19.2-2008/CSA 

B45.1-2008M-1998 

 CSA B125.3-2011-2001 

 Flushometers ANSI/ASSE 1037-1990 

 CSA B125.3-2011-2001 

  

8) Grease Interceptors PDI/ASME/ANSI A112.14.3-2000 

(R2004) 

   

9) Low Consumption (1.6 gpf) Water Closets
1
 ASME A112.19.2-2008/CSA B45.1-

2008 

ASME A112.19.14-2006 (R2-

11)ASME/ANSI A112.19.2M-1998 

 CSA B45.1-1999 in B45 

 CSA B45.4-1999 in B45 

   

10) Plastic Lavatory ANSI Z124.3a-1995 

 CSA B45.5-2011/IAPMO Z124-2011-

1999 

  

11) Plastic Shower Receptors/Shower Stalls ANSI Z124.2a-1995 

 CSA B45.5-2011/IAPMO Z124-2011-

1999 

  

12) Plastic Water Closets Bowls/Tanks ANSI Z124.4-1996 and  

ANSI Z124.4a-1996 

 CSA B45.5-2011/IAPMO Z124-

20111999 in B45 

  

13) Plastic Urinals Fixtures CSA B45.5-2011/IAPMO Z124-2011 

  

1413) Porcelain Enameled Formed Steel Plumbing ASME A112.19.1-2008/CSA 45.2-
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Fixtures, including Bathtub Liners 2008/ANSI A112.19.4M-1994 

CSA B45.3-1999 in B45 

  

1514) Stainless Steel Plumbing Fixtures (Residential) ASME A112.19.3-2008/CSA B45.4-

2008ASME/ANSI A112.19.3M-1996 

 CSA B45.4-1999 in B45 

  

1615) Vitreous China Plumbing Fixtures ASME/ANSI A112.19.2-2008/CSA 

B45.1-2008M-1998 

 CSA B45.1-1999 in B45 

17) Vitreous China Nonwater Urinals ASME A112.19.19-2006 (R2011) 

  

1816) Whirlpool Bathtub Appliances ASME/ANSI A112.19.7-2012/CSA 

B45.10-2012M-1995 

  CSA C22.2 No. 0-M1991 

  CSA C22.2 No. 14-1995 

  CSA C22.2 No. 100-1995 

  CSA C22.2 No. 218.2-1993 (R2008) 

  CSA B45-1999 

  CSA B45.10-2001 

  CSA B125-2001 

  CSA B137-1999 

 

Agency NoteNotes:  

 

The water pressure at each fixture installation shall meet the manufacturer's minimum 

recommended level for the fixture.  

 

Approved Standards for Plumbing 

Appliances/Appurtenances/Devices 
 

1) Anti-Backflow Freezeless Wall Hydrants ANSI/ASSE 1019-20111997 

 ASME A112.18.1-2012/CSA 

B125.1-2012B125-2001 

  

2) Anti-Scald Control Valve ANSI/ASSE 1016-2011/ASME 

A112.1016-2011/CSA B125.16-

20111996 

 CSA B125-2001 
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3) Anti-siphon Self-Drain FrostDrawing Frost Proof 

Sillcock 

ANSI/ASSE 1019-20111997 

CSA B125.3-2012-2001 

  

4) Automatic Ice Making Equipment NSF/ANSI 12-2009NSF #12-1993 

 CSA C22.2 No. 120-M1991 

(R2008) 

  

5) Automatic Storage Type Water Heater Less Than 

75,000 BTU/HR 

ANSI Z21.10.1-2009/CSA 4.1-

2009 

ASHRAE 90.1 2010 

ASHRAE 90.2-2007A-1980/ 

ANSI Z21.10.1a-2009/1994CSA 

4.1a-2009M1998 

ANSI Z21.10.1b-2011/CSA 4.1ba-

20112000 

  

6) Back Water Valves ASME/ANSI A112.14.1-2003 

(R2012)1998 

 CSA B181.1-20111999 in B1800 

 CSA B181.2-20111999 in B1800 

 CSA B182.1-20111999 in B1800 

 CSA B70-20121997 

  

7) Circulating Tank, Instantaneous ANSI Z21.10.1-2009/CSA 4.1-

2009a-1994/UL 499 

ANSI Z21.10.1a-2009/CSA 4.1a-

2009M1998 

ANSI Z21.10.1b-2011/CSA 4.1b-

2011 

 ANSI Z21.10.3-2011/CSA 4.3-

2011 M1998 

 ANSI Z21.13-2010/CSA 4.9-

20102000 

ANSI Z21.13a-2010/CSA 4.9a-

2010 

ANSI Z21.13b-2012/CSA 4.9b-

2012 

 CSA B140.12-2003 (R2008)1976 
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 CSA C22.2 No. 110-1994 (R2009) 

UL 499-2005 

  

8) Circulating Tank, Instantaneous, Automatic ANSI Z21.10.3-2011a-1990/CSA 

4.3-2011 

ANSI Z21.13-2010/CSA 4.9-2010 

ANSI Z21.13a-2010/CSA 4.9a-

2010 

ANSI Z21.13b-2012/CSA 4.9b-

2012 

UL 174-20041977 

 CSA 4.1-2011M1998 

 CSA 4.3-M1998 

 CSA 4.9-2000 

  CSA B140.12-2003 (R2008)1976 

  CSA C22.2 No. 110-1994 (R2009) 

   

9) Detergent/Chemical Feeders for Commercial Use ANSI/ASSE 1055-20091997 

  CSA C22.2 No. 0-2010M1991 

  CSA C22.2 No. 0.4-2004 

(R2009)M1982 

 CSA C22.2 No. 68-1992 (R2008) 

 CSA C22.2 No. 142-M1987 

(R2009)1997 

  

10) Dishwashing Machine (Commercial) ANSI/ASSE 1004-20081990 

ANSI Z83.21-2005/CSA C22.2 No. 

168-2005 

ANSI Z83.21a-2012/CSA C22.2 

No. 168a-2012 

 CSA C22.2 No. 0-2010M1991 

 CSA C22.2 No. 0.4-2004 

(R2009)M1982 

 CSA C22.2 No. 168-M1981 

  

11) Dishwashing Machine (Residential) ANSI/ASSE 1006-1986 (R1989) 

  CSA C22.2 No. 167-20081997 

   

12) Diverters for Residential – Anti-Siphon ASSE 1025-1978 
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 ASME 1112.18.1-2012/CSA 

B125.1-2012-2001 

  

13) Double Check Detector Assembly ANSI/ASSE 1048-20111995 

 CSA B64-20112001 

  

14) Double Check With Atmospheric Vent ASSE 1012-20091995 

 CSA B64-20112001 

  

15) Double Check Valve Assembly ASSE 1015-20111999 

 CSA B64-20112001 

  

16) Drinking Fountains ARI 1010-20021985 or  

ASME A112.19.2M-1998 

CSA B45-20081999 

  

17) Drinking Water Treatment Units – Health Effects NSF/ANSI 53-2011a #53-1999a 

   

18) Drinking Water Treatment Units – Aesthetic 

Effects 

NSF/ANSI 42-2011 #42-1999 

   

19) Drinking Water Treatment Chemicals NSF/ANSI 60-2012 #60-1999 

   

20) Dual Check Valve ANSI/ASSE 1024-20041998 

 CSA B64-20112001 

  

21) Duel Check Valve (Carbonated Beverage) (Relief 

Port Required) 

ASSE 1022-20031996 

CSA B64-20112001 

  

22) Food Waste Disposal (Commercial) ANSI/ASSE 1009-1990 

 CSA C22.2 No. 1-2010Nos. 0-

M1991 

 CSA C22.2 No. 68-1992 

  

23) Food Waste Disposal (Residential) ASSE 1008-20061989 

 CSA C22.2 No. 0-2010Nos. 0-

M1991 

 CSA C22.2 No. 68-20081992 
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24) Gas Water Heater Above 75,000 BTU ANSI Z21.10.3-2011/CSA 4.3-

2011a-1990/AGA 

 CSA 4.3-M1998 

  

25) Gas Water Heater 75,000 BTU or Less ANSI Z21.10.1-2009/CSA 4.1-

2009 

ANSI Z21.10.1a-2009/CSA 4.1a-

20091991 AGA 

 ANSI Z21.10.1b-2011/CSA 4.1b-

2011-M1998 

  

26) Gas Water Heater (Continuous Use) ANSI Z21.10.1-2009/CSA 4.1-

2009 

ANSI Z21.10.1a-2009/CSA 4.1a-

20091991 

 ANSI Z21.10.1b-2011/CSA 4.1b-

2011-M1998 

  

27) Gas Water Heater – Space Heating ANSI Z21.10.1-2009/CSA 4.1-

2009 

ANSI Z21.10.1a-2009/CSA 4.1a-

20091991 

 ANSI Z21.10.1b-2011/CSA 4.1b-

2011-M1998 

  

28) Grease Interceptors PDI-G 101-20101985 

ASME A112.14.3-2000 (R2004) 

   

29) Handheld Showers ASSE 1014-20051990 

ASSE 1016-2011/ASME 

A112.1016-2011/CSA B125.16-

2011-2001 

  

30) Home Laundry Equipment ASSE 1007-1986 (R1992) 

 CSA C22.2 No. 0-2010M1991 

 CSA C22.2 No. 0.4-2004 

(R2009)M-1982 

  CSA C22.2 No. 53-1968 

 CSA C22.2 No. 169-1997 (R2012) 



     ILLINOIS REGISTER            5500 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

  

31) Hot Water Dispensers-Electrical ANSI/ASSE 1023-1979 

 CSA C22.2 No. 64-2010M1991 

  

32) Hot Water Generating/Heat Recovery Equipment NSF/ANSI 5-2012 #5-1992 

   

33) Ice Makers UL 563-20091975 

 CSA B45-20081999 

 CSA C22.2 No. 0-2010M1991 

 CSA C22.2 No. 0.4-2004 

(R2009)M-1982 

 CSA C22.2 No. 63-1993 (R2008) 

 CSA C22.2 No. 120-M1991 

(R2008) 

  

34) Individual Pressure Balancing  

In-line valves for individuals fixture fittings  

ASSE 1066-1997 

 CSA B125-2001 

   

35) Mixing Valves 

Automatic Compensating Valves for Individual 

Shower and Tub/Shower Combinations 

ASSE 1016-2011/ASME 

A112.1016-2011/CSA B125.16-

2011 

 Individual Thermostatic Pressure Balancing and 

Combination Control Valves 

ANSI/ASSE 1016-1996 

CSA B125-2001 

 Temperature Actuated Mixing Valves for Hot 

Water Distribution, Domestic Use 

ANSI/ASSE 1017-20091999 

CSA B125-2001 

   

 Automatic Temperature Control Mixing Valves ASSE 1069-2005 

   

 Water Temperature Limiting Devices ASSE 1070-2004 

   

 Mixing Valves for Plumbed Emergency Equipment ASSE 1071-2012 

   

36) Oil Fired Water Heaters UL 732-20101975/ASME 1975 

 CSA B140.0-2003 (R2008)M1987 

 CSA B140.12-2003 (R2008)1976 

 CSA C22.2 No. 0-2010M1991 

 CSA C22.2 No. 3-M1988 (R2009) 

  

37) Pressure Relief Valve ANSI Z21.22-1999 (R2008)/CSA 
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4.4-M1999 (R2008)1986 

 CSA 4.4-M1999 

 ANSI Z21.22a-2000 (R2008)/CSA 

4.4a-2000 (R2008) 

 ANSI Z21.22b-2001 (R2008)/CSA 

4.4b-2001 (R2008) 

  

38) Pressurized Flushing Device ANSI/ASSE 1037-1990 

 CSA B125-2001 

  

39) Reduced Pressure Detector Assembly ANSI/ASSE 1047-20111999 

 CSA B64-20112001 

  

40) Reduced Pressure Principle Backflow Preventer ASSE 1013-20111999 

 CSA B64-20112001 

  

41) Refuse Compactors/Compactor System NSF/ANSI 13-2012 #13-1992 

 CSA C22.2 No. 0-2010M1991 

 CSA C22.2 No. 68-20081992 

  

42) Relief Valves For Hot Water System ANSI Z21.22-1999 (R2008)/CSA 

4.1-M1999 (R2008)1986 

 CSA 4.4-M1999 

 ANSI Z21.22a-2000 (R2008)/CSA 

4.4a-2000 (R2008) 

 ANSI Z21.22b-2001 (R2008)/CSA 

4.4b-2001 (R2008) 

  

43) Reverse Osmosis Drinking Water Treatment 

System 

NSF/ANSI 58-2012 #58-1999 

   

44) Spray Type Dishwashing Machine for Commercial 

Use 

NSF/ANSI 3-2012 #3-1996 CSA 

C22.2 No. 0-2010M1991 

 CSA C22.2 No. 0.4-2004 

(R2009)M1982 

 CSA C22.2 No. 53-1968 

 ANSI Z83.21-2005/CSA C22.2 No. 

168-2005M1981 

ANSI Z83.21a-2012/CSA C22.2 



     ILLINOIS REGISTER            5502 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

No. 168a-2012 

  

45) Trap Seal Primer Valve ASSE 1018-20011986 

 CSA B125.3-20122001 

  

46) Vacuum Breakers, Anti-siphon ANSI/ASSE 1001-20081990 

 CSA B64-20112001 

  

47) Vacuum Breakers Hose Connection ANSI/ASSE 1011-20041995 

 CSA B64-20112001 

  

48) Vacuum Breaker (Laboratory Faucet) ANSI/ASSE 1035-20081995 

 CSA B64-20112001 

  

49) Vacuum Breakers Pressure Type ASSE 1020-20041997 

 CSA B64-20112001 

  

50) Vacuum Relief Valve ANSI Z21.22b-2001 (R2008)1986 

 CSA B64-20112001 

  

51) Vending Machine for Food/Beverage NSF/ANSI 25-2012 #25-1997 

 CSA C22.2 No. 0-2010M1991 

 CSA C22.2 No. 120-M1991 

(R2008) 

 CSA C22.2 No. 128-1995 (R2009) 

ASSE 1002-2008 

  

52) Water Closet Personal Hygiene Devices ASME A112.4.2-2009 

  

5352) Water Closet Tank BallcockBall Cock ASSE 1002-20081999 

CSA B64-2011 

 CSA B125.3-20122001 

  

5453) Water Hammer Arresters ASSE 1010-20041998 

 CSA B125-2001 

  

5554) Water Heater Drain Valve ASSE 1005-1986 

 ASME A121.18.1-2011/CSA 

B125.1-2011-2001 
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5655) Water Pressure Reducing Valves (Domestic) ANSI/ASSE 1003-20091995 

 CSA B356-20102000 

  

57) Water Softener and Treatment Devices NSF/ANSI 44-2012 

 

Approved Standards for Fittings 
 

1) Cast Iron Threaded Drainage Fittings ASME/ANSI B16.12-20091991 

   

2) Cast Copper Alloy Solder Pressure Fittings ASMEANSI B16.18-20121994 

   

3) Cast Copper Alloy Solder Drainage Fitting (DWV) ASMEANSI B16.23-20111992 

   

4) Copper Fittings ASME B16.15-20111994 

  ASMEANSI B16.18-20121994 

  ASME/ANSI B16.22-20121995 

  ASMEANSI B16.23-20111992 

  ASME/ANSI B16.26-20111988 

  ASME/ANSI B16.29-20121994 

  NSF/ANSI 61-2012 

ASME/ANSI B16.32-1984 

   

5) Forged Steel Fittings, Socket, Welded, Threaded ASME/ANSI B16.11-20111997 

   

6) Gray Iron/Ductile Iron AWWA C 110-20091998 

  AWWA C 151-20091996 

   

7) Malleable Iron ASME/ANSI B 16.3-20111992 

   

8) Plastic ASTM D 2466-20061997 

  ASTM D 2467-20061996a 

  ASTM D 2468-1996a 

  ASTM D 2564-20121996a 

  ASTM D F409-20121998 

  ASTM D F438-20091997 

  ASTM D F439-20121997 

 CSA B137.3-20091999 in B137 

 CSA B181.2-20111999 in B1800 
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 CSA B182.1-20111999 in B1800 

 CSA B182.2-1999 in B1800 

 CSA B125-2001 

 CSA B137.6-20091999 in B137 

 CSA B137.6-1999 in B137 

  

9) Plumbing Fixture Fittings (Metering valves, faucets, 

etc.) 

ASME A112.18.1-2012/CSA 

B125.1-2012M-1996 

 CSA B125-2001 

   

10) Steel ASME/ANSI B 16.9-20121993 

  ASME/ANSI B 16.11-20111997 

  ASME/ANSI B 16.28-1994 

   

11) Wrought Copper/Bronze Solder Pressure Fitting ASME/ANSI B 16.22-20121995 

   

12) Wrought Copper and Wrought Copper Alloy Solder 

(Drainage Fittings) 

ASME/ANSI B16.29-20121994 

ASME/ANSI B16.22-20121995 

   

13) Wrought Steel Buttwelding Fittings ASME/ANSI B16.9-20121993 

   

14) Wrought Steel Buttwelding Short Radius Ells ASME B16.9-2012 

ASME/ANSI B16.28-1994 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 



     ILLINOIS REGISTER            5505 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards 

 

Section 890.TABLE B   Minimum Number of Plumbing Fixtures  
 

Type of Building  All Facilities for Employee Use 

Single Dwelling or Unit of 

Multiple Dwelling; Condo. or 

Apartment; or Hotel/Motel Unit 

 

 Male Female  

 

Water closets 

(Fixtures per person) 

For 1-5 Total Employees See Section 

890.810(b)(1) 

1 per dwelling or unit 

  

 1: 1-15 1: 1-15   

 2: 16-35 2: 16-35   

 3: 36-55 3: 36-55   

 4: 56-80 4: 56-80   

 5: 81-110 5: 81-110   

 Over 110, add 1 fixture per restroom for 

each additional 40 males/females. 

 

  

 (See Footnote #1)  

 

Urinals See footnote #2 See footnote #2 None 

 

Lavatories
3
 1: 1-15 1: 1-15  1 per dwelling or unit 

(Fixtures per person) 2: 16-35 2: 16-35   

 3: 36-60 3: 36-60   

 Over 60, add 1 fixture per restroom for each 

additional 45 males/females. 

 

 

Bathtubs/Showers 1 per 10
7
 1 per 10

7
 1 per dwelling or unit 

 (If Required)   

 

Drinking fountains
4
 1 per 10075 

None 
(Fixtures per person)  

 

Other Fixtures
5
 None 1 Double Kitchen Sink; or 

1 Single Bowl − 24    
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   inches" x 21 inches" x 6½ 

inches" minimum  

1 Laundry Tray or 1 

Clothes WasherAutomatic 

Laundry Washing 

Machine connection for 

each 104 units
5
 

   

   

 

 

Type of Building Dormitories 
Assembly Places:  Sports Arenas, 

Stadiums, Convention Halls, Etc. 

 

 Male Female Male Female 

 

Water Closet 

(Fixtures per 

person) 

1 per 10 1 per 8 1: 1-100 2: 1-100 

Add 1 fixture for each additional 25 

males over 10; and 1 for each 

additional 20 females over 8. 

2: 101-200 3: 101-150 

3: 201-400 4: 151-200 

4: 400-800 5: 201-300 

  6: 301-400 

  7: 401-500 

  8: 501-650 

  9: 651-800 

 Over 800, add 1 fixture for each 

additional 700 males and 1 for 

each 150200 females. 

See Footnote #1 

 

Urinals 1 per 25 See Footnote #2 1: 1-100 See Footnote #2 

(Fixtures per 

person) 

Over 150, add 1 

fixture for each 

50 males added; 

over 400, add 1 

for each 200 

males added.
2
 

2: 101-200 

3: 201-400 

4: 401-600 

Over 600, add 1 fixture for each 

additional 250 persons. 

    

Lavatories
3
 1 per 12 1 per 12 1: 1-200 1: 1-200 

(Fixtures per 

person) 

Over 12, add 1 fixture for each 

additional 20 males and 1 for each 15 

females. 

2: 201-400 2: 201-400 

3: 401-750 3: 401-750 
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   Over 750, add 1 fixture per 

restroom for each added 400 

males/females. 

 

Bathtubs, Showers 1 per 8 None 

(Fixtures per 

person) 

See Footnote #13For females, add 1 

bathtub per 30; over 150, add 1 per 

50. 

  

 

Type of Building Dormitories 
Assembly Places:  Sports Arenas, 

Stadiums, Convention Halls, Etc. 

 

 Male Female Male Female 

Drinking Fountains
4 

 1 per 75  

(Fixtures per person)   1 per each set of male and female 

public restrooms (High-Low) 

 

Other Fixtures 

(Fixtures per person) 

1 service sinkService Sink per floor 1 service sinkService Sink per floor 

 

 

Type of Building 

Assembly Places:  Theaters, 

Auditoriums, Other Facilities for 

Spectator Events 

Mercantile Units, Malls, Stores, Etc. 

 

 Male Female Male Female 

 

Water Closet 

(Fixtures per person) 

1: 1-100 2: 1-100  1: 1-100 1: 1-50 

2: 101-200 3: 101-150  2: 101-200 2: 

 

51-100 

 

3: 201-400 4: 151-200  3: 201-400 3: 101-150 

 4: 401-800 5: 201-300  4: 401-800 4: 151-250 

   6: 301-400    5: 251-350 

   7: 401-500    6: 351-500 

   8: 501-650    7: 501-650 

   9: 651-800   8: 651-800 

 Over 800, add 1 fixture for each 

additional 400 males and 1 for 

each 150170 females. 

Over 800, add 1 fixture for 

each additional 500 males and 

1 for each 150175 females. 
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See Footnote #1 See Footnote #1 

   

Urinals 

(Fixtures per person) 

1: 1-100 See Footnote #2  1: 51-200 See Footnote #2 

2: 101-200  2: 201-400 

3: 201-400  3: 401-600 

 4: 401-600  4: 601-800 

 Over 600, add 1 fixture for each 

additional 300 males. 

Over 800, and 1 fixture for 

each additional 300. 

 

Lavatories
3 

(Fixtures per person) 

1: 1-200 1:1-200  1: 1-200 1: 1-200 

2: 201-400 2:201-400  2: 201-400 2: 201-400 

3: 401-750 3:401-750  3: 401-750 3: 401-750 

 Over 750, add 1 fixture per 

restroom for each added 400 

males/females. 

Over 750, add 1 fixture per 

restroom for each added 350 

males/females. 

 

Drinking Fountains
4
 

(Fixtures per person) 

1: 1-100    1: 1-100  

1 High-Low for each set of male and 

female restrooms.Over 100, add 1 for 

each added500; over 1000, add 1 for 

each added 500; over 5000, add 1 for 

each added 1000. 

1 High-Low for each set of 

male and female 

restrooms.Over 100, add 1 for 

each added 500; over 1000, add 

1 for each added 500; over 

5000, add 1 for each added 

1000. 

 

Other Fixtures 

(Fixtures per person) 

1 service sinkService Sink per 

floorFloor 

1 service sinkService Sink per 

floorFloor 

 

 

Type of Building 
Worship Places and  

Funeral Homes 

Businesses Selling Motor Fuel  

to the Public
10

 

 

 Male Female Male Female 

 (See Footnote #1)   

 

Water Closets 

(Fixtures per person) 

1 per 250 1 per 125 1 per station 1 per station 
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Urinals 

(Fixtures per person) 

1 per 250 See Footnote #2 None 

 

Lavatories
3
 

(Fixtures per person) 

1 per 125 1 per 125 1 per station 1 per station 

 

Other Fixtures 

(Fixtures per person) 

1 service sinkService 

Sink 

1 service sink where public 

restrooms are required.None 

 

 

Type of Building Office Buildings/Public Buildings 

Food Service Establishments, Pubs, 

Lounges, Nightclubs, and Places 

Serving Food or Liquid to be 

Consumed on the Premises
8
 

      

 Male Female  Male Female 

      

Water Closet 

(Fixtures per person) 

1: 1-15 1: 1-15  1: 1-100 1: 1-50 

2: 16-35 2: 16-35  2: 101-300 2: 51-100 

3: 36-55 3: 36-55    3: 101-150 

 4: 56-80 4: 56-80    4: 151-300 

 5: 81-110 5: 81-110      

 Over 110, add 1 fixture per 

restroom for each additional 5040 

males/females.   

See Footnote #1 

 Over 300, add 1 fixture for each 

additional 200 males and 1 

fixture per each 100 females.  

See Footnotes #1. 

       

Urinals 

(Fixtures per person) 

See Footnote #2  1: 1-150 See Footnote #2 

    Over 150, add 

1 fixture for 

each added 150 

males. 

 

       

Lavatories
3
 

(Fixtures per person) 

1: 1-15 1: 1-15  1: 1-100 1: 1-100 

2: 16-35 2: 16-35  2: 101-200 2: 101-200 

3: 36-60 3: 36-60  3: 201-400 3: 201-400 

 4: 61-90 4: 61-90      

 5: 91-125 5: 91-125      
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 Over 125, add 1 fixture per 

restroom for each additional 5045 

males/females. 

See Footnote #1 

 Over 400, add 1 fixture per 

restroom for each additional 200 

males/females. 

See Footnotes #1 and #6 

    

Drinking Fountains
4
 

(Fixtures per person) 

1 per 75 

 

 See Footnote #12 

    

Other Fixtures  

(Fixtures per person) 

1 service sinkService Sink per 

floor on which restrooms are 

located 

 1 service sinkService Sink and 1 

3-Compartment Sink as required 

by 77 Ill. Adm. Code 750 

See Footnote #6 

 

 

Type of Building 
Schools-Student Use:  

Elementary 

Schools-Student Use: 

Secondary, Colleges, Universities, 

Adult Centers, Etc. 

      

 Male Female  Male Female 

      

      

Water Closets 

(Fixtures per person) 

1: 1-20 1: 1-20  1 per 40 1 per 20 

2: 21-50 2: 21-50  See Footnote #1 

 Over 50, add 1 fixture per 

restroom for each additional 50 

persons.  

See Footnote #1 

  

      

Urinals 

(Fixtures per person) 

See Footnote #2 See Footnote 

#2 

 1 per 40 See 

Footnote #2 

See Footnote #2 

      

Lavatories
3
  

(Fixtures per person) 

1: 1-25 1: 1-25  1 per 40 1 per 40 

2: 26-50 2: 26-50  1 per exercise room 

 Over 50, add 1 fixture per 

restroom for each additional 50 

persons.  

See Footnote #1 

  

    

Drinking Fountains
4
 1 per 75  1 per 75 
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(Fixtures per person) 

    

Other Fixtures 

(Fixtures per person) 

1 service sinkService Sink per 

floor and kitchen area. 

 1 service sinkService Sink per 

floor and kitchen area. 

 

 

Type of Building 

Day Care, Nursery and Preschool Center 

Toddlers 16-36 Months Excludes Infants 

(0-15 Months) 

 

 Male Female 

Water Closets 

(Fixtures per person) 

1: 1-10 1: 1-10  

2: 11-25 2: 11-25  

 3: 26-50 3: 26-50  

 4: 51-75 4: 51-75  

 5: 76-100 5: 76-100  

 6: 101-125 6: 101-125  

 7: 126-150 7: 126-150  

 8: 151-175 8: 151-175  

 Over 175:  Add a fixture per restroom for 

each additional 50 males/females.  

See Footnotes #1 and #11 

   

Urinals 

(Fixtures per person) 

See Footnote #2 See Footnote #2 

   

Lavatories
3
 

(Fixtures per person) 

1: 1-10 1: 1-10  

2: 11-25 2: 11-25  

 3: 26-50 3: 26-50  

 4: 51-75 4: 51-75  

 5: 76-100 5: 76-100  

 6: 101-125 6: 101-125  

 7: 126-150 7: 126-150  

 8: 151-175 8: 151-175  

 Over 175:  Add a fixture per restroom for 

each additional 50 males/females.  

See Footnotes #1 and #11 
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Drinking Fountains
4
 

(Fixtures per person) 

1 per 75 

   

Other Fixtures 1 service sink per facilityService 

Sink Per Facility and kitchen area. 

 

 

Type of Building Hospital Individual Room Hospitals Ward Room 

   

Water Closets 1 per room 1 per 8 patients 

(Fixtures per person)   

   

Urinals None None 

(Fixtures per person)   

   

Lavatories
3
 1 per room 1 per 8 patients 

(Fixtures per person)   

   

Bathtubs, Showers 1 per room 1 per 8 patients 

(Fixtures per person)   

   

Drinking Fountains
4
 None 1 per 75 

(Fixtures per person)   

   

Other Fixtures 1 service sinkService Sink 1 service sinkService Sink 

(Fixtures per person) per floor per floor 

 

 

Type of Building 

Institutional – Other than  

Hospitals or Penal Institutions 

(on each floor) 

Penal Institutions  

For Prisoner Use  

Cell or Dormitories 

    

 Male Female  

    

Water Closets 1 per 25 1 per 20 1 per cell 

(Fixtures per person)   1 per 8 in a dormitory 

    

Urinals 1 per 50 (#2) See Footnote #2 None 
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(Fixtures per person)    

    

Lavatories
3
 1 per 10 1 per 10 1 per cell 

(Fixtures per person)   1 per 8 prisoners in a 

dormitory    

    

Bathtubs, Showers 1 per 8 1 per 8  1 per 8 prisoners 

(Fixtures per person)    

    

Drinking Fountains
4
 1 per 75 1 per 75 prisoners 

(Fixtures per person)    

    

Other Fixtures 1 service sinkService Sink 

per floor 

1 service sinkService 

Sink per floor 

(Fixtures per person)    

 

 

Instructions/Footnotes For Table B 

 

The numbers of fixtures required for employees are included in the numbers shown in Table B 

for all building types/uses except Hospital Rooms, Penal Institutions, and Other Institutions.  The 

entry in Table B entitled "All Facilities for Employee Use" shall be used to determine the 

minimum number of fixtures required for employees in hospitals, penal/other institutions, and all 

other buildings/facilities that do not appear in Table B. 

 

Questions concerning the minimum numbers of fixtures required for building types not listed in 

Appendix A, Table B, shall be referred to the Department in writing prior to construction for a 

decision concerning the minimum numbers (and types) of plumbing fixtures required. 

 

Footnotes: 

 

1. The figures shown are the minimum number of fixtures required for the number of 

persons indicated or any fraction of that numberthereof.  Based on the total occupant load 

determined, the number of fixtures shall be calculated assuming 50 percent of the 

occupants are male and 50percent are female.  The total male/female occupants shall be 

calculated first; then the number of fixtures for each (males/females) shall be determined 

from the appropriate table. 
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2. Urinals may be substituted for water closets for males, not to exceed half½ of the 

required total number of water closets.  Comparable fixtures for females may be 

substituted for water closets for females, not to exceed half½ of the required total number 

of water closets. 

 

3. 18 lineal inches of wash sink or 18 inches of a circular basin, when provided with water 

outlets for such space of this kind, shall be considered equivalent to one lavatory. 

 

4. Whenever a drinking fountain is required by this Partcode, bottled drinking water or a 

water dispensing faucet (water station) may be substituted for a drinking fountain, 

provided drinking water is accessible to the public.  When bottled drinking water is 

provided in lieu of a drinking fountain, the bottled water used must be commercially 

sealed in accordance with the Illinois Bottled Water Act  [815 ILCS 310] and with the 

Illinois Safe Bottled Water Act.or must comply with the Department's Public Area 

Sanitary Practice Code (77 Ill. Adm. Code 895). 

 

5. The kitchen sink and laundry tray or connection for the washer are not required for the 

hotel/motel unit. 

 

6. In addition to providing separate hand-washinghandwashing facilities in the kitchen for 

employees, all food service establishments shall provide a minimum of one service/utility 

sink and one three-compartment sink to sanitize dishes and eating utensils; however, a 

mechanical dishwasher may be substituted for a three3-compartment sink to sanitize 

dishes and utensils. (See 77 Ill. Adm. Code 750.) 

 

7. BathtubsWhen bathtubs/showers that are required for employees by OSHA requirements, 

collective bargaining agreements, etc., they shall be provided at the rate of one per 10 

employees. 

 

8. Food Service Establishments with no more than 10 combined employees and seats (for 

patrons) at any one time need not provide public restrooms, provided that the employee 

restrooms are accessible and made available to the public. 

 

9. Bed and Breakfast facilities with more than five5 sleeping rooms shall meet the minimum 

requirements of this Part for Hotel/Motel units.  Bed and Breakfast facilities with five5 or 

fewer sleeping rooms, in complianceconformance with the Bed and Breakfast Act [50 

ILCS 820], need not provide individual restrooms for each sleeping room. 
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10. Businesses thatwhich sell motor fuel but do not have any employees working as 

attendants are not required to provide public restrooms. 

 

11. In Day Care Centers providing restroom training facilities for occupants ages three3 and 

younger where continuous adult supervision is provided, restrooms are not required to be 

separated into facilities for males and females, and are allowed to contain multiple 

lavatories and water closets as required by this Part.  Public restrooms shall be required 

for everyone over the age of three3 separate from the restroom training facilities as 

required by this Part. 

 

12. Drinking water shall be provided in accordance with Section 890.720(f). 

 

13. The total number of bathing facilities shall include one bathtub for males and one bathtub 

for females or one individual user restroom with a bathtub. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards 

 

Section 890.TABLE D   Minimum Water Distribution Pipe Size 

 

Type of Fixture or Device (See Footnotes 1 & 2)  Pipe Size (inches) 

   

Bathtubs  ½ 

Combination sink and tray  ½ 

Drinking fountain  ⅜ 

Dishwasher (domestic)  ½ 

Dishwasher (commercial)  ¾ 

Kitchen sink (residential)  ½ 

Kitchen sink (commercial) 1 Faucet  ½ 

Kitchen sink (commercial) 2 Faucets  ¾ 

Lavatory  ⅜ 

Laundry tray (1, 2 or 3 compartment)  ½ 

Shower (single head)  ½ 

Sinks (service/slop)  ½ 

Sinks (flushing rim)  ¾ 

Urinal (flush tank)  ½ 

Urinal (direct flush valve)  ¾ 

Urinal (siphon jet)  1 

Washing machine (automatic)  ½ 

Water closet (tank type)  ⅜ 

Water closet (flush valve type)  1 

Hose bibbs  ½ 

Wall hydrant  ½ 

1 
For fixtures not listed, the minimum supply branch shall be installed in the 

diameters required for similar type fixtures. 
2 

The fixture supply pipe shall be extended to within 12 inches of the point 

of connection to fixture and be within the same area and physical space as 
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the point of connection to the fixture. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  

 

Section 890.TABLE M   Load Values Assigned to Fixtures  
 

Fixture Occupancy 
Type of  

Supply Control 

Load Values in Water 

(Supply Fixture Units)  

Cold Hot Total 

Water Closet Public/Private Flush Value 10 – 10 

Water Closet Public/Private Flush Tank 35 – 35 

Urinal  Public 1" Flush Valve 10 – 10 

Urinal Public  ¾" Flush Valve 5 – 5 

Urinal Public Flush Tank 3 – 3 

Lavatory Public Faucet 11.5 11.5 2 

Bathtub Public Faucet 3 3 4 

Shower Head Public Mixing Valve 23 23 34 

Service Sink Offices, etc. Faucet 22.25 22.25 3 

Kitchen Sink Hotel/Restaur.  Faucet 3 3 4 

Drinking Fountain Office, etc. 3/8" Valve 0.25 – 0.25 

Water Closet Private Flush Valve 6 – 6 

Water Closet Private Flush Tank 3 – 3 

Lavatory Private Faucet 0.75 0.75 1 

Bathtub Private Faucet 1.5 1.5 2 

Shower Stall Private Mixing Valve 11.5 11.5 2 

Kitchen Sink Private Faucet 1.5 1.5 2 

Laundry Trays (1 to 3) Private Faucet 22.25 22.25 3 

Combination Fixture Private Faucet 2.25 2.25 3 

Dishwashing Machine Private Automatic  -1 1 

Laundry Machine (8 lb) Private Automatic 1.5 1.5 2 

Laundry Machine (8 lb) Public/ General Automatic 2.25 2.25 3 

Laundry Machine (16 lb) Public/ General Automatic 3 3 4 

 

Agency NotesNote: For fixtures not listed, loads shall be assumed by comparing the fixtures to 

one listed using water in similar quantities and at similar rates.  The assigned loads for 

fixtures with both cold and hot water supplies are given for separate cold and hot water 

loads and for total load.  

 

Where a unit of local government or the community public water supply does not require 



     ILLINOIS REGISTER            5519 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

separate water service lines for irrigation or similar systems that are likely to impose 

continuous demands (e.g., lawn sprinkler or air conditioning systems), the following rule 

applies: estimate the continuous demand (in gallons per minute) for such outlets/systems 

separately from the intermittent demand from the above fixtures listed in this table, and 

add this amount to the demand of the fixtures (in gallons per minute).  

 

Fire sprinkler systems are exempt from this table.  

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  
 

Section 890.TABLE N   Water Supply Fixture Units (WSFU)(W.S.F.U.) for a Supply 

System with Flush Tanks Water Closets 
 

Water Supply Fixture Units (W.S.F.U.) for a 

Supply System with Flush Tanks 

 

WSFUW.S.F.U. 

Demand 

(GPM) 

Pipe Size 

(Inches) 

Pressure 

Loss 

(PSI/100' 

of Pipe) 
Velocity 

(Ft./Sec.) 

Meter Size 

(Inches) 

      

2 2 ½" 4.2 2.7 ⅝" 

4 3 ½" 8.7 4.2 ⅝" 

6 5 ½" 22.5 7.0 ⅝" 

8 6.5 ¾" 6.3 4.3 ⅝" 

10 8 ¾" 9.0 5.4 ¾" 

12 9.2 ¾" 11.5 6.1 ¾" 

14 10.4 ¾" 15.0 6.9 ¾" 

16 11.6 ¾" 18.0 7.7 ¾" 

20 14 1" 7.2 5.6 ¾" 

25 17 1" 10.0 6.6 ¾" 

30 20 1" 13.6 8.0 1" 

35 22.5 1¼" 5.8 5.7 1" 

40 25 1¼" 7.0 6.3 1" 

45 27 1¼" 8.2 6.9 1" 

50 29 1¼" 9.5 7.4 1" 

60 32 1½" 5.0 5.8 1½" 

70 35 1½" 6.2 6.4 1½" 

80 38 1½" 7.0 7.2 1½" 

90 41 1½" 8.0 7.5 1½" 

100 43.5 1½" 8.7 7.8 2" 

120 48 2" 2.7 5.0 2" 

140 52.5 2" 3.1 5.4 2" 

160 57 2" 3.6 5.8 2" 

180 61 2" 3.9 6.1 2" 
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Water Supply Fixture Units (W.S.F.U.) for a 

Supply System with Flush Tanks 

 

WSFUW.S.F.U. 

Demand 

(GPM) 

Pipe Size 

(Inches) 

Pressure 

Loss 

(PSI/100' 

of Pipe) 
Velocity 

(Ft./Sec.) 

Meter Size 

(Inches) 

      

200 65 2" 4.5 6.6 2" 

225 70 2" 5.2 7.1 2" 

250 75 2" 6.0 7.7 3" 

275 80 2½" 2.6 5.5 3" 

300 85 2½" 2.9 5.8 3" 

350 95 2½" 3.5 6.5 3" 

400 105 2½" 4.2 7.1 3" 

450 115 2½" 5.0 8.0 3" 

500 125 3" 2.3 5.9 3" 

600 145 3" 3.1 6.8 4" 

750 170 3" 4.0 8.0 4" 

1000 208 4" 1.5 5.7 4" 

1250 240 4" 1.9 6.4 4" 

1500 267 4" 2.3 7.0 4" 

1750 294 4" 2.8 7.8 4" 

2000 320 6" 0.36 3.7 6" 

 

Agency Notes: 

 

Where a unit of local government or the community public water supply does not require 

separate water service lines for irrigation or similar systems that are likely to impose 

continuous demands (e.g., lawn sprinkler or air conditioning systems), the following rule 

applies: estimate the continuous demand (in gallons per minute) for each outlets/systems 

separately from the intermittent demand from the above fixtures, and add this amount to 

the demand of the fixtures (in gallons per minute). 

 

Meter and meter yoke sizes shown in this table shall apply only to those jurisdictions or 

governmental units where local ordinances or community public water supply 

requirements do not prescribe specific sizes of meters and/or meter yokes. Where local 

ordinances or community public water supply requirements cover such sizing, those 

requirements shall be followed. 



     ILLINOIS REGISTER            5522 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  
 

Section 890.TABLE O   Water Supply Fixture Units (WSFU)(W.S.F.U.) for a Supply 

System with Flushometer Water Closets 
 

Water Supply Fixture Units (W.S.F.U.) for a 

Supply System with Flushometer 

 

WSFUW.S.F.U. 

Demand 

(GPM) 

Pipe Size 

(Inches) 

Pressure 

Loss 

(PSI/100' 

of Pipe) 

Velocity 

(Ft./Sec.) 

Meter Size 

(Inches) 

      

10 27 1¼" 8.3 6.8 ¾" 

12 28.6 1¼" 9.2 7.2 ¾" 

14 30.2 1¼" 10 7.9 ¾" 

16 31.8 1¼" 11 8.0 ¾" 

20 35 1½" 6.0 6.4 ¾" 

25 38 1½" 7.0 6.9 1" 

30 41 1½" 8.0 7.4 1" 

35 43.8 1½" 8.8 8.0 1" 

40 46.5 2" 2.5 4.7 1" 

45 49 2" 2.7 5.1 1" 

50 51.5 2" 2.9 5.4 1½" 

60 55 2" 3.4 5.8 1½" 

70 58.5 2" 3.7 6.0 1½" 

80 62 2" 4.0 6.2 1½" 

90 64.8 2" 4.6 6.5 1½" 

100 67.5 2" 5.0 6.8 1½" 

120 72.5 2" 5.6 7.2 2" 

140 77.5 2" 6.3 8.0 2" 

160 82.5 2½" 2.7 5.7 2" 

180 87 2½" 3.0 6.1 2" 

200 91.5 2½" 3.4 6.4 2" 

225 97 2½" 3.7 6.8 2" 

250 101 2½" 4.0 7.1 3" 

275 106 2½" 4.2 7.3 3" 

300 110 2½" 4.6 7.6 3" 
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Water Supply Fixture Units (W.S.F.U.) for a 

Supply System with Flushometer 

 

WSFUW.S.F.U. 

Demand 

(GPM) 

Pipe Size 

(Inches) 

Pressure 

Loss 

(PSI/100' 

of Pipe) 

Velocity 

(Ft./Sec.) 

Meter Size 

(Inches) 

      

350 119 3" 2.1 5.5 3" 

400 126 3" 2.3 5.9 3" 

450 138 3" 2.7 6.3 3" 

500 145 3" 3.0 6.8 3" 

600 160 3" 3.6 7.4 4" 

750 178 4" 1.1 4.7 4" 

1000 208 4" 1.5 5.6 4" 

1250 240 4" 1.9 6.4 4" 

1500 267 4" 2.3 7.0 4" 

1750 294 4" 2.8 7.8 4" 

2000 321 6" 0.4 3.7 6" 

 

Agency Notes: 

 

Where a unit of local government or the community public water supply does not require 

separate water service lines for irrigation or similar systems that are likely to impose 

continuous demands (e.g., lawn sprinkler or air conditioning systems), the following rule 

applies: estimate the continuous demand (in gallons per minute) for such outlets/systems 

separately from the intermittent demand from the above fixtures, and add this amount to the 

demand of the fixtures (in gallons per minute). 

 

Meter and meter yoke sizes shown in this table shall apply only to those jurisdictions or 

governmental units where local ordinances or community public water supply requirements 

do not prescribe specific sizes of meters and/or meter yokes. Where local ordinances or 

community public water supply requirements cover such sizing, those requirements shall be 

followed. 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  

 

Section 890.TABLE R   Minimum Alternate Water Source Testing, Inspection, and 

Maintenance Frequency  

 

Alternate water source systems and components shall be inspected and maintained as listed, 

unless more frequent inspection and maintenance is required by the manufacturer. 

 

 

Description Minimum Frequency 

Inspect and clean filters and screens, and 

replace (if necessary) 
Every 3 months 

Inspect and verify that disinfection, filters 

and water quality treatment devices and 

systems are operational and maintaining 

minimum water quality requirements as 

determined by the Department 

In accordance with manufacturer's instructions, 

and the Department or AHJ 

Inspect and clear debris from rainwater 

gutters, downspouts and roof washers 
Every 6 months 

Inspect and clear debris from roof or other 

aboveground rainwater collection surfaces 
Every 6 months 

Remove tree branches and vegetation 

overhanging roof or other aboveground 

rainwater collection surfaces 

As needed 

Inspect pumps and verify operation After initial installation and every 12 months  

Inspect valves and verify operation After initial installation and every 12 months  

Inspect pressure tanks and verify operation After initial installation and every 12 months  

Clear debris from and inspect storage tanks 

and locking devices, and verify operation 
After initial installation and every 12 months  

Inspect caution labels and marking After initial installation and every 12 months  
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Inspect and maintain mulch basins for 

graywater irrigation systems 

As needed to maintain mulch depth and 

prevent ponding and runoff 

Cross-connection inspection and test* After initial installation and every 12 months  

* The cross-connection test shall be performed in accordance with the requirements of Section 

890.2140(j)(2)(A) through (B) 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  

 

Section 890.TABLE S   Location of Graywater System 

 

A graywater system or any part of a graywater system shall not be located at any point having 

less than the minimum distances indicated. 

 

Minimum Horizontal Distance 

Required from: 

Surge 

Tank 

(feet) 

Subsurface and Subsoil Irrigation 

Field and Mulch Bed (feet) 

Building structures
1
 5

2
 2

3, 8
 

Property line adjoining private property 5 5
8
 

Water supply/geothermal wells
4
 50 100 

Streams and lakes
4
 50 50 

Sewage pits or cesspools 5 5 

Sewage disposal field 5 4
6
 

Septic tank 0 5 

On-site domestic water service line 10
7
 10

7
 

Pressurized public water main 10 10 

 

For SI units: 1 foot = 304.8 mm 

 

Note: When irrigation or disposal fields are installed in sloping ground, the minimum horizontal 

distance between any part of the distribution system and the ground surface shall be 15 

feet. 

 
1
 Including porches and steps, whether covered or uncovered, breezeways, roofed carports, 

roofed patios, carports, covered walks, covered drive-ways, and similar structures or 

appurtenances. 
2
 The distance shall be permitted to be reduced to 0 feet for aboveground tanks when first 

approved by the AHJ. 
3
 Reference to a 45 degree (0.79 rad) angle from foundation. 



     ILLINOIS REGISTER            5528 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

4
 Where special hazards are involved, the distance required shall be increased as directed by the 

AHJ. 
5
 Reserved. 

6
 Add 2 feet for each additional foot of depth in excess of 1 foot below the bottom of the drain 

line. 
7
 Parallel construction or crossings shall meet the requirements of Section 890.1145. 

8
 The distance shall be permitted to be reduced to 1½ feet for drip and mulch basin irrigation 

systems. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  

 

Section 890.TABLE T   Design of Six Typical Soils 

 

Type of Soil 

Minimum Square Feet of 

Irrigation Area per 100 Gallons 

of Estimated Graywater 

Discharge per Day 

Maximum Absorption 

Capacity in Gallons per 

Square Foot of 

Irrigation/Leaching Area for a 

24-Hour Period 

Coarse sand or gravel 20 5.0 

Fine sand 25 4.0 

Sandy loam 40 2.5 

Sandy clay 60 1.7 

Clay with considerable 

sand or gravel 
90 1.1 

Clay with small 

amounts of sand or 

gravel 

120 0.8 

 

For SI units: 1 square foot = 0.0929 m
2
; 1 gallon per day = 0.000043 L/s 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  

 

Section 890.TABLE U   Subsurface Irrigation Design Criteria for Six Typical Soils 

 

Type of Soil 

Maximum Emitter 

Discharge 

(gallon/day) 

Minimum Number of Emitters per 

Gallon of Estimated Graywater 

Discharge per Day* 

(gallon/day) 

Sand 1.8 0.6 

Sandy loam 1.4 0.7 

Loam 1.2 0.9 

Clay loam 0.9 1.1 

Silty clay 0.6 1.6 

Clay 0.5 2.0 

 

For SI units: 1 gallon per day = 0.000043 L/s 

 

* The estimated graywater discharge per day shall be determined in accordance with Section 

890.2135(k) and (l). 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  

 

Section 890.TABLE V   Subsoil Irrigation Field Construction 

 

DESCRIPTION MINIMUM MAXIMUM 

Number of drain lines per valved zone 1 - 

Length of each perforated line - 100 feet 

Bottom width of trench 12 inches 18 inches 

Spacing of lines, center to center 4 feet - 

Depth of earth cover of lines 10 inches - 

Depth of filter material cover of lines 2 inches - 

Depth of filter material beneath lines 3 inches - 

Grade of perforated lines level level 3 inches per 100 feet 

 

For SI units: 1 inch = 25.4 mm; 1 foot = 304.8 mm; 1 inch per foot = 83.3 mm/m 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  

 

Section 890.TABLE W   Water Volume for Distribution Piping Materials 

 

OUNCES OF WATER PER FOOT LENGTH OF PIPING 

NOMINAL SIZE 

(inch) 

COPPER 

M 

COPPER 

L 

COPPER 

K 

CPVC CTS 

SDR 11 

⅜ 1.06 0.97 0.84 NA 

½ 1.69 1.55 1.45 1.25 

¾ 3.43 3.22 2.90 2.67 

1 5.81 5.49 5.17 4.43 

1¼ 8.70 8.36 8.09 6.61 

1½ 12.18 11.83 11.45 9.22 

2 21.08 20.58 20.04 15.79 

 

NOMINAL SIZE 

(inch) 

CPVC 

SCHEDULE 

40 

PEX-AL-PEX PE-AL-PE 
PEX CTS  

SDR 9 

⅜ 1.17 0.63 0.63 0.64 

½ 1.89 1.31 1.31 1.18 

¾ 3.38 3.39 3.39 2.35 

1 5.53 5.56 5.56 3.91 

1¼ 9.66 8.49 8.49 5.81 

1½ 13.20 13.88 13.88 8.09 

2 21.88 21.48 21.48 13.86 

 

For SI units: 1 foot = 304.8 mm; 1 ounce = 29.573 mL 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  

 

Section 890.TABLE X   Performance Requirements for Water Heating Equipment 

(ASHRAE 90.1:TABLE 7.8) 

 

EQUIPMENT 

TYPE 

SIZE 

CATEGORY  

(INPUT) 

SUBCATEGORY 

OR RATING 

CONDITION 

PERFORMANCE 

REQUIRED
1
 

TEST 

PROCEDURE
2, 3

 

Electric table 

top water 

heaters 

≤12 kW Resistance ≥20 gal 0.93-0.00132V EF DOE 10 CFR 430 

Electric water 

heaters 

≤12 kW Resistance ≥20 gal 0.97-0.00132V EF DOE 10 CFR 430 

>12 kW Resistance ≥20 gal 20 + 35√V SL, Btu/h 
Section G.2 of  

ANSI Z21.10.3 

≤24 Amps and 

≤250 Volts 
Heat Pump 0.93-0.00132V EF DOE 10 CFR 430 

Gas storage 

water heaters 

≤75,000 Btu/h ≥20 gal 0.62-0.0019V EF DOE 10 CFR 430 

≤75,000 Btu/h <4000 (Btu/h)/gal 
80% Et (Q/800 + 

110√V) SL, Btu/h 

Sections G.1 and  

G.2 of ANSI 

Z21.10.3 

Gas 

instantaneous 

water heaters 

>50,000 Btu/h 

and <200,000 

Btu/h 

≥4000 (Btu/h)/gal 

and <2 gal 
0.62-0.0019V EF DOE 10 CFR 430 

≥200,000  

Btu/h
4
 

≥4000 (Btu/h)/gal 

and <10 gal 
80% Et Sections G.1 and  

G.2 of ANSI 

Z21.10.3 ≥200,000  

Btu/h 

≥4000 (Btu/h)/gal 

and ≥10 gal 

80% Et (Q/800 + 

110√V) SL, Btu/h 
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Oil 

instantaneous 

water heaters 

≤210,000 Btu/h 
≥4000 (Btu/h)/gal 

and <2 gal 
0.59-0.0019V EF DOE 10 CFR 430 

≤210,000 Btu/h 
≥4000 (Btu/h)/gal 

and <10 gal 
80% Et Sections G.1 and  

G.2 of ANSI 

Z21.10.3 ≤210,000 Btu/h 
≥4000 (Btu/h)/gal 

and ≥10 gal 

78% Et (Q/800 + 

110√V) SL, Btu/h 

Hot-water 

supply boilers, 

gas and oil 

≥300,000 Btu/h 

and 

<12,500,000 

Btu/h 

≥4000 (Btu/h)/gal 

and <2 gal 
80% Et 

Sections G.1 and  

G.2 of ANSI 

Z21.10.3 

Hot-water 

supply boilers, 

gas 

––––– 
≥4000 (Btu/h)/gal 

and <10 gal 

80% Et (Q/800 + 

110√V) SL, Btu/h 

Hot-water 

supply boilers, 

oil 

––––– 
≥4000 (Btu/h)/gal 

and ≥10 gal 

78% Et (Q/800 + 

110√V) SL, Btu/h 

Tanks All  R-12.5 (none) 

 

For SI units: 1 gallon = 3.785 L; 1000 British thermal units per hour = 0.293 kW; 1 degree 

Fahrenheit = t/ºC = (t/ºF-32)/1.8 

 
1
 Energy factor (EF) and thermal efficiency (Et) are minimum requirements, while standby loss 

(SL) is maximum Btu/h (W) based on a 70 degrees Fahrenheit (21 degrees Celsius) 

temperature difference between stored water and ambient requirements. In the EF equation, V 

is the rated volume in gallons. In the SL equation, V is the rated volume in gallons and Q is the 

nameplate input rate in Btu/h. 
2
 Section 12 of ASHRAE 90.1 contains a complete specification, including the year version, of 

the referenced test procedure. 
3
 Section G1 is titled "Test Method for Measuring Thermal Efficiency" and Section G2 is titled 

"Test Method for Measuring Standby Loss". 
4
 Instantaneous water heaters with input rates below 200,000 Btu/h (58.6 kW) must comply with 

these requirements if the water heater is designed to heat water to temperatures of 180 degrees 

Fahrenheit (82 degrees Celsius) or higher. 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX A   Plumbing Materials, Equipment, Use Restrictions and 

Applicable Standards  

 

Section 890.TABLE Y   Minimum Water Quality  

 

APPLICATION MINIMUM TREATMENT 
MINIMUM WATER 

QUALITY 

Car washing 

Debris excluder or other approved means in 

compliance with Section 890.2145(n) 
 

and 
 

100 micron (100 µm) in compliance with 

Section 890.2145(o) for drip irrigation 

N/A 

Subsurface and drip 

irrigation 

Debris excluder or other approved means in 

compliance with Section 890.2145(n) 
 

and 
 

100 micron (100 µm) in compliance with 

Section 890.2145(o) for drip irrigation 

N/A 

Spray irrigation when the 

maximum storage volume 

is less than 360 gallons 

(1363 L) 

Debris excluder or other approved means in 

compliance with Section 890.2145(n) 
 

and 
 

Disinfection in accordance with 

Section 890.2145(l) 

N/A 

Spray irrigation when the 

maximum storage volume 

is ≥ 360 gallons (1363 L) 

Debris excluder or other approved means in 

compliance with Section 890.2145(n). 

Escherichia coli: < 100 

CFU/100 mL, and 

Turbidity: < 10 NTU 

Urinal and water closet 

flushing, clothes washing 

and trap priming 

Debris excluder or other approved means in 

compliance with Section 890.2145(n) 
 

and 
 

100 micron (100 µm) in compliance with 

Section 890.2145(o) 

Escherichia coli: < 100 

CFU/100 mL, and 

Turbidity: < 10 NTU 
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Ornamental fountains and 

other water features 

Debris excluder or other approved means in 

compliance with Section 890.2145(n). 

Escherichia coli: < 100 

CFU/100 mL, and 

Turbidity: < 10 NTU 

Cooling tower make-up 

water 

Debris excluder or other approved means in 

compliance with Section 890.2145(n) 
 

and 
 

100 micron (100 µm) in compliance with 

Section 890.2145(o) 

Escherichia coli: < 100 

CFU/100 mL, and 

Turbidity: < 10 NTU 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX B   Illustrations for Subpart A 

 

Section 890.ILLUSTRATION C   Battery of Fixtures 

 

(Referenced in Section 890.120, Definition of "Battery of Fixtures.") 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX B   Illustrations for Subpart A 

 

Section 890.ILLUSTRATION G   Building Sub-Drain 

 

(Referenced in Section 890.120, Definition of "Building Sub-Drain.") 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX B   Illustrations for Subpart A 

 

Section 890.ILLUSTRATION H   Circuit Vent 

 

(Referenced in Section 890.120, Definition of "Circuit Vent.") 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX B   Illustrations for Subpart A 

 

Section 890.ILLUSTRATION I   Common Vent 

 

(Referenced in Section 890.120, Definition of "Common Vent.") 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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NOTICE OF PROPOSED AMENDMENTS 

 

 

Section 890.APPENDIX B   Illustrations for Subpart A 

 

Section 890.ILLUSTRATION Q   Main Vent 

 

(Referenced in Section 890.120, Definition of "Main Vent.") 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX B   Illustrations for Subpart A 

 

Section 890.ILLUSTRATION X   Vent Stack (Repealed) 

 

(Referenced in Section 890.120, Definition of "Vent Stack.") 

 

 

(Source:  Repealed at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX B   Illustrations for Subpart A 

 

Section 890.ILLUSTRATION Y   Wet Vent 

 

(Referenced in Section 890.120, Definition of "Wet Vent.") 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX B   Illustrations for Subpart A 

 

Section 890.ILLUSTRATION Z   Yoke Vent 

 

(Referenced in Section 890.120, Definition of "Yoke Vent.") 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX B   Illustrations for Subpart A  

 

Section 890.ILLUSTRATION BB   Buried Piping Parallel to Footing 

 

(Referenced in Section 890.180(e) and (f))  

 

 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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NOTICE OF PROPOSED AMENDMENTS 

 

 

Section 890.APPENDIX B   Illustrations for Subpart A 

 

Section 890.ILLUSTRATION CC   Individual Dry Vent 

 

(Referenced in Section 890.120, Definition of "Individual Dry Vent.") 

 

 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX C   Illustrations for Subpart C  
 

Section 890.ILLUSTRATION C   Positions of Application for Compression Type Joints  
 

(Referenced in Section 890.320(op)(1))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX D   Illustrations for Subpart D  
 

Section 890.ILLUSTRATION A   Fixture Traps  
 

(Referenced in Section 890.410(a)(1))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX D   Illustrations for Subpart D  
 

Section 890.ILLUSTRATION C   Types of Traps  
 

(Referenced in Section 890.410(d))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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NOTICE OF PROPOSED AMENDMENTS 

 

 

Section 890.APPENDIX D   Illustrations for Subpart D  
 

Section 890.ILLUSTRATION E   Prohibited Traps  
 

(Referenced in Section 890.410(k))  

 

 

 



     ILLINOIS REGISTER            5560 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

  
 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX D   Illustrations for Subpart D  
 

Section 890.ILLUSTRATION F   Underground Drainage  
 

(Referenced in Section 890.420(c))  

 

 

 

  
 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX D   Illustrations for Subpart D  
 

Section 890.ILLUSTRATION G   Concealed Piping  
 

(Referenced in Section 890.420(d))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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NOTICE OF PROPOSED AMENDMENTS 

 

 

Section 890.APPENDIX D   Illustrations for Subpart D  
 

Section 890.ILLUSTRATION H   Cleanout Clearance  
 

(Referenced in Section 890.420(j))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX E   Illustrations for Subpart E  

 

Section 890.ILLUSTRATION A   Grease Interceptor 
 

(Referenced in Section 890.510) 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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NOTICE OF PROPOSED AMENDMENTS 

 

 

Section 890.APPENDIX E   Illustrations for Subpart E  

 

Section 890.ILLUSTRATION B   Typical Grease Interceptor/Catch Basin 
 

(Referenced in Section 890.510) 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX E   Illustrations for Subpart E  

 

Section 890.ILLUSTRATION C   Interceptor/Separator Vents  
 

(Referenced in Section 890.510(a)(6)) 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX F   Illustrations for Subpart F  

 

Section 890.ILLUSTRATION A   Prohibited Fixtures 

 

(Referenced in Section 890.650(j) 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX F   Illustrations for Subpart F  

 

Section 890.ILLUSTRATION B   Circular Wash Sinks 

 

(Referenced in Section 890.680(d)) 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX F   Illustrations for Subpart F  

 

Section 890.ILLUSTRATION D   Commercial-Type Grinder #2 

 

(Referenced in Section 890.710(b)) 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX F   Illustrations for Subpart F  

 

Section 890.ILLUSTRATION E   Protective Guard 

 

(Referenced in Section 890.720(a) & (b)) 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX F   Illustrations for Subpart F  

 

Section 890.ILLUSTRATION F   Trap and Strainer 

 

(Referenced in Section 890.730) 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX G   Illustrations for Subpart G  

 

Section 890.ILLUSTRATION B   Cast Iron Soil Pipe Support #2 

 

(Referenced in Section 890.920) 
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX H   Illustrations for Subpart HIndirect Waste Piping #1  
 

Section 890.ILLUSTRATION A   Indirect Waste Piping #1  
 

(Referenced in Section 890.1010(a))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX H   Illustrations for Subpart HIndirect Waste Piping #1  
 

Section 890.ILLUSTRATION B   Indirect Waste Piping #2  
 

(Referenced in Section 890.1010(a))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX H   Illustrations for Subpart HIndirect Waste Piping #1  
 

Section 890.ILLUSTRATION C   Indirect Waste Piping #3  
 

(Referenced in Section 890.1010(a))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX H   Illustrations for Subpart HIndirect Waste Piping #1  
 

Section 890.ILLUSTRATION D   Indirect Waste Piping #4  
 

(Referenced in Section 890.1010(a))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX H   Illustrations for Subpart HIndirect Waste Piping #1  
 

Section 890.ILLUSTRATION E   Indirect Waste Connection  
 

(Referenced in Section 890.1010(b))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX H   Illustrations for Subpart HIndirect Waste Piping #1  
 

Section 890.ILLUSTRATION F   Air Gaps  
 

(Referenced in Section 890.1040)  

 

 

 

 

  
 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX I   Illustrations for Subpart I  
 

Section 890.ILLUSTRATION A   Cross Connection #1  
 

(Referenced in Section 890.1130(a))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX I   Illustrations for Subpart I  
 

Section 890.ILLUSTRATION B   Cross Connection #2  
 

(Referenced in Section 890.1130(a))  

 

 

 

 

  
 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX I   Illustrations for Subpart I  
 

Section 890.ILLUSTRATION C   Cross Connection #3  
 

(Referenced in Section 890.1130(a))  

 

 

 

 

  
 



     ILLINOIS REGISTER            5601 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

  
 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX I   Illustrations for Subpart I  
 

Section 890.ILLUSTRATION E   Underground Water Piping #1  
 

(Referenced in Section 890.1150(a)(1))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX I   Illustrations for Subpart I  
 

Section 890.ILLUSTRATION H   Water Supply Control  
 

(Referenced in Section 890.1190(a) & (b))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX I   Illustrations for Subpart I  
 

Section 890.ILLUSTRATION J   Separate Controls for Each Family Unit  
 

(Referenced in Section 890.1190(ed))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX I   Illustrations for Subpart I  
 

Section 890.ILLUSTRATION L   Typical Gas Water Heater  
 

(Referenced in Section 890.1220(a)(1))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX I   Illustrations for Subpart I  
 

Section 890.ILLUSTRATION M   Typical Electric Water Heater  
 

(Referenced in Section 890.1220(a)(1))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX I   Illustrations for Subpart I  
 

Section 890.ILLUSTRATION N   P & T Valve Installed in Hot Outlet Line 
 

(Referenced in Section 890.1230(c)(2))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX I   Illustrations for Subpart I  
 

Section 890.ILLUSTRATION O   P & T Relief Valve  
 

(Referenced in Section 890.1230(c)(2))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX J   Illustrations for Subpart J  
 

Section 890.ILLUSTRATION A   Dead Ends  
 

(Referenced in Section 890.1320(d))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX J   Illustrations for Subpart J  
 

Section 890.ILLUSTRATION C   Horizontal to Horizontal Change of Direction  
 

(Referenced in Section 890.1320(i))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX J   Illustrations for Subpart J  
 

Section 890.ILLUSTRATION E   Fixture Connections  
 

(Referenced in Section 890.1320(l))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX J   Illustrations for Subpart J  
 

Section 890.ILLUSTRATION F   Waste Stacks  
 

(Referenced in Section 890.1340(d))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX J   Illustrations for Subpart J  
 

Section 890.ILLUSTRATION G   Offsets on Drainage Piping  
 

(Referenced in Section 890.1350(a))  
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Section 890.APPENDIX J   Illustrations for Subpart J  
 

Section 890.ILLUSTRATION H   Relief Vent  
 

(Referenced in Section 890.1350(b)(4))  
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Section 890.APPENDIX J   Illustrations for Subpart J  
 

Section 890.ILLUSTRATION I   Above Highest Branch  
 

(Referenced in Section 890.1350(c))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX J   Illustrations for Subpart J  
 

Section 890.ILLUSTRATION J   Below Lowest Branch  
 

(Referenced in Section 890.1350(ed))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX J   Illustrations for Subpart J  
 

Section 890.ILLUSTRATION K   Drainage Below Sewer Level  
 

(Referenced in Section 890.1360(a)(1))  

 

 

 

 

 

 

 

 

 

 



     ILLINOIS REGISTER            5637 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

  
 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX J   Illustrations for Subpart J  
 

Section 890.ILLUSTRATION L   Sanitary Wastes Below Sewer (Repealed) 

 

(Referenced in Section 890.1360(a)(1))  

 

  
 

(Source:  Repealed at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION A   Installation of Vent Stack or Main Vent  
 

(Referenced in Section 890.1420(b))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION B   Vent Terminal  
 

(Referenced in Section 890.1430(a))890.1420(c))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION C   Main Vent Stack  
 

(Referenced in Section 890.1420(cd))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION D   Roof Extensions Garden  
 

(Referenced in Section 890.1430(ba))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION E   Location of Vent Terminal  
 

(Referenced in Section 890.1430(dc))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION F   Vent Grade and Vertical Rise 

 

(Referenced in Section 890.1450(a) and (b))  
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     ILLINOIS REGISTER            5651 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION G   Vertical Rise  
 

(Referenced in Section 890.1450(b))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION H   Height Above Fixtures  
 

(Referenced in Section 890.1450(c))  

 

 

 



     ILLINOIS REGISTER            5655 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

  
 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION I   Heel or Side InletQuarter Bends  
 

(Referenced in Section 890.1450(de))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION J   Heel or Side-Inlet (Repealed) 

 

(Referenced in Section 890.1450(e))  

 

 

  
(Source:  Repealed at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION K   Fixtures Back-to-Back and Side-by-Side (Repealed) 

 

(Referenced in Section 890.1460)  

 

  
(Source:  Repealed at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION L   Distance from Trap to Vent  
 

(Referenced in Section 890.1470(a))  

 

 

 

 

 

 



     ILLINOIS REGISTER            5661 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

 

 

 

 

 

 

 

 

  
 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION M   Trap Vent Weir  
 

(Referenced in Section 890.1470(cb))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 



     ILLINOIS REGISTER            5664 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION N   Trap Weir/Hydraulic GradientVent  
 

(Referenced in Section 890.1470(b) and (d)890.1480(a))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION O   Common Vent  
 

(Referenced in Section 890.1480(b))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION P   Vertical Wet Vent  
 

(Referenced in Section 890.1500(c)890.1480(c))  

 

 

 

 

 



     ILLINOIS REGISTER            5669 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF PROPOSED AMENDMENTS 

 

 

  
 

(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION Q   Horizontal Vertical Wet Vent  
 

(Referenced in Section 890.1500(d)890.1480(c))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION R   Vertical/Horizontal Wet Vent Hydraulic Gradient  
 

(Referenced in Section 890.1500(e)890.1490(a))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION S   Single Bathroom Group Venting Groups  
 

(Referenced in Section 890.1500(fa)(2))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION T   Bathroom Group Back to Back Double Bath  
 

(Referenced in Section 890.1500(gb)(4))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION U   Multistory Bathroom Groups – Plan  
 

(Referenced in Section 890.1500(hc)(3))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION V   Multistory Bathroom Groups – Elevation  
 

(Referenced in Section 890.1500(hc)(3))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION W   One Bathroom Group – Plan  
 

(Referenced in Section 890.1500(j)(3)890.1510)  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION X   One Bathroom Group – Elevation (Repealed) 

 

(Referenced in Section 890.1510)  

 

 

  
 

(Source:  Repealed at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION Y   Battery Venting  
 

(Referenced in Section 890.1520(a) and (e))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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 Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION Z   Dual Branches  
 

(Referenced in Section 890.1520(b))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION AA   Right and Wrong Vent Connections  
 

(Referenced in Sections 890.1450(b) and Section 890.1520(c))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION BB   Fixtures Back-to-Back in Battery  
 

(Referenced in Section 890.1520(d))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION CC   Fixture Connections-Offset Vents  
 

(Referenced in Sections 890.1520(e) & 890.1550(a))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION DD   Circuit Vented Fixtures  
 

(Referenced in Section 890.1520(f))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION EE   Vent Stacks Main Vents  
 

(Referenced in Section 890.1450(e)890.1560)  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION FF   Combination Waste and Vent  
 

(Referenced in Section 890.1590(da))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX K   Illustrations for Subpart K  
 

Section 890.ILLUSTRATION GG   Special Venting for Island Fixtures  
 

(Referenced in Section 890.1600(b))  
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(Source:  Amended at 37 Ill. Reg. ______, effective ____________) 
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Section 890.APPENDIX L   Illustrations for Subpart N 

 

Section 890.ILLUSTRATION A   Symbol for Hose Bibbs 

 

(Referenced in Section 890.2140(h)(2)) 

 

 

 

 

(Source:  Added at 37 Ill. Reg. ______, effective ____________) 



     ILLINOIS REGISTER            5706 

 13 

DEPARTMENT OF HUMAN RIGHTS 

 

NOTICE OF ADOPTED AMENDMENTS 

 

 

1) Heading of the Part:  Procedures Applicable to All Agencies 

 

2) Code Citation:  44 Ill. Adm. Code 750 

 

3) Section Numbers:    Proposed Action: 

 750.150   Amendment 

 750.210   Amendment 

 

4) Statutory Authority:  Implementing Sections 2-105(A), 7-101(A) and 7-105(A) and 

authorized by Sections 7-101(A) and 7-105(A) of the Illinois Human Rights Act [775 

ILCS 5/2-105(A), 7-101(A) and 7-105] 

 

5) Effective Date of Amendments:  July 1, 2013 

 

6) Does this rulemaking contain an automatic repeal date?  No 

 

7) Does this rulemaking contain incorporations by reference?  No 

 

8) A copy of the adopted amendments, including any material incorporated by reference, is 

on file in the agency's principal office and is available for public inspection. 

 

9) Notice of Proposal Published in the Illinois Register:  December 21, 2012; 36 Ill. Reg. 

17686 

 

10) Has JCAR issued a Statement of Objection to this Rulemaking?  No 

 

11) Differences between Proposal and Final Version: The Department deleted the words "in 

the form available on the Department's website." on lines 122-123 and replaced these 

words with "by Visa, MasterCard, Discover or American Express".  

 

12) Have all the changes agreed upon by the agency and JCAR been made as indicated in the 

agreements issued by JCAR?  Yes 

 

13) Will this rulemaking replace any emergency rulemaking currently in effect?  No 

 

14) Are there any proposed rulemakings pending on this Part?  No 
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15) Summary and Purpose of Rulemaking:  The amendments state the Department's 

procedures for renewing expired IDHR Numbers, make technical clarifications and add 

order of protection status as a basis to Equal Employment Opportunity Clauses.  

 

16) Information and questions regarding these adopted amendments shall be directed to: 

 

David T. Rothal 

Staff Attorney 

Illinois Department of Human Rights – Legal Division 

100 W. Randolph St., Ste. 10-100 

Chicago, IL 60601 

 

312/814-6257 or 866/740-3953 (TTY) 

 

The full text of the Adopted Amendments begins on the next page: 
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TITLE 44:  GOVERNMENT CONTRACTS, PROCUREMENT 

 AND PROPERTY MANAGEMENT 

SUBTITLE B:  SUPPLEMENTAL PROCUREMENT RULES 

CHAPTER X:  DEPARTMENT OF HUMAN RIGHTS 

 

PART 750 

PROCEDURES APPLICABLE TO ALL AGENCIES 

 

SUBPART A:  DEFINITIONS 

 

Section  

750.5 Definitions  

 

SUBPART B:  EQUAL OPPORTUNITY CLAUSE 

 

Section  

750.10 Clause to be Included in All Contracts  

750.20 Incorporation by Operation of the Regulation  

750.30 Subcontracts  

750.40 Contracts or Subcontracts with Religious Entities  

 

SUBPART C:  DUTIES OF PUBLIC CONTRACTORS AND SUBCONTRACTORS 

 

Section  

750.110 General  

750.120 Identification of Underutilization  

750.130 Affirmative Action Plans  

750.140 Information and Reports  

750.150 Recruitment of Employees  

750.160 Segregated Facilities  

750.170 Subcontracts  

 

SUBPART D:  BIDDING AND COMPLIANCE 

 

Section  

750.210 Eligibility for Public Contracts  

750.220 Construction Employee Utilization Projection  

750.230 Compliance Review; Enforcement  
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750.APPENDIX A Equal Employment Opportunity Clause  

 

AUTHORITY:  Implementing Sections 2-105(A), 7-101(A), and 7-105(A) and authorized by 

Sections 7-101(A) and 7-105(A) of the Illinois Human Rights Act [775 ILCS 5/2-105(A), 7-

101(A) and 7-105].  

 

SOURCE:  Adopted November 20, 1972 by the Fair Employment Practices Commission; 

transferred to the Department of Human Rights by P.A. 81-1216, effective July 1, 1980; 

emergency amendments at 4 Ill. Reg. 39, p. 335, effective September 17, 1980, for a maximum 

of 150 days; amended at 5 Ill. Reg. 1627, effective February 9, 1981; codified at 8 Ill. Reg. 

17889; amended at 22 Ill. Reg. 11774, effective July 1, 1998; amended at 30 Ill. Reg. 18709, 

effective November 20, 2006; amended at 32 Ill. Reg. 16484, effective September 23, 2008; 

amended at 34 Ill. Reg. 933, effective December 29, 2009; amended at 35 Ill. Reg. 3695, 

effective February 18, 2011; amended at 37 Ill. Reg. 5706, effective July 1, 2013. 

 

SUBPART C:  DUTIES OF PUBLIC CONTRACTORS AND SUBCONTRACTORS 

 

Section 750.150  Recruitment of Employees  
 

In all solicitations or advertisements for employees placed by it or on its behalf, each public 

contractor and subcontractor shall state that all applicants will be afforded equal employment 

opportunity without discrimination because of race, color, religion, sex, marital status, national 

origin or ancestry, citizenship status, age, physical or mental disability unrelated to ability, 

sexual orientation, military status, order of protection status or unfavorable discharge from 

military service.  Public contractorsContractors and subcontractors shall also advise in writing 

their personnel, their employee referral sources, and any labor organizations or representatives 

with which they have collective bargaining or other agreements or understandings of the public 

contractor's or subcontractor's obligations under the Act, this Part and any affirmative action 

plan.  If any labor organization with which a public contractor or subcontractor has an exclusive 

hiring or referral arrangement fails or refuses to refer minority or female applicants to the public 

contractor or subcontractor in numbers sufficient for it to meet its obligations under this Part and 

any affirmative action plan, the public contractor or subcontractor shall solicit and employ 

minority or female applicants from other sources.  It shall be no excuse that the labor 

organization with which the public contractor or subcontractor has such an agreement failed to 

refer sufficient minority or female employees.  

 

(Source:  Amended at 37 Ill. Reg. 5706, effective July 1, 2013) 

 

SUBPART D:  BIDDING AND COMPLIANCE 
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Section 750.210  Eligibility for Public Contracts  
 

a) DHR RegistrationFiling Requirement 

 

1) Duty to Register.  Persons seeking to establish eligibility status to be 

awarded a contract by a State agency must register with the Department. 

The requirements of this Section shall apply to all persons employing 15 

or more individuals at any time during the 365 day period immediately 

preceding the date of filing.  No such employer shall be eligible to be 

awarded a contract by a State agency, as defined in the Illinois 

Procurement Code [30 ILCS 500/1-15.100], unless that employer has 

registeredfiled with the Department anda properly completed DHR 

Employer Report Form (Form PC-1) or holds a valid Illinois Department 

of Human Rights Eligibility Number.  This registrationfiling with the 

Department must take place prior to bid opening, if a bidding or 

competitive selection procedure is required under the Illinois Procurement 

Code or, in all other cases, contract award.   

 

2) How to Register.  Persons may register by filing a properly completed 

DHR Employer Report Form (Form PC-1) with the Department and 

paying the registration fee, or by completing the on-line filing process 

available through the Department's website at www.Illinois.gov/dhr.  

Persons covered under this Section may obtain a DHR Employer Report 

Forms by writing to the Public Contracts Unit, Department of Human 

Rights, 100 W. Randolph Street, Suite 10-100, Chicago IL 60601, by 

accessing the Department's website at 

www.Illinois.gov/dhrwww.state.il.us/dhr, or by TTY at (866)740-

3953(217)785-5125.  AAn DHR Employer Report Form shall be deemed 

filed when it is received in the Department's Chicago office, properly 

completed and signed, and the Department receives the $75 registration 

fee or when the applicant completes the Department's on-line filing 

process. 

 

3) Registration Fee.  AAfter January 1, 2010, an DHR Employer Report 

Form, whether it is a renewal or an initial filing, will not be deemed filed 

complete unless it is accompanied by a registrationfiling fee of $75.  

Persons registering by submitting a DHR Employer Report Form must 

submit payment with their DHR Employer Report Form, in the form of a 

http://www.illinois.gov/dhr
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certified check, money order or cashier's check payable to "Department of 

Human Rights", and mailed to the Department of Human Rights, ATTN:  

Fiscal Unit, 100 West Randolph Street, Suite 10-100, Chicago, Illinois 

60601.  Persons registering electronically through the Department's on-

line filing process must make payment by Visa, MasterCard, Discover or 

American Express.  Each DHR Employer Report Form containing a 

separate Federal Employer Identification Number (FEIN) shall be 

accompanied by a separate $75 fee.  The Number or FEIN of the covered 

person filing the DHR Employer Report Form shall appear on the certified 

check, money order or cashier's check.  The $75 fee is non-refundable.   

 

b) Each person who registers pursuant tofiles the form required by subsection (a) 

shall be issued a Number as evidence of its eligibility to bid on, or be awarded, 

public contracts.  Each Number shall expire five years from the date of issue, 

without further notice to the employer.  A list of Numbers due to expire within a 

certain month will be published on the Department's website.  At any time prior to 

the expiration date, the Department may suspend or revoke the Number in 

accordance with the Act or this Part.  The Number shall also expire upon 

dissolution, sale or merger of the public contractor or eligible bidder.  Each 

person who has an expired Number and who files a completed form pursuant to 

subsection (a) will receive the same Number that the Department previously 

issued only if the form is filed within 365 days after expiration of the Number. 

 

c) If the Department finds that a public contractor or eligible bidder is underutilizing 

minorities and/or women in any job classification, as defined in Section 750.120, 

it shall require the submission of an acceptable affirmative action plan.  

 

1) After submitting an acceptable plan, the contractor or eligible bidder shall 

file such reports as the Department may require to document the 

contractor's progress under the plan.  The Department may require that 

thesesuch reports contain information that includes, but is not limited to, 

the contractor's or eligible bidder's:  

 

A) identification of underutilization (as required in Section 750.120);  

 

B) hiring and promotional goals and timetables;  

 

C) personnel policies and procedures;  
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D) personnel outreach and recruitment efforts;  

 

E) personnel transactions (including hires, promotions, discharges, 

layoffs and disciplinary actions);  

 

F) employee compensation and benefits;  

 

G) sexual harassment prevention policies and procedures;  

 

H) allegations of unlawful discrimination (as defined in Section 

750.110(a)); and  

 

I) compliance with any specific commitments made by the contractor 

or eligible bidder in its plan.  

 

2) The Department may require a contractor or eligible bidder to file these 

reports until such time as the underutilization has been eliminated, but no 

more than quarterly.  

 

d) A public contractor or eligible bidder may voluntarily relinquish its Number by so 

notifying the Department in writing addressed to the Department's Chicago office.  

Each public contractor or eligible bidder must notify the Department in writing of 

any change of address or other information necessary for the Department to 

readily contact it.  

 

e) A public contractor or eligible bidder that cannot be located by the Department, 

does not respond to a written inquiry sent to its last known address, or does not 

respond to a notice published in the Illinois Procurement Bulletin (see 30 ILCS 

500/15-1) and/or in other publications of general circulation may be deemed to 

have relinquished its Number.  

 

f) A written request of a contracting agency for an exemption shall state the specific 

reasons for the exemption. The Department may exempt any person from the 

requirements of subsection (a) when it deems that exceptional circumstances and 

the public interest so require.  An exemption shall be granted for a specified 

purpose and duration but may be withdrawn by the Department at any time; 

provided, however, that the withdrawal shall not apply to contracts awarded prior 

to the withdrawal.  
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g) The requirements of subsection (a) shall not apply to:  

 

1) State agencies, boards and commissions required to file affirmative action 

plans with the Department pursuant to 56 Ill. Adm. Code 2520.710;  

 

2) persons located wholly outside the territorial boundaries of the United 

States and who have no employees in the United States and will not hire 

employees in the United States to perform any part of any public contract;  

 

3) procurements designated as small purchases pursuant to 30 ILCS 500/20-

20;  

 

4) procurements designated as sole-source pursuant to 30 ILCS 500/20-25; 

and  

 

5) procurements designated as emergency pursuant to 30 ILCS 500/20-30.  

 

(Source:  Amended at 37 Ill. Reg. 5706, effective July 1, 2013) 
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1) Heading of the Part:  Emergency Medical Services and Trauma Center Code 

 

2) Code Citation:  77 Ill. Adm. Code 515 

 

3) Section Numbers:  Adopted Action: 

 515.715   New 

 515.830   Amended 

 

4) Statutory Authority:  Emergency Medical Services (EMS) Systems Act [210 ILCS 50] 

 

5) Effective Date of Rulemaking:   April 15, 2013 

 

6) Does this rulemaking contain an automatic repeal date?  No    

 

7) Does this rulemaking contain incorporations by reference?  No 

 

8) A copy of the adopted amendments, including any material incorporated by reference, is 

on file in the agency's principal office and is available for public inspection. 

 

9) Notice of Proposed Amendments Published in the Illinois Register:  December 21, 2012; 

36 Ill. Reg. 17778 

 

10) Has JCAR issued a Statement of Objection to this Rulemaking?  No 

 

11) Differences between Proposal and Final Version:  The following changes were made in 

response to comments received during the first notice or public comment period: 

 

 In Section 515.830(h)(1), insert "Non-Transport Vehicle," before "Special". 

 

 In Section 515.830(i)(1), insert "Non-Transport Vehicle," before "Special". 

 

 In Section 515.830(i)(3), change "ambulance" to "vehicle". 

 

 In Section 515.830(j)(1), insert "Non-Transport Vehicle," before "Special". 

 

 The following changes were made in response to comments and suggestions of JCAR: 

 

In Section 515.830 (b)(5)(EE), after "Current" add "Illinois Department of 

Transportation". 
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In Section 515.830, (b)(5)(EE), change "ILCS 5]" to "ILCS 5/13-101]". 

 

In Section 515.830 (i)(1), change "Emergency Medical Personnel" to "Emergency 

Medical Responder, Emergency Medical Technician, Advanced Emergency Medical 

Technician, Emergency Medical Technician-Intermediate, Paramedic or Pre-Hospital 

RN("Emergency Services Personnel"). 

 

12) Have all the changes agreed upon by the agency and JCAR been made as indicated in the 

agreements issued by JCAR?  Yes 

 

13) Will this rulemaking replace any emergency rulemaking currently in effect?  No 

 

14) Are there any proposed rulemakings pending on this Part?  Yes   

 

 Section Numbers: Proposed Action: Illinois Register Citation: 

515.100  Amend   37 Ill. Reg. 21; January 4, 2013 

515.180  New   37 Ill. Reg. 21; January 4, 2013 

515.315  Amend   37 Ill. Reg. 21; January 4, 2013 

515.330  Amend   37 Ill. Reg. 21; January 4, 2013 

515.470  Amend   37 Ill. Reg. 21; January 4, 2013 

515.530  Amend   37 Ill. Reg. 21; January 4, 2013 

515.720    Repeal   37 Ill. Reg. 1850; February 15, 2013 

515.725  Amend   37 Ill. Reg. 1850; February 15, 2013 

 

15) Summary and Purpose of Rulemaking:  Section 515.715 is a new rule to implement PA 

97-1014, which amended the Emergency Medical Services (EMS) Systems Act to add 

provisional licenses for first responders and to require the Department to develop 

standards for alternate vehicle staffing in rural or semi-rural areas. The rule will create a 

provisional licensure for First Responders (FR) and Emergency Medical Responders 

(EMR). This rule will allow 16 and 17 year olds to be licensed as a Provisional FR or 

EMR until their 18
th

 birthday, when their license will then become an FR or EMR 

license. 

 

 Section 515.830 updates the ambulance medical equipment list to include electronic 

documentation with paper backup, and to increase the number of adult, pediatric and 

infant oxygen masks from one to two. The equipment changes also include the addition 

of a current safety inspection sticker, the Illinois poison center telephone number and the 

IDPH central complaint hotline. The amendment eliminates personnel requirements for  
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Basic Life Support (BLS) ambulances that have an Automated External Defibrillator on 

board, since these are now required on all BLS ambulances. The amendments also 

implement PA 97-1014 by describing the requirements necessary for alternate rural 

staffing and alternate response authorization for rural areas of the State. 

 

16) Information and questions regarding these adopted amendments shall be directed to: 

 

  Susan Meister 

  Division of Legal Services 

  Department of Public Health 

  535 West Jefferson, 5
th

 Floor 

  Springfield, Illinois 62761 

 

  217/782-2043 

  e-mail:  dph.rules@illinois.gov  

 

The full text of the Adopted Amendments begins on the next page: 

  



     ILLINOIS REGISTER            5717 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF ADOPTED AMENDMENTS 

 

 

TITLE 77:  PUBLIC HEALTH 

CHAPTER I:  DEPARTMENT OF PUBLIC HEALTH 

SUBCHAPTER f:  EMERGENCY SERVICES AND HIGHWAY SAFETY 

 

PART 515 

EMERGENCY MEDICAL SERVICES AND TRAUMA CENTER CODE 

 

SUBPART A:  GENERAL 

 

Section  

515.100 Definitions  

515.125 Incorporated and Referenced Materials  

515.150 Waiver Provisions  

515.160 Facility, System and Equipment Violations, Hearings and Fines  

515.170 Employer Responsibility  

 

SUBPART B:  EMS REGIONS 

 

Section  

515.200 Emergency Medical Services Regions  

515.210 EMS Regional Plan Development  

515.220 EMS Regional Plan Content  

515.230 Resolution of Disputes Concerning the EMS Regional Plan  

515.240 Bioterrorism Grants 

 

SUBPART C:  EMS SYSTEMS 

Section  

515.300 Approval of New EMS Systems  

515.310 Approval and Renewal of EMS Systems  

515.315 Bypass Status Review  

515.320 Scope of EMS Service  

515.330 EMS System Program Plan  

515.340 EMS Medical Director's Course  

515.350 Data Collection and Submission  

515.360 Approval of Additional Drugs and Equipment  

515.370 Automated Defibrillation (Repealed) 

515.380 Do Not Resuscitate (DNR) Policy  

515.390 Minimum Standards for Continuing Operation  

515.400 General Communications  
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515.410 EMS System Communications  

515.420 System Participation Suspensions  

515.430 Suspension, Revocation and Denial of Licensure of EMTs  

515.440 State Emergency Medical Services Disciplinary Review Board  

515.445 Pediatric Care  

515.450 Complaints 

515.455 Intra- and Inter-system Dispute Resolution 

515.460 Fees 

515.470 Participation by Veterans Health Administration Facilities 

 

SUBPART D:  EMERGENCY MEDICAL TECHNICIANS 

 

Section  

515.500 Emergency Medical Technician-Basic Training  

515.510 Emergency Medical Technician-Intermediate Training  

515.520 Emergency Medical Technician-Paramedic Training  

515.530 EMT Testing  

515.540 EMT Licensure  

515.550 Scope of Practice – Licensed EMT  

515.560 EMT-B Continuing Education  

515.570 EMT-I Continuing Education  

515.580 EMT-P Continuing Education  

515.590 EMT License Renewals  

515.600 EMT Inactive Status  

515.610 EMT Reciprocity  

515.620 Felony Convictions 

515.630 Evaluation and Recognition of Military Experience and Education 

515.640 Reinstatement 

 

SUBPART E:  EMS LEAD INSTRUCTOR, EMERGENCY MEDICAL DISPATCHER, FIRST 

RESPONDER, PRE-HOSPITAL REGISTERED NURSE, EMERGENCY 

COMMUNICATIONS REGISTERED NURSE, AND TRAUMA NURSE SPECIALIST 

 

Section  

515.700 EMS Lead Instructor  

515.710 Emergency Medical Dispatcher  

515.715 Provisional Licensure for First Responders and Emergency Medical Responders 

515.720 First Responder  

515.725 First Responder – AED  



     ILLINOIS REGISTER            5719 

 13 

DEPARTMENT OF PUBLIC HEALTH 

 

NOTICE OF ADOPTED AMENDMENTS 

 

 

515.730 Pre-Hospital Registered Nurse  

515.740 Emergency Communications Registered Nurse  

515.750 Trauma Nurse Specialist  

515.760 Trauma Nurse Specialist Program Plan  

 

SUBPART F:  VEHICLE SERVICE PROVIDERS 

 

Section  

515.800 Vehicle Service Provider Licensure  

515.810 EMS Vehicle System Participation  

515.820 Denial, Nonrenewal, Suspension and Revocation of a Vehicle Service Provider 

License  

515.825 Alternate Response Vehicle  

515.830 Ambulance Licensing Requirements  

515.835 Stretcher Van Provider Licensing Requirements 

515.840 Stretcher Van Requirements 

515.845 Operation of Stretcher Vans 

515.850 Reserve Ambulances 

515.860 Critical Care Transport 

 

SUBPART G:  LICENSURE OF SPECIALIZED EMERGENCY 

MEDICAL SERVICES VEHICLE (SEMSV) PROGRAMS 

 

Section  

515.900 Licensure of SEMSV Programs – General  

515.910 Denial, Nonrenewal, Suspension or Revocation of SEMSV Licensure  

515.920 SEMSV Program Licensure Requirements for All Vehicles  

515.930 Helicopter and Fixed-Wing Aircraft Requirements  

515.935 EMS Pilot Specifications  

515.940 Aeromedical Crew Member Training Requirements  

515.945 Aircraft Vehicle Specifications and Operation  

515.950 Aircraft Medical Equipment and Drugs  

515.955 Vehicle Maintenance for Helicopter and Fixed-wing Aircraft Programs  

515.960 Aircraft Communications and Dispatch Center  

515.965 Watercraft Requirements  

515.970 Watercraft Vehicle Specifications and Operation  

515.975 Watercraft Medical Equipment and Drugs  

515.980 Watercraft Communications and Dispatch Center  

515.985 Off-Road SEMSV Requirements  
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515.990 Off-Road Vehicle Specifications and Operation  

515.995 Off-Road Medical Equipment and Drugs  

515.1000 Off-Road Communications and Dispatch Center  

 

SUBPART H:  TRAUMA CENTERS 

 

Section  

515.2000 Trauma Center Designation  

515.2010 Denial of Application for Designation or Request for Renewal  

515.2020 Inspection and Revocation of Designation  

515.2030 Level I Trauma Center Designation Criteria  

515.2035 Level I Pediatric Trauma Center  

515.2040 Level II Trauma Center Designation Criteria  

515.2045 Level II Pediatric Trauma Center  

515.2050 Trauma Center Uniform Reporting Requirements  

515.2060 Trauma Patient Evaluation and Transfer  

515.2070 Trauma Center Designation Delegation to Local Health Departments  

515.2080 Trauma Center Confidentiality and Immunity  

515.2090 Trauma Center Fund  

515.2100 Pediatric Care (Renumbered)  

515.2200 Suspension Policy for Trauma Nurse Specialist Certification  

 

SUBPART I:  EMS ASSISTANCE FUND 

 

Section  

515.3000 EMS Assistance Fund Administration  

 

SUBPART J:  EMERGENCY MEDICAL SERVICES FOR CHILDREN 

 

Section 

515.3090 Pediatric Recognition of Hospital Emergency Departments and Inpatient Critical 

Care Services 

515.4000 Facility Recognition Criteria for the Emergency Department Approved for 

Pediatrics (EDAP) 

515.4010 Facility Recognition Criteria for the Standby Emergency Department Approved 

for Pediatrics (SEDP) 

515.4020 Facility Recognition Criteria for the Pediatric Critical Care Center (PCCC) 

 

515.APPENDIX A A Request for Designation (RFD) Trauma Center  
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515.APPENDIX B A Request for Renewal of Trauma Center Designation  

515.APPENDIX C Minimum Trauma Field Triage Criteria  

515.APPENDIX D Standing Medical Orders  

515.APPENDIX E Minimum Prescribed Data Elements  

515.APPENDIX F Template for In-House Triage for Trauma Centers  

515.APPENDIX G Credentials of General/Trauma Surgeons Level I and Level II  

515.APPENDIX H Credentials of Emergency Department Physicians Level I and Level II  

515.APPENDIX I Credentials of General/Trauma Surgeons Level I and Level II Pediatric 

Trauma Centers  

515.APPENDIX J Credentials of Emergency Department Physicians Level I and Level II 

Pediatric Trauma Centers  

515.APPENDIX K Application for Facility Recognition for Emergency Department with 

Pediatrics Capabilities 

515.APPENDIX L Pediatric Equipment Recommendations for Emergency Departments 

515.APPENDIX M Inter-facility Pediatric Trauma and Critical Care Consultation and/or 

Transfer Guideline 

515.APPENDIX N Pediatric Critical Care Center (PCCC)/Emergency Department Approved 

for Pediatrics (EDAP) Recognition Application 

515.APPENDIX O Pediatric Critical Care Center Plan 

515.APPENDIX P Pediatric Critical Care Center (PCCC) Pediatric 

Equipment/Supplies/Medications Requirements 

 

AUTHORITY:  Implementing and authorized by the Emergency Medical Services (EMS) 

Systems Act [210 ILCS 50].  

 

SOURCE:  Emergency Rule adopted at 19 Ill. Reg. 13084, effective September 1, 1995 for a 

maximum of 150 days; emergency expired January 28, 1996; adopted at 20 Ill. Reg. 3203, 

effective February 9, 1996; emergency amendment at 21 Ill. Reg. 2437, effective January 31, 

1997, for a maximum of 150 days; amended at 21 Ill. Reg. 5170, effective April 15, 1997; 

amended at 22 Ill. Reg. 11835, effective June 25, 1998; amended at 22 Ill. Reg. 16543, effective 

September 8, 1998; amended at 24 Ill. Reg. 8585, effective June 10, 2000; amended at 24 Ill. 

Reg. 9006, effective June 15, 2000; amended at 24 Ill. Reg. 19218, effective December 15, 2000; 

amended at 25 Ill. Reg. 16386, effective December 20, 2001; amended at 26 Ill. Reg. 18367, 

effective December 20, 2002; amended at 27 Ill. Reg. 1277, effective January 10, 2003; amended 

at 27 Ill. Reg. 6352, effective April 15, 2003; amended at 27 Ill. Reg. 7302, effective April 25, 

2003; amended at 27 Ill. Reg. 13507, effective July 25, 2003; emergency amendment at 29 Ill. 

Reg. 12640, effective July 29, 2005, for a maximum of 150 days; emergency expired December 

25, 2005; amended at 30 Ill. Reg. 8658, effective April 21, 2006; amended at 32 Ill. Reg. 16255, 

effective September 18, 2008; amended at 35 Ill. Reg. 6195, effective March 22, 2011; amended 
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at 35 Ill. Reg. 15278, effective August 30, 2011; amended at 35 Ill. Reg. 16697, effective 

September 29, 2011; amended at 35 Ill. Reg. 18331, effective October 21, 2011; amended at 35 

Ill. Reg. 20609, effective December 9, 2011; amended at 36 Ill. Reg. 880, effective January 6, 

2012; amended at 36 Ill. Reg. 2296, effective January 25, 2012; amended at 36 Ill. Reg. 3208, 

effective February 15, 2012; amended at 36 Ill. Reg. 11196, effective July 3, 2012; amended at 

36 Ill. Reg. 17490, effective December 3, 2012; amended at 37 Ill. Reg. 5714, effective April 15, 

2013. 

 

SUBPART E:  EMS LEAD INSTRUCTOR, EMERGENCY MEDICAL DISPATCHER, 

FIRST RESPONDER, PRE-HOSPITAL REGISTERED NURSE, 

EMERGENCY COMMUNICATIONS REGISTERED NURSE, AND 

TRAUMA NURSE SPECIALIST 

 

Section 515.715  Provisional Licensure for First Responders and Emergency Medical 

Responders  
 

a) A person under the age of 18 shall not be issued a First Responder or Emergency 

Medical Responder license.  A person between the ages of 16 and 18 who has 

successfully completed a Department approved First Responder or Emergency 

Medical Responder course may apply to the Department for a provisional First 

Responder or Emergency Medical Responder License. Upon satisfaction of all 

other applicable requirements, the Department shall issue a provisional license, 

subject to the following limitations: 

 

1) A person with a provisional license shall not use his or her provisional 

license except when affiliated with a recognized Illinois EMS System and 

with the written authorization of that EMS System's Medical Director; 

 

2) A provisional licensee shall not be placed in a position of primary 

response to emergencies by any licensee of the Department, unless the 

assignment satisfies all other provisions of this Part;   

 

3) A provisional licensee shall function as a First Responder or Emergency 

Medical Responder only while under the direct, personal and continuous 

supervision of at least one other non-provisional EMS personnel licensed 

at or above the level of the provider's license. Nothing in this Part shall 

preclude a provisionally licensed First Responder or Emergency Medical 

Responder from providing Nationally Recognized Basic First Aid when 

not participating as part of the emergency medical response of his/her 
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affiliated agency; 

 

4) A provisional licensee shall not be involved in the transport of a patient 

unless he or she is under the direct, personal and continuous supervision of 

at least two other non-provisional EMS personnel licensed at or above the 

level of the transport provider's license.  A provisional licensee shall not 

be used to satisfy the staffing requirements of this Part; 

 

5) A provisional licensee shall not operate, drive or maneuver a Department 

licensed transport vehicle, rescue vehicle or non-transport agency owned 

vehicle in connection with an emergency response or the transportation of 

any patient; and 

 

6) A provisional licensee may apply to the Department for full licensure 

upon turning 18 years of age as required in Section 515.725. 

 

b) The EMS provider agency and the supervising licensee shall be jointly 

responsible for assuring that no provisional licensee violates rules applicable to 

the provisional licensee and shall jointly report, in writing, the nature and details 

of any violations of this Section to the EMS Medical Director within 48 hours 

after the occurrence. A failure to make written reports as required shall be 

grounds for disciplinary action as authorized by this Part. 

 

c) Violation of provisions applicable to provisional licensees shall be grounds for 

any form of disciplinary action authorized by this Part, up to and including license 

suspension and revocation. 

 

d) Applicants for Provisional First Responder shall verify compliance pursuant to 

Section 10-65(c) of the Illinois Administrative Procedure Act and Section 

515.620 of this Part on a form prescribed by the Department. 

 

e) The Provisional First Responder license fee shall be the same fee schedule for 

First Responders/Emergency Medical Responders. The license fee shall be in 

effect for four years and include the opportunity to apply for upgrade to First 

Responder/Emergency Medical Responder licensure upon age 18.  

 

(Source:  Added at 37 Ill. Reg. 5714, effective April 15, 2013) 

 

SUBPART F:  VEHICLE SERVICE PROVIDERS 
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Section 515.830  Ambulance Licensing Requirements  
 

a) Vehicle Design  

 

1) Each new vehicle used as an ambulance shall comply with the criteria 

established by the U.S. General Services Administration's Specification 

for Ambulance (KKK-A-1822F), with the exception of Section 3.16.2, 

Color, Paint and Finish.  

 

2) A licensed vehicle shall be exempt from subsequent vehicle design 

standards or specifications required by the Department in this Part, as 

long as said vehicle is continuously in compliance with the vehicle design 

standards and specifications originally applicable to that vehicle, or until 

said vehicle's title of ownership is transferred. (Section 3.85(b)(8) of the 

Act)  

 

3) The following requirements listed in Specification KKK-A-1822F shall be 

considered mandatory in Illinois even though they are listed as optional in 

that publication:  

 

A) 3.7.7.1 Each vehicle will be equipped with either a battery charger 

or battery conditioner (see 3.15.3 item 7).  

 

B) 3.8.5.2 Patient compartment checkout lights will be provided (see 

3.15.3 item 9).  

 

C) 3.12.1 An oxygen outlet will be provided above the secondary 

patient (see 3.15.4 M9).  

 

D) 3.15.4M3 Electric clock with sweep second hand will be provided.  

 

b) Equipment Requirements – Basic Life Support Vehicles  

Each ambulance used as a Basic Life Support vehicle shall meet the following 

equipment requirements, as determined by the Department by an inspection:  

 

1) Stretchers, Cots, and Litters  

 

A) Primary Patient Cot  
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Shall meet the requirements of sections 3.11.5, 3.11.8.1 of KKK-

A-1822F.  

 

B) Secondary Patient Stretcher  

Shall meet the requirements of sections 3.11.5, 3.11.5.1, 3.11.8.1 

of KKK-A-1822F.  

 

2) Oxygen, portable  

Shall meet the operational requirements of section 3.12.2 of KKK-A-

1822-F.  

 

3) Suction, portable  

 

A) Shall meet the operational requirements of section 3.12.4 of KKK-

A-1822F.  

 

B) A manually operated suction device is acceptable if approved by 

the Department.  

 

4) Medical Equipment  

 

A) Squeeze bag-valve-mask ventilation unit with adult size 

transparent mask and child size bag-valve-mask ventilation unit 

with child, infant and newborn size transparent masks  

 

B) Lower-extremity traction splint, adult and pediatric sizes  

 

C) Blood pressure cuff, one each, adult, child and infant sizes and 

gauge  

 

D) Stethoscopes, two per vehicle  

 

E) Pneumatic counterpressure trouser kit, adult size, optional  

 

F) Long spine board with three sets of torso straps, 72" x 16" 

minimum  

 

G) Short spine board (32" x 16" minimum) with two 9-foot torso 

straps, one chin and head strap or equivalent vest type (wrap 
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around) per vehicle; extrication device optional  

 

H) Airway, oropharyngeal – adult, child, and infant, sizes 00-5 

 

I) Airway, nasopharyngeal with lubrication, sizes 12-34F  

 

J) Two adult and two pediatricOne adult, child and infant sized non-

rebreather oxygen masks per vehicle   

 

K) Two infant partial re-breather oxygen masks per vehicle 

 

LK) Three nasal cannulas, adult and child size, per vehicle 

 

ML) Bandage shears, one per vehicle  

 

NM) Extremity splints, adult, two long and short per vehicle 

 

ON) Extremity splints, pediatric, two long and short per vehicle 

 

PO) Rigid cervical collars – one pediatric, small, medium, and large 

sizes or adjustable size collars per vehicle.  Shall be made of rigid 

material to minimize flexion, extension, and lateral rotation of the 

head and cervical spine when spine injury is suspected  

 

QP) Patient restraints, arm and leg, sets  

 

RQ) Pulse oximeter with pediatric and adult probes   

 

SR) AED or defibrillator that includes pediatric capability 

 

5) Medical Supplies  

 

A) Trauma dressing – six per vehicle  

 

B) Sterile gauze pads – 20 per vehicle, 4 inches by 4 inches  

 

C) Bandages, soft roller, self-adhering type, 10 per vehicle, 4 inches 

by 5 yards  
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D) Vaseline gauze – two per vehicle, 3 inches by 8 inches  

 

E) Adhesive tape rolls – two per vehicle  

 

F) Triangular bandages or slings – five per vehicle  

 

G) Burn sheets – two per vehicle, clean, individually wrapped  

 

H) Sterile solution (normal saline) – four per vehicle, 500 cc or two 

per vehicle, 1,000 cc plastic bottles or bags  

 

I) Thermal absorbent blanket and head cover, aluminum foil roll or 

appropriate heat reflective material – minimum one  

 

J) Obstetrical kit, sterile – minimum one, pre-packaged with 

instruments and bulb syringe 

 

K) Cold packs, three per vehicle  

 

L) Hot packs, three per vehicle, optional  

 

M) Emesis basin – one per vehicle  

 

N) Drinking water – one1 quart, in nonbreakable container; sterile 

water may be substituted  

 

O) Ambulance emergency run reports – 10 per vehicle, on a form 

prescribed by the Department or one that contains the data 

elements from the Department-prescribed form as described in 

Section 515.Appendix E of this Part or electronic documentation 

with paper backup 

 

P) Pillows – two per vehicle, for ambulance cot  

 

Q) Pillowcases – two per vehicle, for ambulance cot  

 

R) Sheets – two per vehicle, for ambulance cot  

 

S) Blankets – two per vehicle, for ambulance cot  
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T) CPR mask – one per vehicle, with safety valve to prevent backflow 

of expired air and secretions  

 

U) Urinal  

 

V) Bedpan  

 

W) Remains bag, optional  

 

X) Nonporous disposable gloves  

 

Y) Impermeable red biohazard-labeled isolation bag  

 

Z) Face protection through any combination of masks and eye 

protection and field shields  

 

AA) Suction catheters – sterile, single use, two each, 6, 8, 10, 12, 14 

and 18F, plus three tonsil tip semi-rigid pharyngeal suction tip 

catheters per vehicle; all shall have a thumb suction control port  

 

BB) Child and infant or convertible car seats  

 

CC) Current equipment/drug dosage sizing tape or pediatric 

equipment/drug age/weight chart  

 

DD) Flashlight, two per vehicle, for patient assessment  

 

EE) Current Illinois Department of Transportation Safety Inspection 

sticker (see Illinois Vehicle Code [625 ILCS 5/13-101]) 

 

FF) Illinois Poison Center telephone number 

 

GG) Department of Public Health Central Complaint Registry

 telephone number posted where visible to the patient  

 

c) Equipment Requirements – Intermediate and Advanced Life Support Vehicles  

Each ambulance used as an Intermediate Life Support vehicle or as an Advanced 

Life Support vehicle shall meet the requirements in subsections (b) and (d) of this 
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Section and shall also comply with the equipment and supply requirements as 

determined by the EMS Medical Director in the System in which the ambulance 

and its crew participate.  Drugs shall include both adult and pediatric dosages. 

These vehicles shall have a current pediatric equipment/drug dosage sizing tape or 

pediatric equipment/drug dosage age/weight chart. 

 

d) Equipment Requirements – Rescue and/or Extrication  

The following equipment shall be carried on the ambulance, unless the ambulance 

is routinely accompanied by a rescue vehicle:  

 

1) Wrecking bar, 24"  

 

2) Goggles for eye safety  

 

3) Flashlight – one per vehicle, portable, battery operated  

 

4) Fire Extinguisher – two per vehicle, ABC dry chemical, minimum 5-

pound unit with quick release brackets.  One mounted in driver 

compartment and one in patient compartment  

 

e) Equipment Requirements – Communications Capability  

Each ambulance shall have reliable ambulance-to-hospital radio communications 

capability and meet the requirements provided in Section 515.400 of this Part.  

 

f) Equipment Requirements – Epinephrine  

A person currently licensed as an EMT-B, EMT-I, or EMT-P who has successfully 

completed a Department-approved course in the administration of epinephrine 

shall be required to carry epinephrine (both adult and pediatric doses) with him 

or her in the ambulance or drug box as part of the EMT medical supplies 

whenever he or she is performing the duties of an emergency medical technician, 

within the context of the EMS System plan.  (Section 3.55(a-7) of the Act)  

 

g) Personnel Requirements  

 

1) Each Basic Life Supportbasic life support ambulance shall be staffed by a 

minimum of one EMT Basic, Intermediate, Paramedic or two EMTs, 

intermediate, paramedic, Pre-Hospital RN and one other EMT Basic, 

Intermediate, Paramedic, Pre Hospital RN or physician Pre-Hospital RNs 

or physicians or a combination thereof on all responses.emergency calls.  
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2) Each Basic Life Support vehicle using automated defibrillation shall be 

staffed by a minimum of one EMT-B approved by the EMS Medical 

Director for automated defibrillation, a Pre-Hospital RN or physician and 

one other EMT, Pre-Hospital RN or physician.  

 

2)3) Each ambulance used as an Intermediate Life Support vehicle shall be 

staffed by a minimum of one Intermediate, Paramedic or Pre-Hospital RN 

and one other EMT Basic, Intermediate, Paramedic,of one EMT-I, Pre-

Hospital RN or physician on all responsesand one other EMT, Pre-

Hospital RN or physician.  Each ILS vehicle using automated 

defibrillation shall be staffed by a minimum of one EMT-I approved by 

the EMS Medical Director for automated defibrillation, a Pre-Hospital RN 

or physician and one other EMT, Pre-Hospital RN or physician.  Each 

ambulance used as an Advanced Life Support vehicle shall be staffed by a 

minimum of one EMT-P, Pre-Hospital RN or physician and one other 

EMT, Pre-Hospital RN or physician.  

 

3) Each ambulance used as an Advanced Life Support vehicle shall be 

staffed by a minimum of one Paramedic or Pre-Hospital RN and one other 

EMT Basic, Intermediate, Paramedic, Pre-Hospital RN or physician on all 

responses. 

 

h) Alternate Rural Staffing Authorization   

 

1) A Vehicle Service Provider that serves a rural or semi-rural population of 

10,000 or fewer inhabitants and exclusively uses volunteers or paid-on-

call personnel or a combination to provide patient care may apply for 

alternate rural staffing authorization to authorize the ambulance, Non-

Transport Vehicle, Special-Use Vehicle, or Limited Operation Vehicle to 

be staffed by one EMT licensed at or above the level at which the vehicle 

is licensed, plus one First Responder/Emergency Medical Responder when 

two licensed Emergency Services Personnel are not available to respond. 

(Section 2.85(b)(3) of the Act) 

 

2) The EMT licensed at or above the level at which the ambulance is licensed 

shall be the primary patient care provider in route to the health care 

facility. 
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3) The Vehicle Service Provider shall obtain the prior written approval for 

alternate rural staffing from the EMS MD.  The EMS MD shall submit to 

the Department a request for an amendment to the existing EMS System 

plan that clearly demonstrates the need for alternate rural staffing in 

accordance with subsection (h)(4) and that the alternate rural staffing will 

not reduce the quality of medical care established by the Act and this Part. 

 

4) A Vehicle Service Provider requesting alternate rural staffing 

authorization shall clearly demonstrate all of the following: 

 

A) That it has undertaken extensive efforts to recruit and train licensed 

EMS personnel; 

 

B) That, despite its exhaustive efforts, licensed EMS personnel are 

 not available; and 

 

C) That, without alternate rural staffing authorization, the rural or 

semi-rural population of 10,000 or fewer inhabitants served will be 

unable to meet staffing requirements as specified in subsection (g). 

 

5) The alternate rural staffing authorization and subsequent authorizations 

shall include beginning and termination dates not to exceed 48 months. 

The EMS MD shall re-evaluate subsequent requests for authorization for 

compliance with subsections (h)(4)(A) through (C) of this Section.  

Subsequent requests for authorization shall be submitted to the 

Department for approval in accordance with this Section. 

 

6) Alternate rural staffing authorization may be suspended or revoked, after 

an opportunity for hearing, if the Department determines that a violation 

of this Part has occurred. Alternate rural staffing authorization may be 

summarily suspended by written order of the Director or designee, served 

on the Vehicle Service Provider, if the Director or designee determines 

that continued operation under the alternate rural staffing authorization 

presents an immediate threat to the health or safety of the public.  After 

summary suspension, the Vehicle Service Provider shall have the 

opportunity for an expedited hearing.  

 

7) Vehicle Service Providers that cannot meet the alternate rural staffing 

authorization requirements of this Section may apply through the EMS 
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MD to the Department for a staffing waiver pursuant to Section 515.150. 

 

i) Alternate Response Authorization   

 

1) A Vehicle Service Provider that exclusively uses volunteers or paid-on-

call personnel or a combination to provide patient care who are not 

required to be stationed with the vehicle may apply to the Department for 

alternate response authorization to authorize the ambulance, Non-

Transport Vehicle, Special-Use Vehicle, or Limited Operation Vehicle 

licensed by the Department to travel to the scene of an emergency staffed 

by at least one licensed Emergency Medical Responder, Emergency 

Medical Technician, Advanced Emergency Medical Technician, 

Emergency Medical Technician-Intermediate, Paramedic or Pre-Hospital 

RN ("Emergency Services Personnel"). 

 

2) A Vehicle Service Provider operating under alternate response 

authorization shall ensure that a second licensed Emergency Services 

Personnel is on scene or in route to the emergency response location. 

 

3) The Vehicle Service Provider shall demonstrate to the Department that it 

has safeguards to ensure that no patient will be transported with fewer than 

two EMTs, at least one of whom shall be licensed at or above the  

level of the license for the vehicle, unless the Vehicle Service Provider is 

approved for alternate rural staffing authorization. 

 

4) Alternate response authorization may be suspended or revoked, after an 

opportunity for hearing, if the Department determines that a violation of 

this Part has occurred. Alternate response authorization may be summarily 

suspended by written order of the Director or designee, served on the 

Vehicle Service Provider,  if  the Director or designee determines that 

continued operation under the alternate response authorization presents an 

immediate threat to the health or safety of the public.  After summary 

suspension, the licensee shall have the opportunity for an expedited hearing 

(see Section 515.180). 

 

j) Alternate Response Authorization – Secondary Response Vehicles 

 

1) A Vehicle Service Provider that uses volunteers or paid-on-call personnel 

or a combination to provide patient care, and staffs its primary response 
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vehicle with personnel stationed with the vehicle, may apply for alternate 

response authorization for its secondary response vehicles. The secondary 

or subsequent ambulance, Non-Transport Vehicle, Special-Use Vehicle, or 

Limited Operation Vehicle licensed by the Department at the BLS, ILS or 

ALS level, when personnel are not stationed with the vehicle, may 

respond to the scene of an emergency when the primary vehicle is on 

another response. The vehicle shall be staffed by at least one licensed 

Emergency Services Personnel.  

 

2) A Vehicle Service Provider operating under the alternate response 

authorization shall ensure that a second licensed Emergency Services 

Personnel provider is on the scene or in route to the emergency response 

location. 

 

3) The Vehicle Service Provider shall demonstrate to the Department that it 

has written safeguards to ensure that no patient will be transported with 

fewer than two EMTs, at least one of whom shall be licensed at or above 

the level of the license for the ambulance, unless the Vehicle Service 

Provider is approved for alternate rural staffing authorization under 

subsection (h).  

 

4) Alternate response authorization for secondary response vehicles may be 

suspended or revoked, after an opportunity for hearing, if the Department 

determines that a violation of this Part has occurred. Alternate response 

authorization for secondary response vehicles may be summarily 

suspended by written order of the Director or designee, served on the 

Vehicle Service Provider, if the Director or designee determines that 

continued operation under the alternate response authorization for 

secondary vehicles presents an immediate threat to the health or safety of 

the public.  After summary suspension, the Vehicle Service Provider shall 

have the opportunity for an expedited hearing (see Section 515.180).  

 

4) Each ambulance provider that operates an emergency transport vehicle 

shall ensure through written agreement with the EMS System that the 

agency providing emergency care at the scene and enroute to a hospital 

meets the requirements of this Subpart.  

 

kh) Operational Requirements  
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1) An ambulance that is transporting a patient to a hospital shall be operated 

in accordance with the requirements of the Act and this Part.  

 

2) A licensee shall operate its ambulance service in compliance with this 

Part, 24 hours a day, every day of the year.  Except as required in this 

subsection (k)below, each individual vehicle within the ambulance service 

shall not be required to operate 24 hours a day, as long as at least one 

vehicle for each level of service covered by the license is in operation at 

all times.  An ALS vehicle can be used to provide coverage at either an 

ALS, ILS or BLS level, and thesuch coverage shallwill meet the 

requirements of this Section.  

 

A) At the time of application for initial or renewal licensure, and upon 

annual inspection, the applicant or licensee shall submit to the 

Department for approval a list containing the anticipated hours of 

operation for each vehicle covered by the license.  

 

i) A current roster shall also be submitted that, which lists the 

EMS PersonnelEMTs, Pre-Hospital RNs andand/or 

physicians who are employed or available to staff each 

vehicle during its hours of operation.  The roster shall 

include each staff person's name, license number, license 

expiration date and daytime telephone number, and shall 

state whether thesuch person is generally scheduled to be 

on site or on call.  

 

ii) An actual or proposed four-week staffing schedule shall 

also be submitted, which covers all vehicles, includes staff 

names from the submitted roster, and states whether each 

staff member is scheduled to be on site or on call during 

each work shift.  

 

B) Licensees shall be required to obtain the EMS MD'sMedical 

Director's approval of their vehicles' hours of operation prior to 

submitting an application to the Department.  An EMS MD 

Medical Director may require specific hours of operation for 

individual vehicles to assure appropriate coverage within the 

System.  
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C) A Vehicle Service Providerlicensee that advertises its service as 

operating a specific number of vehicles or more than one vehicle 

shall state in the advertisement the hours of operation for those 

vehicles, if individual vehicles are not available 24 hours a day.  

Any advertised vehicle for which hours of operation are not stated 

shall be required to operate 24 hours a day.  

 

3) For each patient transported to a hospital, the ambulance staff shall, at a 

minimum, measure and record the information required in Section 

515.Appendix E.  

 

4) A Vehicle Service Providerlicensee shall provide emergency service 

within the service area on a per-need basis without regard to the patient's 

ability to pay for thesuch service.  

 

5) A Vehicle Service Providerlicensee shall provide documentation of 

procedures to be followed when a call for service is received and a vehicle 

is not available, including copies of mutual aid agreements with other 

ambulance providers.  (See Section 515.810(h) of this Part.)  

 

6) A Vehicle Service Providerlicensee shall not operate its ambulance at a 

level exceeding the level for which it is licensed (basic life support, 

intermediate life support, advanced life support), unless thesuch vehicle is 

operated pursuant to an EMS System-approved in-field service level 

upgrade.  

 

7) The Department will inspectshall relicense qualifying ambulances each 

year.  If the Vehicle Service Providerlicensee has no violations of this 

Section that threaten the health of safety of patients or the publicattained 

90 percent compliance with the requirements of this Section on 

inspections for the previous five years and has no substantiated complaints 

against it, the Department willshall inspect the Vehicle Service 

Provider'slicensee's ambulances in alternate years, and the Vehicle Service 

Provider may, with the Department's prior approval,licensee shall self-

inspect its ambulances in the other years.  The Vehicle Service 

Providerlicensee shall use the Department's inspection form for self-

inspection.  Nothing contained in this subsection (k)(7) shall prevent the 

Department from conducting unannounced inspections. 
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li) A licensee may use a replacement vehicle for up to 10 days without a Department 

inspection provided that the Department is notified of the use of the vehicle by the 

second working day.  

 

mj) Patients, individuals who accompany a patient, and emergency services personnel 

may not smoke while inside an ambulance or SEMSV.  The Department of Public 

Health shall impose a civil penalty on an individual who violates this subsection 

in the amount of $100.  (Section 3.155(h) of the Act)  

 

nk) Any provider may request a waiver of any requirements in this Section under the 

provisions of Section 515.150.  

 

(Source:  Amended at 37 Ill. Reg. 5714, effective April 15, 2013) 
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1) Heading of the Part:  Control of Communicable Diseases Code    

  

2) Code Citation:  77 Ill. Adm. Code 690  

  

3) The Notice of Proposed Amendments being corrected appeared at: 37 Ill. Reg. 4479; 

April 12, 2013 

  

4) The information being corrected is as follows: 

 

In question number 10 on the Notice Page, the response was incorrectly given as "No".  

The following amendments are pending on this Part, proposed November 9, 2012: 

 

Section Numbers: Proposed Action: Illinois Register Citation: 

690.900 Amend 36 Ill. Reg. 15918 

690.1500 New 36 Ill. Reg. 15918 

690.1510 New 36 Ill. Reg. 15918 

690.1520 New 36 Ill. Reg. 15918 

690.1530 New 36 Ill. Reg. 15918 

690.1540 New 36 Ill. Reg. 15918 
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The following second notices were received by the Joint Committee on Administrative Rules 

during the period of April 9, 2013 through April 15, 2013. The rulemakings are scheduled for 

review at the Committee's May 14, 2013 meeting. Other items not contained in this published list 

may also be considered.  Members of the public wishing to express their views with respect to a 

rulemaking should submit written comments to the Committee at the following address:  Joint 

Committee on Administrative Rules, 700 Stratton Bldg., Springfield IL 62706. 

 

Second 

Notice 

Expires 

  

 

Agency and Rule 

 Start  

Of First 

Notice 

  

JCAR 

Meeting 

       

5/23/13  Pollution Control Board, Tiered Approach to 

Corrective Action Objectives (35 Ill. Adm. 

Code 742) 

 5/18/12 

36 Ill. Reg. 

7340 

 5/14/13 

       

5/24/13  Department of Healthcare and Family Services, 

Medical Payment (89 Ill. Adm. Code 140) 

 6/15/12 

36 Ill. Reg. 

8594 

 5/14/13 

       

5/24/13  Illinois Commerce Commission, Procedures 

Governing the Establishment of Credit, Billing, 

Deposits, Termination of Service and Issuance 

of Telephone Directories for Local Exchange 

Telecommunications Carriers in the State of 

Illinois (83 Ill. Adm. Code 735) 

 1/11/13 

37 Ill. Reg. 

387 

 5/14/13 

       

5/24/13  Illinois Student Assistance Commission, 

General Provisions (23 Ill. Adm. Code 2700) 

 2/1/13 

37 Ill. Reg. 

1117 

 5/14/13 

       

5/24/13  Illinois Student Assistance Commission, Illinois 

National Guard (ING) Grant Program (23 Ill. 

Adm. Code 2730) 

 2/1/13 

37 Ill. Reg. 

1124 

 5/14/13 

       

5/24/13  Illinois Student Assistance Commission, Grant 

Program for Dependents of Correctional 

Officers (23 Ill. Adm. Code 2731) 

 2/1/13 

37 Ill. Reg. 

1130 

 5/14/13 
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5/24/13  Illinois Student Assistance Commission, Grant 

Program for Dependents of Police or Fire 

Officers (23 Ill. Adm. Code 2732) 

 2/1/13 

37 Ill. Reg. 

1136 

 5/14/13 

       

5/24/13  Illinois Student Assistance Commission, Illinois 

Veteran Grant (IVG) Program (23 Ill. Adm. 

Code 2733) 

 2/1/13 

37 Ill. Reg. 

1142 

 5/14/13 

       

5/24/13  Illinois Student Assistance Commission, 

Monetary Award Program (MAP) (23 Ill. Adm. 

Code 2735) 

 2/1/13 

37 Ill. Reg. 

1148 

 5/14/13 

       

5/24/13  Illinois Student Assistance Commission, 

Optometric Education Scholarship Program (23 

Ill. Adm. Code 2741) 

 2/1/13 

37 Ill. Reg. 

1160 

 5/14/13 

       

5/24/13  Illinois Student Assistance Commission, 

Minority Teachers of Illinois (MTI) Scholarship 

Program (23 Ill. Adm. Code 2763) 

 2/1/13 

37 Ill. Reg. 

1164 

 5/14/13 

       

5/24/13  Illinois Student Assistance Commission, Illinois 

Special Education Teacher Tuition Waiver 

(SETTW) Program (23 Ill. Adm. Code 2765) 

 2/1/13 

37 Ill. Reg. 

1170 

 5/14/13 

       

5/24/13  Illinois Student Assistance Commission, Illinois 

Prepaid Tuition Program (23 Ill. Adm. Code 

2775) 

 2/1/13 

37 Ill. Reg. 

1174 

 5/14/13 

       

5/24/13  Secretary of State, State Records Commission 

(44 Ill. Adm. Code 4400) 

 1/25/13 

37 Ill. Reg. 

706 

 5/14/13 

       

5/25/13  Secretary of State, Issuance of Licenses (92 Ill. 

Adm. Code 1030) 

 2/22/13 

37 Ill. Reg. 

2450 

 5/14/13 

       

5/25/13  Department of Public Health, Control of 

Sexually Transmissible Diseases Code (77 Ill. 

 9/21/12 

36 Ill. Reg. 

 5/14/13 
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Adm. Code 693) 14146 

       

5/25/13  Illinois Housing Development Authority, 

Abandoned Residential Property Municipality 

Relief Program (47 Ill. Adm. Code 381) 

 2/8/13 

37 Ill. Reg. 

1537 

 5/14/13 

       

5/26/13  Department of Children and Family Services, 

Background Checks (89 Ill. Adm. Code 385) 

 12/14/12 

36 Ill. Reg. 

17278 

 5/14/13 
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2013-140 

Illinois Flag Display Act − Trooper James Sauter 

 

WHEREAS, all citizens owe a tremendous debt of gratitude to the men and women of law 

enforcement who selflessly serve to protect our lives and keep our families safe; and, 

 

WHEREAS, every day these men and women face great risks and in many cases put their safety 

on the line to perform their duties; and, 

 

WHEREAS, on the evening of Thursday, March 28, 2013 Illinois State Trooper James Sauter 

was abruptly taken from us at the age of 28 after assisting a motorist along Interstate 294 near 

Downers Grove, Illinois; and, 

 

WHEREAS, Trooper Sauter grew up wanting to be a trooper and joined the Illinois State Police 

in 2008. As a cadet, he was awarded the Lifesaving Medal for helping a woman on the side of 

the road who had been injured in a motorcycle accident; and, 

 

WHEREAS, Trooper Sauter was assigned to Illinois State Police District 15 and, as a licensed 

pilot, had recently completed an assignment with the Illinois State Police Air Operations; and, 

 

WHEREAS, Trooper Sauter is a native of Chicago Ridge, Illinois where he was a well-known 

member of the community and loving husband and son who will always be remembered for the 

countless lives that he impacted; and,  

 

WHEREAS, throughout his career as a proud member of the Illinois State Police, Trooper Sauter 

represented the State of Illinois admirably; and, 

 

WHEREAS, a funeral will be held on Tuesday, April 2, 2013 for Trooper Sauter, who is 

survived by his parents, wife Elizabeth, as well as loving family members and friends; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby order all persons or 

entities governed by the Illinois Flag Display Act to fly their flags at half-staff from sunrise on 

Sunday, March 31, 2013 until sunset on Tuesday, April 2, 2013 in honor and remembrance of 

Trooper James Sauter, whose selfless service and sacrifice is an inspiration. 

 

Issued by the Governor March 30, 2013 

Filed by the Secretary of State April 12, 2013 

 

2013-141 

Illinois Flag Display Act − Corporal Aaron Ripperda 
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WHEREAS, all citizens owe a tremendous debt of gratitude to the men and women of the armed 

forces who selflessly serve to protect our lives and keep our families safe; and, 

 

WHEREAS, every day these men and women face great risks and in many cases put their safety 

on the line to perform their duties; and, 

 

WHEREAS, on the afternoon of Monday, March 18, 2013 United States Marine Corporal Aaron 

Ripperda was abruptly taken from us at the age of 26 during a training exercise at Hawthorne 

Army Depot in Nevada; and, 

 

WHEREAS, Corporal Ripperda joined the U.S Marines in 2008 and toured in both Afghanistan 

and Haiti; he was stationed at Camp Lejune North Carolina; and, 

 

WHEREAS, Corporal Ripperda is a native of Highland, Illinois; 

 

WHEREAS, Corporal Ripperda was a 2005 graduate of Highland High School where is 

remembered as a popular and kind hearted young man who could always be depended on; and, 

 

WHEREAS, Corporal Ripperda was a loving son, active member of the community who will 

always be remembered for the countless lives he impacted; and,  

 

WHEREAS, throughout his career as a proud member of the United States Marine Corps, 

Corporal Ripperda represented the State of Illinois admirably; and, 

 

WHEREAS, a funeral will be held on Wednesday, April 3, 2013 for Corporal Ripperda, who is 

survived by his parents, sister and many loving family members and friends; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby order all persons or 

entities governed by the Illinois Flag Display Act to fly their flags at half-staff from sunrise on 

Monday, April 1, 2013 until sunset on Wednesday, April 3, 2013 in honor and remembrance of 

Corporal Aaron Ripperda, whose selfless service and sacrifice is an inspiration. 

 

Issued by the Governor April 01, 2013 

Filed by the Secretary of State April 12, 2013  

 

2013-142 

Call Before You Dig Month 

 

WHEREAS, each year, the nation's underground utility infrastructure is jeopardized by 

unintentional damage from those who fail to call 811 to have underground lines located prior to 

digging; and,  
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WHEREAS, every eight minutes an underground utility line is damaged because someone 

decided to dig without calling 811; and, 
 

WHEREAS, undesired consequences of this unintentional damage such as service interruption, 

damage to the environment, and personal injury and even death are the potential results; and, 
 

WHEREAS, Illinois state law requires all homeowners and contractors to call 811 prior to 

digging to have underground utility lines marked, regardless of whether they are planting a 

sapling or excavating a major surface; and, 
 

WHEREAS, the State of Illinois and the Illinois Commerce Commission promote the national 

call-before-you-dig number, 811, in an effort to reduce damages; and, 
 

WHEREAS, designated by the FCC in 2005, 811 provides potential excavators and homeowners 

a simple number to reach their local One Call Center to request utility line locations at the 

intended dig site. The call and service are free; and, 
 

WHEREAS, through education of safe digging practices, excavators and homeowners can save 

time and money keeping our nation safe and connected by making a simple call to 811 in 

advance of any digging project; waiting the required amount of time; respecting the marked lines 

by maintaining visual definition throughout the course of the excavation; and finally, digging 

with care around the marks; and, 
 

WHEREAS, safe digging is a shared responsibility to know what's below; always call 811 before 

you dig; and, 
 

WHEREAS, it is imperative that Illinois citizens follow the state law that requires all 

underground utility lines to be marked prior to breaking ground; and, 
 

WHEREAS, Illinois is proud to join in the campaign to spread awareness about 811 and the 

importance of calling before digging: 
 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim April 2013 as 

CALL BEFORE YOU DIG MONTH in Illinois, and encourage excavators and homeowners to 

always call 811 before digging, because Safe Digging is No Accident. 

 

Issued by the Governor April 02, 2013 

Filed by the Secretary of State April 12, 2013  

 

2013-143 

Illinois Flag Display Act − Lieutenant John Terpning 

 

WHEREAS, all citizens owe a tremendous debt of gratitude to the men and women of the armed 

forces who selflessly serve to protect our lives and keep our families safe; and, 
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WHEREAS, every day these men and women face great risks and in many cases put their safety 

on the line to perform their duties; and, 

 

WHEREAS, on May 7, 1944 First Lieutenant John Terpning was piloting a B-24 that departed 

from Nadzab, New Guinea on a bombing mission; and, 

 

WHEREAS, due to mechanical problems, Lt. Terpning's plane was delayed in departing from its 

airbase and was unable to join the formation after takeoff. The aircraft, Terpning, nor the nine 

other crewmen aboard the plane were seen after takeoff; and,  

 

WHEREAS, in 1946, the War Department declared all ten men on board to be presumed dead; 

and, 

 

WHEREAS, in 1973, the Royal Australian Air Force found wreckage that corresponded to that 

of the B-24 along with possible human remains. However, due to limited technology at the time, 

no human remains were individually identified; and,  

 

WHEREAS, in 1974, the remains were buried as a group at Arlington National Cemetery; and, 

 

WHEREAS, in 2013, the Department of Defense POW/Missing Personnel Office announced that 

the remains of Lt. Terpning were positively identified using DNA and dental records and would 

be returned to his family for burial with full military honors; and,  

 

WHEREAS, Lt. Terpning was a resident of Mt. Prospect, Illinois and was president of his senior 

class in high school; and,  

 

WHEREAS, throughout his career as a proud member of the United States Army, Lt. Terpning 

represented the State of Illinois admirably; and, 

 

WHEREAS, a funeral will be held on Wednesday, April 3, 2013 at Arlington National Cemetery 

for Lt. Terpning, who is survived by his brother, Howard; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby order all persons or 

entities governed by the Illinois Flag Display Act to fly their flags at half-staff immediately 

until sunset on Wednesday, April 3, 2013 in honor and remembrance of Lieutenant John 

Terpning, whose selfless service and sacrifice is an inspiration. 

 

Issued by the Governor April 02, 2013 

Filed by the Secretary of State April 12, 2013  
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2013-144 

Safe Boating Week 

 

WHEREAS, on average, 700 people die each year in boating-related accidents in the United 

States and nearly 70 percent of these fatalities are caused by drowning; and,  

 

WHEREAS, the vast majority of these accidents are caused by human error or poor judgment 

and not by the boat, equipment or environmental factors; and,  

 

WHEREAS, between 1993 and 2005, the State of Illinois registered 4,521,660 recreational 

boats. During these years, 1,783 boating accidents were reported that resulted in 230 fatalities 

and 1,117 injuries; and,  

 

WHEREAS, a significant number of boaters who lose their lives by drowning each year would 

be alive today had they worn their life jackets; and,  

 

WHEREAS, modern life jackets are more comfortable, more attractive, and more wearable than 

styles of years past and deserve a fresh look by today's boating public; and, 

 

WHEREAS, the US Coast Guard has made recreational boating safety one of its primary 

missions; and, 

 

WHEREAS, the Illinois Department of Natural Resources plays a critical role in promoting 

boating safety through offering the Illinois Boating Education Course, which  consists of a 

minimum of eight hours of instruction on the topics of boating safety, equipment and 

requirements, navigation, motorboat, registration and titling, emergency measures, and Illinois 

boating laws; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim May 18 - 24, 

2013 as SAFE BOATING WEEK in Illinois, and encourage all citizens to practice safe boating 

habits, including always wearing a life jacket. 

 

Issued by the Governor April 02, 2013 

Filed by the Secretary of State April 12, 2013  

 

2013-145 

Welding Month 

 

WHEREAS, dating as far back as a thousand BC, welding has played a vital role in the 

development of cultures and societies around the world; and,  
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WHEREAS, from fences to frames and from massive aircraft and boats to tiny rings, the societal 

and economic foundation of this nation has literally been molded together by welding; and, 

 

WHEREAS, the craft of welding has drastically improved production methods generation after 

generation; and, 

 

WHEREAS, welding technology and expertise have advanced over the years, increasing the 

utility, strength, and efficiency of welding. Professional welders use their skills and training in a 

variety of settings, from repairing cars to welding underwater vessels, to welding the space 

station in outer space; and,  

 

WHEREAS, the American Welding Society (AWS) was founded in 1919 as a multifaceted 

organization and continues to lead the way in supporting welding education and developing 

technology; and, 

 

WHEREAS, AWS has more than 66,000 members worldwide, including many who are affiliated 

with the Chicago section and make outstanding contributions to the City of Chicago and the 

State of Illinois; and, 

 

WHEREAS, the month of April has been designated as an awareness campaign to advance the 

science, technology and application of welding and related joining disciplines; and,  

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim April 2013 as 

WELDING MONTH in Illinois, in recognition of the importance of the welding profession and 

the many dedicated welders who make contributions to the productivity and economic vitality of 

the Land of Lincoln.  

 

Issued by the Governor April 02, 2013 

Filed by the Secretary of State April 12, 2013  

 

2013-146 

Building Safety Month 

 

WHEREAS, our state's continuing efforts to address the critical issues of safety, energy 

efficiency, water conservation and sustainability in the built environment that affect our citizens, 

both in everyday life and in times of natural disaster, give us confidence that our structures are 

safe and sound; and, 

 

WHEREAS, our confidence is achieved through the devotion of vigilant guardians––building 

safety and fire prevention officials, architects, engineers, builders, laborers and others in the 

construction industry––who work year-round to ensure the safe construction of buildings; and, 
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WHEREAS, these guardians develop and implement the highest-quality codes to protect 

Americans in the buildings where we live, learn, work, worship and play; and, 

 

WHEREAS, the International Codes, the most widely adopted building safety, energy and fire 

prevention codes in the nation, are used by most U.S. cities, counties and states; these modern 

building codes also include safeguards to protect the public from natural disasters such as 

hurricanes, snowstorms, tornadoes, wild land fires and earthquakes; and, 

 

WHEREAS, Building Safety Month reminds the public about the critical role of our 

communities' largely unknown guardians of public safety––our local code officials––who assure 

us of safe, efficient and livable buildings; and, 

 

WHEREAS, "Building Safety Month: Code Officials Keep You Safe" is the theme for Building 

Safety Month and encourages all Americans to raise awareness of the importance of building 

safety; green and sustainable building; pool, spa and hot tub safety and new technologies in the 

construction industry; and, 

 

WHEREAS, Building Safety Month 2013 encourages appropriate steps everyone can take to 

ensure that the places where we live, learn, work, worship and play are safe and sustainable, and 

recognizes that countless lives have been saved due to the implementation of safety codes by 

local and state agencies; and, 

 

WHEREAS, each year, in observance of Building Safety Month, Americans are asked to 

consider projects to improve building safety and sustainability at home and in the community, 

and to acknowledge the essential service provided to all of us by local and state building 

departments and federal agencies in protecting lives and property; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim May 2013 as 

BUILDING SAFETY MONTH in Illinois, and encourage all citizens to join with their 

communities in participation in Building Safety Month activities. 

 

Issued by the Governor April 03, 2013 

Filed by the Secretary of State April 12, 2013  

 

2013-147 

Environmental Health Practitioners Month 

 

WHEREAS, the Illinois Environmental Health Association will be holding its Association 

Education Conference on October 17 and 18, 2013, in Bloomington, Illinois; and, 
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WHEREAS, the purpose of Illinois Association of Local Environmental Health Administrators is 

to promote effective Environmental Health Administration in Illinois; and, 

 

WHEREAS, the mission of the Illinois Association of Local Environmental Health 

Administrators is to act as a liaison between elected officials, public and private agencies, and 

local departments of environmental health, to promote standards and qualifications for 

environmental health personnel and to promote economically sound and practical environmental 

control legislation; and, 

 

WHEREAS, the Illinois Association of Local Environmental Health Administrators cooperate 

with local departments on program administration and improvement of administrative methods 

and engage in other legislative, educational, and policy-forming activities; and, 

 

WHEREAS, Environmental Health Practitioners are trained in biological and sanitary sciences, 

examine all aspects of the physical and social environment, define and report environmental 

conditions, and recommend improvements; and, 

 

WHEREAS, practitioners serving in the field of public health and in the industry are concerned 

with the education and inspection necessary to maintain the safe processing, distribution, 

preparation and serving of food, hygienic housing, protection of water supplies, environmental 

sanitation/pollution, vector control, and radiological health; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim October 2013 

as ENVIRONMENTAL HEALTH PRACTITIONERS MONTH in the State of Illinois. 

 

Issued by the Governor April 03, 2013 

Filed by the Secretary of State April 12, 2013  

 

2013-148 

Esophageal Cancer Awareness Month 

 

WHEREAS, esophageal cancer (EC) is cancer that forms in the esophagus, the muscular tube 

leading from the mouth into the stomach; and, 

 

WHEREAS, esophageal cancer is predominately of two types: squamous cell carcinoma of the 

esophagus and esophageal adenocarcinoma; and, 

 

WHEREAS, men are at least three times more likely to develop esophageal cancer than women; 

and, 
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WHEREAS, esophageal cancer patients are generally older adults, with a median age in the 50's 

- 60's, but EC is being diagnosed more frequently in younger adults in recent years; and, 

 

WHEREAS, squamous cell carcinoma, which is usually found in the upper half of the 

esophagus, is the most common type of esophageal cancer worldwide.  Major risk factors linked 

with squamous cell carcinoma of the esophagus are smoking, alcohol abuse, and dietary factors; 

and, 

 

WHEREAS, in the United States and Western Europe, esophageal adenocarcinoma, which 

develops in the lower half of the esophagus, is the most common type of esophageal cancer; and, 

 

WHEREAS, esophageal adenocarcinoma now is the fastest increasing of all cancers in the 

United States, increasing more than 400% over the last 20 years.  Unfortunately, esophageal 

adenocarcinoma also has the second highest death rate, with more than 13,000 deaths annually; 

and, 

 

WHEREAS, one major factor thought to lead to esophageal adenocarcinoma is frequent 

exposure of the esophagus to stomach acid, or acid reflux. Acid reflux may give rise to gastric-

esophageal reflux disease or GERD, which in time may develop into a condition called Barrett's 

esophagus in which the cells lining the esophagus are structurally altered by long term exposure 

to stomach acid; and, 

 

WHEREAS, although Barrett's esophagus itself does not affect the health of a person, in a small 

number of people there is a chance that these altered cells will develop into an early cancerous 

state and eventually into a tumor; and, 

 

WHEREAS, individuals who have more than two consecutive weeks of acid reflux are urged to 

see their physicians immediately. Unfortunately, there may be few warnings these changes have 

occurred until swallowing becomes difficult. Many patients also may develop esophageal 

adenocarcinoma with no history of serious acid reflux or difficulty swallowing until the cancer is 

very advanced; and, 

 

WHEREAS, progress has been made in the last few years in treating both types of esophageal 

cancer, and the survival rate is improving every year, however there is need for more awareness; 

and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim April 2013 as 

ESOPHAGEAL CANCER AWARENESS MONTH in Illinois. 

  

Issued by the Governor April 03, 2013 

Filed by the Secretary of State April 12, 2013  



     ILLINOIS REGISTER            5750 

 13 

PROCLAMATIONS 

 

 

 

2013-149 

Scoliosis Awareness Month 

 

WHEREAS, scoliosis is an abnormal curvature of the spine that affects 2-3 percent of the 

population, or an estimated 7 million people in the United States.  Scoliosis impacts people of all 

ages, regardless of race or socio-economic status, and there is no cure; and, 

 

WHEREAS, scoliosis is common in children with a variety of congenital and neuromuscular 

diseases, but it is most prevalent in seemingly healthy children, with no known cause.  The 

primary age of onset for scoliosis is 10-15 years of age, occurring equally among both genders, 

but with females five to eight times more likely to progress to a curve magnitude that requires 

treatment; and, 

 

WHEREAS, approximately one out of every six children diagnosed with scoliosis will have a 

curve that progresses to a degree that requires active treatment.  Annually an estimated one 

million patients diagnosed with scoliosis utilize health care resources; and, 

 

WHEREAS, scoliosis can impact a person's quality of life by limiting activity, reducing 

respiratory function, causing pain and diminishing self esteem; and, 

 

WHEREAS, screening programs allow for early detection and treatment which may alleviate the 

worst effects of scoliosis; and, 

 

WHEREAS, increased public awareness of scoliosis can help children, parents, adults and 

healthcare providers understand and recognize the complexities of spinal deformities such as 

scoliosis; and, 

 

WHEREAS, the observance of National Scoliosis Awareness Month provides an opportunity to 

renew our commitment to raise awareness of the societal and economic costs of musculoskeletal 

diseases such as scoliosis, and the need for continued research to alleviate the pain and suffering 

those diseases cause: 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim June 2013 as 

SCOLIOSIS AWARENESS MONTH in Illinois, in support of the efforts by the Scoliosis 

Research Society and the National Scoliosis Foundation to raise awareness of scoliosis and to 

improve the quality of life for those affected. 

 
Issued by the Governor April 03, 2013 

Filed by the Secretary of State April 12, 2013  
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2013-150 

WVON Day 

 

WHEREAS, on this day fifty years ago a 250-watt radio station then called WHFC adopted the 

call letters WVON (the "Voice of the Negro") and began airing R&B, soul, gospel, and Chicago 

blues; and, 

 

WHEREAS, WVON quickly became one of the nation's most popular radio stations thanks to a 

talented team of DJs known as the "Good Guys", whose legacy endures to this day; and, 

 

WHEREAS, WVON became an unapologetic drum major for social justice and political 

empowerment, from the civil rights movement of the 1960s to the voter registration drive that 

helped elect Harold Washington as Chicago Mayor in 1983; and, 

 

WHEREAS, during its five decades of existence, WVON has grown from 250 watts to 10,000 

watts, earned numerous broadcasting awards, and continues to rank among Chicago's most 

listened to stations; and,  

 

WHEREAS, few institutions exist for a half-century and even fewer are as vibrant at age 50 as 

WVON, which has gracefully matured into the "Talk of Chicago" and the "Voice of the Nation"; 

and, 

 

WHEREAS, Illinois is a much richer place because of WVON'S commitment to its listeners, its 

stellar on-air personalities, and its President Emeritus, Purvis "The Blues Man" Spann; and, 

 

WHEREAS, on April 6, 2013, WVON's fans and supporters will celebrate this milestone with a 

gala event-"Impact 50"-featuring such giants as Dick Gregory, Herb "The Cool Gent" Kent, 

Reverend Jesse Jackson, and Grammy-winning artist Toni Braxton; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim April 6, 2013 

as WVON DAY in Illinois, in honor of the radio station's Golden Anniversary and tradition of 

bringing good music and lively talk to the people of Illinois. 

 
Issued by the Governor April 03, 2013 

Filed by the Secretary of State April 12, 2013  

 

2013-151 

Asian Pacific American Heritage Month 

 

WHEREAS, in June 1977, Congressmen Frank Horton of New York and Norman Y. Mineta of 

California introduced a House resolution calling upon the President to proclaim the first 10 days 
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of May as Asian/Pacific Heritage Week. The following month, Senators Daniel Inouye and 

Spark Matsunaga introduced a similar bill in the Senate. Both were passed; and, 

 

WHEREAS, on Oct. 5, 1978, President Jimmy Carter signed a joint resolution designating the 

annual celebration; and, 

 

WHEREAS, in May 1990, the holiday was further expanded when President George H.W. Bush 

designated May to be Asian Pacific American Heritage Month; and, 

 

WHEREAS, May was chosen to commemorate the immigration of the first Japanese immigrants 

to the United States in 1843; and, 

 

WHEREAS, many immigrants of Asian heritage came to the United States during the nineteenth 

century to work in the transportation industry; and,  

 

WHEREAS, in 1869, laboring under very difficult conditions, Asian immigrants helped 

construct the transcontinental railroad, which vastly expanded economic growth and 

development across the country; and, 

 

WHEREAS, Asian Pacific American Heritage Month is celebrated annually with community 

festivals, government-sponsored events and educational activities for students; and, 

 

WHEREAS, Asian Pacific Americans have made valuable contributions to the history and 

growth of the United States and have achieved at a high level in a variety of disciplines, 

including government, business, science, technology and the arts; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim May 2013 as 

ASIAN PACIFIC AMERICAN HERITAGE MONTH in Illinois, in recognition of the 

contributions made to our economy and culture by Asian Pacific Americans, and in tribute to all 

Asian Pacific Americans who call Illinois home. 

 

Issued by the Governor April 04, 2013 

Filed by the Secretary of State April 12, 2013  

 

2013-152 

Illinois Equal Pay Day 

 

WHEREAS, according to the U.S. Census Bureau, year-round, full-time working women in 

2011 earned only 82 percent of the earnings of year-round, full-time working men, indicating 

little change or progress in pay equity in the nation; and,  
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WHEREAS, according to the most recent data from the Bureau of Labor Statistics, Illinois 

women in 2011 earned 78 percent of every dollar earned by Illinois men based on median 

weekly earnings of full-time workers; and, 

 

WHEREAS, equal pay for equal work strengthens the security of families today and eases future 

retirement costs while enhancing Illinois' economy; and, 

 

WHEREAS, in 2003, the Illinois Equal Pay Act became law, prohibiting employers from paying 

unequal wages to men and women for doing the same or substantially similar work; and, 

 

WHEREAS, since Illinois' equal pay law went into effect in 2004, the department has received 

more than 670 complaints and of the investigations completed to date, has successfully recovered 

more than half a million dollars in back pay for women who were illegally paid less than their 

male co-workers for doing the same work; and, 

 

WHEREAS, the Illinois Department of Labor promotes and protects the rights, wages, welfare, 

working conditions and safety and health of Illinois workers through enforcement of state labor 

laws; and, 

 

WHEREAS, the Illinois Department of Labor is a state agency dedicated to advancing pay 

equity in the workplace and protecting workers from gender-based wage discrimination through 

its enforcement of the Illinois Equal Pay Act; and,  

 

WHEREAS, this year's Equal Pay Day will be even more significant, as 2013 marks the 50
th

 

anniversary of the federal Equal Pay Act of 1963; and,  

 

WHEREAS, Tuesday, April 9 symbolizes the time in the new year in which wages paid to 

American women catch up to wages paid to men from the previous year and raises awareness of 

the wage gap between men and women: 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim April 9, 2013 

as ILLINOIS EQUAL PAY DAY, in recognition of the value of women's skills and 

contributions to the labor force, and I call on all employers to provide equal pay for equal work, 

both as a matter of fairness and as a matter of good business. 

 
Issued by the Governor April 08, 2013 

Filed by the Secretary of State April 12, 2013  

 

2013-153 

Ehlers-Danlos Syndrome Awareness Month 
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WHEREAS, Ehlers-Danlos Syndrome is a group of genetic disorders involving mutations in 

connective tissue characterized by looseness, instability, and dislocations of the joints, fragile 

and often hyperelastic skin that bruises, scars, and tears easily, unpredictable arterial and organ 

rupture causing acute pain, excessive internal bleeding, shock, stroke, and premature death; and, 

 

WHEREAS, there are six major types of Ehlers-Danlos Syndrome that are characterized by 

distinctive features with life being shortened for individuals with the vascular type due to arterial 

or organ rupture. It is estimated the prevalence of all types of Ehlers-Danlos Syndrome is 1 in 

5,000-10,000 births worldwide; and, 

 

WHEREAS, a network of worldwide support groups have proved of great benefit to individuals 

with Ehlers-Danlos Syndrome. Not only do these organizations put people in touch with other 

individuals managing life with Ehlers-Danlos Syndrome, they are also vital in providing up to 

date information to the medical profession and public at large; and, 

 

WHEREAS, there is a need for greater research into Ehlers-Danlos Syndrome. By encouraging 

further studies of Ehlers-Danlos Syndrome, new understanding, interventions, and improved 

treatments can be acquired, generating a growth in the knowledge base and hope for a cure; and, 

 

WHEREAS, there is neither routine screening nor a cure for Ehlers-Danlos Syndrome, so 

individuals must seek a diagnosis from a knowledgeable health care provider and individual 

symptoms must be evaluated and cared for appropriately; physical and occupational therapy 

evaluation and intervention may be required to address basic life tasks. Early and accurate 

diagnosis can provide the opportunity to create life-saving emergency medical plans, ensure 

proper monitoring, and improve quality of life and support for Ehlers-Danlos Syndrome families; 

and, 

 

WHEREAS, Ehlers-Danlos Syndrome is frequently misdiagnosed or undiagnosed, resulting in 

greater discomfort and disability for individuals and offspring; improved knowledge of the 

vascular form can prevent premature and tragic deaths; and, 

 

WHEREAS, increased knowledge of all types of Ehlers-Danlos Syndrome allow earlier and 

more effective management, thereby increasing hope of a better quality of life, increased 

participation in society, reduced disability, pain, and medical expense for Ehlers-Danlos 

Syndrome families; and, 

 

WHEREAS, the Ehlers Danlos Syndrome Network C.A.R.E.S. is an organization that is 

dedicated to educating the public and members of the medical profession, as well as supporting 

research. C.A.R.E.S. has designated the month of May as Ehlers-Danlos Syndrome Awareness 

Month in memory of those who have died from the syndrome and to raise public awareness; and, 
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THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim May 2013 as 

EHLERS-DANLOS SYNDROME AWARENESS MONTH in Illinois. 

 
Issued by the Governor April 9, 2013 

Filed by the Secretary of State April 12, 2013 

 

2013-154 

Illinois Innovation Day 

 

WHEREAS, American innovations in science and technology, fueled by public and private 

research investments, have created economic prosperity, improved our quality-of-life, and aided 

those who bravely provide our nation with safety and security; and  

 

WHEREAS, the Illinois Innovation Council was created in 2011 to identify and foster strategies 

for innovation and economic growth, including the formation of an open data initiative to 

provide open access to state data and improve transparency in Illinois; and 

 

WHEREAS, legislation and programs such as the Angel Investment Tax Credit, Research and 

Development Tax Credit, and Advantage Illinois' Invest Illinois Venture Fund support small, 

start-up businesses and their research and development activities by providing access to capital, 

connecting entrepreneurs to mentors and customers and increasing innovation-driven activities in 

the State; and 

 

WHEREAS, executive and legislative leadership has helped to create new public-private 

partnerships such as the STEM Pathways Initiative, the Joint Center For Energy Storage 

Research, and Energy Foundry which provide opportunities to expand innovation in Illinois by 

providing additional capital, marketing and consumer education, scientific research capacity and 

a better means to develop the State's human capital resources; and  

 

WHEREAS, the Illinois Science & Technology Coalition, a member-driven, non-profit 

organization, supports technology-based economic development in the state by aligning its 

public and private members around sector-driven opportunities for growth and leveraging our 

world class assets for maximum economic impact; and 

 

WHEREAS, Illinois' higher education and research institution community maintains preeminent 

faculties of capable and world renowned scientists, engineers and technological experts; and  

 

WHEREAS, sustained discovery, invention and innovation requires direct investment of state 

resources to support industries, universities and national labs, allowing them to address issues in 

high-priority areas such as energy storage, smart grid, biotechnology, and advanced 

manufacturing; and 
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WHEREAS, on Thursday, April 11, 2013, the Illinois Science & Technology Coalition and its 

member and partner organizations have organized Illinois Innovation Day to showcase the 

exceptional work being done by Illinois' world class companies and research institutions to 

contribute to our state's economic growth through innovation. 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim April 11, 2013 

as ILLINOIS INNOVATION DAY in Illinois, and encourage everyone in the Land of Lincoln 

to recognize the important role that innovation plays in the future of our state. 

 

Issued by the Governor April 9, 2013 

Filed by the Secretary of State April 12, 2013 

 

2013-155 

National Rosie The Riveter Day 

 

WHEREAS, National Rosie the Riveter Day is a collective national effort to raise awareness of 

the 16 million working women during World War II; and, 

 

WHEREAS, it is important for Americans to honor female workers who contributed on the home 

front during World War II; and, 

 

WHEREAS, these women left their homes to work or volunteer fulltime in factories, farms, 

shipyards, airplane factories, banks, and other institutions in support of the military effort 

overseas; and, 

 

WHEREAS, these women worked with the United Service Organizations (USO) or Red Cross, 

drove trucks, riveted airplane parts, collected critical materials, rolled bandages, and served on 

rationing boards, among other contributions; and, 

 

WHEREAS, it is right and proper to recognize and preserve the history and legacy of working 

women, including volunteer women, during World War II to promote cooperation and fellowship 

among such women and their descendents; and, 

 

WHEREAS, these women and their descendents wish to further the advancement of patriotic 

ideals, excellence in the workplace, and loyalty to the United States of America; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim May 25, 2013 

as NATIONAL ROSIE THE RIVETER DAY in Illinois, and encourage all citizens to honor 

these women who contributed to our country through their patriotism. 
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Issued by the Governor April 9, 2013 

Filed by the Secretary of State April 12, 2013 

 

2013-156 

Ralph Frese Happy Canoe Day 

 

WHEREAS, Ralph Frese, of Niles, Illinois - one of the most influential paddlers in the world - 

was known as "Mr. Canoe"; and 

 

WHEREAS, Ralph Frese was among Illinois' leading conservationists and a fierce advocate for 

water trails, waterway protection and paddler safety; and 

 

WHEREAS, Ralph Frese was a pioneer in many ways and even looked the part during the 1973 

re-enactment of the Joliet-Marquette voyage; and 

 

WHEREAS, Ralph Frese - a tireless steward of and equally tireless storyteller about Illinois' 

waterways - earned a "Legends of Paddling" award from the American Canoe Association and a 

spot in the Illinois Outdoor Hall of Fame; and 

 

WHEREAS, Ralph Frese was the last active blacksmith in Chicago, operated the Chicagoland 

Canoe Base, designed and built countless canoes, and inspired generations of Boy Scouts and 

other Illinoisans to get outdoors and start paddling; and 

 

WHEREAS, Ralph Frese helped launch the Illinois Paddling Council, Des Plaines River Canoe 

Marathon (one of the world's longest-running paddling events), and New Year's Day Paddle on 

the Chicago River (on a stretch of the North Branch now called the Ralph Frese River Trail); and  

 

WHEREAS, Ralph Frese mentored countless paddling enthusiasts and river conservationists to 

be engaged and involved, and to tackle any obstacles in the way of clean water, adequate access 

and free-flowing waterways; and 

 

WHEREAS, hundreds of paddlers will honor Ralph Frese's memory today by journeying down 

the Chicago River with an "empty canoe" in tow; and 

 

WHEREAS, Ralph Frese said he loved being "admiral of his own navy", especially when his co-

admiral – Rita Frese – paddled with him; so 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim April 14, 2013 

as RALPH FRESE HAPPY CANOE DAY in Illinois in recognition of one great man who 

truly made a difference. 
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Issued by the Governor April 9, 2013 

Filed by the Secretary of State April 12, 2013 

 

2013-157 

Turkey National Sovereignty and Children's Day 

 

WHEREAS, every year on April 23, over half a million Turkish-Americans celebrate Turkish 

National Sovereignty and Children's Day; and, 

 

WHEREAS, on this day, 93 years ago, the Turkish Grand National Assembly was established to 

lead the Turkish people toward freedom, justice and peace; and, 

 

WHEREAS, marked in 1921 as Turkish National Day, April 23 has also been celebrated since 

1927 as Children's Day to signify the role of future generations in the realization of  Turkish  

progress and prosperity; and 

 

WHEREAS, since its establishment, the Turkish Republic has demonstrated its commitment to 

the universal values of liberty, justice, and democracy along with its long-term strategic alliance 

with the United States ; and,  

 

WHEREAS, modern Turkey stands as the world's most predominantly Muslim secular 

parliamentary democracy. It boasts the fastest growing emerging market and remains an 

important U.S and NATO ally in a vast region stretching from Eastern Europe and North Africa 

to the Middle East and Central Asia ; and,  

 

WHEREAS, in less than a century of immigration, Turkish-Americans have had a unique impact 

on the diverse cultural spectrum of our nation, significantly contributing  to America's 

advancement in the fields of business, sciences, medicine, technology and arts; and,  

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim April 23, 2013 

as TURKISH NATIONAL SOVEREIGNTY AND CHILDREN'S DAY in Illinois.  

 

Issued by the Governor April 9, 2013 

Filed by the Secretary of State April 12, 2013 

 

2013-158 

Week of the Young Child 

 

WHEREAS, the Stepping Stones Early Childhood Learning Center and other local 

organizations, in conjunction with the National Association for the Education of Young 

Children, are celebrating the Week of the Young Child, April 14-20, 2013; and, 
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WHEREAS, all early childhood programs and agencies are working to improve early learning 

opportunities, including early literacy program that can provide a foundation of learning for 

young children in Illinois; and 

 

WHEREAS, teachers, agency leaders, staff and others who make a difference in the lives of 

young children in Illinois deserve thanks and recognition for the work they do on behalf of 

young children and families; and 

 

WHEREAS, public policies and state decisions that support early learning for all young children 

are crucial to young children's futures; and 

 

WHEREAS, Illinois recognizes the rights and needs of young children and their families and the 

early childhood programs and service that are necessary to meet those needs; and 

 

WHEREAS, everyone, as citizens of a community, state, and nation, has a role to play in making 

young children successful and healthy as they mature; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim April 14 – 20, 

2013 as the WEEK OF THE YOUNG CHILD in Illinois, and encourage all citizens to work 

together to make investments in early childhood education throughout the Land of Lincoln. 

 

Issued by the Governor April 9, 2013 

Filed by the Secretary of State April 12, 2013 

 

2013-159 

Cameroon National Day 

 

WHEREAS, the former colony of French Cameroon gained independence on January 1, 1960, 

and British Cameroon gained independence on October 1, 1961; and, 

  

WHEREAS, the State of Illinois is proud of its rich Cameroonian heritage. Over the years, 

Cameroonian-Americans have made, and continue to make, immense cultural and economic 

contributions to the State of Illinois; and,  

  

WHEREAS, it is essential that we, as Illinoisans, learn about the great history and culture of 

Cameroon and Cameroonian Americans that is woven into the rich tapestry that makes up our 

state's diverse population; and,  

  

WHEREAS, the first Cameroonians in Chicago came as students in the early 1960s, and the 

Cameroonian population in the State of Illinois continues to increase; and, 
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WHEREAS, Cameroon now celebrates National Day on May 20
th

. This date was chosen to 

commemorate the people's vote to establish a United Republic of Cameroon in 1972; and, 

  

WHEREAS, each year, May 20
th

 recalls the indomitable spirit of the Cameroonian people who 

continue to make significant contributions here in Illinois and in Cameroon; and, 

  

WHEREAS, for all Cameroonians the celebration of National Day bears a profound meaning and 

symbolizes unity, liberty, honor, and pride; and, 

  

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim May 20, 2013 

as CAMEROON NATIONAL DAY in Illinois, in recognition of their significant contributions 

to the State of Illinois, and in tribute to all Cameroonian Americans who call Illinois home. 

 
Issued by the Governor April 10, 2013 

Filed by the Secretary of State April 12, 2013 

 

2013-160 

Public Safety Telecommunications Week 

 

WHEREAS, The Statewide Communications Interoperability Plan (SCIP), serves as the 

operational  blueprint  for the conceptualization, procurement, implementation and usage of 

interoperable communication by Illinois'  public safety agencies and non-governmental as well 

as private organizations; and, 

 

WHEREAS, the development of the (SCIP) remains a cooperative effort of federal, state and 

local public safety  practitioners working through the Illinois Terrorism Task Force's 

Communications Committee and the Statewide  Interoperability Executive Committee to make 

interagency communications for public safety practitioners a top  priority; and,  

 

WHEREAS, interoperable communications has been a priority in Illinois for over 40 years.  The 

nation's first statewide emergency radio network, known as The Illinois State Police Emergency 

Radio Network (ISPERN), was established in 1965; and,  

 

WHEREAS, public safety telecommunicators, specialists in operating state-of-the-art 

interoperable radio and computer aided communications systems, are a cornerstone of the public 

safety community; and, 

 

WHEREAS, every hour of every day, telecommunicators access, monitor, and disseminate 

information of critical  importance to public safety officials in order to contribute to the safety of 

the public and success of public safety goals; and, 
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WHEREAS, these professional men and women effectively and efficiently perform their duties 

to help ensure the safety and protection of life, property, and individual rights of all people in 

Illinois; and, 

 

WHEREAS, it is appropriate that we set aside a time to demonstrate our appreciation of their 

knowledge, training, service and dedication; and, 

 

THEREFORE, I, Pat Quinn, Governor of the State of Illinois, do hereby proclaim April 14-20, 

2013 as PUBLIC SAFETY TELECOMMUNICATIONS WEEK in Illinois, in recognition of 

the vital contributions telecommunicators make to the safety and well-being of our citizens. 

  

Issued by the Governor April 10, 2013 

Filed by the Secretary of State April 12, 2013 
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